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414791 6D 109 SInk 1 Maint. Corrective Action 3 Normal 142122 UNIT 6 ‐ 6D 7/30/2021 7/30/2021 8/2/2021   80 Completion Reported BUILDING & GROUNDS 7/29/2021 0.5
414792 6D 210 Sink 1 Maint. Corrective Action 3 Normal 142121 6D CELL 210 7/29/2021 7/29/2021 7/30/2021   80 Completion Reported BUILDING & GROUNDS 7/29/2021 0.25
416582 7A DAYROOM 1 Maint. Corrective Action 3 Normal 142146 ROOFTOP UNIT 7A 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported HVAC 7/31/2021 1
420586 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/2/2021 8/2/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420587 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420588 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420589 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/2/2021 8/2/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420590 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420591 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420592 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/2/2021 8/2/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420593 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420594 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420595 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/2/2021 8/2/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420596 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420597 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420598 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/2/2021 8/2/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420599 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420600 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420601 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/2/2021 8/2/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420602 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420603 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420604 ELECTRIC LOCK ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/2/2021 8/2/2021 4/13/2022   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420605 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/2/2021 8/2/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420606 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420607 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420608 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/2/2021 8/2/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420609 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420610 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420611 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 8/2/2021 8/2/2021 8/3/2021   80 Completion Reported UTILITY 8/2/2021 1.25
420612 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 8/2/2021 8/2/2021 8/3/2021   80 Completion Reported UTILITY 8/2/2021 1.25
420613 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 8/2/2021 8/2/2021 8/13/2021   80 Completion Reported UTILITY 8/2/2021 0.5
420614 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 8/2/2021 8/2/2021 9/28/2021   80 Completion Reported KITCHEN 8/2/2021 0.34
420615 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 8/2/2021 8/2/2021 9/28/2021   80 Completion Reported KITCHEN 8/2/2021 0.25
420616 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported LAUNDRY 8/2/2021 0.17
420617 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported LAUNDRY 8/2/2021 0.17
420618 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported LAUNDRY 8/2/2021 0.17
420619 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 8/2/2021 8/2/2021 8/18/2021   80 Completion Reported UTILITY 8/2/2021 0.25
420620 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 8/2/2021 8/2/2021 8/18/2021   80 Completion Reported UTILITY 8/2/2021 0.25
420621 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 8/2/2021 8/2/2021 9/1/2021   80 Completion Reported SECURITY 8/2/2021 0.17
420622 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420623 ICE MACHINE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 8/2/2021 8/2/2021 8/18/2021   80 Completion Reported KITCHEN 8/2/2021 0.25
420624 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 8/2/2021 8/2/2021 9/1/2021   80 Completion Reported UTILITY 8/2/2021 0.17
420625 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 8/2/2021 8/2/2021 9/1/2021   80 Completion Reported UTILITY 8/2/2021 0.17
420626 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 8/2/2021 8/2/2021 8/18/2021   80 Completion Reported UTILITY 8/2/2021 0.25
420627 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 8/2/2021 8/2/2021 8/18/2021   80 Completion Reported UTILITY 8/2/2021 0.25
420628 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 8/2/2021 8/2/2021 8/18/2021   80 Completion Reported UTILITY 8/2/2021 0.25
420629 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 8/2/2021 8/2/2021 8/18/2021   80 Completion Reported UTILITY 8/2/2021 0.08
420630 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 8/2/2021 8/2/2021 8/18/2021   80 Completion Reported UTILITY 8/2/2021 0.25
420631 CRASH GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141705 CRASH GATE KITCHEN EAST 8/2/2021 8/2/2021 11/3/2021   80 Completion Reported SECURITY 8/2/2021 0.17
420632 CRASH GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141706 CRASH GATE KITCHEN WEST 8/2/2021 8/2/2021 11/3/2021   80 Completion Reported SECURITY 8/2/2021 0.17
420633 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 8/2/2021 8/2/2021 9/13/2021   80 Completion Reported FIRE 8/2/2021 0.17
420634 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 8/2/2021 8/2/2021 9/13/2021   80 Completion Reported FIRE 8/2/2021 0.17
420635 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 8/2/2021 8/2/2021 9/13/2021   80 Completion Reported FIRE 8/2/2021 0.17
420636 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141727 WEST CULINARY (DINING) 8/2/2021 8/2/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.17
420637 ICE MACHINE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 8/2/2021 8/2/2021 8/2/2021   80 Completion Reported KITCHEN 8/2/2021 0.25
420638 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 8/2/2021 8/2/2021 8/18/2021   80 Completion Reported UTILITY 8/2/2021 0.25
420639 MANLIFT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142026 MAN LIFT 8/2/2021 8/2/2021 8/25/2021   80 Completion Reported GENERAL 8/2/2021 0.75
422678 1D110 no hot water 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.25
422688 1D toilet problems in 107 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 10/6/2021 10/6/2021 10/6/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 2
422705 7A 209 toilet 1 Maint. Corrective Action 2 Urgent 142165 7A CELL 209 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.5
422706 7A heat 1 Maint. Corrective Action 2 Urgent 142167 UNIT 7 ‐ 7A 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 1.5
422707 7A 208 sink 1 Maint. Corrective Action 2 Urgent 142164 7A CELL 208 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.5
422711 *1D*  104 clogged sink 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.5
422712 *1D*  sink is clogged, 104 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.5
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422713 *1D* 103 sink runs constantly 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 1
422716 *1D* cell 206 toilet and sink 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.75
422717 *1D* 208 no hot water 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.25
422718 *1D* no hot water, in 209 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.5
422719 *1D* 206 broken light 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 8/3/2021 8/3/2021 10/11/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.08
422720 *1D* no light, in 105 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.5
422721 *1D* 205 no light 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.5
422723 7A shower drain 1 Maint. Corrective Action 2 Urgent 142167 UNIT 7 ‐ 7A 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.5
422724 6C 108 SINK 1 Maint. Corrective Action 3 Normal 142086 6C CELL 108 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 1
422725 6C 110 TOILET 1 Maint. Corrective Action 3 Normal 142088 6C CELL 110 8/11/2021 8/11/2021 8/11/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.5
422726 6C 201 SINK 1 Maint. Corrective Action 3 Normal 142089 6C CELL 201 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.5
422727 6C SHOWER #4 1 Maint. Corrective Action 3 Normal 142099 UNIT 6 ‐ 6C 8/11/2021 8/11/2021 8/11/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.5
422728 6C LIGHTS 1 Maint. Corrective Action 3 Normal 142099 UNIT 6 ‐ 6C 10/13/2021   80 Completion Reported BUILDING & GROUNDS 8/2/2021 0.08
422834 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422835 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported SECURITY 8/3/2021 3.5
422836 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422837 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422838 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422839 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422840 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422841 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141597 ROOFTOP UNIT 1 8/3/2021 8/3/2021 10/8/2021   80 Completion Reported HVAC 8/3/2021 0.5
422842 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141597 ROOFTOP UNIT 1 8/3/2021 8/3/2021 11/3/2021   80 Completion Reported HVAC 8/3/2021 0.34
422843 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141598 ROOFTOP UNIT 1 8/3/2021 8/3/2021 10/8/2021   80 Completion Reported HVAC 8/3/2021 0.5
422844 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141598 ROOFTOP UNIT 1 8/3/2021 8/3/2021 11/3/2021   80 Completion Reported HVAC 8/3/2021 0.17
422845 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141599 ROOFTOP UNIT 2 8/3/2021 8/3/2021 10/8/2021   80 Completion Reported HVAC 8/3/2021 0.5
422846 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141599 ROOFTOP UNIT 2 8/3/2021 8/3/2021 11/3/2021   80 Completion Reported HVAC 8/3/2021 0.17
422847 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141600 ROOFTOP UNIT 2 8/3/2021 8/3/2021 10/8/2021   80 Completion Reported HVAC 8/3/2021 0.5
422848 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141600 ROOFTOP UNIT 2 8/3/2021 8/3/2021 11/3/2021   80 Completion Reported HVAC 8/3/2021 0.17
422849 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141608 EXHAUST FAN 1 8/3/2021 8/3/2021 11/3/2021   80 Completion Reported HVAC 8/3/2021 0.17
422850 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141609 EXHAUST FAN 2 8/3/2021 8/3/2021 11/3/2021   80 Completion Reported HVAC 8/3/2021 0.17
422851 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141610 EXHAUST FAN 2 8/3/2021 8/3/2021 11/3/2021   80 Completion Reported HVAC 8/3/2021 0.17
422852 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141611 EXHAUST FAN 3 8/3/2021 8/3/2021 11/3/2021   80 Completion Reported HVAC 8/3/2021 0.17
422853 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 8/3/2021 8/3/2021 8/4/2021   80 Completion Reported SECURITY 8/3/2021 0.25
422854 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422855 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422856 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422857 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 8/3/2021 8/3/2021 8/4/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422858 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 8/3/2021 8/3/2021 8/4/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422859 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 8/3/2021 8/3/2021 8/4/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422860 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 8/3/2021 8/3/2021 8/4/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422861 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 8/3/2021 8/3/2021 8/4/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422862 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422863 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 8/3/2021 8/3/2021 8/4/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422864 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422865 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422866 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422867 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported SECURITY 8/3/2021 0.17
422868 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 8/3/2021 8/3/2021 8/6/2021   80 Completion Reported SECURITY 8/3/2021 0.17
423058 7A 203 spraying water leak 1 Maint. Corrective Action 2 Urgent 142159 7A CELL 203 8/2/2021 8/2/2021 8/2/2021   80 Completion Reported BUILDING & GROUNDS 8/3/2021 0.5
423059 1D & 1C IDF parts replacement 1 Maint. Corrective Action 3 Normal 141922 IDF 5/6 FLOOR 8/3/2021 8/3/2021 8/3/2021   80 Completion Reported SECURITY 8/3/2021 1
423291 MEN'S RESTROOM A LIGHT IS OUT 1 Maint. Corrective Action 3 Normal 141449 SUPPORT UNIT 8/3/2021 8/3/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 8/3/2021 0.08
423345 5A CELL 108 / 208? LEAK 1 Maint. Corrective Action 3 Normal 141932 5A CELL 108 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/3/2021 0.5
423864 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/4/2021 8/4/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/4/2021 0.17
423865 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/4/2021 8/4/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/4/2021 0.17
423866 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/4/2021 8/4/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/4/2021 0.17
423867 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/4/2021 8/4/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/4/2021 0.17
423868 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/4/2021 8/4/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/4/2021 0.17
423869 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/4/2021 8/4/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/4/2021 0.17
423870 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/4/2021 8/4/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/4/2021 0.17
423871 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/4/2021 8/4/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/4/2021 0.17
424358 5C 206 sink 1 Maint. Corrective Action 3 Normal 141987 5C CELL 206 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/4/2021 1
424363 5D shower #1 1 Maint. Corrective Action 3 Normal 142015 UNIT 5 ‐ 5D 8/9/2021 8/9/2021 8/24/2021   80 Completion Reported BUILDING & GROUNDS 8/4/2021 6
424431 5C 104 sink 1 Maint. Corrective Action 3 Normal 141975 5C CELL 104 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported BUILDING & GROUNDS 8/4/2021 1.75
424440 5C skylight leak 1 Maint. Corrective Action 3 Normal 141992 UNIT 5 ‐ 5C 3/3/2022 3/3/2022 3/3/2022 pending National Roofing repai 80 Completion Reported BUILDING & GROUNDS 8/4/2021 0.5
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424680 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 8/5/2021 8/5/2021 8/17/2021   80 Completion Reported KITCHEN 8/5/2021
424681 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 8/5/2021 8/5/2021 8/17/2021   80 Completion Reported KITCHEN 8/5/2021 1
424682 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 8/5/2021 8/5/2021 8/17/2021   80 Completion Reported KITCHEN 8/5/2021 4.5
424683 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 8/5/2021 8/5/2021 8/17/2021   80 Completion Reported KITCHEN 8/5/2021 1.5
425180 5B PIPE CHASE 209/210 1 Maint. Corrective Action 3 Normal 141968 UNIT 5 ‐ 5B 8/10/2021 8/10/2021 8/10/2021   80 Completion Reported BUILDING & GROUNDS 8/5/2021 1
427477 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/9/2021 8/9/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427478 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/9/2021 8/9/2021 8/17/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427479 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/9/2021 8/9/2021 8/17/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427480 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/9/2021 8/9/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427481 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/9/2021 8/9/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427482 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/9/2021 8/9/2021 8/17/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427483 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/9/2021 8/9/2021 8/17/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427484 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/9/2021 8/9/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427485 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/9/2021 8/9/2021 8/17/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427486 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/9/2021 8/9/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427487 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/9/2021 8/9/2021 8/17/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427488 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/9/2021 8/9/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427489 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/9/2021 8/9/2021 8/17/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427490 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/9/2021 8/9/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427491 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/9/2021 8/9/2021 8/17/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427492 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/9/2021 8/9/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427493 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported UTILITY 8/9/2021 0.5
427494 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported UTILITY 8/9/2021 0.25
427495 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported LAUNDRY 8/9/2021 0.5
427496 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported LAUNDRY 8/9/2021 0.5
427497 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported LAUNDRY 8/9/2021 0.5
427498 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141522 METAL DETECTOR 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.33
427499 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported UTILITY 8/9/2021 0.17
427500 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported UTILITY 8/9/2021 0.17
427501 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141552 METAL DETECTOR HANDHELD 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
427502 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141595 METAL DETECTOR HANDHELD 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
427503 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141596 METAL DETECTOR GROUND 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
427504 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 8/9/2021 8/9/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427505 ICE MACHINE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 8/9/2021 8/9/2021 8/30/2021   80 Completion Reported KITCHEN 8/9/2021 0.17
427506 DISHWASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 8/9/2021 8/9/2021 8/30/2021   80 Completion Reported KITCHEN 8/9/2021 4.5
427507 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 8/9/2021 8/9/2021 9/8/2021   80 Completion Reported KITCHEN 8/9/2021 0.17
427508 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 8/9/2021 8/9/2021 9/8/2021   80 Completion Reported KITCHEN 8/9/2021 0.17
427509 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 8/9/2021 8/9/2021 9/8/2021   80 Completion Reported KITCHEN 8/9/2021 0.17
427510 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141629 SEF KITCHEN HOOD 2A 8/9/2021 8/9/2021 7/21/2021   80 Completion Reported FIRE 8/9/2021
427511 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141630 SEF KITCHEN HOOD 2B 8/9/2021 8/9/2021 7/21/2021   80 Completion Reported FIRE 8/9/2021
427512 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported UTILITY 8/9/2021 0.17
427513 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported UTILITY 8/9/2021 0.17
427514 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported UTILITY 8/9/2021 0.17
427515 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported UTILITY 8/9/2021 0.17
427516 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported UTILITY 8/9/2021 0.17
427517 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141713 METAL DETECTOR HANDHELD FRONT 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
427518 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141714 METAL DETECTOR FRONT ADMIN 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
427519 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141715 METAL DETECTOR XRAY FRONT DESK 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
427520 DRAINS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141727 WEST CULINARY (DINING) 8/9/2021 8/9/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/9/2021 0.17
427521 ICE MACHINE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 8/9/2021 8/9/2021 8/10/2021   80 Completion Reported KITCHEN 8/9/2021 0.25
427522 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141729 COLDBOX WESTSIDE 8/9/2021 8/9/2021 8/17/2021   80 Completion Reported KITCHEN 8/9/2021 1
427523 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141730 COLDBOX WESTSIDE 8/9/2021 8/9/2021 8/17/2021   80 Completion Reported KITCHEN 8/9/2021 1
427524 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141733 HOT BOX WESTSIDE 8/9/2021 8/9/2021 9/1/2021   80 Completion Reported KITCHEN 8/9/2021
427525 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141734 HOT BOX WESTSIDE 8/9/2021 8/9/2021 9/1/2021   80 Completion Reported KITCHEN 8/9/2021 0.5
427526 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141735 STEAM TABLE 5 SLOT DIET LINE 8/9/2021 8/9/2021 9/8/2021   80 Completion Reported KITCHEN 8/9/2021 0.51
427527 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 8/9/2021 8/9/2021 9/8/2021   80 Completion Reported KITCHEN 8/9/2021 0.17
427528 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141737 OVEN 8/9/2021 8/9/2021 9/1/2021   80 Completion Reported KITCHEN 8/9/2021 0.25
427529 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141738 OVEN 8/9/2021 8/9/2021 9/1/2021   80 Completion Reported KITCHEN 8/9/2021 0.25
427530 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141739 OVEN 8/9/2021 8/9/2021 9/1/2021   80 Completion Reported KITCHEN 8/9/2021 0.5
427531 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141740 OVEN 8/9/2021 8/9/2021 9/1/2021   80 Completion Reported KITCHEN 8/9/2021
427532 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141741 OVEN 8/9/2021 8/9/2021 9/1/2021   80 Completion Reported KITCHEN 8/9/2021 0.25
427533 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141742 OVEN ROLL IN 8/9/2021 8/9/2021 9/1/2021   80 Completion Reported KITCHEN 8/9/2021
427534 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141743 OVEN TOP 8/9/2021 8/9/2021 9/1/2021   80 Completion Reported KITCHEN 8/9/2021 1.75
427535 GRIDDLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141744 GRIDDLE 72" GAS 8/9/2021 8/9/2021 8/21/2021   80 Completion Reported KITCHEN 8/9/2021
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427536 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 8/9/2021 8/9/2021 9/13/2021   80 Completion Reported KITCHEN 8/9/2021 0.17
427537 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 8/9/2021 8/9/2021 9/8/2021   80 Completion Reported KITCHEN 8/9/2021 0.17
427538 FOOD MIXER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141747 FLOOR MIXER WESTSIDE 8/9/2021 8/9/2021 9/8/2021   80 Completion Reported KITCHEN 8/9/2021 0.17
427539 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141748 SLICER 8/9/2021 8/9/2021 9/8/2021   80 Completion Reported KITCHEN 8/9/2021 0.17
427540 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141749 BUFFALO SLICER WESTSIDE 8/9/2021 8/9/2021 9/8/2021   80 Completion Reported KITCHEN 8/9/2021 0.17
427541 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141751 SEF KITCHEN HOOD 1A 8/9/2021 8/9/2021 7/21/2021   80 Completion Reported FIRE 8/9/2021
427542 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141752 SEF KITCHEN HOOD 1B 8/9/2021 8/9/2021 7/21/2021   80 Completion Reported FIRE 8/9/2021
427543 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141769 METAL DETECTOR HANDHELD 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
427544 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141770 METAL DETECTOR 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
427545 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported LAUNDRY 8/9/2021 0.5
427546 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported LAUNDRY 8/9/2021 0.5
427547 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported LAUNDRY 8/9/2021 0.5
427548 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 8/9/2021 8/9/2021 8/9/2021   80 Completion Reported LAUNDRY 8/9/2021 0.5
427549 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141917 SLIDER C30 8/9/2021 8/9/2021 11/17/2021   80 Completion Reported SECURITY 8/9/2021 0.17
427550 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141920 METAL DETECTOR HANDHELD 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
427551 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141921 METAL DETECTOR 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
427552 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 8/9/2021 8/9/2021 8/11/2021   80 Completion Reported UTILITY 8/9/2021 0.25
427553 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142029 METAL DETECTOR 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
427554 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142142 SLIDER C40 8/9/2021 8/9/2021 11/17/2021   80 Completion Reported SECURITY 8/9/2021 0.17
427555 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142145 METAL DETECTOR HANDHELD 8/9/2021 8/9/2021 8/20/2021   80 Completion Reported SECURITY 8/9/2021 0.25
429179 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 8/10/2021 8/10/2021 8/10/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429180 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 8/10/2021 8/10/2021 8/10/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429181 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429182 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 8/10/2021 8/10/2021 8/10/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429183 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429184 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 8/10/2021 8/10/2021 8/10/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429185 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 8/10/2021 8/10/2021 8/10/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429186 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141601 ROOFTOP UNIT 3 8/10/2021 8/10/2021 10/8/2021   80 Completion Reported HVAC 8/10/2021 0.5
429187 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141601 ROOFTOP UNIT 3 8/10/2021 8/10/2021 11/10/2021   80 Completion Reported HVAC 8/10/2021 0.17
429188 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141602 ROOFTOP UNIT 3 8/10/2021 8/10/2021 10/8/2021   80 Completion Reported HVAC 8/10/2021 0.5
429189 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141602 ROOFTOP UNIT 3 8/10/2021 8/10/2021 11/10/2021   80 Completion Reported HVAC 8/10/2021 0.17
429190 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141612 EXHAUST FAN 4 8/10/2021 8/10/2021 11/17/2021   80 Completion Reported HVAC 8/10/2021 0.34
429191 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141613 EXHAUST FAN 4 8/10/2021 8/10/2021 11/17/2021   80 Completion Reported HVAC 8/10/2021 0.34
429192 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141618 EXHAUST FAN KITCHEN HOOD 2A 8/10/2021 8/10/2021 9/13/2021   80 Completion Reported HVAC 8/10/2021 1.5
429193 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141619 EXHAUST FAN KITCHEN HOOD 2B 8/10/2021 8/10/2021 9/13/2021   80 Completion Reported HVAC 8/10/2021 0.75
429194 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 8/10/2021 8/10/2021 8/18/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429195 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 8/10/2021 8/10/2021 8/18/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429196 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 8/10/2021 8/10/2021 8/18/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429197 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 8/10/2021 8/10/2021 8/10/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429198 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429199 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429200 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429201 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429202 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141839 ROOFTOP UNIT 2A 8/10/2021 8/10/2021 10/8/2021   80 Completion Reported HVAC 8/10/2021 0.5
429203 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141839 ROOFTOP UNIT 2A 8/10/2021 8/10/2021 11/10/2021   80 Completion Reported HVAC 8/10/2021 0.17
429204 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141845 ROOFTOP UNIT 2B 8/10/2021 8/10/2021 2/21/2022   80 Completion Reported HVAC 8/10/2021 0.5
429205 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141845 ROOFTOP UNIT 2B 8/10/2021 8/10/2021 11/10/2021   80 Completion Reported HVAC 8/10/2021 0.17
429206 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429207 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429208 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429209 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429210 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429211 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 8/10/2021 8/10/2021 8/11/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429212 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 8/10/2021 8/10/2021 8/18/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429213 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 8/10/2021 8/10/2021 8/18/2021   80 Completion Reported SECURITY 8/10/2021 0.25
429753 6B CELL 101 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 142055 6B CELL 101 8/20/2021 8/20/2021 8/20/2021   80 Completion Reported BUILDING & GROUNDS 8/10/2021 1.5
429756 6B CELL 206 SINK 1 Maint. Corrective Action 3 Normal 142070 6B CELL 206 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/10/2021 1
430053 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/11/2021 8/11/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/11/2021 0.17
430054 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/11/2021 8/11/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/11/2021 0.17
430055 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/11/2021 8/11/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/11/2021 0.17
430056 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/11/2021 8/11/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/11/2021 0.17
430057 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/11/2021 8/11/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/11/2021 0.17
430058 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/11/2021 8/11/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/11/2021 0.17
430059 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/11/2021 8/11/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/11/2021 0.17
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430060 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/11/2021 8/11/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/11/2021 0.17
434160 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/16/2021 8/16/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.17
434161 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/16/2021 8/16/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.34
434162 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/16/2021 8/16/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.17
434163 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/16/2021 8/16/2021 8/23/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.34
434164 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/16/2021 8/16/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.17
434165 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/16/2021 8/16/2021 8/23/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.34
434166 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/16/2021 8/16/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 1.17
434167 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/16/2021 8/16/2021 8/23/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.34
434168 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/16/2021 8/16/2021 9/29/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.17
434169 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/16/2021 8/16/2021 8/23/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.34
434170 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/16/2021 8/16/2021 11/17/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.17
434171 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/16/2021 8/16/2021 8/23/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.34
434172 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/16/2021 8/16/2021 9/29/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.17
434173 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/16/2021 8/16/2021 8/23/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.34
434174 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/16/2021 8/16/2021 9/29/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.17
434175 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/16/2021 8/16/2021 8/23/2021   80 Completion Reported BUILDING & GROUNDS 8/16/2021 0.34
434176 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141465 WALL UNIT GUARDSHACK 8/16/2021 8/16/2021 10/27/2021   80 Completion Reported HVAC 8/16/2021 0.5
434177 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141466 WALL UNIT ARMORY 8/16/2021 8/16/2021 10/27/2021   80 Completion Reported HVAC 8/16/2021 2.5
434178 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141467 WALL UNIT SORT 8/16/2021 8/16/2021 10/27/2021   80 Completion Reported HVAC 8/16/2021 0.25
434179 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 8/16/2021 8/16/2021 8/17/2021   80 Completion Reported UTILITY 8/16/2021 3
434180 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 8/16/2021 8/16/2021 8/17/2021   80 Completion Reported UTILITY 8/16/2021 1
434181 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 8/16/2021 8/16/2021 8/17/2021   80 Completion Reported FIRE 8/16/2021 3
434182 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141507 WASHER 8/16/2021 8/16/2021 9/8/2021   80 Completion Reported LAUNDRY 8/16/2021 0.5
434183 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 8/16/2021 8/16/2021 9/10/2021   80 Completion Reported LAUNDRY 8/16/2021 0.5
434184 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 8/16/2021 8/16/2021 9/8/2021   80 Completion Reported LAUNDRY 8/16/2021 0.5
434185 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 8/16/2021 8/16/2021 8/23/2021   80 Completion Reported LAUNDRY 8/16/2021 0.17
434186 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 8/16/2021 8/16/2021 8/23/2021   80 Completion Reported LAUNDRY 8/16/2021 0.17
434187 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 8/16/2021 8/16/2021 8/23/2021   80 Completion Reported LAUNDRY 8/16/2021 0.17
434188 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141524 XRAY INTAKE 8/16/2021 8/16/2021 8/20/2021   80 Completion Reported SECURITY 8/16/2021 0.33
434189 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 8/16/2021 8/16/2021 8/17/2021   80 Completion Reported UTILITY 8/16/2021 0.25
434190 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 8/16/2021 8/16/2021 8/17/2021   80 Completion Reported UTILITY 8/16/2021 0.25
434191 ICE MACHINE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 8/16/2021 8/16/2021 8/16/2021   80 Completion Reported KITCHEN 8/16/2021 1.5
434192 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 8/16/2021 8/16/2021 8/16/2021   80 Completion Reported KITCHEN 8/16/2021 0.5
434193 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141684 BOILER 8/16/2021 8/16/2021 8/18/2021   80 Completion Reported UTILITY 8/16/2021 0.5
434194 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141685 BOILER 8/16/2021 8/16/2021 8/18/2021   80 Completion Reported UTILITY 8/16/2021 0.5
434195 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 8/16/2021 8/16/2021 8/17/2021   80 Completion Reported UTILITY 8/16/2021 0.25
434196 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 8/16/2021 8/16/2021 8/17/2021   80 Completion Reported UTILITY 8/16/2021 0.5
434197 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 8/16/2021 8/16/2021 8/17/2021   80 Completion Reported UTILITY 8/16/2021 0.5
434198 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 8/16/2021 8/16/2021 8/16/2021   80 Completion Reported UTILITY 8/16/2021 0.08
434199 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 8/16/2021 8/16/2021 8/17/2021   80 Completion Reported UTILITY 8/16/2021 1.5
434200 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 8/16/2021 8/16/2021 8/17/2021   80 Completion Reported KITCHEN 8/16/2021 3
434201 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141716 FIRE EXTINGUISHER 8/16/2021 8/16/2021 9/13/2021   80 Completion Reported FIRE 8/16/2021 0.17
434202 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141717 FIRE EXTINGUISHER 8/16/2021 8/16/2021 9/13/2021   80 Completion Reported FIRE 8/16/2021 0.17
434203 ICE MACHINE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 8/16/2021 8/16/2021 8/16/2021   80 Completion Reported KITCHEN 8/16/2021 1.5
434204 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 8/16/2021 8/16/2021 8/16/2021   80 Completion Reported KITCHEN 8/16/2021 0.5
434205 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141765 SLIDER C12 DOOR 8/16/2021 8/16/2021 11/17/2021   80 Completion Reported SECURITY 8/16/2021 0.17
434206 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141766 SLIDER C12 8/16/2021 8/16/2021 11/17/2021   80 Completion Reported SECURITY 8/16/2021 0.17
434207 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141835 SLIDER C10 HALLWAY 37 8/16/2021 8/16/2021 11/17/2021   80 Completion Reported SECURITY 8/16/2021 0.17
434208 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141854 WASHER 8/16/2021 8/16/2021 9/8/2021   80 Completion Reported LAUNDRY 8/16/2021 0.5
434209 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141855 WASHER 8/16/2021 8/16/2021 9/8/2021   80 Completion Reported LAUNDRY 8/16/2021 0.5
434210 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141856 WASHER 8/16/2021 8/16/2021 9/8/2021   80 Completion Reported LAUNDRY 8/16/2021 0.5
434211 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141922 IDF 5/6 FLOOR 8/16/2021 8/16/2021 8/18/2021   80 Completion Reported SECURITY 8/16/2021 6.5
434212 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 8/16/2021 8/16/2021 8/16/2021   80 Completion Reported UTILITY 8/16/2021 0.25
434213 SEWAGE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142348 GRINDER 8/16/2021 8/16/2021 9/13/2021   80 Completion Reported UTILITY 8/16/2021 0.17
436494 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436495 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436496 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436497 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436498 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436499 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436500 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436501 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141603 ROOFTOP UNIT 4 8/17/2021 8/17/2021 10/8/2021   80 Completion Reported HVAC 8/17/2021 0.5
436502 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141603 ROOFTOP UNIT 4 8/17/2021 8/17/2021 11/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
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436503 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141604 ROOFTOP UNIT 4 8/17/2021 8/17/2021 10/8/2021   80 Completion Reported HVAC 8/17/2021 0.5
436504 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141604 ROOFTOP UNIT 4 8/17/2021 8/17/2021 11/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436505 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141614 EXHAUST FAN 5 8/17/2021 8/17/2021 11/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436506 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141615 EXHAUST FAN 6 8/17/2021 8/17/2021 11/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436507 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436508 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436509 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436510 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141724 EXHAUST FAN KITCHEN HOOD 1A 8/17/2021 9/6/2021 9/13/2021   80 Completion Reported HVAC 8/17/2021 1.5
436511 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141725 EXHAUST FAN KITCHEN HOOD 1B 8/17/2021 8/17/2021 9/13/2021   80 Completion Reported HVAC 8/17/2021 1.5
436512 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 8/17/2021 8/17/2021 9/28/2021   80 Completion Reported HVAC 8/17/2021 0.5
436513 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 8/17/2021 8/17/2021 9/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436514 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436515 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436516 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436517 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436518 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436519 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141840 EXHAUST FAN 1 2A 8/17/2021 8/17/2021 11/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436520 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141841 EXHAUST FAN 2 2A 8/17/2021 8/17/2021 11/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436521 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436522 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436523 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141863 ROOFTOP UNIT 4 HALL 8/17/2021 8/17/2021 10/8/2021   80 Completion Reported HVAC 8/17/2021 0.5
436524 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141863 ROOFTOP UNIT 4 HALL 8/17/2021 8/17/2021 11/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436525 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141864 ROOFTOP UNIT 4A 8/17/2021 8/17/2021 10/8/2021   80 Completion Reported HVAC 8/17/2021 0.5
436526 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141864 ROOFTOP UNIT 4A 8/17/2021 8/17/2021 11/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436527 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436528 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141887 ROOFTOP UNIT 5 HALL 8/17/2021 8/17/2021 10/8/2021   80 Completion Reported HVAC 8/17/2021 0.5
436529 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141887 ROOFTOP UNIT 5 HALL 8/17/2021 8/17/2021 11/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436530 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141888 ROOFTOP UNIT 5 HALL 2 8/17/2021 8/17/2021 10/8/2021   80 Completion Reported HVAC 8/17/2021 0.5
436531 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141888 ROOFTOP UNIT 5 HALL 2 8/17/2021 8/17/2021 11/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436532 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 8/17/2021 8/17/2021 9/27/2021   80 Completion Reported HVAC 8/17/2021 0.25
436533 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 8/17/2021 8/17/2021 9/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436534 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 8/17/2021 8/17/2021 9/27/2021   80 Completion Reported HVAC 8/17/2021 0.25
436535 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 8/17/2021 8/17/2021 9/17/2021   80 Completion Reported HVAC 8/17/2021 0.17
436536 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436537 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436538 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 8/17/2021 8/17/2021 9/17/2021   80 Completion Reported HVAC 8/17/2021 0.34
436539 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 8/17/2021 8/17/2021 9/27/2021   80 Completion Reported HVAC 8/17/2021 0.25
436540 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436541 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 8/17/2021 8/17/2021 9/27/2021   80 Completion Reported HVAC 8/17/2021 0.25
436542 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 8/17/2021 8/17/2021 9/17/2021   80 Completion Reported HVAC 8/17/2021 0.34
436543 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436544 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 8/17/2021 8/17/2021 12/1/2021   80 Completion Reported HVAC 8/17/2021 0.17
436545 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 8/17/2021 8/17/2021 9/17/2021   80 Completion Reported HVAC 8/17/2021 0.34
436546 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported SECURITY 8/17/2021 0.25
436982 5A CELL 107 TOILET 1 Maint. Corrective Action 3 Normal 141931 5A CELL 107 8/17/2021 8/17/2021 8/17/2021   80 Completion Reported BUILDING & GROUNDS 8/17/2021 1.5
436985 5A CELL 107 SINK 1 Maint. Corrective Action 3 Normal 141931 5A CELL 107 8/18/2021 8/18/2021 8/18/2021   80 Completion Reported BUILDING & GROUNDS 8/17/2021 0.75
436991 1A CELL 104 SINK 1 Maint. Corrective Action 3 Normal 141774 1A CELL 104 8/26/2021 8/26/2021 8/26/2021   80 Completion Reported BUILDING & GROUNDS 8/17/2021 0.5
436995 1A CELL 210 SINK 1 Maint. Corrective Action 3 Normal 141789 1A CELL 210 10/5/2021 10/5/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 8/17/2021 4
437070 4A DAYROOM 1 Maint. Corrective Action 3 Normal 141864 ROOFTOP UNIT 4A 8/19/2021 complete issues was fuses & SE 80 Completion Reported HVAC 8/17/2021 1.5
437333 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/18/2021 8/18/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/18/2021 0.17
437334 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/18/2021 8/18/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/18/2021 0.17
437335 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/18/2021 8/18/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/18/2021 0.17
437336 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/18/2021 8/18/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/18/2021 0.17
437337 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/18/2021 8/18/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/18/2021 0.17
437338 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/18/2021 8/18/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/18/2021 0.17
437339 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/18/2021 8/18/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/18/2021 0.17
437340 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/18/2021 8/18/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/18/2021 0.17
438657 7A 202 toilet 1 Maint. Corrective Action 2 Urgent 142158 7A CELL 202 10/4/2021 10/4/2021 10/4/2021   80 Completion Reported BUILDING & GROUNDS 8/19/2021 1
438659 5D 203 sink 1 Maint. Corrective Action 2 Urgent 142007 5D CELL 203 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 8/19/2021 0.75
438660 5D 203 Toilet 1 Maint. Corrective Action 3 Normal 142007 5D CELL 203 8/20/2021 8/20/2021 8/20/2021   80 Completion Reported BUILDING & GROUNDS 8/19/2021
439846 6C DAYROOM 1 Maint. Corrective Action 3 Normal 142077 ROOFTOP UNIT 6C 8/23/2021 8/23/2021 6/23/2021   80 Completion Reported HVAC 8/20/2021 1
439847 6D CELL 102 LEAK 1 Maint. Corrective Action 3 Normal 142104 6D CELL 102 8/23/2021 8/23/2021 8/23/2021   80 Completion Reported BUILDING & GROUNDS 8/20/2021 1
440680 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/23/2021 8/23/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.17
440681 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/23/2021 8/23/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.25
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440682 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/23/2021 8/23/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.17
440683 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/23/2021 8/23/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.17
440684 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/23/2021 8/23/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.17
440685 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/23/2021 8/23/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.17
440686 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/23/2021 8/23/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.17
440687 SHOWER TEMPERATURE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/23/2021 8/23/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.17
440688 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 8/23/2021 8/23/2021 8/25/2021   80 Completion Reported UTILITY 8/23/2021 1.5
440689 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 8/23/2021 8/23/2021 8/25/2021   80 Completion Reported UTILITY 8/23/2021 0.25
440690 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 8/23/2021 8/23/2021 8/30/2021   80 Completion Reported LAUNDRY 8/23/2021 0.17
440691 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 8/23/2021 8/23/2021 8/30/2021   80 Completion Reported LAUNDRY 8/23/2021 0.17
440692 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 8/23/2021 8/23/2021 8/30/2021   80 Completion Reported LAUNDRY 8/23/2021 0.17
440693 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141537 GAS WATER HEATER 8/23/2021 8/23/2021 8/23/2021   80 Completion Reported UTILITY 8/23/2021 0.5
440694 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 8/23/2021 8/23/2021 8/24/2021   80 Completion Reported UTILITY 8/23/2021 0.25
440695 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 8/23/2021 8/23/2021 9/13/2021   80 Completion Reported UTILITY 8/23/2021 0.25
440696 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141572 WATER HEATER AB3 8/23/2021 8/23/2021 8/23/2021   80 Completion Reported UTILITY 8/23/2021
440697 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141670 GAS UNIT HEATER 8/23/2021 8/23/2021 8/23/2021   80 Completion Reported UTILITY 8/23/2021 0.17
440698 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 8/23/2021 8/23/2021 8/23/2021   80 Completion Reported UTILITY 8/23/2021 0.25
440699 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 8/23/2021 8/23/2021 8/23/2021   80 Completion Reported UTILITY 8/23/2021 0.25
440700 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 8/23/2021 8/23/2021 8/23/2021   80 Completion Reported UTILITY 8/23/2021 0.25
440701 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 8/23/2021 8/23/2021 8/23/2021   80 Completion Reported UTILITY 8/23/2021 0.17
440702 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 8/23/2021 8/23/2021 8/23/2021   80 Completion Reported UTILITY 8/23/2021 1.5
440703 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141702 SLIDER A17 8/23/2021 8/23/2021 11/17/2021   80 Completion Reported SECURITY 8/23/2021 0.17
440704 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141703 SLIDER A21 8/23/2021 8/23/2021 11/17/2021   80 Completion Reported SECURITY 8/23/2021 0.17
440705 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141704 SLIDER C20 8/23/2021 8/23/2021 11/17/2021   80 Completion Reported SECURITY 8/23/2021 0.17
440706 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 8/23/2021 8/23/2021 8/23/2021   80 Completion Reported UTILITY 8/23/2021 0.25
442053 7D 202 sink 1 Maint. Corrective Action 3 Normal 142229 7D CELL 202 8/24/2021 8/24/2021 8/24/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.75
442054 7D 205 sink 1 Maint. Corrective Action 3 Normal 142232 7D CELL 205 8/24/2021 8/24/2021 8/24/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.75
442055 7D206 sink Cold water 1 Maint. Corrective Action 3 Normal 142233 7D CELL 206 8/24/2021 8/24/2021 8/24/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 1
442057 7D 210 sink cold water 1 Maint. Corrective Action 3 Normal 142237 7D CELL 210 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021
442058 7D 210 sink hot water 1 Maint. Corrective Action 3 Normal 142237 7D CELL 210 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021
442059 7D 210 mirror 1 Maint. Corrective Action 3 Normal 142237 7D CELL 210 11/10/2021 11/10/2021 11/10/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.5
442061 7D 106 sink 1 Maint. Corrective Action 3 Normal 142224 7D CELL 106 8/24/2021 8/24/2021 8/24/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.75
442063 7D 107 toilet 1 Maint. Corrective Action 3 Normal 142225 7D CELL 107 8/24/2021 8/24/2021 8/24/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.5
442064 7D 103 toilet 1 Maint. Corrective Action 3 Normal 142221 7D CELL 103 10/1/2021 10/1/2021 10/1/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 2
442065 7D 102 sink 1 Maint. Corrective Action 3 Normal 142220 7D CELL 102 8/24/2021 8/24/2021 8/24/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.75
442066 7D 101 sink 1 Maint. Corrective Action 3 Normal 142219 7D CELL 101 8/24/2021 8/25/2021 8/26/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021
442067 7D 101 mirror 1 Maint. Corrective Action 3 Normal 142219 7D CELL 101 11/10/2021 11/10/2021 11/10/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.5
442068 7D 108 mirror 1 Maint. Corrective Action 3 Normal 142226 7D CELL 108 11/10/2021 11/10/2021 11/10/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.5
442069 7D 209 light 1 Maint. Corrective Action 3 Normal 142236 7D CELL 209 8/26/2021 8/26/2021 8/26/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.75
442071 7D 201 sink 1 Maint. Corrective Action 3 Normal 142228 7D CELL 201 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021
442140 7D Shower 1 Maint. Corrective Action 3 Normal 142238 UNIT 7 ‐ 7D 8/25/2021 8/25/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021
442144 PIR Electric fence 1 Maint. Corrective Action 2 Urgent 141447 FACILITY PERIMETER 8/23/2021   80 Completion Reported BUILDING & GROUNDS 8/23/2021 0.17
442222 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 8/24/2021 8/24/2021 8/24/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442223 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442224 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442225 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442226 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442227 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442228 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442229 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442230 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442231 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442232 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442233 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442234 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442235 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442236 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442237 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442238 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442239 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141866 EXHAUST FAN AAEFSOUTH 8/24/2021 8/24/2021 12/1/2021   80 Completion Reported HVAC 8/24/2021 0.17
442240 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442241 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141889 EXHAUST FAN 5 E1 8/24/2021 8/24/2021 12/1/2021   80 Completion Reported HVAC 8/24/2021 0.17
442242 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442243 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141924 EXHAUST FAN 5A 8/24/2021 8/24/2021 12/1/2021   80 Completion Reported HVAC 8/24/2021 0.17
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442244 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141946 EXHAUST FAN 5B 8/24/2021 8/24/2021 12/1/2021   80 Completion Reported HVAC 8/24/2021 0.17
442245 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141947 EXHAUST FAN 5B 8/24/2021 8/24/2021 12/1/2021   80 Completion Reported HVAC 8/24/2021 0.17
442246 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442247 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442248 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142124 ROOFTOP UNIT 7 HALL 1 8/24/2021 8/24/2021 10/8/2021   80 Completion Reported HVAC 8/24/2021 0.5
442249 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142124 ROOFTOP UNIT 7 HALL 1 8/24/2021 8/24/2021 12/1/2021   80 Completion Reported HVAC 8/24/2021 0.17
442250 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142125 ROOFTOP UNIT 7 HALL 2 8/24/2021 8/24/2021 10/8/2021   80 Completion Reported HVAC 8/24/2021 0.5
442251 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142125 ROOFTOP UNIT 7 HALL 2 8/24/2021 8/24/2021 12/1/2021   80 Completion Reported HVAC 8/24/2021 0.17
442252 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442253 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142146 ROOFTOP UNIT 7A 8/24/2021 8/24/2021 12/1/2021   80 Completion Reported HVAC 8/24/2021 0.17
442254 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142146 ROOFTOP UNIT 7A 8/24/2021 8/24/2021 10/12/2021   80 Completion Reported HVAC 8/24/2021 3.5
442255 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142169 ROOFTOP UNIT 7B 8/24/2021 8/24/2021 10/8/2021   80 Completion Reported HVAC 8/24/2021 0.5
442256 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142169 ROOFTOP UNIT 7B 8/24/2021 8/24/2021 12/1/2021   80 Completion Reported HVAC 8/24/2021 0.17
442257 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142193 ROOFTOP UNIT 7C 8/24/2021 8/24/2021 10/8/2021   80 Completion Reported HVAC 8/24/2021 0.5
442258 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142193 ROOFTOP UNIT 7C 8/24/2021 8/24/2021 12/1/2021   80 Completion Reported HVAC 8/24/2021 0.17
442259 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142217 ROOFTOP UNIT 7D 8/24/2021 8/24/2021 10/8/2021   80 Completion Reported HVAC 8/24/2021 0.5
442260 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142217 ROOFTOP UNIT 7D 8/24/2021 8/24/2021 12/1/2021   80 Completion Reported HVAC 8/24/2021 0.17
442261 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 8/24/2021 8/24/2021 8/25/2021   80 Completion Reported SECURITY 8/24/2021 0.25
442802 7D 202 toilet 1 Maint. Corrective Action 3 Normal 142229 7D CELL 202 8/25/2021 8/25/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/24/2021
442809 7D shower 1 1 Maint. Corrective Action 3 Normal 142238 UNIT 7 ‐ 7D 10/13/2021 10/13/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 8/24/2021 1
442810 7D shower 4 1 Maint. Corrective Action 3 Normal 142238 UNIT 7 ‐ 7D 8/25/2021 8/25/2021 8/25/2021   80 Completion Reported BUILDING & GROUNDS 8/24/2021
443010 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 8/25/2021 8/25/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/25/2021 0.17
443011 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 8/25/2021 8/25/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/25/2021 0.17
443012 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 8/25/2021 8/25/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/25/2021 0.17
443013 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 8/25/2021 8/25/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/25/2021 0.17
443014 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 8/25/2021 8/25/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/25/2021 0.17
443015 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 8/25/2021 8/25/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/25/2021 0.17
443016 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 8/25/2021 8/25/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/25/2021 0.17
443017 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 8/25/2021 8/25/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/25/2021 0.17
443018 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141500 COMPACTOR OPERATOR 8/25/2021 8/25/2021 9/27/2021   80 Completion Reported GENERAL 8/25/2021 0.17
443019 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141501 TRASH COMPACTOR 1 8/25/2021 8/25/2021 9/27/2021   80 Completion Reported GENERAL 8/25/2021 0.17
443020 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 8/25/2021 8/25/2021 8/25/2021   80 Completion Reported UTILITY 8/25/2021 0.5
443021 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 8/25/2021 8/25/2021 8/25/2021   80 Completion Reported UTILITY 8/25/2021 0.5
443202 7D TV 1 Maint. Corrective Action 3 Normal 142238 UNIT 7 ‐ 7D 8/25/2021 8/25/2021 10/28/2021   80 Completion Reported BUILDING & GROUNDS 8/25/2021 1
443230 1D 206 toilet 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 9/1/2021 9/1/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/25/2021 1.5
443231 2A showers 1 Maint. Corrective Action 3 Normal 141844 UNIT 2 ‐ 2A (DORM 1) 9/1/2021 9/1/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/25/2021 0.25
443533 TIME CLOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141721 TIME CLOCK 8/26/2021 8/26/2021 8/26/2021   80 Completion Reported GENERAL 8/26/2021 0.15
444088 5A pipe chase 1 Maint. Corrective Action 3 Normal 141944 UNIT 5 ‐ 5A 9/16/2021 9/16/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 8/26/2021 2
444177 7B ICE BOX 1 Maint. Corrective Action 3 Normal 142191 UNIT 7 ‐ 7B 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported BUILDING & GROUNDS 8/26/2021 0.5
444179 5C Stand 1 Maint. Corrective Action 3 Normal 141992 UNIT 5 ‐ 5C 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported BUILDING & GROUNDS 8/26/2021 1
444182 5C shower #2 1 Maint. Corrective Action 3 Normal 141992 UNIT 5 ‐ 5C 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported BUILDING & GROUNDS 8/26/2021 2
445179 KITCHEN WARMER #2  BY SERVING 1 Maint. Corrective Action 3 Normal 141733 HOT BOX WESTSIDE 9/1/2021 9/1/2021 9/1/2021   80 Completion Reported KITCHEN 8/27/2021 0.5
445180 KITCHEN HOT BOX 1 Maint. Corrective Action 3 Normal 141734 HOT BOX WESTSIDE 9/8/2021 9/8/2021 2/18/2022 found parts in storage 80 Completion Reported KITCHEN 8/27/2021 2
445203 CULINARY FREEZER #1 1 Maint. Corrective Action 3 Normal 141622 FREEZER #1 EASTSIDE 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported KITCHEN 8/27/2021 0.25
445208 CULINARY THREE COMPARTMENT SIN 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported BUILDING & GROUNDS 8/27/2021 0.75
445210 KITCHEN Hood Lighs 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported BUILDING & GROUNDS 8/27/2021 1
445211 KITCHEN LIGHTS 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 9/13/2021   80 Completion Reported BUILDING & GROUNDS 8/27/2021 1.5
445212 KITCHEN OVEN NOT WORKING 1 Maint. Corrective Action 3 Normal 141738 OVEN 9/1/2021 9/1/2021 9/1/2021   80 Completion Reported KITCHEN 8/27/2021 0.75
445215 KITCHEN TILT SKILLET 1 Maint. Corrective Action 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported KITCHEN 8/27/2021 0.25
445217 KITCHEN FREEZER #1 LOCK 1 Maint. Corrective Action 3 Normal 141622 FREEZER #1 EASTSIDE 8/26/2021 8/26/2021 8/30/2021   80 Completion Reported KITCHEN 8/27/2021 1
445220 KITCHEN COOLER #1 CONDESOR COV 1 Maint. Corrective Action 3 Normal 141623 COOLER #1 EASTSIDE 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported KITCHEN 8/27/2021 1
445225 KITCHEN OFFICE DOOR 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 11/20/2021 11/20/2021 11/20/2021   80 Completion Reported BUILDING & GROUNDS 8/27/2021 2
445924 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 8/30/2021 8/30/2021 9/30/2021   80 Completion Reported UTILITY 8/30/2021 1.5
445925 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported UTILITY 8/30/2021 0.25
445926 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 8/30/2021 8/30/2021 9/8/2021   80 Completion Reported LAUNDRY 8/30/2021 0.17
445927 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 8/30/2021 8/30/2021 9/8/2021   80 Completion Reported LAUNDRY 8/30/2021 0.17
445928 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 8/30/2021 8/30/2021 9/8/2021   80 Completion Reported LAUNDRY 8/30/2021 0.17
445929 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported UTILITY 8/30/2021 0.25
445930 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported UTILITY 8/30/2021 0.25
445931 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported UTILITY 8/30/2021 0.25
445932 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported UTILITY 8/30/2021 0.25
445933 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported UTILITY 8/30/2021 1.5
445934 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported UTILITY 8/30/2021 0.17
445935 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported UTILITY 8/30/2021 0.25
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445936 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 8/30/2021 8/30/2021 8/30/2021   80 Completion Reported UTILITY 8/30/2021 0.25
447197 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.25
447198 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.25
447199 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.25
447200 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447201 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447202 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447203 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447204 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447205 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447206 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447207 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447208 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447209 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447210 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447211 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447212 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447213 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447214 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447215 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447216 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447217 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447218 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447219 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported SECURITY 8/31/2021 0.08
447328 1/2 FLOOR COUNSELOR OFFICE 1 Maint. Corrective Action 3 Normal 141450 UNIT 1 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported BUILDING & GROUNDS 8/31/2021 0.75
447329 OUTER PED. GATE INTERCOM 1 Maint. Corrective Action 3 Normal 142128 INTERCOM 8/31/2021 8/31/2021 8/31/2021   80 Completion Reported UTILITY 8/31/2021 0.75
447538 1A PRIVACY CURTIANS 1 Maint. Corrective Action 3 Normal 141791 UNIT 1 ‐ 1A 3/3/2022 Parts on order/ UM prep 80 Completion Reported BUILDING & GROUNDS 8/31/2021 1.5
447540 1B SHOWER PRIVACY CURTAINS 1 Maint. Corrective Action 3 Normal 141813 UNIT 1 ‐ 1B 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported BUILDING & GROUNDS 8/31/2021
447552 5A AC 1 Maint. Corrective Action 3 Normal 141944 UNIT 5 ‐ 5A 9/1/2021 9/1/2021 9/1/2021   80 Completion Reported BUILDING & GROUNDS 8/31/2021 0.75
451549 NOISE SURVEY ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141444 FACILITY GROUNDS 9/1/2021 9/1/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.17
451550 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 9/1/2021 9/1/2021 9/8/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.17
451551 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 9/1/2021 9/1/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.5
451552 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 9/1/2021 9/1/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 1
451553 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 9/1/2021 9/1/2021 9/8/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.17
451554 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 9/1/2021 9/1/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.5
451555 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 9/1/2021 9/1/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.08
451556 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 9/1/2021 9/1/2021 9/8/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.17
451557 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 9/1/2021 9/1/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.25
451558 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 9/1/2021 9/1/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.08
451559 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 9/1/2021 9/1/2021 9/8/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.17
451560 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 9/1/2021 9/1/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.25
451561 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 9/1/2021 9/1/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.08
451562 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 9/1/2021 9/1/2021 9/8/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.17
451563 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 9/1/2021 9/1/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.5
451564 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 9/1/2021 9/1/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.5
451565 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 9/1/2021 9/1/2021 9/8/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.17
451566 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 9/1/2021 9/1/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.5
451567 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 9/1/2021 9/1/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.5
451568 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 9/1/2021 9/1/2021 9/8/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.17
451569 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 9/1/2021 9/1/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.5
451570 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 9/1/2021 9/1/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.5
451571 ELECTRIC LOCK ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 9/1/2021 9/1/2021 4/13/2022   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.17
451572 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 9/1/2021 9/1/2021 9/8/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.17
451573 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 9/1/2021 9/1/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.75
451574 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 9/1/2021 9/1/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.5
451575 IN‐LINE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141460 EXHUAST FAN SORT 9/1/2021 9/1/2021 12/17/2021   80 Completion Reported HVAC 9/1/2021 0.5
451576 IN‐LINE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141461 EXHAUST FAN FAN 9/1/2021 9/1/2021 12/17/2021   80 Completion Reported HVAC 9/1/2021 0.5
451577 IN‐LINE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141462 EXHAUST FAN HEATER UNIT ARMORY 9/1/2021 9/1/2021 10/27/2021   80 Completion Reported HVAC 9/1/2021 0.25
451578 ELECTRIC UNIT HEATER ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141463 HEATER UNIT TRANSCOR 9/1/2021 9/1/2021 12/17/2021   80 Completion Reported HVAC 9/1/2021 0.75
451579 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141463 HEATER UNIT TRANSCOR 9/1/2021 9/1/2021 12/1/2021   80 Completion Reported HVAC 9/1/2021 0.17
451580 ELECTRIC UNIT HEATER ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141464 HEATER UNIT SORT 9/1/2021 9/1/2021 10/27/2021   80 Completion Reported HVAC 9/1/2021 0.25
451581 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141464 HEATER UNIT SORT 9/1/2021 9/1/2021 10/27/2021   80 Completion Reported HVAC 9/1/2021 0.25
451582 ELECTRIC UNIT HEATER ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141471 HEATER 9/1/2021 9/1/2021 10/27/2021   80 Completion Reported HVAC 9/1/2021 0.25
451583 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141471 HEATER 9/1/2021 9/1/2021 10/27/2021   80 Completion Reported HVAC 9/1/2021 0.25
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451584 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 9/1/2021 9/1/2021 9/7/2021   80 Completion Reported UTILITY 9/1/2021 2.5
451585 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 9/1/2021 9/1/2021 10/11/2021   80 Completion Reported KITCHEN 9/1/2021 0.17
451586 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 9/1/2021 9/1/2021 10/11/2021   80 Completion Reported KITCHEN 9/1/2021 0.17
451587 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 9/1/2021 9/1/2021 9/7/2021   80 Completion Reported SECURITY 9/1/2021 0.08
451588 ELECTRIC UNIT HEATER ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141554 HEATER AB1 9/1/2021 9/1/2021 11/4/2021   80 Completion Reported HVAC 9/1/2021 6
451589 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141554 HEATER AB1 9/1/2021 9/1/2021 11/5/2021   80 Completion Reported HVAC 9/1/2021 6
451590 ELECTRIC UNIT HEATER ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141574 ELECTRIC HEATER 9/1/2021 9/1/2021 2/21/2022   80 Completion Reported HVAC 9/1/2021 5
451591 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141574 ELECTRIC HEATER 9/1/2021 9/1/2021 11/3/2021   80 Completion Reported HVAC 9/1/2021 6
451592 ELECT. WATER HEATER‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141581 ELECTRIC WATER HEATER 9/1/2021 9/1/2021 10/20/2021   80 Completion Reported UTILITY 9/1/2021 1.25
451593 DRAINS ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 9/1/2021 9/1/2021 9/23/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.5
451594 UPS ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141669 SMART UPS 2200 9/1/2021 9/1/2021 9/22/2021   80 Completion Reported UTILITY 9/1/2021 0.25
451595 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 9/1/2021 9/1/2021 9/13/2021   80 Completion Reported UTILITY 9/1/2021 0.5
451596 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 9/1/2021 9/1/2021 9/13/2021   80 Completion Reported UTILITY 9/1/2021 0.5
451597 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 9/1/2021 9/1/2021 9/1/2021   80 Completion Reported UTILITY 9/1/2021 0.5
451598 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 9/1/2021 9/1/2021 9/1/2021   80 Completion Reported UTILITY 9/1/2021 0.5
451599 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 9/1/2021 9/1/2021 9/1/2021   80 Completion Reported UTILITY 9/1/2021 0.5
451600 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 9/1/2021 9/1/2021 9/1/2021   80 Completion Reported UTILITY 9/1/2021 0.17
451601 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 9/1/2021 9/1/2021 9/1/2021   80 Completion Reported UTILITY 9/1/2021 0.17
451602 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 9/1/2021 9/1/2021 11/3/2021   80 Completion Reported FIRE 9/1/2021 0.17
451603 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 9/1/2021 9/1/2021 11/3/2021   80 Completion Reported FIRE 9/1/2021 0.17
451604 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 9/1/2021 9/1/2021 11/3/2021   80 Completion Reported FIRE 9/1/2021 0.17
451605 ELECT. WATER HEATER‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142018 WATER HEATER 9/1/2021 9/1/2021 10/27/2021   80 Completion Reported UTILITY 9/1/2021 1.25
451606 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 9/1/2021 9/1/2021 9/10/2021   80 Completion Reported UTILITY 9/1/2021 0.25
451607 UPS ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142139 UPS 9/1/2021 9/1/2021 9/22/2021   80 Completion Reported UTILITY 9/1/2021 1
451608 ELECTRIC UNIT HEATER ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 142336 HEATER ELECTRIC 9/1/2021 9/1/2021 11/4/2021   80 Completion Reported HVAC 9/1/2021 6
451609 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142336 HEATER ELECTRIC 9/1/2021 9/1/2021 11/3/2021   80 Completion Reported HVAC 9/1/2021 6
453195 1A DAYROOM 1 Maint. Corrective Action 3 Normal 141791 UNIT 1 ‐ 1A 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.25
453197 2B UNIT 1 Maint. Corrective Action 3 Normal 141850 UNIT 2 ‐ 2B (DORM 2) 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported BUILDING & GROUNDS 9/1/2021 0.25
453732 LAUNDRY DRYER#4 1 Maint. Corrective Action 3 Normal 141853 LAUNDRY 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 1
453735 2B TOILET #1 1 Maint. Corrective Action 3 Normal 141850 UNIT 2 ‐ 2B (DORM 2) 10/7/2021 10/7/2021 10/7/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 1.5
453737 1D CELL 102 SINK 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 10/6/2021 10/6/2021 10/6/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 1
453739 1D CELL 104 NIGHTLIGHT 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 9/2/2021 9/2/2021 10/11/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 0.08
453740 1D CELL 105 SINK 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 9/6/2021 9/6/2021 9/6/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 1
453743 1D CELL 105 NIGHTLIGHT 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 9/2/2021 9/2/2021 10/11/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 0.08
453744 1D CELL 106 SINK 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 1.5
453745 1D CELL 107 TOILET 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 10/6/2021 10/6/2021 10/6/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 1
453747 1D CELL 201 SINK 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 10/6/2021 10/6/2021 10/6/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 1
453748 1D CELL 201 TOILET 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 10/6/2021 10/6/2021 10/6/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 1
453750 1D CELL 202 NIGHTLIGHT 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 9/2/2021 9/2/2021 10/11/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 0.08
453751 1D CELL 203 NIGHTLIGHT 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 9/2/2021 9/2/2021 10/11/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 0.08
453753 1D CELL 204 NIGHTLIGHT 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 9/2/2021 9/2/2021 10/11/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 0.08
453754 1D CELL 205 MAIN LIGHT 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 9/2/2021 9/2/2021 10/11/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 0.08
453756 1D CELL 206 SINK 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 0.5
453757 1D CELL 208 NIGHTLIGHT 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 9/2/2021 9/2/2021 10/11/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 0.08
453971 6D 102 Flooded 1 Maint. Corrective Action 3 Normal 142104 6D CELL 102 9/5/2021 9/5/2021 9/5/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 0.33
453972 6D 103 Flooded 1 Maint. Corrective Action 3 Normal 142105 6D CELL 103 9/5/2021 9/5/2021 9/5/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 0.33
453973 6D 109 sink 1 Maint. Corrective Action 3 Normal 142111 6D CELL 109 9/5/2021 9/5/2021 9/5/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 0.75
453974 7D 202 toilet 1 Maint. Corrective Action 3 Normal 142229 7D CELL 202 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 9/2/2021 1
454520 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141970 EXHAUST FAN 5C 9/3/2021 9/3/2021 12/1/2021   80 Completion Reported HVAC 9/3/2021
454521 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141971 EXHAUST FAN 5C 9/3/2021 9/3/2021 12/1/2021   80 Completion Reported HVAC 9/3/2021
454522 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141994 EXHAUST FAN 5D 9/3/2021 9/3/2021 12/1/2021   80 Completion Reported HVAC 9/3/2021
454523 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141995 EXHAUST FAN 5D 9/3/2021 9/3/2021 12/1/2021   80 Completion Reported HVAC 9/3/2021
454524 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142242 ROOFTOP UNIT 8A 9/3/2021 9/3/2021 12/1/2021   80 Completion Reported HVAC 9/3/2021 0.17
454525 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142242 ROOFTOP UNIT 8A 9/3/2021 9/3/2021 10/8/2021   80 Completion Reported HVAC 9/3/2021 0.5
454526 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142265 ROOFTOP UNIT 8B 9/3/2021 9/3/2021 12/1/2021   80 Completion Reported HVAC 9/3/2021 0.17
454527 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142265 ROOFTOP UNIT 8B 9/3/2021 9/3/2021 10/8/2021   80 Completion Reported HVAC 9/3/2021 0.5
454528 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142289 ROOFTOP UNIT 8C 9/3/2021 9/3/2021 12/1/2021   80 Completion Reported HVAC 9/3/2021 0.17
454529 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142289 ROOFTOP UNIT 8C 9/3/2021 9/3/2021 10/8/2021   80 Completion Reported HVAC 9/3/2021 0.5
454530 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142313 ROOFTOP UNIT 8D 9/3/2021 9/3/2021 10/12/2021   80 Completion Reported HVAC 9/3/2021 0.5
454531 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142313 ROOFTOP UNIT 8D 9/3/2021 9/3/2021 12/1/2021   80 Completion Reported HVAC 9/3/2021 0.17
455377 5C DAYROOM LIGHTS 1 Maint. Corrective Action 3 Normal 141992 UNIT 5 ‐ 5C 9/4/2021 9/4/2021 10/11/2021   80 Completion Reported BUILDING & GROUNDS 9/4/2021 0.08
455378 5A CELL 108 PIPE 1 Maint. Corrective Action 3 Normal 141932 5A CELL 108 9/16/2021 9/16/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 9/4/2021 2.75
456080 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 9/6/2021 9/6/2021 9/7/2021   80 Completion Reported UTILITY 9/6/2021 2.5
456081 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 9/6/2021 9/6/2021 9/7/2021   80 Completion Reported UTILITY 9/6/2021 1
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456082 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 9/6/2021 9/6/2021 9/8/2021   80 Completion Reported LAUNDRY 9/6/2021 0.5
456083 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 9/6/2021 9/6/2021 9/8/2021   80 Completion Reported LAUNDRY 9/6/2021 0.5
456084 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 9/6/2021 9/6/2021 9/8/2021   80 Completion Reported LAUNDRY 9/6/2021 0.5
456085 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 9/6/2021 9/6/2021 9/7/2021   80 Completion Reported UTILITY 9/6/2021 0.25
456086 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 9/6/2021 9/6/2021 9/7/2021   80 Completion Reported UTILITY 9/6/2021 0.25
456087 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 9/6/2021 9/6/2021 9/8/2021   80 Completion Reported KITCHEN 9/6/2021 0.08
456088 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 9/6/2021 9/6/2021 9/8/2021   80 Completion Reported KITCHEN 9/6/2021 0.08
456089 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 9/6/2021 9/6/2021 9/7/2021   80 Completion Reported UTILITY 9/6/2021 0.25
456090 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 9/6/2021 9/6/2021 9/7/2021   80 Completion Reported UTILITY 9/6/2021 0.25
456091 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 9/6/2021 9/6/2021 9/7/2021   80 Completion Reported UTILITY 9/6/2021 0.25
456092 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 9/6/2021 9/6/2021 9/7/2021   80 Completion Reported UTILITY 9/6/2021 0.17
456093 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 9/6/2021 9/6/2021 9/7/2021   80 Completion Reported UTILITY 9/6/2021 1.75
456094 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 9/6/2021 9/6/2021 9/8/2021   80 Completion Reported KITCHEN 9/6/2021 10
456095 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 9/6/2021 9/6/2021 9/8/2021   80 Completion Reported KITCHEN 9/6/2021 0.05
456096 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 9/6/2021 9/6/2021 9/7/2021   80 Completion Reported UTILITY 9/6/2021 0.25
457309 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.25
457310 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.25
457311 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457312 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457313 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457314 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457315 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457316 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457317 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457318 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457319 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457320 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457321 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457322 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457323 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457324 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457325 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457326 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457327 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457328 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457329 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457330 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457331 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 9/7/2021 9/7/2021 9/7/2021   80 Completion Reported SECURITY 9/7/2021 0.08
457689 Rec cages locks not working 1 Maint. Corrective Action 3 Normal 141454 UNIT 5 9/7/2021 9/7/2021 12/7/2021   80 Completion Reported BUILDING & GROUNDS 9/7/2021 2
458063 6C microwave outlet 1 Maint. Corrective Action 2 Urgent 142099 UNIT 6 ‐ 6C 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported BUILDING & GROUNDS 9/7/2021 1
458064 6C 106 Sink 1 Maint. Corrective Action 3 Normal 142084 6C CELL 106 9/20/2021 9/20/2021 9/20/2021   80 Completion Reported BUILDING & GROUNDS 9/7/2021 0.75
458066 6C 109 Sink 1 Maint. Corrective Action 3 Normal 142087 6C CELL 109 9/20/2021 9/20/2021 9/20/2021   80 Completion Reported BUILDING & GROUNDS 9/7/2021 1
458067 8B CELL 103 SINK 1 Maint. Corrective Action 3 Normal 142269 8B CELL 103 9/16/2021 9/16/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 9/7/2021 0.75
458068 8B CELL 110 TOILET 1 Maint. Corrective Action 3 Normal 142276 8B CELL 110 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported BUILDING & GROUNDS 9/7/2021 6
458069 8B CELL 101 WATER 1 Maint. Corrective Action 3 Normal 142267 8B CELL 101 9/16/2021 9/16/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 9/7/2021 1
458070 8B CELL 206 SINK 1 Maint. Corrective Action 3 Normal 142282 8B CELL 206 9/17/2021 9/17/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/7/2021 0.75
458071 8B CELL 207 SINK 1 Maint. Corrective Action 3 Normal 142283 8B CELL 207 9/17/2021 9/17/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/7/2021 0.75
458072 8B CELL 208 SINK 1 Maint. Corrective Action 3 Normal 142284 8B CELL 208 9/17/2021 9/17/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/7/2021 0.75
458073 8B SHOWER #3 DRAIN 1 Maint. Corrective Action 3 Normal 142287 UNIT 8 ‐ 8B 9/17/2021 9/17/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/7/2021 0.5
458427 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 9/8/2021 9/8/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/8/2021 0.17
458428 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 9/8/2021 9/8/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/8/2021 0.17
458429 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 9/8/2021 9/8/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/8/2021 0.17
458430 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 9/8/2021 9/8/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/8/2021 0.17
458431 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 9/8/2021 9/8/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/8/2021 0.17
458432 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 9/8/2021 9/8/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/8/2021 0.17
458433 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 9/8/2021 9/8/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/8/2021 0.17
458434 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 9/8/2021 9/8/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/8/2021 0.17
458435 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141522 METAL DETECTOR 9/8/2021 9/8/2021 10/28/2021   80 Completion Reported SECURITY 9/8/2021 0.25
458436 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141552 METAL DETECTOR HANDHELD 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.25
458437 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141595 METAL DETECTOR HANDHELD 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.08
458438 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141596 METAL DETECTOR GROUND 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.25
458439 DISHWASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 9/8/2021 9/8/2021 9/30/2021   80 Completion Reported KITCHEN 9/8/2021 5.5
458440 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 9/8/2021 9/8/2021 9/27/2021   80 Completion Reported KITCHEN 9/8/2021 0.25
458441 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 9/8/2021 9/8/2021 9/24/2021   80 Completion Reported KITCHEN 9/8/2021 0.25
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458442 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported KITCHEN 9/8/2021 0.25
458443 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141713 METAL DETECTOR HANDHELD FRONT 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.25
458444 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141714 METAL DETECTOR FRONT ADMIN 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.25
458445 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141715 METAL DETECTOR XRAY FRONT DESK 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.25
458446 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141729 COLDBOX WESTSIDE 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported KITCHEN 9/8/2021 1.5
458447 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141730 COLDBOX WESTSIDE 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported KITCHEN 9/8/2021 2
458448 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141733 HOT BOX WESTSIDE 9/8/2021 9/8/2021 9/29/2021   80 Completion Reported KITCHEN 9/8/2021 1
458449 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141734 HOT BOX WESTSIDE 9/8/2021 9/8/2021 9/29/2021   80 Completion Reported KITCHEN 9/8/2021 1
458450 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141735 STEAM TABLE 5 SLOT DIET LINE 9/8/2021 9/8/2021 9/29/2021   80 Completion Reported KITCHEN 9/8/2021 0.5
458451 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 9/8/2021 9/8/2021 9/29/2021   80 Completion Reported KITCHEN 9/8/2021 1
458452 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141737 OVEN 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported KITCHEN 9/8/2021 0.5
458453 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141738 OVEN 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported KITCHEN 9/8/2021 0.5
458454 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141739 OVEN 9/8/2021 9/8/2021 9/29/2021   80 Completion Reported KITCHEN 9/8/2021 1.5
458455 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141740 OVEN 9/8/2021 9/8/2021 9/29/2021   80 Completion Reported KITCHEN 9/8/2021 0.5
458456 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141741 OVEN 9/8/2021 9/8/2021 9/29/2021   80 Completion Reported KITCHEN 9/8/2021 3.5
458457 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141742 OVEN ROLL IN 9/8/2021 9/8/2021 10/1/2021   80 Completion Reported KITCHEN 9/8/2021 2
458458 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141743 OVEN TOP 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported KITCHEN 9/8/2021 0.5
458459 GRIDDLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141744 GRIDDLE 72" GAS 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported KITCHEN 9/8/2021 0.5
458460 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 9/8/2021 9/8/2021 9/24/2021   80 Completion Reported KITCHEN 9/8/2021 0.25
458461 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 9/8/2021 9/8/2021 9/29/2021   80 Completion Reported KITCHEN 9/8/2021 0.5
458462 FOOD MIXER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141747 FLOOR MIXER WESTSIDE 9/8/2021 9/8/2021 9/17/2021   80 Completion Reported KITCHEN 9/8/2021 1
458463 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141748 SLICER 9/8/2021 9/8/2021 9/20/2021   80 Completion Reported KITCHEN 9/8/2021 0.5
458464 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141749 BUFFALO SLICER WESTSIDE 9/8/2021 9/8/2021 9/29/2021   80 Completion Reported KITCHEN 9/8/2021 0.5
458465 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141769 METAL DETECTOR HANDHELD 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.25
458466 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141770 METAL DETECTOR 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.25
458467 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported LAUNDRY 9/8/2021 0.5
458468 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported LAUNDRY 9/8/2021 0.5
458469 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported LAUNDRY 9/8/2021 0.5
458470 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 9/8/2021 9/8/2021 9/8/2021   80 Completion Reported LAUNDRY 9/8/2021 0.5
458471 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141920 METAL DETECTOR HANDHELD 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.25
458472 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141921 METAL DETECTOR 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.25
458473 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142029 METAL DETECTOR 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.25
458474 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142145 METAL DETECTOR HANDHELD 9/8/2021 9/8/2021 9/13/2021   80 Completion Reported SECURITY 9/8/2021 0.25
460423 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141842 EXHAUST FAN 3 2A 9/10/2021 9/10/2021 12/1/2021   80 Completion Reported HVAC 9/10/2021 0.17
460424 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141923 ROOFTOP UNIT 5A 9/10/2021 9/10/2021 10/8/2021   80 Completion Reported HVAC 9/10/2021 0.5
460425 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141923 ROOFTOP UNIT 5A 9/10/2021 9/10/2021 12/1/2021   80 Completion Reported HVAC 9/10/2021 0.17
460426 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142126 EXHAUST FAN 7 HALL 9/10/2021 9/10/2021 12/1/2021   80 Completion Reported HVAC 9/10/2021
460427 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142147 EXHAUST FAN 7A 9/10/2021 9/10/2021 12/1/2021   80 Completion Reported HVAC 9/10/2021
460428 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142170 EXHAUST FAN 7B 9/10/2021 9/10/2021 12/1/2021   80 Completion Reported HVAC 9/10/2021
460429 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142194 EXHAUST FAN 7C 9/10/2021 9/10/2021 12/1/2021   80 Completion Reported HVAC 9/10/2021
460430 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142218 EXHAUST FAN 7D 9/10/2021 9/10/2021 12/1/2021   80 Completion Reported HVAC 9/10/2021
461023 HR OFFICE WINDOW 1 Maint. Corrective Action 3 Normal 141449 SUPPORT UNIT Requested quote 45 Pending BUILDING & GROUNDS 9/10/2021
461781 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported UTILITY 9/13/2021 2.5
461782 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported UTILITY 9/13/2021 0.5
461783 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported LAUNDRY 9/13/2021 0.25
461784 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported LAUNDRY 9/13/2021 0.25
461785 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported LAUNDRY 9/13/2021 0.25
461786 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported UTILITY 9/13/2021 0.25
461787 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported UTILITY 9/13/2021 0.25
461788 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported UTILITY 9/13/2021 0.25
461789 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported UTILITY 9/13/2021 0.08
461790 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported UTILITY 9/13/2021 1.5
461791 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported UTILITY 9/13/2021 0.08
461792 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported UTILITY 9/13/2021 0.08
461793 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141886 SEF 4ASE 9/13/2021 9/13/2021 10/8/2021   80 Completion Reported FIRE 9/13/2021 0.5
461794 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 9/13/2021 9/13/2021 9/13/2021   80 Completion Reported UTILITY 9/13/2021 0.33
463273 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463274 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463275 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463276 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463277 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463278 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463279 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463280 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
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463281 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463282 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463283 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463284 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463285 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463286 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463287 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463288 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463289 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463290 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463291 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463292 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463293 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463294 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463295 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 9/14/2021 9/14/2021 9/17/2021   80 Completion Reported SECURITY 9/14/2021 0.08
463612 8D102 cell floods from rain? 1 Maint. Corrective Action 3 Normal 142316 8D CELL 102 9/17/2021 9/17/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/14/2021 1
463633 8B102 toilet / sink no water 1 Maint. Corrective Action 3 Normal 142268 8B CELL 102 9/16/2021 9/16/2021 9/16/2021   80 Completion Reported BUILDING & GROUNDS 9/14/2021 0.5
463696 2B TOILET #4 1 Maint. Corrective Action 3 Normal 141850 UNIT 2 ‐ 2B (DORM 2) 10/7/2021 10/7/2021 10/7/2021   80 Completion Reported BUILDING & GROUNDS 9/14/2021 0.5
464660 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464661 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464662 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 9/15/2021 9/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464663 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464664 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464665 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464666 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 9/15/2021 9/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.34
464667 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464668 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464669 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464670 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 9/15/2021 9/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464671 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464672 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464673 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464674 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 9/15/2021 9/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464675 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464676 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464677 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464678 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 9/15/2021 9/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464679 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464680 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464681 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464682 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 9/15/2021 9/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464683 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464684 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464685 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464686 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 9/15/2021 9/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021
464687 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464688 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464689 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 9/15/2021 9/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464690 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 9/15/2021 9/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464691 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.17
464692 GREASE TRAP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported FIRE 9/15/2021 3.5
464693 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported FIRE 9/15/2021 0.25
464694 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141502 HEATER INTAKE 1 9/15/2021 9/15/2021 10/6/2021   80 Completion Reported HVAC 9/15/2021 0.25
464695 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141503 HEATER INTAKE 2 9/15/2021 9/15/2021 10/6/2021   80 Completion Reported HVAC 9/15/2021 0.25
464696 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141507 WASHER 9/15/2021 9/15/2021 9/22/2021   80 Completion Reported LAUNDRY 9/15/2021 0.25
464697 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported LAUNDRY 9/15/2021 0.5
464698 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported LAUNDRY 9/15/2021 0.5
464699 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141524 XRAY INTAKE 9/15/2021 9/15/2021 9/22/2021   80 Completion Reported SECURITY 9/15/2021 0.25
464700 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141575 HEATER WG H1 SOUTHWEST 9/15/2021 9/15/2021 10/20/2021   80 Completion Reported HVAC 9/15/2021 1
464701 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141576 HEATER WG H2 SOUTHEAST 9/15/2021 9/15/2021 10/20/2021   80 Completion Reported HVAC 9/15/2021 1
464702 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141577 HEATER WG H3 NORTHWEST 9/15/2021 9/15/2021 10/20/2021   80 Completion Reported HVAC 9/15/2021 1
464703 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141578 HEATER WG H4 NORTHEAST 9/15/2021 9/15/2021 10/20/2021   80 Completion Reported HVAC 9/15/2021 0.25
464704 ICE MACHINE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 9/15/2021 9/15/2021 9/17/2021   80 Completion Reported KITCHEN 9/15/2021 0.5
464705 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 9/15/2021 9/15/2021 9/17/2021   80 Completion Reported KITCHEN 9/15/2021 0.08
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464706 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141684 BOILER 9/15/2021 9/15/2021 9/22/2021   80 Completion Reported UTILITY 9/15/2021 2.75
464707 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141685 BOILER 9/15/2021 9/15/2021 9/22/2021   80 Completion Reported UTILITY 9/15/2021 0.25
464708 GREASE TRAP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 9/15/2021 9/15/2021 9/30/2021   80 Completion Reported KITCHEN 9/15/2021
464709 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported KITCHEN 9/15/2021 2.5
464710 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141716 FIRE EXTINGUISHER 9/15/2021 9/15/2021 11/3/2021   80 Completion Reported FIRE 9/15/2021 0.17
464711 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141717 FIRE EXTINGUISHER 9/15/2021 9/15/2021 11/3/2021   80 Completion Reported FIRE 9/15/2021 0.17
464712 ICE MACHINE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 9/15/2021 9/15/2021 9/8/2021   80 Completion Reported KITCHEN 9/15/2021 1
464713 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 9/15/2021 9/15/2021 9/18/2021   80 Completion Reported KITCHEN 9/15/2021 0.75
464714 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141854 WASHER 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported LAUNDRY 9/15/2021 0.5
464715 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141855 WASHER 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported LAUNDRY 9/15/2021 0.5
464716 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141856 WASHER 9/15/2021 9/15/2021 9/23/2021   80 Completion Reported LAUNDRY 9/15/2021 0.5
464717 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141922 IDF 5/6 FLOOR 9/15/2021 9/15/2021 9/22/2021   80 Completion Reported SECURITY 9/15/2021 4.5
464718 SEWAGE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142348 GRINDER 9/15/2021 9/15/2021 9/15/2021   80 Completion Reported UTILITY 9/15/2021 1
466226 8D 103 water leak on floor 1 Maint. Corrective Action 3 Normal 142317 8D CELL 103 9/17/2021 9/17/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 0.75
466227 8D 104 water leak  on floor 1 Maint. Corrective Action 3 Normal 142318 8D CELL 104 9/17/2021 9/17/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 1
466229 7C shower # 2,3 drain clogged 1 Maint. Corrective Action 3 Normal 142195 7C CELL 101 9/17/2021 9/17/2021 9/17/2021   80 Completion Reported BUILDING & GROUNDS 9/15/2021 1
466892 STUN FENCE ZONE 4 DOWN 1 Maint. Corrective Action 3 Normal 141546 NLEF 9/16/2021 9/16/2021 9/16/2021   80 Completion Reported SECURITY 9/16/2021 3.5
466894 STUN FENCE ZONE 3 DOWN 1 Maint. Corrective Action 3 Normal 141546 NLEF 9/16/2021 9/16/2021 9/16/2021   80 Completion Reported SECURITY 9/16/2021 3.5
466966 STUN FENCE ZONE 6 DOWN 1 Maint. Corrective Action 3 Normal 141546 NLEF 9/16/2021 9/16/2021 9/16/2021   80 Completion Reported SECURITY 9/16/2021 4
467816 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141605 ROOFTOP UNIT 5 9/17/2021 9/17/2021 10/8/2021   80 Completion Reported HVAC 9/17/2021 0.5
467817 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141605 ROOFTOP UNIT 5 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021
467818 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141606 ROOFTOP UNIT 6 9/17/2021 9/17/2021 10/8/2021   80 Completion Reported HVAC 9/17/2021 0.5
467819 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141606 ROOFTOP UNIT 6 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021
467820 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141616 EXHAUST FAN 7 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021 0.17
467821 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141617 EXHAUST FAN 8 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021 0.17
467822 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 9/17/2021 9/17/2021 9/24/2021   80 Completion Reported HVAC 9/17/2021 0.17
467823 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141846 EXHAUST FAN 1 2B 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021 0.17
467824 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141847 EXHAUST FAN 2 2B 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021 0.17
467825 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141848 EXHAUST FAN 3 2B 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021 0.17
467826 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141865 EXHAUST FAN 4A NORTH 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021 0.17
467827 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 9/17/2021 9/17/2021 9/27/2021   80 Completion Reported HVAC 9/17/2021 0.25
467828 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 9/17/2021 9/17/2021 9/27/2021   80 Completion Reported HVAC 9/17/2021 0.25
467829 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 9/17/2021 9/17/2021 9/27/2021   80 Completion Reported HVAC 9/17/2021 0.25
467830 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142030 ROOFTOP UNIT 6A 9/17/2021 9/17/2021 10/8/2021   80 Completion Reported HVAC 9/17/2021 0.5
467831 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142030 ROOFTOP UNIT 6A 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021
467832 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142031 EXHAUST FAN 6A 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021 0.17
467833 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142053 ROOFTOP UNIT 6B 9/17/2021 9/17/2021 10/8/2021   80 Completion Reported HVAC 9/17/2021 0.5
467834 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142053 ROOFTOP UNIT 6B 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021
467835 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142054 EXHAUST FAN 6B 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021 0.17
467836 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142077 ROOFTOP UNIT 6C 9/17/2021 9/17/2021 10/8/2021   80 Completion Reported HVAC 9/17/2021 0.5
467837 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142077 ROOFTOP UNIT 6C 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021
467838 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142078 EXHAUST FAN 6C 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021 0.17
467839 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142101 ROOFTOP UNIT 6D 9/17/2021 9/17/2021 10/8/2021   80 Completion Reported HVAC 9/17/2021 0.5
467840 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142101 ROOFTOP UNIT 6D 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021 0.17
467841 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142102 EXHAUST FAN 6D 9/17/2021 9/17/2021 12/1/2021   80 Completion Reported HVAC 9/17/2021 0.17
467842 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 9/17/2021 9/17/2021 9/27/2021   80 Completion Reported HVAC 9/17/2021 0.25
467843 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 9/17/2021 9/17/2021 11/3/2021   80 Completion Reported HVAC 9/17/2021 0.34
468383 STUN FENCE ZONE 9 DOWN 1 Maint. Corrective Action 3 Normal 141546 NLEF 9/16/2021 9/16/2021 9/21/2021   80 Completion Reported SECURITY 9/17/2021 1.5
468388 STUN FENCE ZONE 7 DOWN 1 Maint. Corrective Action 3 Normal 141546 NLEF 9/17/2021 9/17/2021 9/17/2021   80 Completion Reported SECURITY 9/17/2021 1
468423 STUN FENCE ZONE 9 1 Maint. Corrective Action 3 Normal 141546 NLEF 9/17/2021 9/17/2021 9/17/2021   80 Completion Reported SECURITY 9/17/2021 2.5
469285 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 9/20/2021 9/20/2021 9/20/2021   80 Completion Reported UTILITY 9/20/2021 1.5
469286 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 9/20/2021 9/20/2021 9/21/2021   80 Completion Reported UTILITY 9/20/2021 0.25
469287 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 9/20/2021 9/20/2021 9/23/2021   80 Completion Reported LAUNDRY 9/20/2021 0.5
469288 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 9/20/2021 9/20/2021 9/23/2021   80 Completion Reported LAUNDRY 9/20/2021 0.5
469289 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 9/20/2021 9/20/2021 9/22/2021   80 Completion Reported LAUNDRY 9/20/2021 0.5
469290 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 9/20/2021 9/20/2021 9/20/2021   80 Completion Reported UTILITY 9/20/2021 0.25
469291 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 9/20/2021 9/20/2021 9/20/2021   80 Completion Reported UTILITY 9/20/2021 0.25
469292 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 9/20/2021 9/20/2021 9/21/2021   80 Completion Reported UTILITY 9/20/2021 0.25
469293 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 9/20/2021 9/20/2021 9/20/2021   80 Completion Reported UTILITY 9/20/2021 0.25
469294 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 9/20/2021 9/20/2021 9/20/2021   80 Completion Reported UTILITY 9/20/2021 1
469295 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 9/20/2021 9/20/2021 9/20/2021   80 Completion Reported UTILITY 9/20/2021 0.17
469296 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 9/20/2021 9/20/2021 9/20/2021   80 Completion Reported UTILITY 9/20/2021 1.25
469297 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 9/20/2021 9/20/2021 9/20/2021   80 Completion Reported UTILITY 9/20/2021 0.25
470362 5D HANDICAP SHOWER 1 Maint. Corrective Action 3 Normal 142015 UNIT 5 ‐ 5D 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported BUILDING & GROUNDS 9/20/2021 2
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470365 8C 101 SINK FOUNTAIN 1 Maint. Corrective Action 3 Normal 142291 8C CELL 101 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/20/2021 0.5
470373 8C 104 SINK 1 Maint. Corrective Action 3 Normal 142294 8C CELL 104 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/20/2021 1
470376 8C 105 PLUMBING CHASE 1 Maint. Corrective Action 3 Normal 142295 8C CELL 105 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/20/2021 1.75
470591 LAUNDRY SCALE 1 Maint. Corrective Action 3 Normal 141853 LAUNDRY 9/20/2021 9/20/2021 9/20/2021   80 Completion Reported BUILDING & GROUNDS 9/20/2021 0.75
470902 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470903 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470904 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 9/21/2021 9/21/2021 10/13/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470905 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470906 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470907 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470908 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470909 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470910 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470911 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470912 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470913 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470914 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470915 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470916 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470917 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470918 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470919 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470920 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470921 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470922 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470923 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
470924 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported SECURITY 9/21/2021 0.08
471363 1D water fountain clogged. 1 Maint. Corrective Action 3 Normal 141450 UNIT 1 10/8/2021 10/8/2021 10/8/2021   80 Completion Reported BUILDING & GROUNDS 9/21/2021 0.25
471433 IC 202 INTERCOMM STUCK 1 Maint. Corrective Action 3 Normal 141824 1C CELL 202 10/13/2021 10/13/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 9/21/2021 1
471435 1A206 INTERCOMM STUCK 1 Maint. Corrective Action 3 Normal 141786 1A CELL 206 10/13/2021 10/13/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 9/21/2021 1
471437 5/6 ELECTRIC ROOM OUT OF TEMP 1 Maint. Corrective Action 3 Normal 141454 UNIT 5 9/21/2021 9/21/2021 9/21/2021   80 Completion Reported BUILDING & GROUNDS 9/21/2021 0.25
471441 5/6 ELECTRIC ROOM HAS A LEAK 1 Maint. Corrective Action 3 Normal 141454 UNIT 5 3/4/2022   80 Completion Reported BUILDING & GROUNDS 9/21/2021 0.45
471447 5D DAYROOM SMOKE ALARMS ISSUE 1 Maint. Corrective Action 3 Normal 142015 UNIT 5 ‐ 5D 2/16/2022 2/16/2022 2/16/2022   80 Completion Reported BUILDING & GROUNDS 9/21/2021 0.25
471867 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 9/22/2021 9/22/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 9/22/2021 0.17
471868 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 9/22/2021 9/22/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 9/22/2021 0.17
471869 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 9/22/2021 9/22/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 9/22/2021 0.17
471870 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 9/22/2021 9/22/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 9/22/2021 0.17
471871 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 9/22/2021 9/22/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 9/22/2021 0.17
471872 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 9/22/2021 9/22/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 9/22/2021 0.17
471873 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 9/22/2021 9/22/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 9/22/2021 0.17
471874 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 9/22/2021 9/22/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 9/22/2021 0.17
471875 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141537 GAS WATER HEATER 9/22/2021 9/22/2021 10/25/2021   80 Completion Reported UTILITY 9/22/2021 0.5
471876 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141572 WATER HEATER AB3 9/22/2021 9/22/2021 10/19/2021   80 Completion Reported UTILITY 9/22/2021 0.25
471877 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141670 GAS UNIT HEATER 9/22/2021 9/22/2021 10/8/2021   80 Completion Reported UTILITY 9/22/2021 0.5
472139 CUTTERS NEED CABLE ATTACHED 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING) 9/24/2021 9/24/2021 9/24/2021   80 Completion Reported BUILDING & GROUNDS 9/22/2021 0.5
472291 3A106 ONLY OPENS WITH KEY 1 Maint. Corrective Action 3 Normal 164463 3A CELL 106 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 9/22/2021 2.5
473355 6C the water fountain is clogg 1 Maint. Corrective Action 3 Normal 142099 UNIT 6 ‐ 6C 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported BUILDING & GROUNDS 9/23/2021 0.75
473362 7A cell 202 there is no water 1 Maint. Corrective Action 3 Normal 142158 7A CELL 202 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported BUILDING & GROUNDS 9/23/2021 0.75
473365 7B cell 205 sink is constantly 1 Maint. Corrective Action 3 Normal 142185 7B CELL 205 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported BUILDING & GROUNDS 9/23/2021 1
473964 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142243 EXHAUST FAN 8A 9/24/2021 9/24/2021 4/19/2022   80 Completion Reported HVAC 9/24/2021 1.3
473965 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142266 EXHAUST FAN 8B 9/24/2021 9/24/2021 4/19/2022   80 Completion Reported HVAC 9/24/2021 1.3
473966 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142290 EXHAUST FAN 8C 9/24/2021 9/24/2021 4/19/2022   80 Completion Reported HVAC 9/24/2021 1.6
473967 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142314 EXHAUST FAN 8D 9/24/2021 9/24/2021 4/19/2022   80 Completion Reported HVAC 9/24/2021 1.25
475228 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 2.25
475229 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 1.5
475230 TRACTOR ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141497 JD TRACTOR 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported VEHICLE 9/27/2021 1
475231 MOWER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141499 JD MOWER 9/27/2021 9/27/2021 11/10/2021   80 Completion Reported VEHICLE 9/27/2021 4
475232 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141500 COMPACTOR OPERATOR 9/27/2021 9/27/2021 10/25/2021   80 Completion Reported GENERAL 9/27/2021 0.17
475233 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141501 TRASH COMPACTOR 1 9/27/2021 9/27/2021 10/25/2021   80 Completion Reported GENERAL 9/27/2021 0.17
475234 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported LAUNDRY 9/27/2021 0.5
475235 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported LAUNDRY 9/27/2021 0.5
475236 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported LAUNDRY 9/27/2021 0.5
475237 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 0.25
475238 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 0.25
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475239 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 0.5
475240 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 0.5
475241 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 0.25
475242 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 0.25
475243 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 0.25
475244 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 0.08
475245 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 2.25
475246 TIME CLOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141721 TIME CLOCK 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported GENERAL 9/27/2021
475247 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 9/27/2021 9/27/2021 9/27/2021   80 Completion Reported UTILITY 9/27/2021 0.25
476630 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476631 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476632 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476633 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476634 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476635 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476636 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476637 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476638 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476639 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476640 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476641 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476642 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476643 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476644 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476645 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476646 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476647 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476648 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476649 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476650 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476651 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
476652 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 9/28/2021 9/28/2021 9/28/2021   80 Completion Reported SECURITY 9/28/2021 0.08
477182 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 9/29/2021 9/29/2021 10/5/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.17
477183 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 9/29/2021 9/29/2021 10/5/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.17
477184 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 9/29/2021 9/29/2021 10/5/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.17
477185 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 9/29/2021 9/29/2021 10/5/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.17
477186 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 9/29/2021 9/29/2021 10/5/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.17
477187 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 9/29/2021 9/29/2021 10/5/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.17
477188 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 9/29/2021 9/29/2021 10/5/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.17
477189 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 9/29/2021 9/29/2021 10/5/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.17
477190 NLEF VOLTAGE TEST ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 9/29/2021 9/29/2021 10/12/2021   80 Completion Reported SECURITY 9/29/2021 3
477481 4A103 INTERCOM STUCK 1 Maint. Corrective Action 3 Normal 141869 4A CELL 103 10/13/2021 10/13/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.75
477599 BARBER SHOP 1 Maint. Corrective Action 3 Normal 141457 UNIT 8 10/8/2021 10/8/2021 10/8/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.75
477649 7A 209 toilet 1 Maint. Corrective Action 3 Normal 142165 7A CELL 209 9/30/2021 9/30/2021 9/30/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.5
477650 2A tv 1 Maint. Corrective Action 4 Low Priority 141844 UNIT 2 ‐ 2A (DORM 1) 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.5
477651 2A Tv 1 Maint. Corrective Action 4 Low Priority 141844 UNIT 2 ‐ 2A (DORM 1) 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.5
477652 7B 204 sink 1 Maint. Corrective Action 3 Normal 142184 7B CELL 204 9/30/2021 9/30/2021 9/30/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.75
477654 7B 205 light 1 Maint. Corrective Action 3 Normal 142185 7B CELL 205 9/29/2021 9/29/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.08
477655 7B 107 sink 1 Maint. Corrective Action 3 Normal 142177 7B CELL 107 9/30/2021 9/30/2021 9/30/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.5
477658 7B 106 leak from toilet 1 Maint. Corrective Action 3 Normal 142176 7B CELL 106 9/30/2021 9/30/2021 9/30/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.75
477661 7A 202 toilet 1 Maint. Corrective Action 3 Normal 142158 7A CELL 202 9/30/2021 9/30/2021 9/30/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 1
477665 2A microwave plug 1 Maint. Corrective Action 3 Normal 141844 UNIT 2 ‐ 2A (DORM 1) 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.25
477749 KITCHEN 2 OVENS NOT WORKING 1 Maint. Corrective Action 3 Normal 141737 OVEN 9/29/2021 9/29/2021 9/29/2021   80 Completion Reported KITCHEN 9/29/2021 3
477751 KITCHEN FAUCET 1 Maint. Corrective Action 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported KITCHEN 9/29/2021 0.5
477752 KITCHEN OVEN FLOOR DAMAGED 1 Maint. Corrective Action 4 Low Priority 141739 OVEN 9/29/2021 9/29/2021 12/7/2021   80 Completion Reported KITCHEN 9/29/2021 1
477756 DISHWASHER SINK FAUCET LEAKS 1 Maint. Corrective Action 3 Normal 141624 DISHWASHER EASTSIDE 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported KITCHEN 9/29/2021 1
477757 STAND ALONE STEAMER 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING) 10/1/2021 10/1/2021 10/1/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.5
477758 PREP SINK FAUCET LEAKS 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 9/29/2021 9/29/2021 9/29/2021   80 Completion Reported BUILDING & GROUNDS 9/29/2021 0.5
478301 WATER BASIN DRAIN PIPE LEAKS 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING) 10/4/2021 10/4/2021 10/4/2021   80 Completion Reported BUILDING & GROUNDS 9/30/2021 0.08
478307 ZONE 7 NOT RESETTING 1 Maint. Corrective Action 2 Urgent 141546 NLEF 9/30/2021 9/30/2021 9/30/2021   80 Completion Reported SECURITY 9/30/2021 1
482352 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.5
482353 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.25
482354 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 10/1/2021 10/1/2021 10/20/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.5
482355 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.25
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482356 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.25
482357 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 10/1/2021 10/1/2021 10/18/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.25
482358 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.25
482359 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.25
482360 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.66
482361 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.25
482362 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 10/1/2021 10/1/2021 10/20/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.66
482363 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.25
482364 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.25
482365 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.66
482366 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.66
482367 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 10/1/2021 10/1/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.33
482368 ELECTRIC LOCK ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 10/1/2021 10/1/2021 4/8/2022   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.17
482369 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 10/1/2021 10/1/2021 10/5/2021   80 Completion Reported UTILITY 10/1/2021 3
482370 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 10/1/2021 10/1/2021 11/1/2021   80 Completion Reported KITCHEN 10/1/2021 0.17
482371 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 10/1/2021 10/1/2021 11/1/2021   80 Completion Reported KITCHEN 10/1/2021 0.17
482372 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 10/1/2021 10/1/2021 10/17/2021   80 Completion Reported SECURITY 10/1/2021 3
482373 DRAINS ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 10/1/2021 10/1/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/1/2021 0.5
482375 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 10/1/2021 10/1/2021 10/21/2021   80 Completion Reported UTILITY 10/1/2021 0.25
482376 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 10/1/2021 10/1/2021 10/22/2021   80 Completion Reported UTILITY 10/1/2021 0.5
482377 FIRE PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 10/1/2021 10/1/2021 11/29/2021   80 Completion Reported FIRE 10/1/2021 3
482378 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 10/1/2021 10/1/2021 11/3/2021   80 Completion Reported FIRE 10/1/2021 0.17
482379 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 10/1/2021 10/1/2021 11/3/2021   80 Completion Reported FIRE 10/1/2021 0.17
482380 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 10/1/2021 10/1/2021 11/3/2021   80 Completion Reported FIRE 10/1/2021 0.34
484220 Zone 9 Not Resetting 1 Maint. Corrective Action 2 Urgent 141546 NLEF 10/4/2021 10/4/2021 10/4/2021   80 Completion Reported SECURITY 10/3/2021 1
484826 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 10/4/2021 10/4/2021 10/5/2021   80 Completion Reported UTILITY 10/4/2021 3
484827 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 10/4/2021 10/4/2021 10/5/2021   80 Completion Reported UTILITY 10/4/2021 0.25
484828 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 10/4/2021 10/4/2021 10/11/2021   80 Completion Reported LAUNDRY 10/4/2021 0.5
484829 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 10/4/2021 10/4/2021 10/11/2021   80 Completion Reported LAUNDRY 10/4/2021 0.5
484830 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 10/4/2021 10/4/2021 10/11/2021   80 Completion Reported LAUNDRY 10/4/2021 0.5
484831 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 10/4/2021 10/4/2021 10/6/2021   80 Completion Reported UTILITY 10/4/2021 0.25
484832 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 10/4/2021 10/4/2021 10/6/2021   80 Completion Reported UTILITY 10/4/2021 0.25
484833 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 10/4/2021 10/4/2021 10/4/2021   80 Completion Reported UTILITY 10/4/2021 0.5
484834 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 10/4/2021 10/4/2021 10/4/2021   80 Completion Reported UTILITY 10/4/2021 0.5
484835 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 10/4/2021 10/4/2021 10/5/2021   80 Completion Reported UTILITY 10/4/2021 0.5
484836 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 10/4/2021 10/4/2021 10/5/2021   80 Completion Reported UTILITY 10/4/2021 0.08
484837 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 10/4/2021 10/4/2021 10/5/2021   80 Completion Reported UTILITY 10/4/2021 0.08
484838 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 10/4/2021 10/4/2021 10/5/2021   80 Completion Reported UTILITY 10/4/2021 0.25
486391 ROOF INSPECT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 10/5/2021 10/5/2021 4/5/2022   80 Completion Reported BUILDING & GROUNDS 10/5/2021 0.17
486392 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486393 BOOSTER PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141481 WATER PRESSURE BOOSTER SKID 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported UTILITY 10/5/2021 0.17
486394 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486395 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486396 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141538 CARTRIDGE CIRCULATOR 10/5/2021 10/5/2021 10/21/2021   80 Completion Reported UTILITY 10/5/2021 0.5
486397 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486398 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486399 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141573 RECIRCULATORY PUMP AB2 10/5/2021 10/5/2021 10/20/2021   80 Completion Reported UTILITY 10/5/2021 0.25
486400 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486401 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486402 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported KITCHEN 10/5/2021 0.17
486403 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported KITCHEN 10/5/2021 0.17
486404 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486405 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141691 HYDRO EXPANSION PUMP 10/5/2021 10/5/2021 10/22/2021   80 Completion Reported UTILITY 10/5/2021 0.25
486406 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486407 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486408 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 10/5/2021 10/5/2021 10/7/2021   80 Completion Reported KITCHEN 10/5/2021 1.25
486409 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 10/5/2021 10/5/2021 10/7/2021   80 Completion Reported KITCHEN 10/5/2021 0.75
486410 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486411 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486412 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486413 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486414 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.16
486415 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486416 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
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486417 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486418 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.75
486419 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486420 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486421 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486422 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 10/5/2021 10/5/2021 10/5/2021   80 Completion Reported SECURITY 10/5/2021 0.08
486423 BOOSTER PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142349 BOOSTER PUMP CANGRLLS 10/5/2021 10/5/2021 10/11/2021   80 Completion Reported UTILITY 10/5/2021 0.25
487059 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 10/6/2021 10/6/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/6/2021 0.17
487060 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 10/6/2021 10/6/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/6/2021 0.17
487061 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 10/6/2021 10/6/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/6/2021 0.17
487062 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 10/6/2021 10/6/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/6/2021 0.17
487063 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 10/6/2021 10/6/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/6/2021 0.17
487064 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 10/6/2021 10/6/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/6/2021 0.17
487065 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 10/6/2021 10/6/2021 10/13/2021   80 Completion Reported BUILDING & GROUNDS 10/6/2021 0.17
487066 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 10/6/2021 10/6/2021 10/22/2021   80 Completion Reported BUILDING & GROUNDS 10/6/2021 0.17
489388 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141522 METAL DETECTOR 10/8/2021 10/8/2021 10/11/2021   80 Completion Reported SECURITY 10/8/2021 0.25
489389 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141552 METAL DETECTOR HANDHELD 10/8/2021 10/8/2021 10/11/2021   80 Completion Reported SECURITY 10/8/2021 0.25
489390 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141595 METAL DETECTOR HANDHELD 10/8/2021 10/8/2021 10/12/2021   80 Completion Reported SECURITY 10/8/2021 0.08
489391 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141596 METAL DETECTOR GROUND 10/8/2021 10/8/2021 10/12/2021   80 Completion Reported SECURITY 10/8/2021 0.25
489392 DISHWASHER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 10/8/2021 10/8/2021 11/29/2021   80 Completion Reported KITCHEN 10/8/2021 3
489393 DISHWASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 10/8/2021 10/8/2021 11/8/2021   80 Completion Reported KITCHEN 10/8/2021 0.17
489394 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.75
489395 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 10/8/2021 10/8/2021 10/25/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489396 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 10/8/2021 10/8/2021 10/25/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489397 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141713 METAL DETECTOR HANDHELD FRONT 10/8/2021 10/8/2021 10/11/2021   80 Completion Reported SECURITY 10/8/2021 0.25
489398 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141714 METAL DETECTOR FRONT ADMIN 10/8/2021 10/8/2021 10/11/2021   80 Completion Reported SECURITY 10/8/2021 0.25
489399 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141715 METAL DETECTOR XRAY FRONT DESK 10/8/2021 10/8/2021 10/11/2021   80 Completion Reported SECURITY 10/8/2021 0.25
489400 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141729 COLDBOX WESTSIDE 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.5
489401 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141730 COLDBOX WESTSIDE 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.5
489402 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141733 HOT BOX WESTSIDE 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.5
489403 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141734 HOT BOX WESTSIDE 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.5
489404 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141735 STEAM TABLE 5 SLOT DIET LINE 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489405 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489406 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141737 OVEN 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489407 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141738 OVEN 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489408 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141739 OVEN 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489409 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141740 OVEN 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489410 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141741 OVEN 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489411 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141742 OVEN ROLL IN 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 1
489412 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141743 OVEN TOP 10/8/2021 10/8/2021 10/22/2201   80 Completion Reported KITCHEN 10/8/2021 0.25
489413 GRIDDLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141744 GRIDDLE 72" GAS 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489414 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489415 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489416 FOOD MIXER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141747 FLOOR MIXER WESTSIDE 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.5
489417 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141748 SLICER 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489418 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141749 BUFFALO SLICER WESTSIDE 10/8/2021 10/8/2021 10/22/2021   80 Completion Reported KITCHEN 10/8/2021 0.25
489419 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141769 METAL DETECTOR HANDHELD 10/8/2021 10/8/2021 10/12/2021   80 Completion Reported SECURITY 10/8/2021 0.25
489420 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141770 METAL DETECTOR 10/8/2021 10/8/2021 10/12/2021   80 Completion Reported SECURITY 10/8/2021 0.25
489421 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 10/8/2021 10/8/2021 10/11/2021   80 Completion Reported LAUNDRY 10/8/2021 0.5
489422 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 10/8/2021 10/8/2021 10/11/2021   80 Completion Reported LAUNDRY 10/8/2021 0.5
489423 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 10/8/2021 10/8/2021 10/11/2021   80 Completion Reported LAUNDRY 10/8/2021 0.5
489424 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 10/8/2021 10/8/2021 12/2/2021   80 Completion Reported LAUNDRY 10/8/2021 0.5
489425 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141920 METAL DETECTOR HANDHELD 10/8/2021 10/8/2021 10/12/2021   80 Completion Reported SECURITY 10/8/2021 0.25
489426 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141921 METAL DETECTOR 10/8/2021 10/8/2021 10/12/2021   80 Completion Reported SECURITY 10/8/2021 0.25
489427 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142029 METAL DETECTOR 10/8/2021 10/8/2021 10/12/2021   80 Completion Reported SECURITY 10/8/2021 0.25
489428 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142145 METAL DETECTOR HANDHELD 10/8/2021 10/8/2021 10/12/2021   80 Completion Reported SECURITY 10/8/2021 0.25
490909 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported UTILITY 10/11/2021 1.75
490910 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported UTILITY 10/11/2021 0.25
490911 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported LAUNDRY 10/11/2021 0.25
490912 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported LAUNDRY 10/11/2021 0.5
490913 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported LAUNDRY 10/11/2021 0.25
490914 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported UTILITY 10/11/2021 0.25
490915 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported UTILITY 10/11/2021 0.25
490916 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported UTILITY 10/11/2021 0.25
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490917 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported UTILITY 10/11/2021 0.17
490918 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported UTILITY 10/11/2021 0.25
490919 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported UTILITY 10/11/2021 0.17
490920 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 10/11/2021 10/11/2021 10/13/2021   80 Completion Reported UTILITY 10/11/2021 1.5
490921 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 10/11/2021 10/11/2021 10/11/2021   80 Completion Reported UTILITY 10/11/2021 0.25
492118 AC to high 1 Maint. Corrective Action 3 Normal 141923 ROOFTOP UNIT 5A 10/13/2021 10/13/2021 10/13/2021   80 Completion Reported HVAC 10/11/2021 0.75
492384 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.17
492385 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.17
492386 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.17
492387 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.17
492388 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492389 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492390 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492391 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492392 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492393 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492394 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492395 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492396 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492397 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492398 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492399 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492400 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492401 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492402 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492403 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492404 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492405 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
492406 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 10/12/2021 10/12/2021 10/13/2021   80 Completion Reported SECURITY 10/12/2021 0.08
493054 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 10/13/2021 10/13/2021 10/19/2021   80 Completion Reported BUILDING & GROUNDS 10/13/2021 0.08
493055 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 10/13/2021 10/13/2021 10/19/2021   80 Completion Reported BUILDING & GROUNDS 10/13/2021 0.08
493056 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 10/13/2021 10/13/2021 10/19/2021   80 Completion Reported BUILDING & GROUNDS 10/13/2021 0.08
493057 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 10/13/2021 10/13/2021 10/19/2021   80 Completion Reported BUILDING & GROUNDS 10/13/2021 0.08
493058 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 10/13/2021 10/13/2021 10/19/2021   80 Completion Reported BUILDING & GROUNDS 10/13/2021 0.08
493059 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 10/13/2021 10/13/2021 10/19/2021   80 Completion Reported BUILDING & GROUNDS 10/13/2021 0.08
493060 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 10/13/2021 10/13/2021 10/19/2021   80 Completion Reported BUILDING & GROUNDS 10/13/2021 0.08
493061 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 10/13/2021 10/13/2021 10/19/2021   80 Completion Reported BUILDING & GROUNDS 10/13/2021 0.08
494063 6C 101 LEAK GOING INTO 102 1 Maint. Corrective Action 3 Normal 142079 6C CELL 101 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported BUILDING & GROUNDS 10/14/2021 1
494150 sink by office missing screens 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 2/14/2022 2/14/2022 2/14/2022 Parts still on backorder 80 Completion Reported BUILDING & GROUNDS 10/14/2021 0.9
494157 BOTTOM RIGHT OVEN DOOR 1 Maint. Corrective Action 3 Normal 141740 OVEN 4/18/2022 4/18/2022 4/18/2022 Part came in 80 Completion Reported KITCHEN 10/14/2021 0.5
494158 FLOOR ACCUCOSE REPAIR 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported BUILDING & GROUNDS 10/14/2021 0.5
494161 PAINT DRYWALL CIELING PATCHES 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 3/4/2022   80 Completion Reported BUILDING & GROUNDS 10/14/2021 2
494217 Warehouse Mgr's heater 1 Maint. Corrective Action 3 Normal 141600 ROOFTOP UNIT 2 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported HVAC 10/14/2021 2.5
495571 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 10/15/2021 10/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 10/15/2021 0.17
495572 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 10/15/2021 10/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 10/15/2021 0.17
495573 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 10/15/2021 10/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 10/15/2021 0.17
495574 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 10/15/2021 10/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 10/15/2021 0.17
495575 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 10/15/2021 10/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 10/15/2021 0.17
495576 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 10/15/2021 10/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 10/15/2021 0.17
495577 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 10/15/2021 10/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 10/15/2021 0.17
495578 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 10/15/2021 10/15/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 10/15/2021 0.17
495579 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 10/15/2021 10/15/2021 10/28/2021   80 Completion Reported FIRE 10/15/2021 2
495580 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141507 WASHER 10/15/2021 10/15/2021 11/9/2021   80 Completion Reported LAUNDRY 10/15/2021
495581 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 10/15/2021 10/15/2021 11/9/2021   80 Completion Reported LAUNDRY 10/15/2021
495582 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 10/15/2021 10/15/2021 11/9/2021   80 Completion Reported LAUNDRY 10/15/2021
495583 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141524 XRAY INTAKE 10/15/2021 10/15/2021 10/17/2021   80 Completion Reported SECURITY 10/15/2021 0.25
495584 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 10/15/2021 10/15/2021 10/15/2021   80 Completion Reported KITCHEN 10/15/2021 0.17
495585 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141684 BOILER 10/15/2021 10/15/2021 10/22/2021   80 Completion Reported UTILITY 10/15/2021 0.75
495586 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141685 BOILER 10/15/2021 10/15/2021 10/22/2021   80 Completion Reported UTILITY 10/15/2021 0.75
495587 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 10/15/2021 10/15/2021 10/28/2021   80 Completion Reported KITCHEN 10/15/2021 1
495588 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141716 FIRE EXTINGUISHER 10/15/2021 10/15/2021 10/19/2021   80 Completion Reported FIRE 10/15/2021 0.25
495589 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141717 FIRE EXTINGUISHER 10/15/2021 10/15/2021 10/19/2021   80 Completion Reported FIRE 10/15/2021 0.25
495590 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 10/15/2021 10/15/2021 11/17/2021   80 Completion Reported KITCHEN 10/15/2021 0.17
495591 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141854 WASHER 10/15/2021 10/15/2021 11/9/2021   80 Completion Reported LAUNDRY 10/15/2021 0.5
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495592 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141855 WASHER 10/15/2021 10/15/2021 11/9/2021   80 Completion Reported LAUNDRY 10/15/2021 0.5
495593 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141856 WASHER 10/15/2021 10/15/2021 11/9/2021   80 Completion Reported LAUNDRY 10/15/2021 0.5
495594 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141922 IDF 5/6 FLOOR 10/15/2021 10/15/2021 10/27/2021   80 Completion Reported SECURITY 10/15/2021 2.5
495595 SEWAGE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142348 GRINDER 10/12/2021 10/12/2021 10/15/2021   80 Completion Reported UTILITY 10/15/2021 6.5
497058 7A 201 sink overflowing 1 Maint. Corrective Action 3 Normal 142157 7A CELL 201 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported BUILDING & GROUNDS 10/15/2021 2
497118 BURNERS NOT IGNITING 1 Maint. Corrective Action 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported KITCHEN 10/15/2021
497120 TOP CENTER OVERN NOT HEATING 1 Maint. Corrective Action 3 Normal 141740 OVEN 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported KITCHEN 10/15/2021 0.5
497262 WASH TEMP GAGE NOT WORKING 1 Maint. Corrective Action 3 Normal 141624 DISHWASHER EASTSIDE 11/29/2021 11/29/2021 11/29/2021   80 Completion Reported KITCHEN 10/15/2021 5
497263 8D 203 sink leak 1 Maint. Corrective Action 3 Normal 142326 8D CELL 203 10/19/2021 10/19/2021 10/20/2021   80 Completion Reported BUILDING & GROUNDS 10/15/2021 2
497264 8D multiple water leaks 1 Maint. Corrective Action 3 Normal 142334 UNIT 8 ‐ 8D 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported BUILDING & GROUNDS 10/15/2021 7
497367 BATHROOM Handle 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 10/17/2021 3
498037 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 2.75
498038 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 1.25
498039 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 10/18/2021 10/18/2021 10/27/2021   80 Completion Reported LAUNDRY 10/18/2021 1
498040 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 10/18/2021 10/18/2021 10/27/2021   80 Completion Reported LAUNDRY 10/18/2021 0.17
498041 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 10/18/2021 10/18/2021 10/27/2021   80 Completion Reported LAUNDRY 10/18/2021 0.17
498042 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 0.25
498043 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 0.25
498044 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 0.25
498045 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 0.25
498046 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 0.25
498047 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 0.08
498048 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 2.5
498049 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 10/18/2021 10/18/2021 11/17/2021   80 Completion Reported HVAC 10/18/2021 0.17
498050 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 10/18/2021 10/18/2021 11/17/2021   80 Completion Reported HVAC 10/18/2021 0.17
498051 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 10/18/2021 10/18/2021 11/17/2021   80 Completion Reported HVAC 10/18/2021 0.17
498052 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 0.25
498053 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 10/18/2021 10/18/2021 11/17/2021   80 Completion Reported HVAC 10/18/2021 0.17
498054 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 10/18/2021 10/18/2021 11/17/2021   80 Completion Reported HVAC 10/18/2021 0.17
498055 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 10/18/2021 10/18/2021 11/17/2021   80 Completion Reported HVAC 10/18/2021 0.17
498845 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 2
498846 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 10/18/2021 10/18/2021 10/19/2021   80 Completion Reported UTILITY 10/18/2021
498847 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 0.25
498848 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 10/18/2021 10/18/2021 10/18/2021   80 Completion Reported UTILITY 10/18/2021 1.5
498849 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 10/18/2021 10/18/2021 10/19/2021   80 Completion Reported UTILITY 10/18/2021 4.75
499192 7A 202 sink 1 Maint. Corrective Action 3 Normal 142158 7A CELL 202 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 10/18/2021 1.5
499345 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499346 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 10/19/2021 10/19/2021 10/13/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499347 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499348 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499349 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499350 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499351 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499352 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499353 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499354 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499355 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499356 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499357 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499358 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499359 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499360 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499361 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499362 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499363 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499364 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499365 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499366 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499367 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported SECURITY 10/19/2021 0.08
499867 RUSTED POWER BOX 1 Maint. Corrective Action 3 Normal 141624 DISHWASHER EASTSIDE 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported KITCHEN 10/19/2021
499869 BOTTOM OF MOP BUCKET ROOM 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING) 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported BUILDING & GROUNDS 10/19/2021 1
500098 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 10/20/2021 10/20/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/20/2021 0.17
500099 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 10/20/2021 10/20/2021 10/24/2021   80 Completion Reported BUILDING & GROUNDS 10/20/2021 0.5
500100 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 10/20/2021 10/20/2021 10/25/2021   80 Completion Reported BUILDING & GROUNDS 10/20/2021 0.25
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500101 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 10/20/2021 10/20/2021 10/24/2021   80 Completion Reported BUILDING & GROUNDS 10/20/2021 0.75
500102 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 10/20/2021 10/20/2021 10/24/2021   80 Completion Reported BUILDING & GROUNDS 10/20/2021 1
500103 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 10/20/2021 10/20/2021 10/28/2021   80 Completion Reported BUILDING & GROUNDS 10/20/2021 0.17
500104 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 10/20/2021 10/20/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/20/2021 0.17
500105 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 10/20/2021 10/20/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/20/2021 0.17
500323 LIBRARY DOOR LOCK 1 Maint. Corrective Action 3 Normal 141454 UNIT 5 12/2/2021 12/2/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 10/20/2021 4
500328 8D 201 PIPE CHASE MAIN VALVE 1 Maint. Corrective Action 3 Normal 142324 8D CELL 201 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported BUILDING & GROUNDS 10/20/2021 4
500329 ZONE 9 FENCE POLE REPAIR 1 Maint. Corrective Action 3 Normal 141546 NLEF 4/5/2022 4/5/2022 4/5/2022 Waiting for tool control 80 Completion Reported SECURITY 10/20/2021 13
500330 8D ROOFTOP  ADJUSTMENTS 1 Maint. Corrective Action 3 Normal 142313 ROOFTOP UNIT 8D 10/19/2021 10/19/2021 10/19/2021   80 Completion Reported HVAC 10/20/2021 1.5
500332 UNIT 4 LAUNDRY door lock 1 Maint. Corrective Action 3 Normal 141864 ROOFTOP UNIT 4A 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported HVAC 10/20/2021 2
501359 W. Commissary & Disciplinary 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported BUILDING & GROUNDS 10/21/2021 0.75
502180 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141537 GAS WATER HEATER 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported UTILITY 10/22/2021 0.25
502181 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141572 WATER HEATER AB3 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported UTILITY 10/22/2021 0.25
502182 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141670 GAS UNIT HEATER 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported UTILITY 10/22/2021 0.25
502693 Dishwasher curtains 1 Maint. Corrective Action 3 Normal 141624 DISHWASHER EASTSIDE 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported KITCHEN 10/22/2021 2
502695 3RD well does not heat up 1 Maint. Corrective Action 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 5/26/2022   80 Completion Reported KITCHEN 10/22/2021 2.5
502698 5B 102 toilet 1 Maint. Corrective Action 3 Normal 141949 5B CELL 102 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021
502699 5B 109 Flood 1 Maint. Corrective Action 3 Normal 141956 5B CELL 109 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 1
502700 5B 109 light 1 Maint. Corrective Action 3 Normal 141956 5B CELL 109 10/28/2021 10/28/2021 10/28/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 0.08
502701 5B 110 flood 1 Maint. Corrective Action 3 Normal 141957 5B CELL 110 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 1
502703 5B 209 sink 1 Maint. Corrective Action 3 Normal 141966 5B CELL 209 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 0.75
502706 5B 209 water button 1 Maint. Corrective Action 3 Normal 141966 5B CELL 209 10/27/2021 10/27/2021 2/10/2022   80 Completion Reported BUILDING & GROUNDS 10/22/2021 4
502707 5B 203 sink 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 1
502708 5B 203 sink 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 1
502709 5B 201 Col water button 1 Maint. Corrective Action 3 Normal 141958 5B CELL 201 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 0.75
502711 5B 207 sink 1 Maint. Corrective Action 3 Normal 141964 5B CELL 207 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021
502712 5B 105 sink 1 Maint. Corrective Action 3 Normal 141952 5B CELL 105 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 0.75
502713 5B 107 sink 1 Maint. Corrective Action 3 Normal 141954 5B CELL 107 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 0.75
502716 5B 103 vents 1 Maint. Corrective Action 3 Normal 141950 5B CELL 103 10/22/2021 10/22/2021 10/22/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 0.75
502724 821 Front admin door nob 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 10/22/2021 10/22/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 4.5
502777 Nurses' station‐cabinet&drawer 1 Maint. Corrective Action 3 Normal 141446 MEDICAL 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported BUILDING & GROUNDS 10/22/2021 2.45
502779 PHARMACY FRIDGE 1 Maint. Corrective Action 2 Urgent 141446 MEDICAL 12/16/2021 12/16/2021 12/16/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 1
502782 PHARMACY DRAWERS 1 Maint. Corrective Action 3 Normal 141446 MEDICAL 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 0.08
502879 1A Dayroom table missing bolts 1 Maint. Corrective Action 3 Normal 141790 1A DAYROOM 12/12/2021 12/12/2021 12/12/2021   80 Completion Reported BUILDING & GROUNDS 10/22/2021 2
503442 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 0.33
503443 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 0.5
503444 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141500 COMPACTOR OPERATOR 10/25/2021 10/25/2021 11/17/2021   80 Completion Reported GENERAL 10/25/2021 1.09
503445 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141501 TRASH COMPACTOR 1 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported GENERAL 10/25/2021 0.33
503446 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 10/25/2021 10/25/2021 11/1/2021   80 Completion Reported LAUNDRY 10/25/2021 0.17
503447 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 10/25/2021 10/25/2021 11/1/2021   80 Completion Reported LAUNDRY 10/25/2021 0.17
503448 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 10/25/2021 10/25/2021 11/1/2021   80 Completion Reported LAUNDRY 10/25/2021 0.17
503449 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 0.25
503450 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 0.25
503451 BOILERS ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 10/25/2021 10/25/2021 4/25/2022   80 Completion Reported UTILITY 10/25/2021 5
503452 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 10/25/2021 10/25/2021 12/1/2021   80 Completion Reported UTILITY 10/25/2021 0.17
503453 BOILERS ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 10/25/2021 10/25/2021 4/25/2022   80 Completion Reported UTILITY 10/25/2021 8
503454 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 10/25/2021 10/25/2021 12/1/2021   80 Completion Reported UTILITY 10/25/2021 0.17
503455 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 0.25
503456 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 0.25
503457 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 10/25/2021 10/25/2021 10/26/2021   80 Completion Reported UTILITY 10/25/2021 2.5
503458 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 10/25/2021 10/25/2021 10/26/2021   80 Completion Reported UTILITY 10/25/2021 0.08
503459 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 2.5
503460 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 0.5
504261 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 2
504262 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 0.25
504263 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 0.25
504264 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 0.25
504265 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported UTILITY 10/25/2021 0.25
504424 5A Shower drain 1 Maint. Corrective Action 2 Urgent 141944 UNIT 5 ‐ 5A 10/25/2021 10/25/2021 10/25/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 1.5
504429 1A209 SINK IS CLOGGED 1 Maint. Corrective Action 3 Normal 141450 UNIT 1 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 0.75
504431 1A210 NO WAER MISSING BUTTON 1 Maint. Corrective Action 3 Normal 141789 1A CELL 210 12/7/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 4
504469 1A 204 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 141784 1A CELL 204 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 0.5
504472 1A103 Sink water wont stop 1 Maint. Corrective Action 3 Normal 141773 1A CELL 103 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 0.5
504580 1A 107 sink wont shut off 1 Maint. Corrective Action 3 Normal 141777 1A CELL 107 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 0.5
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504582 1A101 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 141771 1A CELL 101 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 0.25
504687 1A 107 water in sink constantl 1 Maint. Corrective Action 3 Normal 141777 1A CELL 107 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 0.5
504688 1A 210 toilet dont flush 1 Maint. Corrective Action 3 Normal 141789 1A CELL 210 10/27/2021 10/27/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 1.5
504689 hot water not working in 1A205 1 Maint. Corrective Action 3 Normal 141785 1A CELL 205 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 0.5
504690 1B 109 no water 1 Maint. Corrective Action 3 Normal 141802 1B CELL 109 12/1/2021 12/1/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 1.5
504691 1B 101 no cold water 1 Maint. Corrective Action 3 Normal 141794 1B CELL 101 10/27/2021 10/27/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 2
504692 1B 201 has no water 1 Maint. Corrective Action 3 Normal 141803 1B CELL 201 12/2/2021 12/2/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 4
504693 1B 204 toilet not flushing 1 Maint. Corrective Action 3 Normal 141806 1B CELL 204 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported BUILDING & GROUNDS 10/25/2021 0.25
504739 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504740 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504741 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504742 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504743 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504744 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504745 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504746 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504747 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504748 TIME CLOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141721 TIME CLOCK 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported GENERAL 10/26/2021 0.25
504749 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504750 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504751 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504752 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504753 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504754 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504755 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504756 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504757 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504758 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504759 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504760 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 10/26/2021 10/26/2021 10/27/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504761 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
504762 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 10/26/2021 10/26/2021 10/26/2021   80 Completion Reported SECURITY 10/26/2021 0.08
505184 8B 102 Clogged Toilet 1 Maint. Corrective Action 3 Normal 142268 8B CELL 102 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/26/2021 0.25
505185 8B 110 Clogged Toilet 1 Maint. Corrective Action 3 Normal 142276 8B CELL 110 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/26/2021 0.75
505186 8B202 is clogged toilet 1 Maint. Corrective Action 3 Normal 142278 8B CELL 202 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/26/2021 0.25
505187 8B203 Clogged Toilet 1 Maint. Corrective Action 3 Normal 142279 8B CELL 203 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/26/2021 0.25
505188 8B204 Clogged Toilet 1 Maint. Corrective Action 3 Normal 142280 8B CELL 204 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/26/2021 0.25
505189 8B Dayroom Broken TV 1 Maint. Corrective Action 3 Normal 142287 UNIT 8 ‐ 8B 10/27/2021 10/27/2021 10/27/2021   80 Completion Reported BUILDING & GROUNDS 10/26/2021 0.75
505298 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 10/27/2021 10/27/2021 10/25/2021   80 Completion Reported BUILDING & GROUNDS 10/27/2021 0.25
505299 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 10/27/2021 10/27/2021 10/28/2021   80 Completion Reported BUILDING & GROUNDS 10/27/2021 0.25
505300 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 10/27/2021 10/27/2021 10/28/2021   80 Completion Reported BUILDING & GROUNDS 10/27/2021 0.25
505301 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 10/27/2021 10/27/2021 10/28/2021   80 Completion Reported BUILDING & GROUNDS 10/27/2021 0.25
505302 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 10/27/2021 10/27/2021 10/28/2021   80 Completion Reported BUILDING & GROUNDS 10/27/2021 0.5
505303 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 10/27/2021 10/27/2021 10/28/2021   80 Completion Reported BUILDING & GROUNDS 10/27/2021 0.25
505304 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 10/27/2021 10/27/2021 10/28/2021   80 Completion Reported BUILDING & GROUNDS 10/27/2021 0.25
505305 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 10/27/2021 10/27/2021 10/28/2021   80 Completion Reported BUILDING & GROUNDS 10/27/2021 0.25
505306 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141459 EXHAUST FAN TRANSCOR 10/27/2021 10/27/2021 2/10/2022   80 Completion Reported HVAC 10/27/2021 0.17
505307 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141470 EXHAUST FAN S PUMPHOUSE 10/27/2021 10/27/2021 2/10/2022   80 Completion Reported HVAC 10/27/2021 0.17
505308 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141527 ROOFTOP UNIT MPHARM 10/27/2021 10/27/2021 2/8/2022   80 Completion Reported HVAC 10/27/2021 0.17
505309 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141528 ROOFTOP UNIT MWR 10/27/2021 10/27/2021 2/8/2022   80 Completion Reported HVAC 10/27/2021 0.17
505310 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141529 EXHAUST FAN MEFNORTH 10/27/2021 10/27/2021 2/8/2022   80 Completion Reported HVAC 10/27/2021 0.17
505311 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141530 EXHAUST FAN MEFSOUTH 10/27/2021 10/27/2021 2/8/2022   80 Completion Reported HVAC 10/27/2021 0.17
505312 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141547 ROOFTOP UNIT AAC1 ASYLUM 10/27/2021 10/27/2021 2/8/2022   80 Completion Reported HVAC 10/27/2021 0.17
505313 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141548 ROOFTOP UNIT AAC2 ASYLUM 10/27/2021 10/27/2021 2/21/2022   80 Completion Reported HVAC 10/27/2021 0.17
505314 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141553 ROOFTOP UNIT AAC3 ASYLUM 10/27/2021 10/27/2021 2/8/2022   80 Completion Reported HVAC 10/27/2021 0.17
505315 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141607 EXHAUST FAN 1 10/27/2021 10/27/2021 2/8/2022   80 Completion Reported HVAC 10/27/2021 0.17
507306 CAULKING AROUND DISHWASHER 1 Maint. Corrective Action 3 Normal 141624 DISHWASHER EASTSIDE 10/29/2021 10/29/2021 10/29/2021   80 Completion Reported KITCHEN 10/29/2021 0.5
507307 ZONE 9 1 Maint. Corrective Action 3 Normal 141546 NLEF 10/29/2021 10/29/2021 10/29/2021   80 Completion Reported SECURITY 10/29/2021 2
507421 Inmate BATHROOM GROUT 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 3/4/2022 3/4/2022 3/4/2022   80 Completion Reported BUILDING & GROUNDS 10/29/2021 1
507572 8D 103 the sink overflowing 1 Maint. Corrective Action 3 Normal 142317 8D CELL 103 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported BUILDING & GROUNDS 10/31/2021 1
507574 8D no water in toilet 1 Maint. Corrective Action 3 Normal 142324 8D CELL 201 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported BUILDING & GROUNDS 10/31/2021 1
507575 8B109 leak  in sick 1 Maint. Corrective Action 3 Normal 142275 8B CELL 109 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported BUILDING & GROUNDS 10/31/2021 1
511334 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 11/1/2021 11/1/2021 11/13/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.42
511335 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.42
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511336 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 11/1/2021 11/1/2021 11/17/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.42
511337 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.25
511338 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.42
511339 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.42
511340 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.42
511341 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.42
511342 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 11/1/2021 11/1/2021 11/17/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.25
511343 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.25
511344 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.25
511345 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.25
511346 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.25
511347 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 11/1/2021 11/1/2021 11/17/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.42
511348 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.25
511349 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 11/1/2021 11/1/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.25
511350 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported UTILITY 11/1/2021 3
511351 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported UTILITY 11/1/2021 3.5
511352 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported UTILITY 11/1/2021 0.75
511353 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 11/1/2021 11/1/2021 12/1/2021   80 Completion Reported KITCHEN 11/1/2021 0.17
511354 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 11/1/2021 11/1/2021 12/1/2021   80 Completion Reported KITCHEN 11/1/2021 0.17
511355 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 11/1/2021 11/1/2021 11/8/2021   80 Completion Reported LAUNDRY 11/1/2021 0.17
511356 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 11/1/2021 11/1/2021 11/8/2021   80 Completion Reported LAUNDRY 11/1/2021 0.17
511357 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 11/1/2021 11/1/2021 11/8/2021   80 Completion Reported LAUNDRY 11/1/2021 0.17
511358 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 11/1/2021 11/1/2021 11/2/2021   80 Completion Reported UTILITY 11/1/2021 0.25
511359 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 11/1/2021 11/1/2021 11/2/2021   80 Completion Reported UTILITY 11/1/2021 0.25
511360 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 11/1/2021 11/1/2021 11/30/2021   80 Completion Reported SECURITY 11/1/2021 3
511361 DRAINS ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 11/1/2021 11/1/2021 11/29/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.17
511362 BOILERS ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 11/1/2021 11/1/2021 1/10/2022   80 Completion Reported UTILITY 11/1/2021 0.17
511363 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 11/1/2021 11/1/2021 12/1/2021   80 Completion Reported UTILITY 11/1/2021 0.17
511364 BOILERS ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 11/1/2021 11/1/2021 1/10/2022   80 Completion Reported UTILITY 11/1/2021 8.5
511365 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 11/1/2021 11/1/2021 12/1/2021   80 Completion Reported UTILITY 11/1/2021 0.17
511366 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 11/1/2021 11/1/2021 11/2/2021   80 Completion Reported UTILITY 11/1/2021 0.5
511367 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 11/1/2021 11/1/2021 11/2/2021   80 Completion Reported UTILITY 11/1/2021 0.5
511368 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported UTILITY 11/1/2021 1.75
511369 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported UTILITY 11/1/2021 0.08
511370 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported UTILITY 11/1/2021 1.75
511371 CRASH GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141705 CRASH GATE KITCHEN EAST 11/1/2021 11/1/2021 2/12/2022   80 Completion Reported SECURITY 11/1/2021 2
511372 CRASH GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141706 CRASH GATE KITCHEN WEST 11/1/2021 11/1/2021 2/12/2022   80 Completion Reported SECURITY 11/1/2021 2
511373 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 11/1/2021 11/1/2021 10/10/2021   80 Completion Reported FIRE 11/1/2021
511374 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 11/1/2021 11/1/2021 10/21/2021   80 Completion Reported FIRE 11/1/2021 2
511375 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 11/1/2021 11/1/2021 11/2/2021   80 Completion Reported FIRE 11/1/2021 2
511376 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported UTILITY 11/1/2021 0.25
511377 MANLIFT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142026 MAN LIFT 11/1/2021 11/1/2021 10/11/2021   80 Completion Reported GENERAL 11/1/2021
512827 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported UTILITY 11/1/2021 3
512828 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported UTILITY 11/1/2021 3
512829 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported UTILITY 11/1/2021 0.5
512830 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 11/1/2021 11/1/2021 11/1/2021   80 Completion Reported UTILITY 11/1/2021 0.5
512831 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 11/1/2021 11/1/2021 11/2/2021   80 Completion Reported UTILITY 11/1/2021 0.25
512832 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 11/1/2021 11/1/2021 12/2/2021   80 Completion Reported UTILITY 11/1/2021 0.25
513055 8D Tv dont work 1 Maint. Corrective Action 3 Normal 142334 UNIT 8 ‐ 8D 11/10/2021 11/10/2021 11/10/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021
513210 8B 201 cell door dont lock 1 Maint. Corrective Action 3 Normal 142277 8B CELL 201 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.5
513212 8B 202 clogged sink 1 Maint. Corrective Action 3 Normal 142278 8B CELL 202 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 1
513213 5C 210 sink is clogged 1 Maint. Corrective Action 3 Normal 141991 5C CELL 210 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.75
513214 8A 202 sink is clogged 1 Maint. Corrective Action 3 Normal 142254 8A CELL 202 11/2/2021 11/24/2021 11/24/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 0.25
513215 8A 207 no water 1 Maint. Corrective Action 3 Normal 142259 8A CELL 207 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 3
513216 8A 106 no water 1 Maint. Corrective Action 3 Normal 142258 8A CELL 206 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 3
513217 8B shower 2 1 Maint. Corrective Action 3 Normal 142267 8B CELL 101 11/2/2021 11/2/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 11/1/2021 3
513348 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513349 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513350 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513351 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513352 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513353 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513354 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513355 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
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513356 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513357 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513358 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513359 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513360 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513361 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513362 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513363 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513364 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513365 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513366 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513367 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513368 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513369 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513370 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 11/2/2021 11/2/2021 11/2/2021   80 Completion Reported SECURITY 11/2/2021 0.08
513932 8A101Toilet clogged in 1 Maint. Corrective Action 3 Normal 142244 8A CELL 101 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 11/2/2021 0.5
513933  8A102 Toilet clogged in 1 Maint. Corrective Action 3 Normal 142220 7D CELL 102 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 11/2/2021 0.5
513934  8A106 Toilet clogged in 1 Maint. Corrective Action 3 Normal 142224 7D CELL 106 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/2/2021 0.25
513935  8A107 Toilet clogged in 1 Maint. Corrective Action 3 Normal 142225 7D CELL 107 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/2/2021 0.25
513936 8A206 Toilet clogged in 1 Maint. Corrective Action 3 Normal 142233 7D CELL 206 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/2/2021 3
513937 8A207 Toilet glogged ni 1 Maint. Corrective Action 3 Normal 142234 7D CELL 207 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/2/2021 0.25
514154 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 11/3/2021 11/3/2021 11/8/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 0.17
514155 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 11/3/2021 11/3/2021 11/8/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 0.17
514156 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 11/3/2021 11/3/2021 11/8/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 0.17
514157 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 11/3/2021 11/3/2021 11/8/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 0.17
514158 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 11/3/2021 11/3/2021 11/8/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 0.17
514159 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 11/3/2021 11/3/2021 11/8/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 0.17
514160 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 11/3/2021 11/3/2021 11/8/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 0.17
514161 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 11/3/2021 11/3/2021 11/8/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 0.17
514162 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141597 ROOFTOP UNIT 1 11/3/2021 11/3/2021 2/8/2022   80 Completion Reported HVAC 11/3/2021 0.17
514163 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141598 ROOFTOP UNIT 1 11/3/2021 11/3/2021 2/8/2022   80 Completion Reported HVAC 11/3/2021 0.17
514164 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141599 ROOFTOP UNIT 2 11/3/2021 11/3/2021 2/8/2022   80 Completion Reported HVAC 11/3/2021 0.17
514165 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141600 ROOFTOP UNIT 2 11/3/2021 11/3/2021 2/8/2022   80 Completion Reported HVAC 11/3/2021 0.17
514166 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141608 EXHAUST FAN 1 11/3/2021 11/3/2021 2/8/2022   80 Completion Reported HVAC 11/3/2021 0.17
514167 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141609 EXHAUST FAN 2 11/3/2021 11/3/2021 2/8/2021   80 Completion Reported HVAC 11/3/2021 0.17
514168 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141610 EXHAUST FAN 2 11/3/2021 11/3/2021 2/8/2022   80 Completion Reported HVAC 11/3/2021 0.17
514169 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141611 EXHAUST FAN 3 11/3/2021 11/3/2021 2/8/2022   80 Completion Reported HVAC 11/3/2021 0.17
514342 INTAKE WASER DRAIN OVERFLOW 1 Maint. Corrective Action 3 Normal 141505 INTAKE LAUNDRY 11/3/2021 11/3/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 1
514418 8A107 TOILET WONT FLUSH 1 Maint. Corrective Action 2 Urgent 142250 8A CELL 107 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 0.25
514422 8D210 TOILET WILL NOT FLUSH 1 Maint. Corrective Action 2 Urgent 142333 8D CELL 210 11/4/2021 11/4/2021 11/4/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 1
514426 8D206 TOILET NOT WORKING 1 Maint. Corrective Action 3 Normal 142329 8D CELL 206 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 1
514436 8B TO COLD 1 Maint. Corrective Action 3 Normal 142287 UNIT 8 ‐ 8B 11/3/2021 11/3/2021 11/3/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 1
514447 8D104 water leak in pipechase 1 Maint. Corrective Action 3 Normal 142318 8D CELL 104 12/3/2021 12/3/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 2
514504 C13A INTAKE INTERCOM 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 11/3/2021 11/3/2021 11/10/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 0.75
514506 1C 202 INTERCOM NEEDS REPAIR 1 Maint. Corrective Action 3 Normal 141824 1C CELL 202 11/10/2021 11/10/2021 1/10/2022   80 Completion Reported BUILDING & GROUNDS 11/3/2021 0.5
514659 Sally port assemble buffers 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 3
514680 6D 109 SINK STOPPED UP CON RUN 1 Maint. Corrective Action 3 Normal 141779 1A CELL 109 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/3/2021 1.5
515254 Dishwasher Sanitizer?? 1 Maint. Corrective Action 3 Normal 141624 DISHWASHER EASTSIDE 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported KITCHEN 11/4/2021 1
515271 West kitchen middle ovens 1 Maint. Corrective Action 3 Normal 141739 OVEN 11/6/2021 11/6/2021 11/6/2021   80 Completion Reported KITCHEN 11/4/2021 0.25
515274 1A 110 RUNNING WATER IN CELL 1 Maint. Corrective Action 2 Urgent 141780 1A CELL 110 11/8/2021 11/8/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1.5
515276 1a 110 running water in cell 1 Maint. Corrective Action 3 Normal 141780 1A CELL 110 11/8/2021 11/8/2021 12/3/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1.5
515278 KitchenFood Prep Sink 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING) 11/6/2021 11/6/2021 11/6/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
515294 1A NO RUNNING WATER IN CELL 1 Maint. Corrective Action 2 Urgent 141789 1A CELL 210 11/8/2021 11/8/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 4
515307 1A 210 NO RUNNING WATER 1 Maint. Corrective Action 2 Urgent 141789 1A CELL 210 11/8/2021 11/8/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 4
515463 6B 105 SINK STOPPED UP 1 Maint. Corrective Action 2 Urgent 142059 6B CELL 105 12/10/2021 12/10/2021 12/10/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
515470 6B 102 SINK BUTTON IS STUCK 1 Maint. Corrective Action 2 Urgent 142056 6B CELL 102 12/10/2021 12/10/2021 12/13/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
515476 6B 202 unknown issue 1 Maint. Corrective Action 2 Urgent 142066 6B CELL 202 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 0.5
515480 6C207 TOILET BUTTON LEAKING 1 Maint. Corrective Action 3 Normal 142095 6C CELL 207 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 0.5
515488 6C 207 TOILET BUTTON LEAKING 1 Maint. Corrective Action 3 Normal 142095 6C CELL 207 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 0.5
515489  6C202 SINK LEAKING 1 Maint. Corrective Action 3 Normal 141782 1A CELL 202 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 0.5
515491 6D 203 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 141783 1A CELL 203 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
515494 6D203 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142114 6D CELL 203 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
515496 6D204 SINK CLOGGED 1 Maint. Corrective Action 2 Urgent 142115 6D CELL 204 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
515498 6D206 TOILET BUTTON STICKING 1 Maint. Corrective Action 3 Normal 142117 6D CELL 206 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 0.5
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515499 6D208 TOILET NOT FLUSHING 1 Maint. Corrective Action 2 Urgent 142119 6D CELL 208 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 0.5
515500 6D209 TOILET AND SINK NOT WORK 1 Maint. Corrective Action 2 Urgent 142120 6D CELL 209 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1.5
515501 6D 210 SINK CLOGGED 1 Maint. Corrective Action 2 Urgent 142121 6D CELL 210 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
515502 6D109 WATER OFF/SINK TIOLET 1 Maint. Corrective Action 2 Urgent 142111 6D CELL 109 11/4/2021 11/4/2021 11/4/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 2
515503 6D108 NO WATER FOR TOILET SINK 1 Maint. Corrective Action 2 Urgent 142110 6D CELL 108 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
515504 6D106 TOILET NOT FLUSHING 1 Maint. Corrective Action 2 Urgent 142108 6D CELL 106 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
515507 6D106  TOILET NOT FLUSHING 1 Maint. Corrective Action 2 Urgent 142108 6D CELL 106 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 0.5
515508 6D 103 COLD WATER WONT TURNOFF 1 Maint. Corrective Action 2 Urgent 142105 6D CELL 103 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
515510 6A 108 BUTTON STICKING FAUCET 1 Maint. Corrective Action 2 Urgent 142039 6A CELL 108 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
515511 6A208 TOILET NOT FLUSHING 1 Maint. Corrective Action 2 Urgent 142072 6B CELL 208 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported BUILDING & GROUNDS 11/4/2021 1
516097 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported KITCHEN 11/5/2021 0.08
516098 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 11/5/2021 11/5/2021 11/5/2021   80 Completion Reported KITCHEN 11/5/2021 0.08
516099 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 11/5/2021 11/5/2021 12/17/2021   80 Completion Reported KITCHEN 11/5/2021 2
516100 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 11/5/2021 11/5/2021 11/23/2021   80 Completion Reported KITCHEN 11/5/2021 2
517558 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported UTILITY 11/8/2021 2.5
517559 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported UTILITY 11/8/2021 0.5
517560 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported LAUNDRY 11/8/2021
517561 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported LAUNDRY 11/8/2021
517562 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported LAUNDRY 11/8/2021
517563 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141522 METAL DETECTOR 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517564 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 11/8/2021 11/8/2021 11/8/2021   80 Completion Reported UTILITY 11/8/2021 1.25
517565 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 11/8/2021 11/8/2021 11/8/2021   80 Completion Reported UTILITY 11/8/2021 0.25
517566 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141552 METAL DETECTOR HANDHELD 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517567 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141595 METAL DETECTOR HANDHELD 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517568 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141596 METAL DETECTOR GROUND 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517569 DISHWASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 11/8/2021 11/8/2021 11/29/2021   80 Completion Reported KITCHEN 11/8/2021 3
517570 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 11/8/2021 11/8/2021 11/29/2021   80 Completion Reported KITCHEN 11/8/2021 0.5
517571 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 11/8/2021 11/8/2021 11/29/2021   80 Completion Reported KITCHEN 11/8/2021 0.5
517572 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 11/8/2021 11/8/2021 11/30/2021   80 Completion Reported KITCHEN 11/8/2021 1.5
517573 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 11/8/2021 11/8/2021 11/8/2021   80 Completion Reported UTILITY 11/8/2021 0.25
517574 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 11/8/2021 11/8/2021 11/8/2021   80 Completion Reported UTILITY 11/8/2021 0.25
517575 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 11/8/2021 11/8/2021 11/8/2021   80 Completion Reported UTILITY 11/8/2021 1.75
517576 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported UTILITY 11/8/2021 0.17
517577 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 11/8/2021 11/8/2021 11/8/2021   80 Completion Reported UTILITY 11/8/2021 0.25
517578 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141713 METAL DETECTOR HANDHELD FRONT 11/8/2021 11/8/2021 11/8/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517579 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141714 METAL DETECTOR FRONT ADMIN 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517580 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141715 METAL DETECTOR XRAY FRONT DESK 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517581 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141729 COLDBOX WESTSIDE 11/8/2021 11/8/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517582 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141730 COLDBOX WESTSIDE 11/8/2021 11/8/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517583 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141733 HOT BOX WESTSIDE 11/8/2021 12/9/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517584 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141734 HOT BOX WESTSIDE 11/8/2021 12/9/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517585 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141735 STEAM TABLE 5 SLOT DIET LINE 11/8/2021 11/8/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517586 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 11/8/2021 12/9/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517587 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141737 OVEN 11/8/2021 11/8/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517588 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141738 OVEN 11/8/2021 12/9/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517589 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141739 OVEN 11/8/2021 12/9/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517590 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141740 OVEN 11/8/2021 11/8/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517591 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141741 OVEN 11/8/2021 12/9/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517592 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141742 OVEN ROLL IN 11/8/2021 11/8/2021 11/29/2021   80 Completion Reported KITCHEN 11/8/2021 0.08
517593 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141743 OVEN TOP 11/8/2021 12/9/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517594 GRIDDLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141744 GRIDDLE 72" GAS 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517595 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 11/8/2021 11/8/2021 11/29/2021   80 Completion Reported KITCHEN 11/8/2021 0.5
517596 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 11/8/2021 11/8/2021 11/29/2021   80 Completion Reported KITCHEN 11/8/2021 1
517597 FOOD MIXER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141747 FLOOR MIXER WESTSIDE 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517598 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141748 SLICER 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517599 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141749 BUFFALO SLICER WESTSIDE 11/8/2021 11/8/2021 12/9/2021   80 Completion Reported KITCHEN 11/8/2021 0.17
517600 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141769 METAL DETECTOR HANDHELD 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517601 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141770 METAL DETECTOR 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517602 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported LAUNDRY 11/8/2021 1
517603 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported LAUNDRY 11/8/2021 2
517604 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported LAUNDRY 11/8/2021 1
517605 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported LAUNDRY 11/8/2021 2
517606 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported LAUNDRY 11/8/2021 2
517607 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported LAUNDRY 11/8/2021 2
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517608 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported LAUNDRY 11/8/2021 2.25
517609 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported LAUNDRY 11/8/2021 2
517610 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141917 SLIDER C30 11/8/2021 11/8/2021 2/8/2022   80 Completion Reported SECURITY 11/8/2021 0.17
517611 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141917 SLIDER C30 11/8/2021 11/8/2021 2/8/2022   80 Completion Reported SECURITY 11/8/2021 0.17
517612 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141920 METAL DETECTOR HANDHELD 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517613 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141921 METAL DETECTOR 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517614 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported UTILITY 11/8/2021 0.25
517615 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142029 METAL DETECTOR 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021 0.25
517616 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142142 SLIDER C40 11/8/2021 11/8/2021 2/8/2022   80 Completion Reported SECURITY 11/8/2021 0.17
517617 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142142 SLIDER C40 11/8/2021 11/8/2021 2/8/2022   80 Completion Reported SECURITY 11/8/2021 0.17
517618 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142145 METAL DETECTOR HANDHELD 11/8/2021 11/8/2021 11/19/2021   80 Completion Reported SECURITY 11/8/2021
518452 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported UTILITY 11/8/2021 3
518453 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported UTILITY 11/8/2021 0.5
518454 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported UTILITY 11/8/2021 0.5
518455 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported UTILITY 11/8/2021 0.25
518456 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 11/8/2021 11/8/2021 11/9/2021   80 Completion Reported UTILITY 11/8/2021 0.25
518791 5B unit cold in rooms 1 Maint. Corrective Action 2 Urgent 141968 UNIT 5 ‐ 5B 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported BUILDING & GROUNDS 11/8/2021 1.5
518848 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518849 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518850 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518851 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518852 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518853 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518854 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518855 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518856 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518857 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518858 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518859 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518860 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518861 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518862 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.24
518863 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518864 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518865 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518866 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518867 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518868 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518869 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
518870 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 11/9/2021 11/9/2021 11/9/2021   80 Completion Reported SECURITY 11/9/2021 0.08
519299 7C 101 water all over 1 Maint. Corrective Action 3 Normal 142195 7C CELL 101 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 0.75
519301 7C 102 sink constantly running 1 Maint. Corrective Action 3 Normal 142196 7C CELL 102 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 0.5
519303 7C 105 NO WATER 1 Maint. Corrective Action 3 Normal 142199 7C CELL 105 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 0.5
519305 1B 208 TOILET NOT WORKING 1 Maint. Corrective Action 2 Urgent 141810 1B CELL 208 12/1/2021 12/1/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 1
519306 1B 209 TOILET NOT WORKING 1 Maint. Corrective Action 2 Urgent 141811 1B CELL 209 12/1/2021 12/1/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 0.5
519309 7C 107TOILET LEAKING FROM BACK 1 Maint. Corrective Action 2 Urgent 142201 7C CELL 107 12/27/2021 12/27/2021 12/27/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 2
519310 1B 107 TOILET NOT WORKING 1 Maint. Corrective Action 2 Urgent 141800 1B CELL 107 12/2/2021 12/2/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 1.5
519312 7C 106 IS WATER LEAKING 1 Maint. Corrective Action 2 Urgent 142224 7D CELL 106 12/27/2021 12/27/2021 12/27/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 0.5
519313 1B 204 TOILET NOT WORKING 1 Maint. Corrective Action 2 Urgent 141806 1B CELL 204 12/2/2021 12/2/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 1
519314 1B 104 ROOM FLOODED 1 Maint. Corrective Action 4 Low Priority 141797 1B CELL 104 12/1/2021 12/1/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 1
519315 7C 109 TOILET LEAK 1 Maint. Corrective Action 2 Urgent 142203 7C CELL 109 12/2/2021 12/2/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 0.5
519316 1B 101 SINK RUNNING CONSTANTLY 1 Maint. Corrective Action 3 Normal 141794 1B CELL 101 12/2/2021 12/2/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 2
519317 7C 206 SINK CONSTANTLY RUNNING 1 Maint. Corrective Action 2 Urgent 142210 7C CELL 206 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 0.75
519318 Unit #3 1 Maint. Corrective Action 2 Urgent 141852 UNIT 3 ‐ 3A 11/10/2021 11/10/2021 11/10/2021   80 Completion Reported BUILDING & GROUNDS 11/9/2021 0.5
519516 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 11/10/2021 11/10/2021 11/17/2021   80 Completion Reported BUILDING & GROUNDS 11/10/2021 0.34
519517 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 11/10/2021 11/10/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/10/2021 0.34
519518 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 11/10/2021 11/10/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/10/2021 0.34
519519 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 11/10/2021 11/10/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/10/2021 0.34
519520 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 11/10/2021 11/10/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/10/2021 0.34
519521 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 11/10/2021 11/10/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/10/2021 0.34
519522 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 11/10/2021 11/10/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/10/2021 0.34
519523 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 11/10/2021 11/10/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/10/2021 0.34
519524 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141601 ROOFTOP UNIT 3 11/10/2021 11/10/2021 2/10/2022   80 Completion Reported HVAC 11/10/2021 0.17
519525 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141602 ROOFTOP UNIT 3 11/10/2021 11/10/2021 2/10/2022   80 Completion Reported HVAC 11/10/2021 0.17

TCDF-050422-RESP_000462



Order Number Or Ty Description W.O. Type W.O. Type Description Priority Priority Description Equipment Number Asset Number Description Planned Start Date Planned Finish Date Actual Finish Date Status Comment WO St WO St Description Phase Description Order Date Actual Hours
519526 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141612 EXHAUST FAN 4 11/10/2021 11/10/2021 11/10/2021   80 Completion Reported HVAC 11/10/2021 0.17
519527 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141613 EXHAUST FAN 4 11/10/2021 11/10/2021 11/10/2021   80 Completion Reported HVAC 11/10/2021 0.17
519528 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141618 EXHAUST FAN KITCHEN HOOD 2A 11/10/2021 11/10/2021 12/3/2021   80 Completion Reported HVAC 11/10/2021 6
519529 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141619 EXHAUST FAN KITCHEN HOOD 2B 11/10/2021 11/10/2021 12/17/2021   80 Completion Reported HVAC 11/10/2021 6
519530 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141839 ROOFTOP UNIT 2A 11/10/2021 11/10/2021 2/10/2022   80 Completion Reported HVAC 11/10/2021 0.17
519531 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141845 ROOFTOP UNIT 2B 11/10/2021 11/10/2021 2/10/2022   80 Completion Reported HVAC 11/10/2021 0.17
519870 5A208/209 SINK 1 Maint. Corrective Action 2 Urgent 141941 5A CELL 208 11/12/2021 11/12/2021 11/12/2021   80 Completion Reported BUILDING & GROUNDS 11/10/2021 0.5
520411 move white board 1 Maint. Corrective Action 4 Low Priority 141456 UNIT 7 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported BUILDING & GROUNDS 11/11/2021 0.08
520416 3A 102 Toilet not flushing 1 Maint. Corrective Action 3 Normal 164459 3A CELL 102 11/12/2021 11/12/2021 11/12/2021   80 Completion Reported BUILDING & GROUNDS 11/11/2021 0.5
521576 Kettle needs part installed 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 11/29/2021 11/29/2021 11/29/2021   80 Completion Reported BUILDING & GROUNDS 11/12/2021 1.25
521739 Exhaust fan 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported BUILDING & GROUNDS 11/13/2021 1
523066 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 11/15/2021 11/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.17
523067 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 11/15/2021 11/15/2021 4/8/2022   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.17
523068 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 11/15/2021 11/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.17
523069 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 11/15/2021 11/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.17
523070 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 11/15/2021 11/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.17
523071 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 11/15/2021 11/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.17
523072 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 11/15/2021 11/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.17
523073 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 11/15/2021 11/15/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.17
523074 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141465 WALL UNIT GUARDSHACK 11/15/2021 11/15/2021 2/21/2022   80 Completion Reported HVAC 11/15/2021 0.17
523075 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141466 WALL UNIT ARMORY 11/15/2021 11/15/2021 2/21/2022   80 Completion Reported HVAC 11/15/2021 0.17
523076 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141467 WALL UNIT SORT 11/15/2021 11/15/2021 2/21/2022   80 Completion Reported HVAC 11/15/2021 0.17
523077 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 11/15/2021 11/15/2021 11/15/2021   80 Completion Reported UTILITY 11/15/2021 1
523078 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 11/15/2021 11/15/2021 11/17/2021   80 Completion Reported UTILITY 11/15/2021 0.25
523079 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 11/15/2021 11/15/2021 11/29/2021   80 Completion Reported FIRE 11/15/2021 4
523080 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141507 WASHER 11/15/2021 11/15/2021 11/18/2021   80 Completion Reported LAUNDRY 11/15/2021 0.75
523081 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 11/15/2021 11/15/2021 11/18/2021   80 Completion Reported LAUNDRY 11/15/2021 0.75
523082 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 11/15/2021 11/15/2021 11/18/2021   80 Completion Reported LAUNDRY 11/15/2021 1
523083 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 11/15/2021 11/15/2021 11/18/2021   80 Completion Reported LAUNDRY 11/15/2021 1.5
523084 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 11/15/2021 11/15/2021 11/18/2021   80 Completion Reported LAUNDRY 11/15/2021 0.5
523085 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 11/15/2021 11/15/2021 11/18/2021   80 Completion Reported LAUNDRY 11/15/2021 0.5
523086 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 11/15/2021 11/15/2021 11/18/2021   80 Completion Reported LAUNDRY 11/15/2021 0.75
523087 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 11/15/2021 11/15/2021 11/18/2021   80 Completion Reported LAUNDRY 11/15/2021 0.5
523088 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141524 XRAY INTAKE 11/15/2021 11/15/2021 11/19/2021   80 Completion Reported SECURITY 11/15/2021 1
523089 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 11/15/2021 11/15/2021 11/17/2021   80 Completion Reported UTILITY 11/15/2021 0.5
523090 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 11/15/2021 11/15/2021 11/17/2021   80 Completion Reported UTILITY 11/15/2021 0.5
523091 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 11/15/2021 11/15/2021 11/15/2021   80 Completion Reported KITCHEN 11/15/2021 0.08
523092 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported UTILITY 11/15/2021 0.25
523093 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported UTILITY 11/15/2021 0.25
523094 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported UTILITY 11/15/2021 0.25
523095 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported UTILITY 11/15/2021 0.25
523096 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported UTILITY 11/15/2021 0.25
523097 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 11/15/2021 11/15/2021 11/29/2021   80 Completion Reported KITCHEN 11/15/2021 4
523098 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141716 FIRE EXTINGUISHER 11/15/2021 11/15/2021 11/15/2021   80 Completion Reported FIRE 11/15/2021 0.15
523099 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141717 FIRE EXTINGUISHER 11/15/2021 11/15/2021 11/15/2021   80 Completion Reported FIRE 11/15/2021 0.15
523100 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 11/15/2021 12/8/2021 12/8/2021   80 Completion Reported KITCHEN 11/15/2021 0.17
523101 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141765 SLIDER C12 DOOR 11/15/2021 11/15/2021 12/8/2021   80 Completion Reported SECURITY 11/15/2021 2
523102 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141765 SLIDER C12 DOOR 11/15/2021 11/15/2021 12/8/2021   80 Completion Reported SECURITY 11/15/2021 2
523103 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141766 SLIDER C12 11/15/2021 11/15/2021 12/8/2021   80 Completion Reported SECURITY 11/15/2021 2
523104 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141766 SLIDER C12 11/15/2021 11/15/2021 12/8/2021   80 Completion Reported SECURITY 11/15/2021 0.5
523105 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141835 SLIDER C10 HALLWAY 37 11/15/2021 11/15/2021 12/8/2021   80 Completion Reported SECURITY 11/15/2021 1.5
523106 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141835 SLIDER C10 HALLWAY 37 11/15/2021 11/15/2021 12/8/2021   80 Completion Reported SECURITY 11/15/2021 0.5
523107 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141854 WASHER 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported LAUNDRY 11/15/2021 0.5
523108 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141855 WASHER 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported LAUNDRY 11/15/2021 0.5
523109 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141856 WASHER 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported LAUNDRY 11/15/2021 1
523110 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141922 IDF 5/6 FLOOR 11/15/2021 11/15/2021 11/30/2021   80 Completion Reported SECURITY 11/15/2021 4.5
523111 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported UTILITY 11/15/2021 0.25
523112 SEWAGE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142348 GRINDER 11/15/2021 11/15/2021 11/17/2021   80 Completion Reported UTILITY 11/15/2021 0.25
524616 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 11/15/2021 11/15/2021 11/15/2021   80 Completion Reported UTILITY 11/15/2021 1
524617 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported UTILITY 11/15/2021 0.25
524618 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported UTILITY 11/15/2021 0.25
524619 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported UTILITY 11/15/2021 0.25
524620 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 11/15/2021 11/15/2021 11/16/2021   80 Completion Reported UTILITY 11/15/2021 0.25
524706 5B 210 Intercom issue 1 Maint. Corrective Action 3 Normal 141967 5B CELL 210 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 11/15/2021 1
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524710 salleyport A 24 Intercom 1 Maint. Corrective Action 3 Normal 141494 ROLLUP A23 SALLYPORT 11/24/2021 11/24/2021 11/24/2021   80 Completion Reported SECURITY 11/15/2021 1.75
525023 1B 108 toilet not flushing 1 Maint. Corrective Action 3 Normal 141801 1B CELL 108 12/2/2021 12/2/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 1
525025 1C 101 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 141814 1C CELL 101 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.75
525027 1B 106 LEAK IN CELL FROM TOILE 1 Maint. Corrective Action 3 Normal 141799 1B CELL 106 12/1/2021 12/1/2021 12/7/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 1
525028 1C SHOWER 8 &5 NOT TURNING OFF 1 Maint. Corrective Action 3 Normal 141833 UNIT 1 ‐ 1C 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.75
525029 1a 103 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 141773 1A CELL 103 12/1/2021 12/1/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.5
525030 1C 106 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 141819 1C CELL 106 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.75
525032 1C 103 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 141816 1C CELL 103 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 0.5
525033 1C 104 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 141817 1C CELL 104 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/15/2021 1
525259 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525260 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525261 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525262 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525263 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525264 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525265 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525266 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525267 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525268 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525269 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525270 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525271 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525272 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525273 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525274 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525275 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525276 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525277 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525278 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525279 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525280 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525281 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 11/16/2021 11/16/2021 11/16/2021   80 Completion Reported SECURITY 11/16/2021 0.08
525902 6DCOLD 1 Maint. Corrective Action 2 Urgent 141455 UNIT 6 11/17/2021 11/17/2021 11/17/2021   80 Completion Reported BUILDING & GROUNDS 11/16/2021 0.75
525906 5A208 SINK 1 Maint. Corrective Action 3 Normal 141941 5A CELL 208 11/18/2021 11/18/2021 11/18/2021   80 Completion Reported BUILDING & GROUNDS 11/16/2021 1.5
525992 1A 103 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 141773 1A CELL 103 11/17/2021 11/17/2021 11/17/2021   80 Completion Reported BUILDING & GROUNDS 11/16/2021 2.5
526251 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 11/17/2021 11/17/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/17/2021 0.08
526252 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 11/17/2021 11/17/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/17/2021 0.08
526253 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 11/17/2021 11/17/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/17/2021 0.08
526254 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 11/17/2021 11/17/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/17/2021 0.08
526255 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 11/17/2021 11/17/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/17/2021 0.08
526256 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 11/17/2021 11/17/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/17/2021 0.08
526257 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 11/17/2021 11/17/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/17/2021 0.08
526258 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 11/17/2021 11/17/2021 11/23/2021   80 Completion Reported BUILDING & GROUNDS 11/17/2021 0.08
526259 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141603 ROOFTOP UNIT 4 11/17/2021 11/17/2021 2/21/2022   80 Completion Reported HVAC 11/17/2021 0.17
526260 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141604 ROOFTOP UNIT 4 11/17/2021 11/17/2021 2/21/2022   80 Completion Reported HVAC 11/17/2021 0.17
526261 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141614 EXHAUST FAN 5 11/17/2021 11/17/2021 3/15/2022   80 Completion Reported HVAC 11/17/2021 0.17
526262 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141615 EXHAUST FAN 6 11/17/2021 11/17/2021 3/15/2022   80 Completion Reported HVAC 11/17/2021 0.17
526263 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141724 EXHAUST FAN KITCHEN HOOD 1A 11/17/2021 11/17/2021 12/3/2021   80 Completion Reported HVAC 11/17/2021 6
526264 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141725 EXHAUST FAN KITCHEN HOOD 1B 12/1/2021 12/1/2021 12/3/2021   80 Completion Reported HVAC 11/17/2021 6
526265 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 11/17/2021 11/17/2021 11/19/2021   80 Completion Reported HVAC 11/17/2021 2
526266 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 11/17/2021 11/17/2021 12/1/2021   80 Completion Reported HVAC 11/17/2021 0.08
526267 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141840 EXHAUST FAN 1 2A 11/17/2021 11/17/2021 3/15/2022   80 Completion Reported HVAC 11/17/2021 0.17
526268 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141841 EXHAUST FAN 2 2A 11/17/2021 11/17/2021 3/15/2022   80 Completion Reported HVAC 11/17/2021 0.17
526269 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141863 ROOFTOP UNIT 4 HALL 11/17/2021 11/17/2021 2/21/2022   80 Completion Reported HVAC 11/17/2021 0.17
526270 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141864 ROOFTOP UNIT 4A 11/17/2021 11/17/2021 6/7/2022   80 Completion Reported HVAC 11/17/2021 2
526271 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141887 ROOFTOP UNIT 5 HALL 11/17/2021 11/17/2021 2/21/2022   80 Completion Reported HVAC 11/17/2021 0.17
526272 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141888 ROOFTOP UNIT 5 HALL 2 11/17/2021 11/17/2021 2/21/2022   80 Completion Reported HVAC 11/17/2021 0.17
526273 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 11/17/2021 11/17/2021 2/21/2022   80 Completion Reported HVAC 11/17/2021 0.17
526274 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 11/17/2021 11/17/2021 12/1/2021   80 Completion Reported HVAC 11/17/2021 0.17
526275 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 11/17/2021 11/17/2021 2/21/2022   80 Completion Reported HVAC 11/17/2021 0.17
526276 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 11/17/2021 11/17/2021 2/21/2022   80 Completion Reported HVAC 11/17/2021 0.17
526277 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 11/17/2021 11/17/2021 12/1/2021   80 Completion Reported HVAC 11/17/2021 0.17
526278 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 11/17/2021 11/17/2021 12/1/2021   80 Completion Reported HVAC 11/17/2021
526279 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 11/17/2021 11/17/2021 12/1/2021   80 Completion Reported HVAC 11/17/2021 0.17
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526280 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 11/17/2021 11/17/2021 2/21/2022   80 Completion Reported HVAC 11/17/2021 0.17
526281 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 11/17/2021 11/17/2021 2/21/2022   80 Completion Reported HVAC 11/17/2021 0.17
526282 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 11/17/2021 11/17/2021 12/1/2021   80 Completion Reported HVAC 11/17/2021 0.17
527126 DRYER NOT WORKING 1 Maint. Corrective Action 3 Normal 141853 LAUNDRY 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/18/2021 0.5
527158 Sink running hot water 1 Maint. Corrective Action 3 Normal 142274 8B CELL 108 11/19/2021 11/19/2021 11/19/2021   80 Completion Reported BUILDING & GROUNDS 11/18/2021 1
527342 1B DAYROOM TV NOT WORKING 1 Maint. Corrective Action 3 Normal 141813 UNIT 1 ‐ 1B 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported BUILDING & GROUNDS 11/18/2021 0.5
527343 7B DAYROOM TV NOT WORKING 1 Maint. Corrective Action 3 Normal 142191 UNIT 7 ‐ 7B 1/6/2022 1/6/2022 1/6/2022   80 Completion Reported BUILDING & GROUNDS 11/18/2021 1.5
528457 7CCOLD 1 Maint. Corrective Action 2 Urgent 142195 7C CELL 101 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported BUILDING & GROUNDS 11/19/2021 1
528468 5A108DOOR 1 Maint. Corrective Action 2 Urgent 141932 5A CELL 108 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported BUILDING & GROUNDS 11/19/2021 1
528539 5D ROOMS ARE EXTREMELY COLD 1 Maint. Corrective Action 3 Normal 142006 5D CELL 202 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported BUILDING & GROUNDS 11/19/2021 1.5
528602 8D 101 toilet leak 1 Maint. Corrective Action 3 Normal 142315 8D CELL 101 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 11/19/2021 0.5
529487 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported UTILITY 11/22/2021 1.75
529488 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported UTILITY 11/22/2021 0.25
529489 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported LAUNDRY 11/22/2021 0.75
529490 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported LAUNDRY 11/22/2021 0.75
529491 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported LAUNDRY 11/22/2021 0.75
529492 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141537 GAS WATER HEATER 11/22/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 11/22/2021 0.15
529493 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 11/22/2021 11/22/2021 11/23/2021   80 Completion Reported UTILITY 11/22/2021 0.5
529494 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 11/22/2021 11/22/2021 11/23/2021   80 Completion Reported UTILITY 11/22/2021 0.5
529495 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141572 WATER HEATER AB3 11/22/2021 11/22/2021 11/24/2021   80 Completion Reported UTILITY 11/22/2021 0.25
529496 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 11/22/2021 11/22/2021 11/23/2021   80 Completion Reported UTILITY 11/22/2021 0.25
529497 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 11/22/2021 11/22/2021 11/23/2021   80 Completion Reported UTILITY 11/22/2021 0.25
529498 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported UTILITY 11/22/2021 0.25
529499 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 11/22/2021 11/22/2021 11/23/2021   80 Completion Reported UTILITY 11/22/2021 0.25
529500 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 11/22/2021 11/22/2021 11/23/2021   80 Completion Reported UTILITY 11/22/2021 0.25
529501 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141702 SLIDER A17 11/22/2021 11/22/2021 12/8/2021   80 Completion Reported SECURITY 11/22/2021 1
529502 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141702 SLIDER A17 11/22/2021 11/22/2021 12/8/2021   80 Completion Reported SECURITY 11/22/2021 0.5
529503 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141703 SLIDER A21 11/22/2021 11/22/2021 12/8/2021   80 Completion Reported SECURITY 11/22/2021 1
529504 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141703 SLIDER A21 11/22/2021 11/22/2021 12/8/2021   80 Completion Reported SECURITY 11/22/2021 0.5
529505 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141704 SLIDER C20 11/22/2021 11/22/2021 12/8/2021   80 Completion Reported SECURITY 11/22/2021 1
529506 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141704 SLIDER C20 11/22/2021 11/22/2021 12/8/2021   80 Completion Reported SECURITY 11/22/2021 0.5
529507 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported UTILITY 11/22/2021 0.25
530459 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported UTILITY 11/22/2021 0.5
530460 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported UTILITY 11/22/2021 0.25
530461 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported UTILITY 11/22/2021 0.25
530462 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported UTILITY 11/22/2021 0.25
530463 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 11/22/2021 11/22/2021 11/19/2021   80 Completion Reported UTILITY 11/22/2021 0.25
530464 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported FIRE 11/22/2021 0.5
530468 North SP Gate 1 Maint. Corrective Action 3 Normal 141491 NORTH SALLYPORT DRIVE IN GATE 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported SECURITY 11/22/2021
530527 Cooler one holding @ 42 1 Maint. Corrective Action 2 Urgent 141623 COOLER #1 EASTSIDE 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported KITCHEN 11/22/2021 0.75
530528 Freezer one holding @ +11 1 Maint. Corrective Action 2 Urgent 141472 MAIN ROOF EAST 11/22/2021 11/22/2021 11/22/2021   80 Completion Reported BUILDING & GROUNDS 11/22/2021 0.75
530531 Cooler 1 Door and lock 1 Maint. Corrective Action 3 Normal 141623 COOLER #1 EASTSIDE 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported KITCHEN 11/22/2021 0.75
530700 Out side ped gate camera 1 Maint. Corrective Action 3 Normal 141493 40 CAMERAS 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported SECURITY 11/22/2021 0.25
530997 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
530998 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 11/23/2021 11/23/2021 11/23/2021   80 Completion Reported SECURITY 11/23/2021 1.08
530999 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531000 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531001 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531002 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531003 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531004 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531005 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531006 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531007 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531008 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531009 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531010 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531011 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531012 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531013 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531014 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531015 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531016 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531017 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
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531018 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531019 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 11/23/2021 11/23/2021 11/24/2021   80 Completion Reported SECURITY 11/23/2021 0.08
531252 8A DAYROOM SHOWER 1 & 5 1 Maint. Corrective Action 3 Normal 142244 8A CELL 101 11/24/2021 11/24/2021 11/24/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 2.5
531257 8A 101 no water for toilet 1 Maint. Corrective Action 3 Normal 142244 8A CELL 101 11/24/2021 11/24/2021 11/24/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 2.5
531258 8A 102 no water in cell 1 Maint. Corrective Action 3 Normal 142245 8A CELL 102 11/22/2021 11/22/2021 2/22/2022   80 Completion Reported BUILDING & GROUNDS 11/23/2021 6
531259 8A 103 no water in cell at all 1 Maint. Corrective Action 3 Normal 142246 8A CELL 103 11/24/2021 11/24/2021 11/24/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 0.75
531260 8A 104 no cold water in cell 1 Maint. Corrective Action 3 Normal 142247 8A CELL 104 11/24/2021 11/24/2021 11/24/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 1.75
531261 8A 106 no water in cell 1 Maint. Corrective Action 3 Normal 142249 8A CELL 106 11/24/2021 11/24/2021 11/24/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 0.25
531262 8A 107 no water for toilet 1 Maint. Corrective Action 3 Normal 142250 8A CELL 107 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 11/23/2021 0.5
531263 8A 210 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142262 8A CELL 210 11/29/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 0.25
531265 8A 207 NO WATER 1 Maint. Corrective Action 3 Normal 142259 8A CELL 207 11/24/2021 11/24/2021 11/24/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 0.25
531269 8A 206 NO WATER 1 Maint. Corrective Action 3 Normal 142258 8A CELL 206 11/24/2021 11/24/2021 11/24/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 0.25
531271 8A 203 NO WATER IN CELL 1 Maint. Corrective Action 3 Normal 142255 8A CELL 203 11/24/2021 11/24/2021 11/24/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 0.25
531274 8A 202 NO WATER IN CELL 1 Maint. Corrective Action 3 Normal 142254 8A CELL 202 11/24/2021 11/24/2021 11/24/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 0.25
531275 8A 201 COLD WATER BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142253 8A CELL 201 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 11/23/2021 1
531277 8D 201 SINK WATER RUNNING 1 Maint. Corrective Action 3 Normal 142324 8D CELL 201 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 2
531279 8D 206 TOILET DOES NOT FLUSH 1 Maint. Corrective Action 3 Normal 142329 8D CELL 206 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 1
531280 8D 207 CLOGGED SINK 1 Maint. Corrective Action 3 Normal 142307 8C CELL 207 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 0.5
531281 8D 209 CLOGGED SINK 1 Maint. Corrective Action 3 Normal 142332 8D CELL 209 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 0.25
531283 8D 210 NO WATER IN CELL 1 Maint. Corrective Action 3 Normal 142333 8D CELL 210 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021
531284 8D 108 SINK WATER RUNNING 1 Maint. Corrective Action 3 Normal 142322 8D CELL 108 12/7/2021 12/7/2021 12/9/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 1
531285 8D 107 CLOGGED SINK 1 Maint. Corrective Action 3 Normal 142321 8D CELL 107 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 0.5
531287 8D105 SINK DETACHED FROM WALL 1 Maint. Corrective Action 3 Normal 142319 8D CELL 105 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 1
531288 8D 101 WATER LEAK FROM TOILET 1 Maint. Corrective Action 3 Normal 142315 8D CELL 101 12/2/2021 12/2/2021 12/7/2021   80 Completion Reported BUILDING & GROUNDS 11/23/2021 1.5
531591 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 11/24/2021 11/24/2021 11/29/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.17
531592 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 11/24/2021 11/24/2021 11/29/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.17
531593 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 11/24/2021 11/24/2021 11/29/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.17
531594 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 11/24/2021 11/24/2021 11/29/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.17
531595 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 11/24/2021 11/24/2021 11/29/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.17
531596 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 11/24/2021 11/24/2021 11/29/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.17
531597 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 11/24/2021 11/24/2021 11/29/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.17
531598 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 11/24/2021 11/24/2021 11/24/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.25
531599 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141866 EXHAUST FAN AAEFSOUTH 11/24/2021 11/24/2021 2/16/2022   80 Completion Reported HVAC 11/24/2021 0.5
531600 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141889 EXHAUST FAN 5 E1 11/24/2021 11/24/2021 3/15/2022   80 Completion Reported HVAC 11/24/2021 0.17
531601 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141924 EXHAUST FAN 5A 11/24/2021 11/24/2021 2/16/2022   80 Completion Reported HVAC 11/24/2021 0.5
531602 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141946 EXHAUST FAN 5B 11/24/2021 11/24/2021 2/16/2022   80 Completion Reported HVAC 11/24/2021 0.5
531603 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141947 EXHAUST FAN 5B 11/24/2021 11/24/2021 2/16/2022   80 Completion Reported HVAC 11/24/2021 0.5
531604 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142124 ROOFTOP UNIT 7 HALL 1 11/24/2021 11/24/2021 2/21/2022   80 Completion Reported HVAC 11/24/2021 0.17
531605 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142125 ROOFTOP UNIT 7 HALL 2 11/24/2021 11/24/2021 2/21/2022   80 Completion Reported HVAC 11/24/2021 0.17
531606 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142146 ROOFTOP UNIT 7A 11/24/2021 11/24/2021 2/21/2022   80 Completion Reported HVAC 11/24/2021 0.17
531607 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142169 ROOFTOP UNIT 7B 11/24/2021 11/24/2021 2/21/2022   80 Completion Reported HVAC 11/24/2021 0.17
531608 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142193 ROOFTOP UNIT 7C 11/24/2021 11/24/2021 2/21/2022   80 Completion Reported HVAC 11/24/2021 0.17
531609 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142217 ROOFTOP UNIT 7D 11/24/2021 11/24/2021 2/21/2022   80 Completion Reported HVAC 11/24/2021 0.17
531977 1C 102 SINK BUTTON STUCK 1 Maint. Corrective Action 3 Normal 141815 1C CELL 102 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 1.5
531978 1C SHOWER 2 HANDLE STUCK 1 Maint. Corrective Action 3 Normal 141833 UNIT 1 ‐ 1C 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.5
531979 1C SHOWER 5 WATER STUCK ON 1 Maint. Corrective Action 3 Normal 141833 UNIT 1 ‐ 1C 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.5
531980 1C 102 SINK BUTTON STUCK 1 Maint. Corrective Action 3 Normal 141815 1C CELL 102 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 1.5
531981 1C 103 SINK HOT WATER STUCK 1 Maint. Corrective Action 3 Normal 141816 1C CELL 103 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.75
531983 1C 107 TOILET DOES NOT FLUSH 1 Maint. Corrective Action 3 Normal 141820 1C CELL 107 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.75
531985 1C 107 SINK DOES NOT WORK 1 Maint. Corrective Action 3 Normal 141820 1C CELL 107 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.25
531986 1C 109 CLOGGED SINK 1 Maint. Corrective Action 3 Normal 141822 1C CELL 109 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.75
531989 1C 208 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 141830 1C CELL 208 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 1.75
531991 1C 207 TOILET NO WATER 1 Maint. Corrective Action 3 Normal 141829 1C CELL 207 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.75
531993 1C 206 TOILET NO WATER 1 Maint. Corrective Action 3 Normal 141828 1C CELL 206 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.5
531994 1C 203 TOILET BUTTON BROKEN 1 Maint. Corrective Action 3 Normal 141825 1C CELL 203 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 0.75
531995 1C 201 TOILET NO WATER 1 Maint. Corrective Action 3 Normal 141823 1C CELL 201 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 1
531996 1C 201 CLOGGED SINK 1 Maint. Corrective Action 3 Normal 141823 1C CELL 201 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported BUILDING & GROUNDS 11/24/2021 1
532261 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141500 COMPACTOR OPERATOR 11/25/2021 11/25/2021 12/15/2021   80 Completion Reported GENERAL 11/25/2021 0.5
532262 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141501 TRASH COMPACTOR 1 11/25/2021 11/25/2021 12/6/2021   80 Completion Reported GENERAL 11/25/2021 0.5
532263 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 11/25/2021 11/25/2021 12/2/2021   80 Completion Reported UTILITY 11/25/2021 0.17
532264 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 11/25/2021 11/25/2021 12/1/2021   80 Completion Reported UTILITY 11/25/2021 0.17
532910 TIME CLOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141721 TIME CLOCK 11/26/2021 11/26/2021 11/30/2021   80 Completion Reported GENERAL 11/26/2021 0.25
533566 Only 2 bins work/need 3 knobs 1 Maint. Corrective Action 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported KITCHEN 11/27/2021 0.5
534075 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 11/29/2021 11/29/2021 11/29/2021   80 Completion Reported UTILITY 11/29/2021 0.25
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534076 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 11/29/2021 11/29/2021 11/29/2021   80 Completion Reported UTILITY 11/29/2021 0.25
534077 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 11/29/2021 11/29/2021 12/8/2021   80 Completion Reported LAUNDRY 11/29/2021 0.17
534078 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 11/29/2021 11/29/2021 12/8/2021   80 Completion Reported LAUNDRY 11/29/2021 0.17
534079 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 11/29/2021 11/29/2021 12/8/2021   80 Completion Reported LAUNDRY 11/29/2021 0.17
534080 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 11/29/2021 11/29/2021 11/30/2021   80 Completion Reported UTILITY 11/29/2021 0.5
534081 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 11/29/2021 11/29/2021 11/30/2021   80 Completion Reported UTILITY 11/29/2021 0.25
534082 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 11/29/2021 11/29/2021 11/29/2021   80 Completion Reported KITCHEN 11/29/2021 3.5
534083 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 11/29/2021 11/29/2021 11/28/2021   80 Completion Reported UTILITY 11/29/2021 0.25
534084 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 11/29/2021 11/29/2021 11/30/2021   80 Completion Reported UTILITY 11/29/2021 0.25
534085 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 11/29/2021 11/29/2021 11/30/2021   80 Completion Reported UTILITY 11/29/2021 0.25
534086 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 11/29/2021 11/29/2021 11/30/2021   80 Completion Reported UTILITY 11/29/2021 0.25
534087 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 11/29/2021 11/29/2021 11/30/2021   80 Completion Reported UTILITY 11/29/2021 0.25
534088 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 11/29/2021 11/29/2021 11/29/2021   80 Completion Reported KITCHEN 11/29/2021 2.5
534089 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 11/29/2021 11/29/2021 11/30/2021   80 Completion Reported UTILITY 11/29/2021 0.5
534828 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 11/29/2021 11/29/2021 11/24/2021   80 Completion Reported UTILITY 11/29/2021 0.75
534829 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 11/29/2021 11/29/2021 11/29/2021   80 Completion Reported UTILITY 11/29/2021 0.25
534830 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 11/29/2021 11/29/2021 11/29/2021   80 Completion Reported UTILITY 11/29/2021 0.25
534831 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 11/29/2021 11/29/2021 11/29/2021   80 Completion Reported UTILITY 11/29/2021 0.25
534832 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 11/29/2021 11/29/2021 11/29/2021   80 Completion Reported UTILITY 11/29/2021 0.25
534833 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 11/29/2021 11/29/2021 11/29/2021   80 Completion Reported FIRE 11/29/2021 0.25
535252 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535253 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535254 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535255 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535256 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535257 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535258 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535259 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535260 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 11/30/2021 11/30/2021 12/2/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535261 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 11/30/2021 11/30/2021 12/2/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535262 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 11/30/2021 11/30/2021 12/2/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535263 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 11/30/2021 11/30/2021 12/2/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535264 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535265 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535266 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535267 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535268 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535269 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535270 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535271 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535272 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535273 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535274 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 11/30/2021 11/30/2021 11/30/2021   80 Completion Reported SECURITY 11/30/2021 0.08
535764 URINAL un west gym 1 Maint. Corrective Action 3 Normal 141580 WEST GYM 12/9/2021 12/9/2021 12/10/2021   80 Completion Reported BUILDING & GROUNDS 11/30/2021 0.75
535769 5A201TOILET 1 Maint. Corrective Action 3 Normal 141934 5A CELL 201 12/1/2021 12/1/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/30/2021 0.25
535770 5A202SINK 1 Maint. Corrective Action 3 Normal 141935 5A CELL 202 12/1/2021 12/1/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/30/2021 0.25
535777 5A208SINK 1 Maint. Corrective Action 3 Normal 141941 5A CELL 208 12/1/2021 12/1/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 11/30/2021 0.75
535811 7D101 H20 leak toilet button 1 Maint. Corrective Action 3 Normal 142219 7D CELL 101 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported BUILDING & GROUNDS 11/30/2021 0.5
535819 7D 101 no hot water 1 Maint. Corrective Action 3 Normal 142219 7D CELL 101 12/29/2021   80 Completion Reported BUILDING & GROUNDS 11/30/2021 0.75
539420 NOISE SURVEY ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141444 FACILITY GROUNDS 12/1/2021 12/1/2021 2/19/2022   80 Completion Reported BUILDING & GROUNDS 12/1/2021 4
539421 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 12/1/2021 12/8/2021 12/8/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.17
539422 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 12/18/2021 12/18/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.5
539423 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 12/1/2021 12/1/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.25
539424 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 12/1/2021 12/8/2021 12/8/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.17
539425 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 12/18/2021 12/18/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.5
539426 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 12/1/2021 12/1/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.25
539427 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 12/1/2021 12/1/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.25
539428 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 12/1/2021 12/8/2021 12/8/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.17
539429 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 12/18/2021 12/18/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.25
539430 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 12/1/2021 12/8/2021 12/8/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.17
539431 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 12/18/2021 12/18/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.5
539432 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 12/18/2021 12/18/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.25
539433 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 12/1/2021 12/8/2021 12/8/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.17
539434 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 12/18/2021 12/18/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.5
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539435 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 12/18/2021 12/18/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.25
539436 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 12/1/2021 12/8/2021 12/8/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.17
539437 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 12/18/2021 12/18/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.5
539438 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 12/18/2021 12/18/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.25
539439 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 12/1/2021 12/8/2021 12/8/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.17
539440 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 12/18/2021 12/18/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.25
539441 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.5
539442 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 12/1/2021 12/8/2021 12/8/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.17
539443 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 12/13/2021 1/5/2022 1/5/2022   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.25
539444 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 12/18/2021 12/18/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.25
539445 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141463 HEATER UNIT TRANSCOR 12/1/2021 12/1/2021 2/15/2022   80 Completion Reported HVAC 12/1/2021 0.25
539446 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141464 HEATER UNIT SORT 12/1/2021 12/1/2021 2/28/2022   80 Completion Reported HVAC 12/1/2021 0.75
539447 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141471 HEATER 12/1/2021 12/1/2021 3/3/2022   80 Completion Reported HVAC 12/1/2021 1
539448 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 12/1/2021 12/1/2021 12/6/2021   80 Completion Reported UTILITY 12/1/2021 1.5
539449 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 12/1/2021 12/1/2021 12/8/2021   80 Completion Reported KITCHEN 12/1/2021 1
539450 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 12/1/2021 12/1/2021 12/8/2021   80 Completion Reported KITCHEN 12/1/2021 0.5
539451 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141494 ROLLUP A23 SALLYPORT 12/1/2021 12/1/2021 12/8/2021   80 Completion Reported SECURITY 12/1/2021 1.25
539452 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141495 ROLLUP P6 WHSE 12/1/2021 12/1/2021 12/8/2021   80 Completion Reported SECURITY 12/1/2021 2
539453 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141543 ROLLUP WINDOW M2 A WAITING RM 12/1/2021 12/1/2021 6/15/2022   80 Completion Reported SECURITY 12/1/2021 0.25
539454 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141544 ROLLUP WINDOW M2 B WAITING RM 12/1/2021 12/1/2021 6/16/2022   80 Completion Reported SECURITY 12/1/2021 0.25
539455 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141545 ROLLUP WINDOW M21 PHARMACY 12/1/2021 12/1/2021 6/15/2022   80 Completion Reported SECURITY 12/1/2021 0.25
539456 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 12/1/2021 12/1/2021 12/7/2021   80 Completion Reported SECURITY 12/1/2021 3
539457 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141554 HEATER AB1 12/1/2021 12/1/2021 2/14/2022   80 Completion Reported HVAC 12/1/2021 0.3
539458 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141574 ELECTRIC HEATER 12/1/2021 12/1/2021 2/15/2022   80 Completion Reported HVAC 12/1/2021 0.5
539459 ELECT. WATER HEATER‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141581 ELECTRIC WATER HEATER 12/1/2021 12/1/2021 2/15/2022   80 Completion Reported UTILITY 12/1/2021 0.75
539460 DRAINS ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.17
539461 UPS ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141669 SMART UPS 2200 12/1/2021 12/1/2021 12/8/2021   80 Completion Reported UTILITY 12/1/2021 0.25
539462 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 12/1/2021 12/1/2021 12/7/2021   80 Completion Reported UTILITY 12/1/2021 0.25
539463 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 12/1/2021 12/1/2021 12/7/2021   80 Completion Reported UTILITY 12/1/2021 0.25
539464 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 12/1/2021 12/1/2021 12/2/2021   80 Completion Reported UTILITY 12/1/2021 0.08
539465 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 12/1/2021 12/1/2021 12/2/2021   80 Completion Reported UTILITY 12/1/2021 0.08
539466 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 12/1/2021 12/1/2021 12/1/2021   80 Completion Reported UTILITY 12/1/2021 0.08
539467 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 12/1/2021 12/1/2021 12/1/2021   80 Completion Reported UTILITY 12/1/2021 0.08
539468 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 12/1/2021 12/1/2021 12/1/2021   80 Completion Reported UTILITY 12/1/2021 0.25
539469 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 12/1/2021 12/1/2021 12/16/2021   80 Completion Reported FIRE 12/1/2021 1
539470 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 12/1/2021 12/1/2021 12/16/2021   80 Completion Reported FIRE 12/1/2021 1
539471 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 12/1/2021 12/1/2021 12/16/2021   80 Completion Reported FIRE 12/1/2021 1
539472 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141838 ROLLUP WINDOW HALLWAY 32A 12/1/2021 12/1/2021 6/15/2022   80 Completion Reported SECURITY 12/1/2021 0.25
539473 ELECT. WATER HEATER‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142018 WATER HEATER 12/1/2021 12/1/2021 2/16/2022   80 Completion Reported UTILITY 12/1/2021 0.75
539474 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 12/1/2021 12/1/2021 12/2/2021   80 Completion Reported UTILITY 12/1/2021 0.08
539475 UPS ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142139 UPS 12/1/2021 12/1/2021 1/6/2022   80 Completion Reported UTILITY 12/1/2021 0.5
539476 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142336 HEATER ELECTRIC 12/1/2021 12/1/2021 12/1/2021   80 Completion Reported HVAC 12/1/2021 0.25
540728 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 12/1/2021 12/1/2021 12/6/2021   80 Completion Reported UTILITY 12/1/2021 1.5
540806 Screws missing on handle 1 Maint. Corrective Action 3 Normal 141623 COOLER #1 EASTSIDE 12/1/2021 12/1/2021 12/13/2021   80 Completion Reported KITCHEN 12/1/2021 2
540923 8B SHOWER #2 LEAKING 1 Maint. Corrective Action 3 Normal 142287 UNIT 8 ‐ 8B 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.15
540962 ELECTRICITY off 1 Maint. Corrective Action 2 Urgent 141453 UNIT 4 SEG 12/1/2021 12/1/2021 12/1/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.08
540963 5B205SINK 1 Maint. Corrective Action 2 Urgent 141962 5B CELL 205 12/2/2021 12/2/2021 12/2/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 0.75
540966 5C201TOILET wont flush 1 Maint. Corrective Action 2 Urgent 141982 5C CELL 201 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported BUILDING & GROUNDS 12/1/2021 2
541667 6C 104 sink button stuck on 1 Maint. Corrective Action 3 Normal 142082 6C CELL 104 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/2/2021 0.5
541669 6C 109 sink running on hot h20 1 Maint. Corrective Action 3 Normal 142087 6C CELL 109 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/2/2021 0.75
541671 6C 110 water leak around toile 1 Maint. Corrective Action 3 Normal 142088 6C CELL 110 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/2/2021 0.75
541674 6C 201 hot h20 stuck running 1 Maint. Corrective Action 3 Normal 142089 6C CELL 201 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/2/2021 1
541677 6C 209 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 142097 6C CELL 209 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 12/2/2021 0.5
541846 5C 206 sink button stuck on 1 Maint. Corrective Action 3 Normal 141987 5C CELL 206 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 12/2/2021 0.5
542434 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141970 EXHAUST FAN 5C 12/3/2021 12/3/2021 4/18/2022   80 Completion Reported HVAC 12/3/2021 1.2
542435 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141971 EXHAUST FAN 5C 12/3/2021 12/3/2021 4/18/2022   80 Completion Reported HVAC 12/3/2021 1.15
542436 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141994 EXHAUST FAN 5D 12/3/2021 12/3/2021 4/18/2022   80 Completion Reported HVAC 12/3/2021 1.15
542437 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141995 EXHAUST FAN 5D 12/3/2021 12/3/2021 4/18/2022   80 Completion Reported HVAC 12/3/2021 1.15
542438 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142242 ROOFTOP UNIT 8A 12/3/2021 12/3/2021 5/26/2022   80 Completion Reported HVAC 12/3/2021 1.5
542439 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142265 ROOFTOP UNIT 8B 12/3/2021 12/3/2021 5/26/2022   80 Completion Reported HVAC 12/3/2021 1.5
542440 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142289 ROOFTOP UNIT 8C 12/3/2021 12/3/2021 5/26/2022   80 Completion Reported HVAC 12/3/2021 1.5
542441 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142313 ROOFTOP UNIT 8D 12/3/2021 12/3/2021 5/26/2022   80 Completion Reported HVAC 12/3/2021 1.5
543088 7D/109 pipe chase leak 1 Maint. Corrective Action 3 Normal 142227 7D CELL 109 1/5/2022 1/5/2022 1/6/2022   80 Completion Reported BUILDING & GROUNDS 12/3/2021 1
543177 Toilet clogged Intake Cell 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 12/4/2021 0.5
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543185 FREEZER #1 TEMP OFF 1 Maint. Corrective Action 3 Normal 141622 FREEZER #1 EASTSIDE 12/4/2021 12/4/2021 12/5/2021   80 Completion Reported KITCHEN 12/4/2021 0.25
543186 BARHROOM DOOR TINT ON WINDOW 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported BUILDING & GROUNDS 12/4/2021 1
543964 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 1.5
543965 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.33
543966 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 12/6/2021 12/6/2021 12/14/2021   80 Completion Reported LAUNDRY 12/6/2021 0.17
543967 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 12/6/2021 12/6/2021 12/14/2021   80 Completion Reported LAUNDRY 12/6/2021 0.08
543968 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 12/6/2021 12/6/2021 12/14/2021   80 Completion Reported LAUNDRY 12/6/2021 0.08
543969 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.15
543970 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.15
543971 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 12/6/2021 12/6/2021 12/7/2021   80 Completion Reported KITCHEN 12/6/2021 0.75
543972 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 12/6/2021 12/6/2021 12/7/2021   80 Completion Reported KITCHEN 12/6/2021 0.75
543973 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 12/6/2021 12/6/2021 12/7/2021   80 Completion Reported KITCHEN 12/6/2021 0.25
543974 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.25
543975 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.25
543976 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.25
543977 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.25
543978 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.25
543979 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 12/6/2021 12/6/2021 12/7/2021   80 Completion Reported KITCHEN 12/6/2021 0.75
543980 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 12/6/2021 12/6/2021 12/7/2021   80 Completion Reported KITCHEN 12/6/2021 0.5
543981 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 12/6/2021 12/6/2021 12/8/2021   80 Completion Reported KITCHEN 12/6/2021 0.08
543982 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.25
544878 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 1.5
544879 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.08
544880 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.08
544881 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.08
544882 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 12/6/2021 12/6/2021 12/6/2021   80 Completion Reported UTILITY 12/6/2021 0.08
544883 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 12/6/2021 12/6/2021 12/7/2021   80 Completion Reported FIRE 12/6/2021 0.5
545123 5C105SINK 1 Maint. Corrective Action 2 Urgent 141976 5C CELL 105 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported BUILDING & GROUNDS 12/6/2021 1
545129 5C COLD 1 Maint. Corrective Action 2 Urgent 141992 UNIT 5 ‐ 5C 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported BUILDING & GROUNDS 12/6/2021 1
545531 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545532 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545533 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545534 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545535 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545536 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545537 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545538 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545539 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 12/7/2021 12/7/2021 12/8/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545540 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545541 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545542 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545543 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545544 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545545 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545546 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545547 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545548 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545549 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545550 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545551 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545552 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
545553 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported SECURITY 12/7/2021 0.08
546029 ALL OVENS DOWN BUT 1 1 Maint. Corrective Action 3 Normal 141737 OVEN 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported KITCHEN 12/7/2021 6
546031 CRANK HANDLE DISCONNECTED 1 Maint. Corrective Action 3 Normal 141747 FLOOR MIXER WESTSIDE 12/7/2021 12/7/2021 12/7/2021   80 Completion Reported KITCHEN 12/7/2021 0.75
546033 WON'T IGNITE 1 Maint. Corrective Action 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported KITCHEN 12/7/2021 1
546123 UNIT 4 207 SINK LEAKING 1 Maint. Corrective Action 3 Normal 141453 UNIT 4 SEG 2/17/2022 2/17/2022 2/17/2022   80 Completion Reported BUILDING & GROUNDS 12/7/2021 0.45
546520 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 12/8/2021 12/8/2021 12/15/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.08
546521 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 12/8/2021 12/8/2021 12/15/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.17
546522 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 12/8/2021 12/8/2021 12/15/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.17
546523 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 12/8/2021 12/8/2021 12/15/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.17
546524 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 12/8/2021 12/8/2021 12/15/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.17
546525 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 12/8/2021 12/8/2021 12/15/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.17
546526 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 12/8/2021 12/8/2021 12/15/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.17
546527 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 12/8/2021 12/8/2021 12/15/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.17
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546528 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141522 METAL DETECTOR 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.15
546529 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141552 METAL DETECTOR HANDHELD 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.15
546530 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141595 METAL DETECTOR HANDHELD 12/8/2021 12/8/2021 12/14/2021   80 Completion Reported SECURITY 12/8/2021 0.75
546531 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141596 METAL DETECTOR GROUND 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.15
546532 DISHWASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 12/8/2021 12/8/2021 12/15/2021   80 Completion Reported KITCHEN 12/8/2021 0.08
546533 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 12/8/2021 12/8/2021 12/9/2021   80 Completion Reported KITCHEN 12/8/2021 1.5
546534 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 12/8/2021 12/8/2021 12/9/2021   80 Completion Reported KITCHEN 12/8/2021 0.5
546535 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 12/8/2021 12/8/2021 12/13/2021   80 Completion Reported KITCHEN 12/8/2021 2
546536 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141713 METAL DETECTOR HANDHELD FRONT 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.9
546537 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141714 METAL DETECTOR FRONT ADMIN 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.15
546538 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141715 METAL DETECTOR XRAY FRONT DESK 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.15
546539 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141729 COLDBOX WESTSIDE 12/8/2021 12/8/2021 1/10/2022   80 Completion Reported KITCHEN 12/8/2021 0.08
546540 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141730 COLDBOX WESTSIDE 12/8/2021 12/8/2021 1/10/2022   80 Completion Reported KITCHEN 12/8/2021 0.08
546541 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141733 HOT BOX WESTSIDE 12/8/2021 12/8/2021 12/9/2021   80 Completion Reported KITCHEN 12/8/2021 0.25
546542 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141734 HOT BOX WESTSIDE 12/8/2021 12/8/2021 12/9/2021   80 Completion Reported KITCHEN 12/8/2021 0.5
546543 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141735 STEAM TABLE 5 SLOT DIET LINE 12/8/2021 12/8/2021 1/10/2022   80 Completion Reported KITCHEN 12/8/2021 0.08
546544 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 12/8/2021 12/8/2021 1/10/2022   80 Completion Reported KITCHEN 12/8/2021 0.08
546545 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141737 OVEN 12/8/2021 12/8/2021 12/9/2021   80 Completion Reported KITCHEN 12/8/2021 1
546546 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141738 OVEN 12/8/2021 12/8/2021 12/9/2021   80 Completion Reported KITCHEN 12/8/2021 1
546547 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141739 OVEN 12/8/2021 12/8/2021 12/9/2021   80 Completion Reported KITCHEN 12/8/2021 0.5
546548 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141740 OVEN 12/8/2021 12/8/2021 12/9/2021   80 Completion Reported KITCHEN 12/8/2021 0.25
546549 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141741 OVEN 12/8/2021 12/8/2021 12/9/2021   80 Completion Reported KITCHEN 12/8/2021 0.25
546550 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141742 OVEN ROLL IN 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported KITCHEN 12/8/2021 0.08
546551 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141743 OVEN TOP 12/8/2021 12/8/2021 12/9/2021   80 Completion Reported KITCHEN 12/8/2021 0.25
546552 GRIDDLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141744 GRIDDLE 72" GAS 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported KITCHEN 12/8/2021 0.08
546553 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported KITCHEN 12/8/2021 0.5
546554 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported KITCHEN 12/8/2021 0.08
546555 FOOD MIXER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141747 FLOOR MIXER WESTSIDE 12/8/2021 12/8/2021 12/9/2021   80 Completion Reported KITCHEN 12/8/2021 0.75
546556 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141748 SLICER 12/8/2021 12/8/2021 1/6/2021   80 Completion Reported KITCHEN 12/8/2021 0.08
546557 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141749 BUFFALO SLICER WESTSIDE 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported KITCHEN 12/8/2021 0.08
546558 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141769 METAL DETECTOR HANDHELD 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.15
546559 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141770 METAL DETECTOR 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.15
546560 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 12/8/2021 12/8/2021 12/16/2021   80 Completion Reported LAUNDRY 12/8/2021 0.75
546561 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 12/8/2021 12/8/2021 12/16/2021   80 Completion Reported LAUNDRY 12/8/2021 0.75
546562 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 12/8/2021 12/8/2021 12/16/2021   80 Completion Reported LAUNDRY 12/8/2021 0.75
546563 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 12/8/2021 12/8/2021 12/16/2021   80 Completion Reported LAUNDRY 12/8/2021
546564 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141920 METAL DETECTOR HANDHELD 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.15
546565 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141921 METAL DETECTOR 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.15
546566 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142029 METAL DETECTOR 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.15
546567 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142145 METAL DETECTOR HANDHELD 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 0.15
546919 A17 slider went down @ 0600 1 Maint. Corrective Action 3 Normal 141702 SLIDER A17 12/8/2021 12/8/2021 12/8/2021   80 Completion Reported SECURITY 12/8/2021 1
546954 5C103SINK 1 Maint. Corrective Action 2 Urgent 141974 5C CELL 103 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 12/8/2021 1
546955 5C104SINK 1 Maint. Corrective Action 2 Urgent 141975 5C CELL 104 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.5
546957 5C105SINK 1 Maint. Corrective Action 2 Urgent 141976 5C CELL 105 12/16/2021 12/16/2021 12/16/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 1
546958 5C106VENT 1 Maint. Corrective Action 2 Urgent 141977 5C CELL 106 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.5
546959 5C109COLD 1 Maint. Corrective Action 2 Urgent 141980 5C CELL 109 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.25
546960 5C203HOTWATER 1 Maint. Corrective Action 2 Urgent 141984 5C CELL 203 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.25
546961 5C210SINK 1 Maint. Corrective Action 2 Urgent 141991 5C CELL 210 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.08
546962 5CSHOWERS 1 Maint. Corrective Action 2 Urgent 141992 UNIT 5 ‐ 5C 12/9/2021 12/9/2021 12/9/2021   80 Completion Reported BUILDING & GROUNDS 12/8/2021 0.25
547739 SUPPORT UNIT ICE MACHINE 1 Maint. Corrective Action 3 Normal 141449 SUPPORT UNIT 3/26/2022 3/26/2022 3/26/2022 need a stand welded 80 Completion Reported BUILDING & GROUNDS 12/9/2021 6.5
547744 NEW ICE MACHINE NEEDS INSTALL 1 Maint. Corrective Action 3 Normal 141621 ICE MACHINE EAST SIDE 5/12/2022 5/12/2022 5/12/2022 replaced west side unit 80 Completion Reported KITCHEN 12/9/2021 6
548613 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141842 EXHAUST FAN 3 2A 12/10/2021 12/10/2021 3/15/2022   80 Completion Reported HVAC 12/10/2021 0.17
548614 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141923 ROOFTOP UNIT 5A 12/10/2021 12/10/2021 3/15/2022   80 Completion Reported HVAC 12/10/2021 0.17
548615 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142126 EXHAUST FAN 7 HALL 12/10/2021 12/10/2021 3/15/2022   80 Completion Reported HVAC 12/10/2021 0.17
548616 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142147 EXHAUST FAN 7A 12/10/2021 12/10/2021 2/16/2021   80 Completion Reported HVAC 12/10/2021 0.5
548617 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142170 EXHAUST FAN 7B 12/10/2021 12/10/2021 2/16/2022   80 Completion Reported HVAC 12/10/2021 0.5
548618 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142194 EXHAUST FAN 7C 12/10/2021 12/10/2021 2/16/2022   80 Completion Reported HVAC 12/10/2021 0.5
548619 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142218 EXHAUST FAN 7D 12/10/2021 12/10/2021 2/16/2022   80 Completion Reported HVAC 12/10/2021 0.5
549326 5A203HOTWATER 1 Maint. Corrective Action 3 Normal 141936 5A CELL 203 12/29/2021 12/29/2021 12/29/2021   80 Completion Reported BUILDING & GROUNDS 12/10/2021
549328 5B103HOTWATER 1 Maint. Corrective Action 3 Normal 141950 5B CELL 103 12/14/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/10/2021 2
549329 5B204LOCK 1 Maint. Corrective Action 2 Urgent 141961 5B CELL 204 1/13/2022 1/13/2022 1/13/2022   80 Completion Reported BUILDING & GROUNDS 12/10/2021 4
549331 5B209HOTWATER 1 Maint. Corrective Action 3 Normal 141966 5B CELL 209 12/29/2021 12/29/2021 12/29/2021   80 Completion Reported BUILDING & GROUNDS 12/10/2021
549334 5B205SINK 1 Maint. Corrective Action 3 Normal 141962 5B CELL 205 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/10/2021 1.5
549336 5B105SINK 1 Maint. Corrective Action 3 Normal 141952 5B CELL 105 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/10/2021 3
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549338 5B207TOILET 1 Maint. Corrective Action 2 Urgent 141964 5B CELL 207 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported BUILDING & GROUNDS 12/10/2021 1
549339 5B205TOILET 1 Maint. Corrective Action 2 Urgent 141962 5B CELL 205 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/10/2021 2
549954 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 1
549955 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 0.5
549956 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported LAUNDRY 12/13/2021 0.75
549957 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported LAUNDRY 12/13/2021 0.75
549958 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported LAUNDRY 12/13/2021 0.75
549959 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 0.5
549960 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 0.5
549961 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 12/13/2021 12/13/2021 12/14/2021   80 Completion Reported KITCHEN 12/13/2021 0.08
549962 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 0.17
549963 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 0.15
549964 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 2
549965 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 0.17
549966 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 2
549967 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 12/13/2021 12/13/2021 12/14/2021   80 Completion Reported KITCHEN 12/13/2021 0.08
549968 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 0.17
550913 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 1
550914 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 0.08
550915 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 0.08
550916 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 0.08
550917 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported UTILITY 12/13/2021 0.08
550918 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported FIRE 12/13/2021 0.25
551113 Mixer Not Working 1 Maint. Corrective Action 2 Urgent 141747 FLOOR MIXER WESTSIDE 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported KITCHEN 12/13/2021 0.5
551126 Need water faucet for skillet 1 Maint. Corrective Action 4 Low Priority 141745 TILT SKILLET BRAZING PAN WEST 6/23/2022 6/23/2022 6/23/2022   80 Completion Reported KITCHEN 12/13/2021 3
551300 4A CELL 101 Toilet 1 Maint. Corrective Action 3 Normal 141867 4A CELL 101 12/13/2021 12/13/2021 12/13/2021   80 Completion Reported BUILDING & GROUNDS 12/13/2021 4
551482 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551483 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551484 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551485 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551486 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551487 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551488 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551489 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.16
551490 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551491 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551492 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551493 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551494 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551495 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551496 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551497 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551498 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551499 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551500 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551501 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551502 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551503 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551504 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 12/14/2021 12/14/2021 12/14/2021   80 Completion Reported SECURITY 12/14/2021 0.08
551642 5/6 staff  toilet not flushing 1 Maint. Corrective Action 3 Normal 141922 IDF 5/6 FLOOR 12/16/2021 12/16/2021 12/16/2021   80 Completion Reported SECURITY 12/14/2021 1.5
553067 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553068 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 12/15/2021 12/15/2021 1/31/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553069 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 12/15/2021 12/15/2021 4/13/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553070 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 12/15/2021 12/15/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 2
553071 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 12/15/2021 12/15/2021 3/31/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 2
553072 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553073 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 12/15/2021 12/15/2021 1/31/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553074 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 12/15/2021 12/15/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 2
553075 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 12/15/2021 12/15/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 3
553076 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 12/15/2021 12/15/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 3
553077 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 12/15/2021 12/15/2021 12/19/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 2
553078 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 12/15/2021 12/15/2021 1/31/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553079 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553080 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 12/15/2021 12/15/2021 12/14/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 2
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553081 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 12/15/2021 12/15/2021 12/19/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 2
553082 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 12/15/2021 12/15/2021 12/19/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 1.5
553083 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553084 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 12/15/2021 12/15/2021 12/18/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 1.5
553085 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 12/15/2021 12/15/2021 3/28/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 2
553086 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 12/15/2021 12/15/2021 12/20/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 1.5
553087 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 12/15/2021 12/15/2021 1/31/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553088 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553089 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 12/15/2021 12/15/2021 12/24/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 3
553090 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 12/15/2021 12/15/2021 12/25/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 2
553091 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 12/15/2021 12/15/2021 12/25/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 2
553092 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 12/15/2021 12/15/2021 1/31/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553093 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553094 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 12/15/2021 12/15/2021 12/22/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 3
553095 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 12/15/2021 12/15/2021 3/28/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 1.5
553096 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 12/15/2021 12/15/2021 12/22/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 2
553097 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 12/15/2021 12/15/2021 1/31/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553098 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553099 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 12/15/2021 12/15/2021 12/30/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 3
553100 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 12/15/2021 12/15/2021 12/30/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 1.5
553101 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 12/15/2021 12/15/2021 12/30/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 1.5
553102 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 12/15/2021 12/15/2021 1/31/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553103 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 0.17
553104 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 12/15/2021 12/15/2021 12/28/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 3
553105 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 12/15/2021 12/15/2021 12/31/2021   80 Completion Reported BUILDING & GROUNDS 12/15/2021 2
553106 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 12/15/2021 12/15/2021 1/1/2022   80 Completion Reported BUILDING & GROUNDS 12/15/2021 3
553107 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 12/15/2021 12/15/2021 12/16/2021   80 Completion Reported FIRE 12/15/2021 0.5
553108 GREASE TRAP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 12/15/2021 12/15/2021 12/16/2021   80 Completion Reported FIRE 12/15/2021 0.5
553109 GREASE TRAP ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 12/15/2021 12/15/2021 12/16/2021   80 Completion Reported FIRE 12/15/2021 0.5
553110 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141502 HEATER INTAKE 1 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported HVAC 12/15/2021 0.08
553111 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141503 HEATER INTAKE 2 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported HVAC 12/15/2021 0.08
553112 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141507 WASHER 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported LAUNDRY 12/15/2021 0.75
553113 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported LAUNDRY 12/15/2021 0.75
553114 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 12/17/2021 12/17/2021 12/17/2021   80 Completion Reported LAUNDRY 12/15/2021 0.75
553115 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141524 XRAY INTAKE 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported SECURITY 12/15/2021 0.5
553116 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141575 HEATER WG H1 SOUTHWEST 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported HVAC 12/15/2021 0.5
553117 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141576 HEATER WG H2 SOUTHEAST 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported HVAC 12/15/2021 0.5
553118 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141577 HEATER WG H3 NORTHWEST 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported HVAC 12/15/2021 0.5
553119 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141578 HEATER WG H4 NORTHEAST 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported HVAC 12/15/2021 0.08
553120 ICE MACHINE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported KITCHEN 12/15/2021 0.08
553121 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported KITCHEN 12/15/2021 0.08
553122 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141670 GAS UNIT HEATER 12/15/2021 12/15/2021 12/14/2021   80 Completion Reported HVAC 12/15/2021 1
553123 GREASE TRAP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 12/15/2021 12/15/2021 12/16/2021   80 Completion Reported KITCHEN 12/15/2021 0.5
553124 GREASE TRAP ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 12/15/2021 12/15/2021 12/16/2021   80 Completion Reported KITCHEN 12/15/2021 0.5
553125 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 12/15/2021 12/15/2021 12/16/2021   80 Completion Reported KITCHEN 12/15/2021 0.5
553126 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141716 FIRE EXTINGUISHER 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported FIRE 12/15/2021 0.5
553127 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141717 FIRE EXTINGUISHER 12/15/2021 12/15/2021 12/2/2021   80 Completion Reported FIRE 12/15/2021 0.5
553128 ICE MACHINE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 12/15/2021 12/15/2021 2/10/2022   80 Completion Reported KITCHEN 12/15/2021 0.17
553129 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 12/15/2021 12/15/2021 2/10/2022   80 Completion Reported KITCHEN 12/15/2021 0.17
553130 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141854 WASHER 12/15/2021 12/15/2021 12/16/2021   80 Completion Reported LAUNDRY 12/15/2021 0.5
553131 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141855 WASHER 12/15/2021 12/15/2021 12/16/2021   80 Completion Reported LAUNDRY 12/15/2021 0.75
553132 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141856 WASHER 12/15/2021 12/15/2021 12/16/2021   80 Completion Reported LAUNDRY 12/15/2021 0.75
553133 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141922 IDF 5/6 FLOOR 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported SECURITY 12/15/2021 0.5
553134 SEWAGE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142348 GRINDER 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported UTILITY 12/15/2021 0.5
554552 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164783 IDF 1/2 FLOOR 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported SECURITY 12/15/2021 0.5
554553 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164784 IDF CENTRAL CONTROL 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported SECURITY 12/15/2021 0.5
554554 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164785 IDF 7/8 FLOOR 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported SECURITY 12/15/2021 0.5
554555 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164786 MDF / MILESTONE ROOM 12/15/2021 12/15/2021 12/15/2021   80 Completion Reported SECURITY 12/15/2021 0.5
556388 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141605 ROOFTOP UNIT 5 12/17/2021 12/17/2021 3/15/2022   80 Completion Reported HVAC 12/17/2021 0.17
556389 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141606 ROOFTOP UNIT 6 12/17/2021 12/17/2021 3/15/2022   80 Completion Reported HVAC 12/17/2021 0.17
556390 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141616 EXHAUST FAN 7 12/17/2021 12/17/2021 4/11/2022   80 Completion Reported HVAC 12/17/2021 1.35
556391 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141617 EXHAUST FAN 8 12/17/2021 12/17/2021 3/15/2022   80 Completion Reported HVAC 12/17/2021 0.17
556392 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 12/17/2021 12/17/2021 2/21/2022   80 Completion Reported HVAC 12/17/2021 0.17
556393 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141846 EXHAUST FAN 1 2B 12/17/2021 12/17/2021 3/15/2022   80 Completion Reported HVAC 12/17/2021 0.17
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556394 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141847 EXHAUST FAN 2 2B 12/17/2021 12/17/2021 3/15/2022   80 Completion Reported HVAC 12/17/2021 0.17
556395 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141848 EXHAUST FAN 3 2B 12/17/2021 12/17/2021 3/15/2022   80 Completion Reported HVAC 12/17/2021 0.17
556396 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141865 EXHAUST FAN 4A NORTH 12/17/2021 12/17/2021 2/16/2022   80 Completion Reported HVAC 12/17/2021 0.75
556397 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 12/17/2021 12/17/2021 2/21/2022   80 Completion Reported HVAC 12/17/2021 0.17
556398 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 12/17/2021 12/17/2021 2/21/2022   80 Completion Reported HVAC 12/17/2021 0.17
556399 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 12/17/2021 12/17/2021 2/21/2022   80 Completion Reported HVAC 12/17/2021 0.17
556400 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142030 ROOFTOP UNIT 6A 12/17/2021 12/17/2021 3/15/2022   80 Completion Reported HVAC 12/17/2021 0.17
556401 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142031 EXHAUST FAN 6A 12/17/2021 12/17/2021 2/16/2022   80 Completion Reported HVAC 12/17/2021 0.5
556402 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142053 ROOFTOP UNIT 6B 12/17/2021 12/17/2021 3/15/2022   80 Completion Reported HVAC 12/17/2021 0.17
556403 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142054 EXHAUST FAN 6B 12/17/2021 12/17/2021 2/16/2022   80 Completion Reported HVAC 12/17/2021 0.5
556404 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142077 ROOFTOP UNIT 6C 12/17/2021 12/17/2021 3/15/2022   80 Completion Reported HVAC 12/17/2021 0.17
556405 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142078 EXHAUST FAN 6C 12/17/2021 12/17/2021 2/16/2022   80 Completion Reported HVAC 12/17/2021 0.5
556406 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142101 ROOFTOP UNIT 6D 12/17/2021 12/17/2021 3/15/2022   80 Completion Reported HVAC 12/17/2021 0.17
556407 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142102 EXHAUST FAN 6D 12/17/2021 12/17/2021 4/11/2022   80 Completion Reported HVAC 12/17/2021 1.2
556408 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 12/17/2021 12/17/2021 2/22/2022   80 Completion Reported HVAC 12/17/2021 0.17
556409 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 12/17/2021 12/17/2021 2/22/2022   80 Completion Reported HVAC 12/17/2021 0.17
556926 1C SHOWER #5 1 Maint. Corrective Action 3 Normal 141833 UNIT 1 ‐ 1C 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported BUILDING & GROUNDS 12/17/2021 1
556928 2A SHOWER #5 1 Maint. Corrective Action 3 Normal 141451 UNIT 2 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported BUILDING & GROUNDS 12/17/2021 1.5
556934 UNIT 2B SHOWER #7 1 Maint. Corrective Action 3 Normal 141451 UNIT 2 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported BUILDING & GROUNDS 12/17/2021 0.75
556940 UNIT 5D SHOWER #4 1 Maint. Corrective Action 3 Normal 141454 UNIT 5 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported BUILDING & GROUNDS 12/17/2021 0.75
556943 UNIT 6 SHOWER #2 1 Maint. Corrective Action 3 Normal 141455 UNIT 6 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported BUILDING & GROUNDS 12/17/2021 0.75
556945 UNIT 7B SHOWER #5 1 Maint. Corrective Action 3 Normal 141456 UNIT 7 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported BUILDING & GROUNDS 12/17/2021 0.5
556946 UNIT 7D SHOWER #2 1 Maint. Corrective Action 3 Normal 141456 UNIT 7 2/23/2022 2/23/2022 2/24/2022   80 Completion Reported BUILDING & GROUNDS 12/17/2021 1.75
556951 UNIT 8B SHOWER #5 1 Maint. Corrective Action 3 Normal 142287 UNIT 8 ‐ 8B 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported BUILDING & GROUNDS 12/17/2021 0.5
557058 TIME CLOCK NEEDS SWITCHED OUT 1 Maint. Corrective Action 3 Normal 141721 TIME CLOCK 1/5/2022 1/5/2022 1/5/2022   80 Completion Reported GENERAL 12/17/2021 5
557765 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported UTILITY 12/20/2021 1.5
557766 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported UTILITY 12/20/2021 0.25
557767 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported LAUNDRY 12/20/2021 0.17
557768 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported LAUNDRY 12/20/2021 0.17
557769 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 12/20/2021 12/20/2021 12/1/2022   80 Completion Reported LAUNDRY 12/20/2021 0.17
557770 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 12/20/2021 12/20/2021 12/21/2021   80 Completion Reported UTILITY 12/20/2021 0.5
557771 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 12/20/2021 12/20/2021 12/21/2021   80 Completion Reported UTILITY 12/20/2021 0.5
557772 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported KITCHEN 12/20/2021 0.25
557773 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 12/20/2021 12/20/2021 12/21/2021   80 Completion Reported UTILITY 12/20/2021 0.25
557774 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 12/20/2021 12/20/2021 12/21/2021   80 Completion Reported UTILITY 12/20/2021 0.25
557775 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 12/20/2021 12/20/2021 12/21/2021   80 Completion Reported UTILITY 12/20/2021 0.25
557776 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 12/20/2021 12/20/2021 12/21/2021   80 Completion Reported UTILITY 12/20/2021 0.25
557777 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 12/20/2021 12/20/2021 12/21/2021   80 Completion Reported UTILITY 12/20/2021 0.25
557778 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 12/20/2021 12/20/2021 12/21/2021   80 Completion Reported KITCHEN 12/20/2021 0.08
557779 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 12/20/2021 12/20/2021 12/21/2021   80 Completion Reported UTILITY 12/20/2021 0.25
558823 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported UTILITY 12/20/2021 1.5
558824 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported UTILITY 12/20/2021 0.25
558825 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported UTILITY 12/20/2021 0.25
558826 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported UTILITY 12/20/2021 0.25
558827 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported UTILITY 12/20/2021 0.25
558828 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 12/20/2021 12/20/2021 12/20/2021   80 Completion Reported FIRE 12/20/2021 0.5
558961 6D 109/108 PIPE CHASE LEAKING 1 Maint. Corrective Action 3 Normal 142111 6D CELL 109 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported BUILDING & GROUNDS 12/20/2021 0.5
559293 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559294 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559295 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559296 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559297 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559298 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559299 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559300 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559301 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559302 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559303 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559304 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559305 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559306 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559307 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559308 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559309 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
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559310 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559311 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559312 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559313 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559314 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559315 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 12/21/2021 12/21/2021 12/21/2021   80 Completion Reported SECURITY 12/21/2021 0.08
559491 deep cleaning station 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 1/7/2022 1/7/2022 1/7/2022   80 Completion Reported BUILDING & GROUNDS 12/21/2021 0.5
560011 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 12/22/2021 12/22/2021 1/7/2022   80 Completion Reported BUILDING & GROUNDS 12/22/2021 0.17
560012 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 12/22/2021 12/22/2021 1/7/2022   80 Completion Reported BUILDING & GROUNDS 12/22/2021 0.17
560013 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 12/22/2021 12/22/2021 1/7/2022   80 Completion Reported BUILDING & GROUNDS 12/22/2021 0.17
560014 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 12/22/2021 12/22/2021 1/7/2022   80 Completion Reported BUILDING & GROUNDS 12/22/2021 0.17
560015 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 12/22/2021 12/22/2021 1/7/2022   80 Completion Reported BUILDING & GROUNDS 12/22/2021 0.17
560016 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 12/22/2021 12/22/2021 1/7/2022   80 Completion Reported BUILDING & GROUNDS 12/22/2021 0.17
560017 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 12/22/2021 12/22/2021 1/7/2022   80 Completion Reported BUILDING & GROUNDS 12/22/2021 0.17
560018 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 12/22/2021 12/22/2021 1/7/2022   80 Completion Reported BUILDING & GROUNDS 12/22/2021 0.17
560019 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141537 GAS WATER HEATER 12/22/2021 12/22/2021 2/22/2022   80 Completion Reported UTILITY 12/22/2021 0.17
560020 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141572 WATER HEATER AB3 12/22/2021 12/22/2021 2/22/2022   80 Completion Reported UTILITY 12/22/2021 0.17
560380 5BHEAT 1 Maint. Corrective Action 3 Normal 141968 UNIT 5 ‐ 5B 12/22/2021 12/22/2021 12/22/2021   80 Completion Reported BUILDING & GROUNDS 12/22/2021 0.34
560414 6D 102 water leaking 1 Maint. Corrective Action 3 Normal 142104 6D CELL 102 12/23/2021 12/23/2021 12/23/2021   80 Completion Reported BUILDING & GROUNDS 12/22/2021 50.5
560415 6D 103 WATER LEAKING 1 Maint. Corrective Action 3 Normal 142105 6D CELL 103 12/23/2021 12/23/2021 12/23/2021   80 Completion Reported BUILDING & GROUNDS 12/22/2021 1.5
560421 6D 210 SINK NOT WORKING 1 Maint. Corrective Action 3 Normal 142121 6D CELL 210 1/21/2022 1/21/2022 1/25/2022   80 Completion Reported BUILDING & GROUNDS 12/22/2021 1
560425 SHOWER CURTAINS  6D 1 Maint. Corrective Action 3 Normal 142122 UNIT 6 ‐ 6D 12/23/2021 12/23/2021 12/23/2021   80 Completion Reported BUILDING & GROUNDS 12/22/2021 4
561841 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142243 EXHAUST FAN 8A 12/24/2021 12/24/2021 2/16/2022   80 Completion Reported HVAC 12/24/2021 0.5
561842 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142266 EXHAUST FAN 8B 12/24/2021 12/24/2021 2/16/2022   80 Completion Reported HVAC 12/24/2021 0.5
561843 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142290 EXHAUST FAN 8C 12/24/2021 12/24/2021 2/16/2022   80 Completion Reported HVAC 12/24/2021 0.5
561844 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142314 EXHAUST FAN 8D 12/24/2021 12/24/2021 2/16/2022   80 Completion Reported HVAC 12/24/2021 0.5
562857 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 12/27/2021 12/27/2021 12/28/2021   80 Completion Reported UTILITY 12/27/2021 3
562858 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 12/27/2021 12/27/2021 12/29/2021   80 Completion Reported UTILITY 12/27/2021 3
562859 TRACTOR ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141497 JD TRACTOR 12/27/2021 1/12/2022 1/12/2022   80 Completion Reported VEHICLE 12/27/2021 0.5
562860 MOWER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141499 JD MOWER 12/27/2021 1/12/2022 1/12/2022   80 Completion Reported VEHICLE 12/27/2021 1.5
562861 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141500 COMPACTOR OPERATOR 12/27/2021 12/27/2021 1/13/2022   80 Completion Reported GENERAL 12/27/2021 0.5
562862 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141501 TRASH COMPACTOR 1 12/27/2021 12/27/2021 1/13/2022   80 Completion Reported GENERAL 12/27/2021 0.5
562863 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 12/27/2021 12/27/2021 1/4/2022   80 Completion Reported LAUNDRY 12/27/2021 0.17
562864 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 12/27/2021 12/27/2021 1/4/2022   80 Completion Reported LAUNDRY 12/27/2021 0.17
562865 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 12/27/2021 12/27/2021 1/4/2022   80 Completion Reported LAUNDRY 12/27/2021 0.17
562866 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 12/27/2021 12/27/2021 1/4/2022   80 Completion Reported UTILITY 12/27/2021 0.17
562867 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 12/27/2021 12/27/2021 1/4/2022   80 Completion Reported UTILITY 12/27/2021 0.17
562868 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 12/27/2021 12/27/2021 2/21/2022   80 Completion Reported KITCHEN 12/27/2021 0.17
562869 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 12/27/2021 12/27/2021 1/31/2022   80 Completion Reported UTILITY 12/27/2021 0.5
562870 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 12/27/2021 12/27/2021 1/31/2022   80 Completion Reported UTILITY 12/27/2021 0.5
562871 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 12/27/2021 12/27/2021 12/28/2021   80 Completion Reported UTILITY 12/27/2021 0.25
562872 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 12/27/2021 12/27/2021 12/28/2021   80 Completion Reported UTILITY 12/27/2021 0.5
562873 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 12/27/2021 12/27/2021 12/28/2021   80 Completion Reported UTILITY 12/27/2021 0.25
562874 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 12/27/2021 12/27/2021 12/28/2021   80 Completion Reported UTILITY 12/27/2021 0.25
562875 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 12/27/2021 12/27/2021 12/28/2021   80 Completion Reported UTILITY 12/27/2021 0.25
562876 TIME CLOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141721 TIME CLOCK 12/27/2021 12/27/2021 2/22/2022   80 Completion Reported GENERAL 12/27/2021 0.25
562877 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 12/27/2021 12/27/2021 1/4/2022   80 Completion Reported KITCHEN 12/27/2021 0.17
562878 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 12/27/2021 12/27/2021 1/4/2022   80 Completion Reported UTILITY 12/27/2021 0.25
563677 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 12/27/2021 12/27/2021 12/28/2021   80 Completion Reported UTILITY 12/27/2021 3
563678 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 12/27/2021 12/27/2021 12/29/2021   80 Completion Reported UTILITY 12/27/2021 0.25
563679 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 12/27/2021 12/27/2021 12/29/2021   80 Completion Reported UTILITY 12/27/2021 0.25
563680 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 12/27/2021 12/27/2021 12/29/2021   80 Completion Reported UTILITY 12/27/2021 0.5
563681 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 12/27/2021 12/27/2021 12/29/2021   80 Completion Reported UTILITY 12/27/2021 0.5
563682 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 12/27/2021 12/27/2021 12/28/2021   80 Completion Reported FIRE 12/27/2021 0.75
563892 1A 109 no cold water in sink 1 Maint. Corrective Action 3 Normal 141779 1A CELL 109 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 1
563893 1A 107no water in sink/ toilet 1 Maint. Corrective Action 3 Normal 141777 1A CELL 107 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 2
563896 1A 106 hot water sink costant 1 Maint. Corrective Action 3 Normal 141776 1A CELL 106 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.75
563897 1A104 no hot water 1 Maint. Corrective Action 2 Urgent 141774 1A CELL 104 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 1
563899 1A101 sink running over 1 Maint. Corrective Action 2 Urgent 141771 1A CELL 101 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.25
563901 1A104 no hot water 1 Maint. Corrective Action 3 Normal 141774 1A CELL 104 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.5
563903 1A106 hot water runs constantl 1 Maint. Corrective Action 3 Normal 141776 1A CELL 106 1/11/2022 1/11/2022 1/11/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 1
563985 no lights in 1b 204‐207 1 Maint. Corrective Action 2 Urgent 141809 1B CELL 207 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.25
563986 1B204 no hot water 1 Maint. Corrective Action 2 Urgent 141806 1B CELL 204 12/30/2021 12/30/2021 12/30/2021   80 Completion Reported BUILDING & GROUNDS 12/27/2021 1
563987 1b207 no lights 1 Maint. Corrective Action 2 Urgent 141809 1B CELL 207 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.25
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563989 1b204  no lights 1 Maint. Corrective Action 2 Urgent 141806 1B CELL 204 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 1
563990 1B205 no lights 1 Maint. Corrective Action 2 Urgent 141807 1B CELL 205 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.5
563993 1B208 water stuck on flooding 1 Maint. Corrective Action 2 Urgent 141810 1B CELL 208 12/30/2021 12/30/2021 12/30/2021   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.5
563995 1B109 no cold water 1 Maint. Corrective Action 2 Urgent 141779 1A CELL 109 2/23/2022 2/23/2022 2/23/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 1
563998 1B106 water constanly running 1 Maint. Corrective Action 2 Urgent 141799 1B CELL 106 12/30/2021 12/30/2021 12/30/2021   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.5
564017 1B shower 5 constantly running 1 Maint. Corrective Action 2 Urgent 141794 1B CELL 101 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.5
564022 lock on door C13A not working 1 Maint. Corrective Action 4 Low Priority 141515 102 BOOKING CELL   45 Pending BUILDING & GROUNDS 12/27/2021
564027 7D105 no water 1 Maint. Corrective Action 2 Urgent 142223 7D CELL 105 12/29/2021 12/29/2021 12/29/2021   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.75
564028 7D204 NO WATER 1 Maint. Corrective Action 2 Urgent 142231 7D CELL 204 12/29/2021 12/29/2021 12/29/2021   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.75
564029 7D205 NO WATER 1 Maint. Corrective Action 2 Urgent 142232 7D CELL 205 12/29/2021 12/29/2021 12/29/2021   80 Completion Reported BUILDING & GROUNDS 12/27/2021 0.75
564041 7D209 no water 1 Maint. Corrective Action 2 Urgent 142236 7D CELL 209 1/6/2022 1/6/2022 1/6/2022   80 Completion Reported BUILDING & GROUNDS 12/27/2021 1.25
564167 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564168 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564169 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564170 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564171 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564172 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564173 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564174 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564175 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564176 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564177 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564178 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564179 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564180 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 12/28/2021 12/28/2021 1/4/2021   80 Completion Reported SECURITY 12/28/2021 0.17
564181 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564182 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564183 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564184 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564185 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564186 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564187 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564188 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564189 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 12/28/2021 12/28/2021 1/4/2022   80 Completion Reported SECURITY 12/28/2021 0.17
564349 Admin Mens Bathroom Urinal 1 Maint. Corrective Action 3 Normal 141449 SUPPORT UNIT 2/11/2022 not resolved on WO 609609 80 Completion Reported BUILDING & GROUNDS 12/28/2021 0.25
564640 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 12/29/2021 12/29/2021 1/4/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.17
564641 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 12/29/2021 12/29/2021 1/4/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.17
564642 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 12/29/2021 12/29/2021 1/4/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.17
564643 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 12/29/2021 12/29/2021 1/4/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.17
564644 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 12/29/2021 12/29/2021 1/4/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.17
564645 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 12/29/2021 12/29/2021 1/4/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.17
564646 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 12/29/2021 12/29/2021 1/4/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.17
564647 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 12/29/2021 12/29/2021 1/4/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.17
564648 NLEF VOLTAGE TEST ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 12/29/2021 12/29/2021 1/12/2022   80 Completion Reported SECURITY 12/29/2021 2
564877 7D 101 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142219 7D CELL 101 1/7/2022 1/7/2022 1/28/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 1
564878 7D 105 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142223 7D CELL 105 1/5/2022 1/5/2022 1/5/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.75
564879 7D 106 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142224 7D CELL 106 1/5/2022 1/5/2022 1/5/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 1
564880 7D 209 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142236 7D CELL 209 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 1
564882 7B 103 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142173 7B CELL 103 12/29/2021 12/29/2021 12/29/2021   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.75
564884 7B 104 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142174 7B CELL 104 12/29/2021 12/29/2021 12/29/2021   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.75
564886 7B 203 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142183 7B CELL 203 12/27/2021 12/27/2021 12/27/2021   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.75
564887 7B 204 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142184 7B CELL 204 12/29/2021 12/29/2021 12/29/2021   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.75
564889 7A 202 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142158 7A CELL 202 1/5/2022 1/5/2022 1/5/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 1
564890 7A 210 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142166 7A CELL 210 1/5/2022 1/5/2022 1/5/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 1.5
564891 7C 106 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142200 7C CELL 106 12/29/2021 12/29/2021 12/30/2021   80 Completion Reported BUILDING & GROUNDS 12/29/2021 2
564892 7C 107 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142201 7C CELL 107 12/29/2021 12/29/2021 12/29/2021   80 Completion Reported BUILDING & GROUNDS 12/29/2021 1
564893 7C 108 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142202 7C CELL 108 12/30/2021 12/30/2021 12/30/2021   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.75
564895 7C 109 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142203 7C CELL 109 12/30/2021 12/30/2021 12/30/2021   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.5
564897 7C 110 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142204 7C CELL 110 12/30/2021 12/30/2021 12/30/2021   80 Completion Reported BUILDING & GROUNDS 12/29/2021 0.75
564910 5B207SINK 1 Maint. Corrective Action 3 Normal 141964 5B CELL 207 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 1.5
564912 6B 105 TOILET OVER FLOWING 1 Maint. Corrective Action 3 Normal 142059 6B CELL 105 12/30/2021 12/30/2021 12/30/2021   80 Completion Reported BUILDING & GROUNDS 12/29/2021 1.5
564944 6B105TOILET 1 Maint. Corrective Action 2 Urgent 142059 6B CELL 105 1/3/2022 1/3/2022 1/3/2022   80 Completion Reported BUILDING & GROUNDS 12/29/2021 1
565563 INTAKE ROOM 101 CLOGGED TOILET 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 1/5/2022 1/5/2022 1/5/2022   80 Completion Reported BUILDING & GROUNDS 12/30/2021 1
565566 STATION 5, 6 & 7 DRAWER OFF TR 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 1/5/2022 1/5/2022 1/5/2022   80 Completion Reported BUILDING & GROUNDS 12/30/2021 1.5

TCDF-050422-RESP_000475



Order Number Or Ty Description W.O. Type W.O. Type Description Priority Priority Description Equipment Number Asset Number Description Planned Start Date Planned Finish Date Actual Finish Date Status Comment WO St WO St Description Phase Description Order Date Actual Hours
565590 6C 109 sink leaking badly 1 Maint. Corrective Action 3 Normal 142087 6C CELL 109 1/3/2022 1/3/2022 1/3/2022   80 Completion Reported BUILDING & GROUNDS 12/30/2021 2
570807 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 1/3/2022 1/3/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.5
570808 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 1/3/2022 1/3/2022 1/3/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.25
570809 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 1/3/2022 1/3/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.5
570810 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 1/3/2022 1/3/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.25
570811 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 1/3/2022 1/8/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.05
570812 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 1/3/2022 1/3/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.5
570813 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 1/3/2022 1/3/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.5
570814 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 1/3/2022 1/8/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.1
570815 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 1/3/2022 1/3/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.5
570816 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 1/3/2022 1/8/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.05
570817 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 1/3/2022 1/3/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.5
570818 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 1/3/2022 1/8/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.05
570819 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 1/3/2022 1/8/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.05
570820 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 1/3/2022 1/3/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.5
570821 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 1/3/2022 1/3/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.5
570822 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 1/3/2022 1/8/2022 1/8/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.05
570823 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 1/3/2022 1/3/2022 1/4/2022   80 Completion Reported UTILITY 1/3/2022 2.5
570824 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 1/3/2022 1/3/2022 1/4/2022   80 Completion Reported UTILITY 1/3/2022 2.5
570825 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 1/3/2022 1/3/2022 1/3/2022   80 Completion Reported UTILITY 1/3/2022 0.5
570826 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 1/3/2022 1/3/2022 1/6/2022   80 Completion Reported KITCHEN 1/3/2022 1
570827 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 1/3/2022 1/3/2022 1/6/2022   80 Completion Reported KITCHEN 1/3/2022 1
570828 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 1/3/2022 1/3/2022 1/5/2022   80 Completion Reported LAUNDRY 1/3/2022 0.5
570829 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 1/3/2022 1/3/2022 1/5/2022   80 Completion Reported LAUNDRY 1/3/2022 0.5
570830 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 1/3/2022 1/3/2022 1/5/2022   80 Completion Reported LAUNDRY 1/3/2022 0.5
570831 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 1/3/2022 1/3/2022 1/5/2022   80 Completion Reported UTILITY 1/3/2022 0.25
570832 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 1/3/2022 1/3/2022 1/5/2022   80 Completion Reported UTILITY 1/3/2022 0.25
570833 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 1/3/2022 1/3/2022 1/12/2022   80 Completion Reported SECURITY 1/3/2022 2
570834 DRAINS ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 1/3/2022 1/3/2022 1/15/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 0.25
570835 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 1/3/2022 1/3/2022 1/6/2022   80 Completion Reported KITCHEN 1/3/2022 0.25
570836 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 1/3/2022 1/3/2022 1/31/2022   80 Completion Reported UTILITY 1/3/2022 0.25
570837 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 1/3/2022 1/3/2022 1/31/2022   80 Completion Reported UTILITY 1/3/2022 25
570838 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 1/3/2022 1/3/2022 1/4/2022   80 Completion Reported UTILITY 1/3/2022 0.25
570839 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 1/3/2022 1/3/2022 1/4/2022   80 Completion Reported UTILITY 1/3/2022 0.25
570840 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 1/3/2022 1/3/2022 1/4/2022   80 Completion Reported UTILITY 1/3/2022 0.25
570841 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 1/3/2022 1/3/2022 1/4/2022   80 Completion Reported UTILITY 1/3/2022 0.25
570842 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 1/3/2022 1/3/2022 1/4/2022   80 Completion Reported UTILITY 1/3/2022 0.25
570843 FIRE PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 1/3/2022 1/3/2022 1/3/2022   80 Completion Reported FIRE 1/3/2022 0.5
570844 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 1/3/2022 1/3/2022 2/8/2022   80 Completion Reported FIRE 1/3/2022 0.08
570845 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 1/3/2022 1/3/2022 2/8/2022   80 Completion Reported FIRE 1/3/2022 0.08
570846 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 1/3/2022 1/3/2022 2/8/2022   80 Completion Reported FIRE 1/3/2022 0.08
570847 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 1/3/2022 1/3/2022 1/4/2022   80 Completion Reported KITCHEN 1/3/2022 0.08
570848 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 1/3/2022 1/3/2022 1/4/2022   80 Completion Reported UTILITY 1/3/2022 0.25
573054 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 1/3/2022 1/3/2022 1/4/2022   80 Completion Reported UTILITY 1/3/2022 1.75
573055 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 1/3/2022 1/3/2022 1/4/2022   80 Completion Reported UTILITY 1/3/2022 1.75
573056 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 1/3/2022 1/3/2022 1/3/2022   80 Completion Reported UTILITY 1/3/2022 0.25
573057 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 1/3/2022 1/3/2022 1/3/2022   80 Completion Reported UTILITY 1/3/2022 0.25
573058 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 1/3/2022 1/3/2022 1/3/2022   80 Completion Reported UTILITY 1/3/2022 0.25
573059 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 1/3/2022 1/3/2022 1/3/2022   80 Completion Reported UTILITY 1/3/2022 0.25
573060 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 1/3/2022 1/3/2022 1/3/2022   80 Completion Reported FIRE 1/3/2022 0.5
573219 8DCOLD 1 Maint. Corrective Action 2 Urgent 142334 UNIT 8 ‐ 8D 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 2
573220 5B207SINK 1 Maint. Corrective Action 3 Normal 141964 5B CELL 207 1/6/2022 1/6/2022 1/6/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022 1.5
573428 5D109 Leaking out of sink 1 Maint. Corrective Action 3 Normal 142004 5D CELL 109 1/5/2022 1/5/2022 1/5/2022   80 Completion Reported BUILDING & GROUNDS 1/3/2022
573650 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573651 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573652 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573653 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573654 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573655 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573656 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573657 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573658 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573659 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.25
573660 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
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573661 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573662 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573663 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573664 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573665 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573666 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573667 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573668 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573669 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573670 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573671 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573672 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported SECURITY 1/4/2022 0.08
573875 5D Temp Check in cells 1 Maint. Corrective Action 3 Normal 142015 UNIT 5 ‐ 5D 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported BUILDING & GROUNDS 1/4/2022 0.5
574227 TEMP CHECK IN MEDICAL 1 Maint. Corrective Action 3 Normal 141446 MEDICAL 1/4/2022 1/4/2022 1/4/2022   80 Completion Reported BUILDING & GROUNDS 1/4/2022 0.5
574528 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 1/5/2022 1/14/2022 1/14/2022   80 Completion Reported BUILDING & GROUNDS 1/5/2022 0.17
574529 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 1/5/2022 1/5/2022 1/14/2022   80 Completion Reported BUILDING & GROUNDS 1/5/2022 0.17
574530 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 1/14/2022 1/14/2022 1/14/2022   80 Completion Reported BUILDING & GROUNDS 1/5/2022 0.17
574531 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 1/14/2022 1/14/2022 1/14/2022   80 Completion Reported BUILDING & GROUNDS 1/5/2022 0.17
574532 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 1/5/2022 1/14/2022 1/14/2022   80 Completion Reported BUILDING & GROUNDS 1/5/2022 0.17
574533 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 1/14/2022 1/14/2022 1/14/2022   80 Completion Reported BUILDING & GROUNDS 1/5/2022 0.34
574534 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 1/14/2022 1/14/2022 1/14/2022   80 Completion Reported BUILDING & GROUNDS 1/5/2022
574535 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 1/14/2022 1/14/2022 1/14/2022   80 Completion Reported BUILDING & GROUNDS 1/5/2022 0.17
574536 BOOSTER PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141481 WATER PRESSURE BOOSTER SKID 1/5/2022 1/5/2022 1/5/2021   80 Completion Reported UTILITY 1/5/2022 0.75
574537 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141538 CARTRIDGE CIRCULATOR 1/5/2022 1/5/2022 1/21/2022   80 Completion Reported UTILITY 1/5/2022 0.5
574538 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141573 RECIRCULATORY PUMP AB2 1/5/2022 1/5/2022 1/27/2022   80 Completion Reported UTILITY 1/5/2022
574539 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 1/5/2022 1/5/2022 2/10/2022   80 Completion Reported KITCHEN 1/5/2022 1
574540 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 1/5/2022 1/5/2022 2/9/2022   80 Completion Reported KITCHEN 1/5/2022 2.5
574541 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141691 HYDRO EXPANSION PUMP 1/5/2022 1/5/2022 1/21/2022   80 Completion Reported UTILITY 1/5/2022 0.5
574542 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 1/5/2022 1/5/2022 2/9/2022   80 Completion Reported KITCHEN 1/5/2022 2
574543 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 1/5/2022 1/5/2022 2/10/2022   80 Completion Reported KITCHEN 1/5/2022 12
574544 BOOSTER PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142349 BOOSTER PUMP CANGRLLS 1/5/2022 1/5/2022 1/5/2021   80 Completion Reported UTILITY 1/5/2022 0.75
574772 Temp Check 5C 1 Maint. Corrective Action 3 Normal 141992 UNIT 5 ‐ 5C 1/6/2022 1/6/2022 1/6/2022   80 Completion Reported BUILDING & GROUNDS 1/5/2022 0.5
575471 3ACOLD 1 Maint. Corrective Action 3 Normal 141852 UNIT 3 ‐ 3A 1/7/2022 1/7/2022 1/7/2022   80 Completion Reported BUILDING & GROUNDS 1/6/2022 1
575630 8B 104 WATER LEAK FROM TOILET 1 Maint. Corrective Action 3 Normal 142270 8B CELL 104 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 1/6/2022 0.75
575633 8B 202 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142278 8B CELL 202 1/7/2022 1/7/2022 1/7/2022   80 Completion Reported BUILDING & GROUNDS 1/6/2022 0.5
575639 8A IS COLD PLEASE CHECK TEMP 1 Maint. Corrective Action 3 Normal 142242 ROOFTOP UNIT 8A 1/7/2022 1/7/2022 1/7/2022   80 Completion Reported HVAC 1/6/2022 1
575641 6B 101 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 142055 6B CELL 101 1/20/2022 1/20/2022 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/6/2022 1
575642 6C 110 LEAK AROUND TOILET 1 Maint. Corrective Action 3 Normal 142088 6C CELL 110 1/4/2022 1/4/2022 1/7/2022   80 Completion Reported BUILDING & GROUNDS 1/6/2022 1
575646 6D 102 MAJOR WATER LEAK SINK 1 Maint. Corrective Action 3 Normal 142104 6D CELL 102 1/7/2022 1/7/2022 1/7/2022   80 Completion Reported BUILDING & GROUNDS 1/6/2022 1
575674 1C101 night light stuck on 1 Maint. Corrective Action 4 Low Priority 141814 1C CELL 101 3/31/2022 3/31/2022 3/31/2022 Electricians assigned 80 Completion Reported BUILDING & GROUNDS 1/6/2022 0.17
575675 1C 102 hot water button stuck 1 Maint. Corrective Action 2 Urgent 141815 1C CELL 102 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 1/6/2022 1.75
575676 1C106 sink constantly running 1 Maint. Corrective Action 2 Urgent 141819 1C CELL 106 1/7/2022 1/7/2022 1/7/2022   80 Completion Reported BUILDING & GROUNDS 1/6/2022 1
575677 1C107 light above sink broken 1 Maint. Corrective Action 4 Low Priority 141820 1C CELL 107 3/31/2022 3/31/2022 3/31/2022 Electricians assigned 80 Completion Reported BUILDING & GROUNDS 1/6/2022 1
575678 1C209 only opens with key 1 Maint. Corrective Action 2 Urgent 141831 1C CELL 209 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 1/6/2022 0.25
575679 1C205 TOILET DONT FLUSH 1 Maint. Corrective Action 2 Urgent 141827 1C CELL 205 1/7/2022 1/7/2022 1/7/2022   80 Completion Reported BUILDING & GROUNDS 1/6/2022 0.5
575680 1C203 TOILET BUTTON IS STUCK 1 Maint. Corrective Action 2 Urgent 141825 1C CELL 203 1/7/2022 1/7/2022 1/7/2022   80 Completion Reported BUILDING & GROUNDS 1/6/2022 0.25
577334 Makes noise 1 Maint. Corrective Action 2 Urgent 141747 FLOOR MIXER WESTSIDE 1/11/2022 1/11/2022 1/11/2022   80 Completion Reported KITCHEN 1/9/2022 2.3
578201 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 1
578202 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 1.25
578203 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported LAUNDRY 1/10/2022 0.5
578204 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported LAUNDRY 1/10/2022 0.5
578205 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported LAUNDRY 1/10/2022 0.5
578206 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141522 METAL DETECTOR 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.75
578207 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 0.5
578208 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 1/10/2022 1/10/2022 1/12/2022   80 Completion Reported UTILITY 1/10/2022 0.5
578209 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141552 METAL DETECTOR HANDHELD 1/10/2022 1/10/2022 1/12/2022   80 Completion Reported SECURITY 1/10/2022 0.5
578210 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141595 METAL DETECTOR HANDHELD 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.25
578211 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141596 METAL DETECTOR GROUND 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.5
578212 DISHWASHER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578213 DISHWASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578214 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578215 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578216 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 1/10/2022 1/10/2022 2/14/2022   80 Completion Reported KITCHEN 1/10/2022 0.25
578217 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
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578218 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 0.25
578219 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 0.25
578220 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 0.25
578221 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 0.25
578222 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 0.25
578223 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141713 METAL DETECTOR HANDHELD FRONT 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.5
578224 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141714 METAL DETECTOR FRONT ADMIN 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.5
578225 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141715 METAL DETECTOR XRAY FRONT DESK 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.5
578226 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141729 COLDBOX WESTSIDE 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578227 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141730 COLDBOX WESTSIDE 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578228 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141733 HOT BOX WESTSIDE 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578229 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141734 HOT BOX WESTSIDE 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578230 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141735 STEAM TABLE 5 SLOT DIET LINE 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578231 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578232 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141737 OVEN 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578233 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141738 OVEN 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578234 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141739 OVEN 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578235 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141740 OVEN 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578236 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141741 OVEN 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578237 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141742 OVEN ROLL IN 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.08
578238 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141743 OVEN TOP 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.08
578239 GRIDDLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141744 GRIDDLE 72" GAS 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578240 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578241 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.08
578242 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.08
578243 FOOD MIXER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141747 FLOOR MIXER WESTSIDE 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.08
578244 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141748 SLICER 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.08
578245 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141749 BUFFALO SLICER WESTSIDE 1/10/2022 1/10/2022 2/10/2022   80 Completion Reported KITCHEN 1/10/2022 0.17
578246 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141769 METAL DETECTOR HANDHELD 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.5
578247 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141770 METAL DETECTOR 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.5
578248 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 1/10/2022 1/10/2022 1/14/2022   80 Completion Reported LAUNDRY 1/10/2022 0.25
578249 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 1/10/2022 1/10/2022 1/14/2022   80 Completion Reported LAUNDRY 1/10/2022 0.25
578250 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 1/10/2022 1/10/2022 1/14/2022   80 Completion Reported LAUNDRY 1/10/2022 0.25
578251 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 1/10/2022 1/10/2022 1/14/2022   80 Completion Reported LAUNDRY 1/10/2022 0.25
578252 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141920 METAL DETECTOR HANDHELD 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.5
578253 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141921 METAL DETECTOR 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.5
578254 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 0.25
578255 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142029 METAL DETECTOR 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.5
578256 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142145 METAL DETECTOR HANDHELD 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported SECURITY 1/10/2022 0.5
579084 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 3
579085 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 0.25
579086 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 0.25
579087 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 0.5
579088 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported UTILITY 1/10/2022 0.5
579089 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 1/10/2022 1/10/2022 1/10/2022   80 Completion Reported FIRE 1/10/2022 0.75
579220 KITCHEN IS FREEZING ALL AREAS 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 1/11/2022 1/11/2022 1/11/2022   80 Completion Reported BUILDING & GROUNDS 1/10/2022 2.5
579345 3AHOT 1 Maint. Corrective Action 3 Normal 141852 UNIT 3 ‐ 3A 1/10/2022 1/10/2022 1/10/2022 1‐11‐22 reduced temp by  deg 80 Completion Reported BUILDING & GROUNDS 1/10/2022 0.5
579372 6B205 sewage comes out 105 1 Maint. Corrective Action 3 Normal 142069 6B CELL 205 1/12/2022 1/12/2022 1/12/2022   80 Completion Reported BUILDING & GROUNDS 1/10/2022 2
579541 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579542 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 1/11/2022 1/11/2022 1/11/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579543 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579544 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 1/11/2022 1/11/2022 1/11/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579545 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 1/11/2022 1/11/2022 1/11/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579546 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579547 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579548 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579549 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579550 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579551 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579552 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579553 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579554 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579555 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579556 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
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579557 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579558 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579559 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 2.08
579560 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579561 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579562 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
579563 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 1/11/2022 1/11/2022 1/14/2022   80 Completion Reported SECURITY 1/11/2022 0.08
580381 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 1/12/2022 1/12/2022 1/28/2022   80 Completion Reported BUILDING & GROUNDS 1/12/2022 0.5
580382 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 1/12/2022 1/12/2022 1/15/2022   80 Completion Reported BUILDING & GROUNDS 1/12/2022 0.5
580383 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 1/12/2022 1/12/2022 1/15/2022   80 Completion Reported BUILDING & GROUNDS 1/12/2022 0.5
580384 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 1/12/2022 1/12/2022 1/15/2022   80 Completion Reported BUILDING & GROUNDS 1/12/2022 0.5
580385 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 1/12/2022 1/12/2022 1/15/2022   80 Completion Reported BUILDING & GROUNDS 1/12/2022 0.5
580386 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 1/12/2022 1/12/2022 1/15/2022   80 Completion Reported BUILDING & GROUNDS 1/12/2022 0.5
580387 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 1/12/2022 1/12/2022 1/15/2022   80 Completion Reported BUILDING & GROUNDS 1/12/2022 0.5
580388 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 1/12/2022 1/12/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/12/2022 0.5
581371 6D is cold please check temp 1 Maint. Corrective Action 3 Normal 142101 ROOFTOP UNIT 6D 1/14/2022 1/14/2022 1/14/2022   80 Completion Reported HVAC 1/13/2022 0.25
581372 7D is cold please check temp 1 Maint. Corrective Action 3 Normal 142217 ROOFTOP UNIT 7D 1/14/2022 1/14/2022 1/14/2022   80 Completion Reported HVAC 1/13/2022 0.25
581373 7C is cold please check temp 1 Maint. Corrective Action 3 Normal 142193 ROOFTOP UNIT 7C 1/14/2022 1/14/2022 1/14/2022   80 Completion Reported HVAC 1/13/2022 0.25
581374 8D is cold please check temp 1 Maint. Corrective Action 3 Normal 142313 ROOFTOP UNIT 8D 1/14/2022 1/14/2022 1/14/2022   80 Completion Reported HVAC 1/13/2022 0.25
581567 Com/ Wh Network cable fix 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 1/13/2022 1/13/2022 1/13/2022   80 Completion Reported BUILDING & GROUNDS 1/13/2022 0.75
582786 Inmate toilet leak EastCullina 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported BUILDING & GROUNDS 1/14/2022 0.75
584574 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 1/17/2022 1/17/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 1/17/2022 2
584575 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 1/17/2022 1/17/2022 1/18/2022   80 Completion Reported BUILDING & GROUNDS 1/17/2022 2
584576 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 1/17/2022 1/17/2022 1/19/2022   80 Completion Reported BUILDING & GROUNDS 1/17/2022 1.5
584577 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 1/17/2022 1/17/2022 1/18/2022   80 Completion Reported BUILDING & GROUNDS 1/17/2022 2.5
584578 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 1/17/2022 1/17/2022 1/18/2022   80 Completion Reported BUILDING & GROUNDS 1/17/2022 2.5
584579 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 1/17/2022 1/17/2022 1/17/2022   80 Completion Reported BUILDING & GROUNDS 1/17/2022 2.5
584580 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 1/17/2022 1/17/2022 1/17/2022   80 Completion Reported BUILDING & GROUNDS 1/17/2022 3
584581 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 1/17/2022 1/17/2022 12/31/2021   80 Completion Reported BUILDING & GROUNDS 1/17/2022 2.5
584582 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 1/17/2022 1/17/2022 1/21/2022   80 Completion Reported UTILITY 1/17/2022 3
584583 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 1/17/2022 1/17/2022 1/19/2022   80 Completion Reported UTILITY 1/17/2022 1.5
584584 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 1/17/2022 1/17/2022 2/8/2022   80 Completion Reported FIRE 1/17/2022 0.08
584585 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141507 WASHER 1/17/2022 1/17/2022 1/21/2022   80 Completion Reported LAUNDRY 1/17/2022 0.5
584586 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 1/17/2022 1/17/2022 1/21/2022   80 Completion Reported LAUNDRY 1/17/2022 0.5
584587 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported LAUNDRY 1/17/2022 0.5
584588 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 1/17/2022 1/17/2022 1/21/2022   80 Completion Reported LAUNDRY 1/17/2022 0.25
584589 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 1/17/2022 1/17/2022 1/21/2022   80 Completion Reported LAUNDRY 1/17/2022 0.25
584590 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 1/17/2022 1/17/2022 1/21/2022   80 Completion Reported LAUNDRY 1/17/2022 1
584591 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141524 XRAY INTAKE 1/17/2022 1/17/2022 1/20/2022   80 Completion Reported SECURITY 1/17/2022 0.5
584592 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 1/17/2022 1/17/2022 1/18/2022   80 Completion Reported UTILITY 1/17/2022 0.15
584593 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 1/17/2022 1/17/2022 1/18/2022   80 Completion Reported UTILITY 1/17/2022 0.75
584594 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 1/17/2022 1/17/2022 1/17/2022   80 Completion Reported KITCHEN 1/17/2022 0.08
584595 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 1/17/2022 1/17/2022 1/18/2022   80 Completion Reported KITCHEN 1/17/2022 0.25
584596 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 1/17/2022 1/17/2022 1/20/2022   80 Completion Reported UTILITY 1/17/2022 1.5
584597 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 1/17/2022 1/17/2022 1/20/2022   80 Completion Reported UTILITY 1/17/2022 0.25
584598 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 1/17/2022 1/17/2022 1/20/2022   80 Completion Reported UTILITY 1/17/2022 0.25
584599 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 1/17/2022 1/17/2022 1/20/2022   80 Completion Reported UTILITY 1/17/2022 0.08
584600 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 1/17/2022 1/17/2022 1/20/2022   80 Completion Reported UTILITY 1/17/2022 2.5
584601 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 1/17/2022 1/17/2022 2/8/2022   80 Completion Reported KITCHEN 1/17/2022 0.08
584602 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141716 FIRE EXTINGUISHER 1/17/2022 1/17/2022 2/22/2022   80 Completion Reported FIRE 1/17/2022 0.25
584603 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141717 FIRE EXTINGUISHER 1/17/2022 1/17/2022 2/22/2022   80 Completion Reported FIRE 1/17/2022 0.25
584604 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 1/17/2022 1/17/2022 1/21/2022   80 Completion Reported HVAC 1/17/2022 0.75
584605 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported KITCHEN 1/17/2022 0.17
584606 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 1/17/2022 1/17/2022 1/18/2022   80 Completion Reported KITCHEN 1/17/2022 0.17
584607 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141854 WASHER 1/17/2022 1/17/2022 1/21/2022   80 Completion Reported LAUNDRY 1/17/2022 0.75
584608 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141855 WASHER 1/17/2022 1/17/2022 1/21/2022   80 Completion Reported LAUNDRY 1/17/2022 0.75
584609 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141856 WASHER 1/17/2022 1/17/2022 1/21/2022   80 Completion Reported LAUNDRY 1/17/2022 0.75
584610 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported HVAC 1/17/2022 0.17
584611 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported HVAC 1/17/2022 0.17
584612 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141922 IDF 5/6 FLOOR 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported SECURITY 1/17/2022 0.17
584613 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 1/17/2022 1/17/2022 1/20/2022   80 Completion Reported UTILITY 1/17/2022 0.25
584614 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported HVAC 1/17/2022 0.17
584615 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported HVAC 1/17/2022 0.17
584616 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported HVAC 1/17/2022 0.17
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584617 SEWAGE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142348 GRINDER 1/17/2022 1/17/2022 1/19/2022   80 Completion Reported UTILITY 1/17/2022 0.25
586335 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 1/17/2022 1/17/2022 1/21/2022   80 Completion Reported UTILITY 1/17/2022 3
586336 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 1/17/2022 1/17/2022 1/18/2022   80 Completion Reported UTILITY 1/17/2022 0.25
586337 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 1/17/2022 1/17/2022 1/18/2022   80 Completion Reported UTILITY 1/17/2022 0.25
586338 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 1/17/2022 1/17/2022 1/18/2022   80 Completion Reported UTILITY 1/17/2022 0.5
586339 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 1/17/2022 1/17/2022 1/18/2022   80 Completion Reported UTILITY 1/17/2022 0.5
586340 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 1/21/2022 1/21/2022 1/21/2022   80 Completion Reported FIRE 1/17/2022 2
586346 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164783 IDF 1/2 FLOOR 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported SECURITY 1/17/2022 0.17
586347 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164784 IDF CENTRAL CONTROL 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported SECURITY 1/17/2022 0.17
586348 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164785 IDF 7/8 FLOOR 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported SECURITY 1/17/2022 0.17
586349 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164786 MDF / MILESTONE ROOM 1/17/2022 1/17/2022 2/21/2022   80 Completion Reported SECURITY 1/17/2022 0.17
586356 Metal plate is missing screws 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING) 2/21/2022 2/21/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 1/17/2022 4.5
586515 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 1/18/2022 1/18/2022 1/28/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586516 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 1/18/2022 1/18/2022 1/10/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586517 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586518 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586519 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586520 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586521 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586522 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586523 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586524 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586525 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586526 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586527 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586528 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586529 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586530 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586531 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586532 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586533 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586534 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586535 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586536 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586537 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 1/18/2022 1/18/2022 1/18/2022   80 Completion Reported SECURITY 1/18/2022 0.08
586718 C12 Slider Camera down 1 Maint. Corrective Action 2 Urgent 141766 SLIDER C12 1/24/2022 1/24/2022 1/24/2022   80 Completion Reported SECURITY 1/18/2022 1.5
586748 6B203 toilet h20 out of button 1 Maint. Corrective Action 3 Normal 142067 6B CELL 203 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 1/18/2022 0.75
586749 6B 207 CLOGGED SINK 1 Maint. Corrective Action 3 Normal 142071 6B CELL 207 1/20/2022 1/20/2022 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/18/2022 2
586750 6B 208 CLOGGED SINK 1 Maint. Corrective Action 3 Normal 142072 6B CELL 208 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/18/2022 0.75
586751 6B 209 CLOGGED SINK 1 Maint. Corrective Action 3 Normal 142073 6B CELL 209 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/18/2022 0.75
586754 6B 204 HOT WATER RUNNING 1 Maint. Corrective Action 3 Normal 142068 6B CELL 204 1/20/2022 1/20/2022 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/18/2022 0.75
586755 6B 201 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142065 6B CELL 201 1/20/2022 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/18/2022 0.5
587063 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 1/19/2022 1/19/2022 2/5/2022   80 Completion Reported BUILDING & GROUNDS 1/19/2022 2
587064 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 1/19/2022 1/19/2022 2/5/2022   80 Completion Reported BUILDING & GROUNDS 1/19/2022 2
587065 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 1/19/2022 1/19/2022 2/5/2022   80 Completion Reported BUILDING & GROUNDS 1/19/2022 2
587066 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 1/19/2022 1/19/2022 2/5/2022   80 Completion Reported BUILDING & GROUNDS 1/19/2022 1
587067 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 1/19/2022 1/19/2022 2/5/2022   80 Completion Reported BUILDING & GROUNDS 1/19/2022 1
587068 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 1/19/2022 1/19/2022 2/5/2022   80 Completion Reported BUILDING & GROUNDS 1/19/2022 2
587069 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 1/19/2022 1/19/2022 2/5/2022   80 Completion Reported BUILDING & GROUNDS 1/19/2022 2
587070 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 1/19/2022 1/19/2022 2/5/2022   80 Completion Reported BUILDING & GROUNDS 1/19/2022 2
588461 5D104 toilet leaks 1 Maint. Corrective Action 3 Normal 141999 5D CELL 104 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 1.5
588466 5D108 no hot water night light 1 Maint. Corrective Action 3 Normal 142001 5D CELL 106 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 1.25
588471 5D109 toilet button leak 1 Maint. Corrective Action 3 Normal 142004 5D CELL 109 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 1
588473 5D210 coldwater sink / toilet 1 Maint. Corrective Action 3 Normal 142014 5D CELL 210 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.5
588475 5D209 no hot water 1 Maint. Corrective Action 3 Normal 142013 5D CELL 209 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.5
588476 5D208 no hot water 1 Maint. Corrective Action 3 Normal 142012 5D CELL 208 1/26/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 1.5
588478 6C102 TOILET OVERFLOWS 1 Maint. Corrective Action 3 Normal 142080 6C CELL 102 1/20/2022 1/20/2022 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 2
588479 6C103 TOILET OVERFLOWS 1 Maint. Corrective Action 3 Normal 142081 6C CELL 103 1/20/2022 1/20/2022 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 2
588480 4A106 TOILET DON'T FLUSH 1 Maint. Corrective Action 3 Normal 141872 4A CELL 106 6/13/2022 6/13/2022 6/13/2022 waiting on parts order 80 Completion Reported BUILDING & GROUNDS 1/20/2022 4
588482 UNIT 4A ROOF IS LEAKING 4A108? 1 Maint. Corrective Action 3 Normal 141453 UNIT 4 SEG 2/17/2022 2/17/2022 2/21/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.17
588483 6B108  WATER LEAK 1 Maint. Corrective Action 3 Normal 142062 6B CELL 108 1/20/2022 1/20/2022 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.75
588484 6B106 LIGHT DONT WORK 1 Maint. Corrective Action 3 Normal 142060 6B CELL 106 3/18/2022 3/18/2022 3/18/2022 electricians assigned 80 Completion Reported BUILDING & GROUNDS 1/20/2022 3
588485 6B105 TOILET DONT FLUSH 1 Maint. Corrective Action 3 Normal 142059 6B CELL 105 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 1
588488 6B102 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142056 6B CELL 102 1/20/2022 1/20/2022 1/20/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.75
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588491 6A106 Toilet WATER LEAK 1 Maint. Corrective Action 3 Normal 142037 6A CELL 106 1/28/2022 1/28/2022 1/28/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 1.75
588494 6A1TOILET DETACHED FROM WALL 1 Maint. Corrective Action 3 Normal 142035 6A CELL 104 1/29/2022 1/29/2022 2/9/2022 Dupe of 601934 80 Completion Reported BUILDING & GROUNDS 1/20/2022 1
588496 6D206 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142117 6D CELL 206 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.75
588499 6D204 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142115 6D CELL 204 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.75
588504 7C101 TOILET LEAK 1 Maint. Corrective Action 3 Normal 142195 7C CELL 101 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.5
588509 7C105 TOILET DON'T FLUSH 1 Maint. Corrective Action 3 Normal 142199 7C CELL 105 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.5
588513 7C106 TOILET LEAK 1 Maint. Corrective Action 3 Normal 142200 7C CELL 106 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.25
588516 7C207 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142211 7C CELL 207 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.25
588520 7C206 SINK CONSTANTLY RUNNING 1 Maint. Corrective Action 3 Normal 142210 7C CELL 206 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.25
588522 7C205 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142209 7C CELL 205 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.25
588525 7D103 TOILET LEAK FROM BEHIND 1 Maint. Corrective Action 3 Normal 142221 7D CELL 103 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.25
588530 7D CELL 104 TOILET DONT WORK 1 Maint. Corrective Action 3 Normal 142222 7D CELL 104 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 1.5
588533 7D106 TOILET LEAK 1 Maint. Corrective Action 3 Normal 142224 7D CELL 106 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.5
588534 7D107 WATER LEAK 1 Maint. Corrective Action 3 Normal 142225 7D CELL 107 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.5
588536 7D210 SINK IS CONSTANTLY R 1 Maint. Corrective Action 3 Normal 142237 7D CELL 210 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.5
588543 7D206  SINK BROKEN 1 Maint. Corrective Action 3 Normal 142233 7D CELL 206 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.75
588548 7D 205 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142232 7D CELL 205 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.5
588553 7A 102 IS NO WATER 1 Maint. Corrective Action 3 Normal 142149 7A CELL 102 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.5
588556 7A104 TOILET FLUSH SLOW 1 Maint. Corrective Action 3 Normal 142151 7A CELL 104 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 1
588557 7A105 IS NO WATER 1 Maint. Corrective Action 3 Normal 142152 7A CELL 105 2/12/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.5
588559 7A109 HAS A BROKEN WINDOW 1 Maint. Corrective Action 3 Normal 142156 7A CELL 109 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 2.5
588562 7A203 BROKEN SINK 1 Maint. Corrective Action 3 Normal 142159 7A CELL 203 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022
588564 7B110 TOILET DONT FLUSH 1 Maint. Corrective Action 3 Normal 142180 7B CELL 110 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 1
588567 7B210 IS NO WATER 1 Maint. Corrective Action 3 Normal 142190 7B CELL 210 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.25
588570 7B209 HAS NO WATER 1 Maint. Corrective Action 3 Normal 142189 7B CELL 209 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.5
588571 7B 204 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142184 7B CELL 204 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 1/20/2022 0.25
589761 5C5B hole in wall under stairs 1 Maint. Corrective Action 3 Normal 141454 UNIT 5 1/21/2022 1/21/2022 1/21/2022   80 Completion Reported BUILDING & GROUNDS 1/21/2022 1
589857 South Drive Gate Inoperable 1 Maint. Corrective Action 4 Low Priority 141492 SOUTH SALLYPORT DRIVE IN GATE 1/10/2022 1/10/2022 requested service appt 50 Work in Progress SECURITY 1/21/2022
590574 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 1/24/2022 1/24/2022 1/26/2022   80 Completion Reported UTILITY 1/24/2022 1.75
590575 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 1/24/2022 1/24/2022 1/26/2022   80 Completion Reported UTILITY 1/24/2022 1.5
590576 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 1/24/2022 1/24/2022 1/31/2022   80 Completion Reported LAUNDRY 1/24/2022 0.17
590577 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 1/24/2022 1/24/2022 1/31/2022   80 Completion Reported LAUNDRY 1/24/2022 0.17
590578 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 1/24/2022 1/24/2022 1/31/2022   80 Completion Reported LAUNDRY 1/24/2022 0.17
590579 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141537 GAS WATER HEATER 1/24/2022 1/24/2022 2/12/2022   80 Completion Reported UTILITY 1/24/2022 0.5
590580 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 1/24/2022 1/24/2022 1/24/2022   80 Completion Reported UTILITY 1/24/2022 0.5
590581 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 1/24/2022 1/24/2022 1/24/2022   80 Completion Reported UTILITY 1/24/2022 0.5
590582 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141572 WATER HEATER AB3 1/24/2022 1/24/2022 2/14/2022   80 Completion Reported UTILITY 1/24/2022 0.3
590583 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 1/24/2022 1/24/2022 1/24/2022   80 Completion Reported KITCHEN 1/24/2022 0.25
590584 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 1/24/2022 1/24/2022 1/24/2022   80 Completion Reported UTILITY 1/24/2022 0.5
590585 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 1/24/2022 1/24/2022 1/24/2022   80 Completion Reported UTILITY 1/24/2022 0.5
590586 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 1/24/2022 1/24/2022 1/24/2022   80 Completion Reported UTILITY 1/24/2022 1
590587 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 1/24/2022 1/24/2022 1/24/2022   80 Completion Reported UTILITY 1/24/2022 0.5
590588 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 1/24/2022 1/24/2022 1/24/2022   80 Completion Reported UTILITY 1/24/2022 0.75
590589 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 1/24/2022 1/24/2022 1/31/2022   80 Completion Reported KITCHEN 1/24/2022 0.08
590590 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 1/24/2022 1/24/2022 1/24/2022   80 Completion Reported UTILITY 1/24/2022 0.75
591452 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 1/24/2022 1/24/2022 1/26/2022   80 Completion Reported UTILITY 1/24/2022 1.75
591453 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 1/24/2022 1/24/2022 1/26/2022   80 Completion Reported UTILITY 1/24/2022 0.5
591454 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 1/24/2022 1/24/2022 1/26/2022   80 Completion Reported UTILITY 1/24/2022 0.5
591455 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 1/24/2022 1/24/2022 1/26/2021   80 Completion Reported UTILITY 1/24/2022 0.5
591456 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 1/24/2022 1/24/2022 1/26/2022   80 Completion Reported UTILITY 1/24/2022 0.5
591457 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 1/24/2022 1/24/2022 1/24/2022   80 Completion Reported FIRE 1/24/2022 3.5
591830 4A205 toilet dont flush 1 Maint. Corrective Action 3 Normal 141880 4A CELL 205 2/17/2022 2/17/2022 2/17/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.3
591831 4A206 toilet no pressure 1 Maint. Corrective Action 3 Normal 141881 4A CELL 206 2/17/2022 2/17/2022 2/21/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.25
591832 4A208 toilet problems 1 Maint. Corrective Action 3 Normal 141883 4A CELL 208 2/17/2022 2/17/2022 2/17/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.45
591833 5A103  no hot water 1 Maint. Corrective Action 3 Normal 141927 5A CELL 103 2/11/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.75
591834 5A104 no hot water 1 Maint. Corrective Action 3 Normal 141928 5A CELL 104 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.5
591835 5A 203 botton stuck 1 Maint. Corrective Action 3 Normal 141936 5A CELL 203 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 1.25
591836 5A204 no hot water 1 Maint. Corrective Action 3 Normal 141937 5A CELL 204 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.5
591837 5D105 hole wall 1 Maint. Corrective Action 3 Normal 142000 5D CELL 105 1/25/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 1.5
591838 6A sink doesn't work 1 Maint. Corrective Action 3 Normal 142040 6A CELL 109 1/29/2022 1/29/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.75
591839 6A 105 sink don't work 1 Maint. Corrective Action 3 Normal 142036 6A CELL 105 1/28/2022 1/28/2022 1/28/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.75
591841 6A the sink stays dripping 1 Maint. Corrective Action 3 Normal 142032 6A CELL 101 1/29/2022 1/29/2022 2/7/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 2.5
591842 6A 208 sink clogged 1 Maint. Corrective Action 3 Normal 142048 6A CELL 208 1/28/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.5
591843 6A 207 sink clogged 1 Maint. Corrective Action 3 Normal 142047 6A CELL 207 1/28/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.75
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591844 Unit 6A needs shower curtians 1 Maint. Corrective Action 3 Normal 141455 UNIT 6 2/16/2022 2/16/2022 2/16/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 3
591846 6D203 sink clogged 1 Maint. Corrective Action 3 Normal 142114 6D CELL 203 1/28/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 1
591847 6D102 cell flooding 1 Maint. Corrective Action 3 Normal 142104 6D CELL 102 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.75
591848 6D cell 103 is flooding 1 Maint. Corrective Action 3 Normal 142105 6D CELL 103 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 1
591849 6D cell 108 is flooding 1 Maint. Corrective Action 3 Normal 142110 6D CELL 108 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 1
591851 6D cell 109 sink is clogged 1 Maint. Corrective Action 3 Normal 142111 6D CELL 109 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 1
591854 6D206 sink flooding 1 Maint. Corrective Action 3 Normal 142117 6D CELL 206 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/24/2022 0.5
591923 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591924 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 4
591925 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141500 COMPACTOR OPERATOR 1/25/2022 1/25/2022 2/12/2022   80 Completion Reported GENERAL 1/25/2022 0.75
591926 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141501 TRASH COMPACTOR 1 1/25/2022 1/25/2022 2/12/2022   80 Completion Reported GENERAL 1/25/2022 0.75
591927 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 1/25/2022 1/25/2022 1/25/2021   80 Completion Reported SECURITY 1/25/2022 0.08
591928 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591929 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591930 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591931 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591932 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591933 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 1/25/2022 1/25/2022 1/31/2022   80 Completion Reported UTILITY 1/25/2022 0.5
591934 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 1/25/2022 1/25/2022 1/31/2022   80 Completion Reported UTILITY 1/25/2022 0.5
591935 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591936 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591937 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591938 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 1/25/2022 1/25/2022 1/27/2022   80 Completion Reported SECURITY 1/25/2022 2
591939 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591940 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591941 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591942 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591943 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591944 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591945 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 1/25/2022 1/25/2022 1/27/2022   80 Completion Reported SECURITY 1/25/2022 2
591946 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591947 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591948 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
591949 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 1/25/2022 1/25/2022 1/25/2022   80 Completion Reported SECURITY 1/25/2022 0.08
592265 6C202 sink is clogged 1 Maint. Corrective Action 3 Normal 142090 6C CELL 202 1/28/2022   80 Completion Reported BUILDING & GROUNDS 1/25/2022 0.5
592385 7A208 no hot water 1 Maint. Corrective Action 3 Normal 142164 7A CELL 208 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 1/25/2022 0.75
592386 8A 109 sink is clogged 1 Maint. Corrective Action 3 Normal 142252 8A CELL 109 2/2/2022 2/2/2022 2/3/2022   80 Completion Reported BUILDING & GROUNDS 1/25/2022 0.5
592387 8A105 cold water leak 1 Maint. Corrective Action 3 Normal 142271 8B CELL 105 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 1/25/2022 0.5
592511 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 1/26/2022 1/26/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.17
592512 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 1/26/2022 1/26/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.17
592513 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 1/26/2022 1/26/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.17
592514 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 1/26/2022 1/26/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.17
592515 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 1/26/2022 1/26/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.17
592516 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 1/26/2022 1/26/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.17
592517 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 1/26/2022 1/26/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.17
592518 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 1/26/2022 1/26/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.17
592519 TIME CLOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141721 TIME CLOCK 1/26/2022 1/26/2022 2/8/2022   80 Completion Reported GENERAL 1/26/2022 0.25
593016 6C105 sink water constant on 1 Maint. Corrective Action 3 Normal 142083 6C CELL 105 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.75
593017 6C107 Cold water running 1 Maint. Corrective Action 3 Normal 142085 6C CELL 107 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 1
593018 4A209 sink water 1 Maint. Corrective Action 3 Normal 141884 4A CELL 209 3/31/2022 3/31/2022 3/31/2022 waiting on access preclass 80 Completion Reported BUILDING & GROUNDS 1/26/2022 1
593019 6C108 cracked sink 1 Maint. Corrective Action 3 Normal 142086 6C CELL 108 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.75
593020 6C210 sink comming off wall 1 Maint. Corrective Action 3 Normal 142098 6C CELL 210 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.25
593021 6C209 water running 1 Maint. Corrective Action 3 Normal 142097 6C CELL 209 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.75
593022 6C208 SINK IS CLOGGED 1 Maint. Corrective Action 3 Normal 142096 6C CELL 208 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.5
593023 6C206 SINK IS CLOGGED 1 Maint. Corrective Action 3 Normal 142094 6C CELL 206 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.75
593024 6C201 SINK IS BROKEN 1 Maint. Corrective Action 3 Normal 142089 6C CELL 201 1/27/2022   80 Completion Reported BUILDING & GROUNDS 1/26/2022 0.75
593147 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141459 EXHAUST FAN TRANSCOR 1/27/2022 1/27/2022 3/15/2022   80 Completion Reported HVAC 1/27/2022 0.25
593148 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141470 EXHAUST FAN S PUMPHOUSE 1/27/2022 1/27/2022 3/15/2022   80 Completion Reported HVAC 1/27/2022 0.25
593149 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141527 ROOFTOP UNIT MPHARM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.75
593150 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141527 ROOFTOP UNIT MPHARM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.75
593151 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141527 ROOFTOP UNIT MPHARM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.75
593152 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141528 ROOFTOP UNIT MWR 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.75
593153 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141528 ROOFTOP UNIT MWR 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.75
593154 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141528 ROOFTOP UNIT MWR 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.75
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593155 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141529 EXHAUST FAN MEFNORTH 1/27/2022 1/27/2022 2/16/2022   80 Completion Reported HVAC 1/27/2022 0.5
593156 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141530 EXHAUST FAN MEFSOUTH 1/27/2022 1/27/2022 2/16/2022   80 Completion Reported HVAC 1/27/2022 0.5
593157 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141547 ROOFTOP UNIT AAC1 ASYLUM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.45
593158 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141547 ROOFTOP UNIT AAC1 ASYLUM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.45
593159 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141547 ROOFTOP UNIT AAC1 ASYLUM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022
593160 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141548 ROOFTOP UNIT AAC2 ASYLUM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.45
593161 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141548 ROOFTOP UNIT AAC2 ASYLUM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.45
593162 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141548 ROOFTOP UNIT AAC2 ASYLUM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.5
593163 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141553 ROOFTOP UNIT AAC3 ASYLUM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.45
593164 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141553 ROOFTOP UNIT AAC3 ASYLUM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.45
593165 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141553 ROOFTOP UNIT AAC3 ASYLUM 1/27/2022 1/27/2022 5/12/2022   80 Completion Reported HVAC 1/27/2022 0.45
593166 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141607 EXHAUST FAN 1 1/27/2022 1/27/2022 3/15/2022   80 Completion Reported HVAC 1/27/2022 0.25
593335 5D105 hole in wall 105‐106 1 Maint. Corrective Action 3 Normal 142000 5D CELL 105 1/26/2022 1/26/2022 1/26/2022   80 Completion Reported BUILDING & GROUNDS 1/27/2022 0.75
593336 5D104 toilet not working 1 Maint. Corrective Action 3 Normal 141999 5D CELL 104 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/27/2022 0.5
593337 5D106 toilet not working 1 Maint. Corrective Action 3 Normal 142001 5D CELL 106 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/27/2022 0.75
593339 5B203 hot button stuck 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/27/2022 0.75
593340 5B204 not hot water 1 Maint. Corrective Action 3 Normal 141961 5B CELL 204 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/27/2022 1
593343 5B103 not hot water 1 Maint. Corrective Action 3 Normal 141950 5B CELL 103 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/27/2022 0.25
593346 5b104 not hot water 1 Maint. Corrective Action 3 Normal 141951 5B CELL 104 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported BUILDING & GROUNDS 1/27/2022 0.25
593503 Shelf move Kitchen 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 1/27/2022 0.08
594923 4A101 toilet backed up 1 Maint. Corrective Action 3 Normal 141867 4A CELL 101 2/17/2022 2/17/2022 2/17/2022   80 Completion Reported BUILDING & GROUNDS 1/28/2022 0.3
594924 4A108 toilet stopped up 1 Maint. Corrective Action 3 Normal 141874 4A CELL 108 2/17/2022 2/17/2022 2/17/2022   80 Completion Reported BUILDING & GROUNDS 1/28/2022 0.2
595367 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 1.75
595368 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 1.25
595369 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 1/31/2022 1/31/2022 2/8/2022   80 Completion Reported LAUNDRY 1/31/2022 0.17
595370 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 1/31/2022 1/31/2022 2/8/2022   80 Completion Reported LAUNDRY 1/31/2022 0.08
595371 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 1/31/2022 1/31/2022 2/8/2022   80 Completion Reported LAUNDRY 1/31/2022 0.08
595372 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
595373 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
595374 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported KITCHEN 1/31/2022 0.25
595375 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
595376 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
595377 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
595378 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
595379 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
595380 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported KITCHEN 1/31/2022 0.08
595381 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
596198 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 1.75
596199 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
596200 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
596201 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
596202 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported UTILITY 1/31/2022 0.5
596203 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 1/31/2022 1/31/2022 1/31/2022   80 Completion Reported FIRE 1/31/2022 0.75
599928 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 0.25
599929 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1.25
599930 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 0.25
599931 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1.25
599932 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1.25
599933 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 0.25
599934 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1.25
599935 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 2/1/2022 2/1/2022 5/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 0.25
599936 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 0.25
599937 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1.25
599938 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 0.25
599939 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1.25
599940 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1.25
599941 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 0.25
599942 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 0.25
599943 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 2/1/2022 2/1/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1.25
599944 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599945 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 2/1/2022 2/1/2022 2/14/2022   80 Completion Reported UTILITY 2/1/2022 2
599946 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 2/1/2022 2/1/2022 2/12/2022   80 Completion Reported KITCHEN 2/1/2022 0.75
599947 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 2/1/2022 2/1/2022 2/12/2022   80 Completion Reported KITCHEN 2/1/2022 0.75
599948 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.5
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599949 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599950 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599951 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 2/1/2022 2/1/2022 2/15/2022   80 Completion Reported SECURITY 2/1/2022 1.5
599952 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599953 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599954 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599955 DRAINS ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 2/1/2022 2/1/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1.5
599956 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599957 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 2/1/2022 2/1/2022 3/31/2022   80 Completion Reported UTILITY 2/1/2022 0.17
599958 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 2/1/2022 2/1/2022 3/31/2022   80 Completion Reported UTILITY 2/1/2022 0.17
599959 CRASH GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141705 CRASH GATE KITCHEN EAST 2/1/2022 2/1/2022 2/12/2022   80 Completion Reported SECURITY 2/1/2022 1.25
599960 CRASH GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141706 CRASH GATE KITCHEN WEST 2/1/2022 2/1/2022 2/12/2022   80 Completion Reported SECURITY 2/1/2022 0.75
599961 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599962 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 2/1/2022 2/1/2022 4/13/2022   80 Completion Reported FIRE 2/1/2022 0.17
599963 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 2/1/2022 2/1/2022 4/13/2022   80 Completion Reported FIRE 2/1/2022 0.17
599964 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 2/1/2022 2/1/2022 4/13/2022   80 Completion Reported FIRE 2/1/2022 0.17
599965 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599966 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599967 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599968 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599969 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599970 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599971 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599972 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599973 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599974 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599975 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599976 MANLIFT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142026 MAN LIFT 2/1/2022 2/1/2022 2/15/2022   80 Completion Reported GENERAL 2/1/2022 0.5
599977 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599978 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
599979 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 2/1/2022 2/1/2022 2/1/2022   80 Completion Reported SECURITY 2/1/2022 0.08
600773 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 2/1/2022 2/1/2022 2/14/2022   80 Completion Reported UTILITY 2/1/2022 2
601051 8D106 sink clogged 1 Maint. Corrective Action 3 Normal 142320 8D CELL 106 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1
601053 8D105 sink clogged 1 Maint. Corrective Action 3 Normal 142319 8D CELL 105 2/2/2022 2/2/2022 2/3/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1
601057 8D109  no water 1 Maint. Corrective Action 3 Normal 142323 8D CELL 109 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1
601119 8C104 no hot water 1 Maint. Corrective Action 3 Normal 142294 8C CELL 104 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 1
601120 8C107 clogged sink 1 Maint. Corrective Action 3 Normal 142297 8C CELL 107 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 0.5
601121 8C108 water leak 1 Maint. Corrective Action 3 Normal 142298 8C CELL 108 2/2/2022 2/2/2022 2/2/2022 UM to get porter to clean sink 80 Completion Reported BUILDING & GROUNDS 2/1/2022 1
601122 8C103 sink is clogged 1 Maint. Corrective Action 3 Normal 142293 8C CELL 103 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 0.5
601127 8C110 water suck on cold 1 Maint. Corrective Action 3 Normal 142300 8C CELL 110 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/1/2022 0.5
601330 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 2/2/2022 2/2/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.17
601331 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 2/2/2022 2/2/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.17
601332 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 2/2/2022 2/2/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.17
601333 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 2/2/2022 2/2/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.17
601334 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 2/2/2022 2/2/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.17
601335 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 2/2/2022 2/2/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.17
601336 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 2/2/2022 2/2/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.17
601337 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 2/2/2022 2/2/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.17
601846 CLOGGED TOILET HR 103 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 2/3/2022 2/3/2022 2/3/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601851 PROP. CABINET DOOR OFF HINGES 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 2/11/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 2
601852 8A105 CLOGGED SINK 1 Maint. Corrective Action 3 Normal 142248 8A CELL 105 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 1
601854 8A204 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142256 8A CELL 204 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601855 8A205 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142257 8A CELL 205 2/2/2022 2/2/2022 2/3/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601856 8A210 BAD SINK 1 Maint. Corrective Action 3 Normal 142262 8A CELL 210 2/2/2022 2/2/2022 2/3/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601858 8B201 LOCK BROKEN 1 Maint. Corrective Action 3 Normal 142277 8B CELL 201 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601859 8B101 BAD TOILET 1 Maint. Corrective Action 3 Normal 142267 8B CELL 101 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601860 8B102 TOILET DONT FLUSH 1 Maint. Corrective Action 3 Normal 142268 8B CELL 102 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601861 8B105 BAD TOILET 1 Maint. Corrective Action 3 Normal 142271 8B CELL 105 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601862 8B105 CLOGGED SINK 1 Maint. Corrective Action 3 Normal 142271 8B CELL 105 2/2/2022 2/2/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 1.5
601863 8B 207 BAD SINK 1 Maint. Corrective Action 3 Normal 142283 8B CELL 207 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601864 8B204 BAD TOILET 1 Maint. Corrective Action 3 Normal 142280 8B CELL 204 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601865 8C205 SINK BACKED UP 1 Maint. Corrective Action 3 Normal 142305 8C CELL 205 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601866 8D103 BAD SINK 1 Maint. Corrective Action 3 Normal 142317 8D CELL 103 2/2/2022 2/2/2022 2/3/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601867 8D 104 BAD SINK 1 Maint. Corrective Action 3 Normal 142318 8D CELL 104 2/2/2022 2/2/2022 2/3/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
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601869 8D203 BAD SINK 1 Maint. Corrective Action 3 Normal 142326 8D CELL 203 2/2/2022 2/2/2022 2/3/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022
601871 8D205 BAD SINK 1 Maint. Corrective Action 3 Normal 142328 8D CELL 205 2/9/2022 2/9/2022 8/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601872 8D 108 BAD TOILET 1 Maint. Corrective Action 3 Normal 142322 8D CELL 108 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022
601874 8D209 BAD TOILET 1 Maint. Corrective Action 3 Normal 142332 8D CELL 209 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601875 8D210 BAD TOILET 1 Maint. Corrective Action 3 Normal 142333 8D CELL 210 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022
601876 8D204 BAD TOILET 1 Maint. Corrective Action 3 Normal 142327 8D CELL 204 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601878 8D208 BAD TOILET 1 Maint. Corrective Action 3 Normal 142331 8D CELL 208 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601879 8B107 WATER IN FLOOR 1 Maint. Corrective Action 3 Normal 142273 8B CELL 107 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601880 8B108 WATER LEAK 1 Maint. Corrective Action 3 Normal 142274 8B CELL 108 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 1
601881 8D101 MOLD IN CELL 1 Maint. Corrective Action 3 Normal 142315 8D CELL 101 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601882 8D104 WATER CONSTANTLY RUNING 1 Maint. Corrective Action 3 Normal 142318 8D CELL 104 2/2/2022 2/2/2022 2/3/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 1
601884 8C103 WATER LEAK 1 Maint. Corrective Action 3 Normal 142293 8C CELL 103 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601885 6B107 r WATER ON FLOOR 1 Maint. Corrective Action 3 Normal 142061 6B CELL 107 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601886 6B205 r WATER ON LEAK 1 Maint. Corrective Action 3 Normal 142069 6B CELL 205 2/9/2022 2/9/2022 2/9/2022 HWV Replaced by TLC tech 80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601888 6B210 r HOT WATER STUCK 1 Maint. Corrective Action 3 Normal 142074 6B CELL 210 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601894 7A r SINK BROKEN 1 Maint. Corrective Action 3 Normal 142159 7A CELL 203 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601897 7A204 r BAD SINK 1 Maint. Corrective Action 3 Normal 142160 7A CELL 204 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601903 7B103 r BAD TOILET 1 Maint. Corrective Action 3 Normal 142173 7B CELL 103 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601905 7B104 r BAD TOILET 1 Maint. Corrective Action 3 Normal 142174 7B CELL 104 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.1
601907 7B109 r BAD TOILET 1 Maint. Corrective Action 3 Normal 142179 7B CELL 109 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.1
601908 7B110 r BAD TOILET 1 Maint. Corrective Action 3 Normal 142180 7B CELL 110 2/10/2022 2/10/2022 2/10/2022 done 80 Completion Reported BUILDING & GROUNDS 2/2/2022 1
601909 7B204 r BAD TOILET 1 Maint. Corrective Action 3 Normal 142184 7B CELL 204 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601910 7B102 r BAD   SINK 1 Maint. Corrective Action 3 Normal 142172 7B CELL 102 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601911 7B108 r BAD SINK 1 Maint. Corrective Action 3 Normal 142179 7B CELL 109 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.1
601912 7C106 r WATER LEAK 1 Maint. Corrective Action 3 Normal 142200 7C CELL 106 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601913 7C105 r BAD TOILET 1 Maint. Corrective Action 3 Normal 142199 7C CELL 105 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601914 7C102 r BAD TOILET 1 Maint. Corrective Action 3 Normal 142196 7C CELL 102 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601915 7C102 r BAD SINK 1 Maint. Corrective Action 3 Normal 142196 7C CELL 102 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601916 7C101 r WATER LEAK 1 Maint. Corrective Action 3 Normal 142195 7C CELL 101 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601917 7C201 r BROKEN SINK 1 Maint. Corrective Action 3 Normal 142205 7C CELL 201 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601918 7D102 r WATER LEAK 1 Maint. Corrective Action 3 Normal 142220 7D CELL 102 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601919 7D103 WATER LEAK 1 Maint. Corrective Action 3 Normal 142221 7D CELL 103 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601920 7D104 r BAD TOILET 1 Maint. Corrective Action 3 Normal 142222 7D CELL 104 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 1.5
601921 7D106 WATER LEAK 1 Maint. Corrective Action 3 Normal 142224 7D CELL 106 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601922 7D107 r  BAD SINK 1 Maint. Corrective Action 3 Normal 142225 7D CELL 107 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601923 7D203 r BAD SINK 1 Maint. Corrective Action 3 Normal 142230 7D CELL 203 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.5
601924 7D204 SINK / smell PROBLEMS 1 Maint. Corrective Action 3 Normal 142231 7D CELL 204 2/7/2022 2/7/2022 2/7/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601925 7D 206 running water sink gros 1 Maint. Corrective Action 3 Normal 142233 7D CELL 206 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601927 7D207 r BAD SINK 1 Maint. Corrective Action 3 Normal 142234 7D CELL 207 2/7/2022 2/7/2022 2/7/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601928 7D210 r BAD SINK 1 Maint. Corrective Action 3 Normal 142237 7D CELL 210 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601929 6A101 SINK CLOGGED no toilet 1 Maint. Corrective Action 3 Normal 142032 6A CELL 101 2/7/2022 2/7/2022 2/7/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 2.5
601930 6A201 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142041 6A CELL 201 2/7/2022 2/7/2022 2/7/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 1.5
601931 6A204 r BAD SINK 1 Maint. Corrective Action 3 Normal 142044 6A CELL 204 3/4/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 1
601932 6A205 BAD SINK 1 Maint. Corrective Action 3 Normal 142045 6A CELL 205 2/7/2022 2/7/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 1
601933 6A208 r BAD SINK 1 Maint. Corrective Action 3 Normal 142048 6A CELL 208 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
601934 6A104 Toilet/sink / outlet 1 Maint. Corrective Action 3 Normal 142035 6A CELL 104 2/7/2022 2/7/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 4
601935 6A107 r TOILET  BAD 1 Maint. Corrective Action 3 Normal 142038 6A CELL 107 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.75
601936 6A204 r BAD TOILET 1 Maint. Corrective Action 3 Normal 142044 6A CELL 204 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/2/2022 0.25
602096 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141597 ROOFTOP UNIT 1 2/3/2022 2/3/2022 3/27/2022   80 Completion Reported HVAC 2/3/2022 1
602097 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141597 ROOFTOP UNIT 1 2/3/2022 2/3/2022 3/27/2022   80 Completion Reported HVAC 2/3/2022 1
602098 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141597 ROOFTOP UNIT 1 2/3/2022 2/3/2022 3/27/2022   80 Completion Reported HVAC 2/3/2022 1
602099 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141598 ROOFTOP UNIT 1 2/3/2022 2/3/2022 3/27/2022   80 Completion Reported HVAC 2/3/2022 0.75
602100 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141598 ROOFTOP UNIT 1 2/3/2022 2/3/2022 3/27/2022   80 Completion Reported HVAC 2/3/2022 0.75
602101 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141598 ROOFTOP UNIT 1 2/3/2022 2/3/2022 3/27/2022   80 Completion Reported HVAC 2/3/2022 0.75
602102 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141599 ROOFTOP UNIT 2 2/3/2022 2/3/2022 5/21/2022   80 Completion Reported HVAC 2/3/2022 0.25
602103 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141599 ROOFTOP UNIT 2 2/3/2022 2/3/2022 5/21/2022   80 Completion Reported HVAC 2/3/2022 0.25
602104 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141599 ROOFTOP UNIT 2 2/3/2022 2/3/2022 5/21/2022   80 Completion Reported HVAC 2/3/2022 0.25
602105 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141600 ROOFTOP UNIT 2 2/3/2022 2/3/2022 5/13/2022   80 Completion Reported HVAC 2/3/2022 0.35
602106 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141600 ROOFTOP UNIT 2 2/3/2022 2/3/2022 5/10/2022   80 Completion Reported HVAC 2/3/2022 0.45
602107 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141600 ROOFTOP UNIT 2 2/3/2022 2/3/2022 5/13/2022   80 Completion Reported HVAC 2/3/2022 0.35
602108 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141608 EXHAUST FAN 1 2/3/2022 2/3/2022 3/15/2022   80 Completion Reported HVAC 2/3/2022 0.25
602109 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141609 EXHAUST FAN 2 2/3/2022 2/3/2022 3/15/2022   80 Completion Reported HVAC 2/3/2022 0.25
602110 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141610 EXHAUST FAN 2 2/3/2022 2/3/2022 3/15/2022   80 Completion Reported HVAC 2/3/2022 0.25
602111 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141611 EXHAUST FAN 3 2/3/2022 2/3/2022 4/11/2022   80 Completion Reported HVAC 2/3/2022 1.2
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602616 1B cells reported cold 1 Maint. Corrective Action 3 Normal 141813 UNIT 1 ‐ 1B 2/3/2022 2/3/2022 2/9/2022 entered pod checked ducting 80 Completion Reported BUILDING & GROUNDS 2/3/2022 0.5
603866 8B203 NO HOT WATER 1 Maint. Corrective Action 3 Normal 142279 8B CELL 203 2/1/2022 2/1/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 1.5
603867 8B 204 NO HOT WATER FOR A MONT 1 Maint. Corrective Action 3 Normal 142280 8B CELL 204 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 1.5
603869 8B 205 SLOW DRAIN 1 Maint. Corrective Action 3 Normal 142281 8B CELL 205 2/4/2022 2/4/2022 2/7/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 2.25
603872 8B 208 NO RUNNING WATER IN SIN 1 Maint. Corrective Action 3 Normal 142284 8B CELL 208 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 2.5
603876 6D 101 WATER WILL NOT OFF 1 Maint. Corrective Action 3 Normal 142103 6D CELL 101 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603878 6D 107 SINK BACKED UP 1 Maint. Corrective Action 3 Normal 142105 6D CELL 103 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.3
603879 5BCELLSCOLD 1 Maint. Corrective Action 3 Normal 141968 UNIT 5 ‐ 5B 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 1
603880 6D 210 NO COLD WATER 1 Maint. Corrective Action 3 Normal 142121 6D CELL 210 2/4/2022 2/4/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603882 6D 103 SINK & TOILET 1 Maint. Corrective Action 3 Normal 142105 6D CELL 103 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 1
603886 6D 206 NO TOILET NO WATER 1 Maint. Corrective Action 3 Normal 142117 6D CELL 206 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 1
603890 6A 106 TOILET NO FLUSH 1 Maint. Corrective Action 3 Normal 142037 6A CELL 106 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 3
603896 1D SHOWER #4 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603901 7D 207 SINK 1 Maint. Corrective Action 3 Normal 142234 7D CELL 207 2/7/2022 2/7/2022 2/7/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.45
603903 7D 209 SINK BACKED UP 1 Maint. Corrective Action 3 Normal 142236 7D CELL 209 2/7/2022 2/7/2022 2/7/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.45
603906 8C203 no hot water 1 Maint. Corrective Action 3 Normal 142303 8C CELL 203 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603907 7D 108 TOILET DISGUSTING 1 Maint. Corrective Action 3 Normal 142226 7D CELL 108 2/7/2022 2/7/2022 2/7/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603912 8C202 no hot water 1 Maint. Corrective Action 3 Normal 142302 8C CELL 202 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603916 7D 106 TOILET LEAKING 1 Maint. Corrective Action 3 Normal 142224 7D CELL 106 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 1
603917 8D101 sink & toilet 1 Maint. Corrective Action 3 Normal 142315 8D CELL 101 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603920 7D 101 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142219 7D CELL 101 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.45
603921 8D103 sink clog 1 Maint. Corrective Action 3 Normal 142317 8D CELL 103 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603922 7B 202 SINK BACKED UP 1 Maint. Corrective Action 3 Normal 142182 7B CELL 202 2/4/2022 2/4/2022 2/7/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603923 7B 201 SINK BACKED UP 1 Maint. Corrective Action 3 Normal 142181 7B CELL 201 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603927 8C 101 SINK BACKS UP 1 Maint. Corrective Action 3 Normal 142291 8C CELL 101 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603932 8C 102 SINK & TOILET 1 Maint. Corrective Action 3 Normal 142292 8C CELL 102 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603934 8C 105 SINK & TOILET 1 Maint. Corrective Action 3 Normal 142295 8C CELL 105 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603935 8D104 Toilet sink clogg 1 Maint. Corrective Action 3 Normal 142318 8D CELL 104 2/3/2022 2/3/2022 2/3/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603938 8C 204 TOILET DOES NOT FLUSH 1 Maint. Corrective Action 3 Normal 142304 8C CELL 204 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603943 8C 207 TOILET & SINK 1 Maint. Corrective Action 3 Normal 142307 8C CELL 207 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603950 8D 105 SINK 1 Maint. Corrective Action 3 Normal 142319 8D CELL 105 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603957 8D 108 TOILET DISGUSTING 1 Maint. Corrective Action 3 Normal 142322 8D CELL 108 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603963 8D 209 NO WATER" THAT'S DISGUS 1 Maint. Corrective Action 3 Normal 142332 8D CELL 209 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603974 8D 210 NOT HOT WATER 1 Maint. Corrective Action 3 Normal 142333 8D CELL 210 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
603978 8D 208 NO WATER 1 Maint. Corrective Action 3 Normal 142331 8D CELL 208 2/3/2022 2/3/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
604127 8C 205 SINK BACKED UP 1 Maint. Corrective Action 3 Normal 142305 8C CELL 205 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.25
604128 8D 201 NO WATER 1 Maint. Corrective Action 3 Normal 142324 8D CELL 201 2/4/2022 2/4/2022 2/4/2022   80 Completion Reported BUILDING & GROUNDS 2/4/2022 0.5
604856 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 1
604857 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 1.25
604858 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 2/7/2022 2/7/2022 2/14/2022   80 Completion Reported LAUNDRY 2/7/2022 0.17
604859 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 2/7/2022 2/7/2022 2/14/2022   80 Completion Reported LAUNDRY 2/7/2022 0.17
604860 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 2/7/2022 2/7/2022 2/14/2022   80 Completion Reported LAUNDRY 2/7/2022 0.17
604861 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 2/7/2022 2/7/2022 2/7/2022   80 Completion Reported UTILITY 2/7/2022 0.5
604862 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 2/7/2022 2/7/2022 2/9/2022   80 Completion Reported UTILITY 2/7/2022 0.45
604863 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 2/7/2022 2/7/2022 2/15/2022   80 Completion Reported KITCHEN 2/7/2022 0.25
604864 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 2/7/2022 2/7/2022 2/15/2022   80 Completion Reported KITCHEN 2/7/2022 0.25
604865 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 2/7/2022 2/7/2022 2/15/2022   80 Completion Reported KITCHEN 2/7/2022 0.25
604866 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 0.25
604867 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 0.25
604868 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 0.25
604869 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 0.25
604870 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 0.25
604871 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 2/7/2022 2/7/2022 2/15/2022   80 Completion Reported KITCHEN 2/7/2022 0.25
604872 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 2/7/2022 2/7/2022 2/15/2022   80 Completion Reported KITCHEN 2/7/2022 0.25
604873 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 2/7/2022 2/7/2022 2/7/2022   80 Completion Reported KITCHEN 2/7/2022 0.08
604874 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 0.25
605741 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 5
605742 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 0.5
605743 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 0.5
605744 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 0.75
605745 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported UTILITY 2/7/2022 0.75
605746 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 2/7/2022 2/7/2022 2/8/2022   80 Completion Reported FIRE 2/7/2022 0.75
606446 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606447 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
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606448 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606449 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141522 METAL DETECTOR 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.5
606450 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606451 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606452 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141552 METAL DETECTOR HANDHELD 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022
606453 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.58
606454 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606455 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141595 METAL DETECTOR HANDHELD 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.5
606456 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141596 METAL DETECTOR GROUND 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.5
606457 DISHWASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606458 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606459 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606460 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 2/8/2022 2/8/2022 2/14/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606461 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606462 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606463 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141713 METAL DETECTOR HANDHELD FRONT 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.5
606464 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141714 METAL DETECTOR FRONT ADMIN 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.5
606465 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141715 METAL DETECTOR XRAY FRONT DESK 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.5
606466 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606467 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141729 COLDBOX WESTSIDE 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606468 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141730 COLDBOX WESTSIDE 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606469 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141733 HOT BOX WESTSIDE 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606470 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141734 HOT BOX WESTSIDE 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022
606471 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141735 STEAM TABLE 5 SLOT DIET LINE 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606472 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606473 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141737 OVEN 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.55
606474 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141738 OVEN 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.3
606475 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141739 OVEN 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.3
606476 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141740 OVEN 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.3
606477 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141741 OVEN 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.3
606478 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141742 OVEN ROLL IN 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.3
606479 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141743 OVEN TOP 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.3
606480 GRIDDLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141744 GRIDDLE 72" GAS 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606481 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606482 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported KITCHEN 2/8/2022 0.08
606483 FOOD MIXER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141747 FLOOR MIXER WESTSIDE 2/8/2022 2/8/2022 2/14/2022   80 Completion Reported KITCHEN 2/8/2022 0.75
606484 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141748 SLICER 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606485 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141749 BUFFALO SLICER WESTSIDE 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported KITCHEN 2/8/2022 0.25
606486 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606487 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606488 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141769 METAL DETECTOR HANDHELD 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.5
606489 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141770 METAL DETECTOR 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.75
606490 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606491 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606492 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606493 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606494 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported LAUNDRY 2/8/2022 1
606495 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported LAUNDRY 2/8/2022 1
606496 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported LAUNDRY 2/8/2022 0.75
606497 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 2/8/2022 2/8/2022 2/15/2022   80 Completion Reported LAUNDRY 2/8/2022 0.75
606498 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606499 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606500 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141917 SLIDER C30 2/8/2022 2/8/2022 2/12/2022   80 Completion Reported SECURITY 2/8/2022 1.25
606501 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606502 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141920 METAL DETECTOR HANDHELD 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.75
606503 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141921 METAL DETECTOR 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.75
606504 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606505 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606506 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142029 METAL DETECTOR 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.75
606507 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142142 SLIDER C40 2/8/2022 2/8/2022 2/12/2022   80 Completion Reported SECURITY 2/8/2022 1.25
606508 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606509 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142145 METAL DETECTOR HANDHELD 2/8/2022 2/8/2022 2/10/2022   80 Completion Reported SECURITY 2/8/2022 0.75
606510 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 2/8/2022 2/8/2022 2/8/2022   80 Completion Reported SECURITY 2/8/2022 0.08
606791 102‐BOTH SINKS NOT WORKING PRO 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/8/2022 1
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606793 WHT BOARD NEEDS TO BE ANCHORED 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 2/9/2022 2/9/2022 2/9/2022 board broken need new one 80 Completion Reported BUILDING & GROUNDS 2/8/2022 0.75
606902 5C109LEAK 1 Maint. Corrective Action 2 Urgent 141980 5C CELL 109 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/8/2022 0.5
606970  5B104 sink missing 1 Maint. Corrective Action 4 Low Priority 141951 5B CELL 104 3/25/2022 3/25/2022 3/25/2022 No sinks aval FSC working 80 Completion Reported BUILDING & GROUNDS 2/8/2022 0.3
606971 5B 203 sink replacement 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/8/2022 1.5
606974 5B 209 hw button stuck on 1 Maint. Corrective Action 3 Normal 141966 5B CELL 209 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/8/2022 0.5
607114 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 2/9/2022 2/9/2022 2/16/2022   80 Completion Reported BUILDING & GROUNDS 2/9/2022 0.17
607115 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 2/9/2022 2/9/2022 2/16/2022   80 Completion Reported BUILDING & GROUNDS 2/9/2022 0.17
607116 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 2/9/2022 2/9/2022 2/16/2022   80 Completion Reported BUILDING & GROUNDS 2/9/2022 0.17
607117 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 2/9/2022 2/9/2022 2/16/2022   80 Completion Reported BUILDING & GROUNDS 2/9/2022 0.17
607118 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 2/9/2022 2/9/2022 2/16/2022   80 Completion Reported BUILDING & GROUNDS 2/9/2022 0.17
607119 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 2/9/2022 2/9/2022 2/16/2022   80 Completion Reported BUILDING & GROUNDS 2/9/2022 0.17
607120 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 2/9/2022 2/9/2022 2/16/2022   80 Completion Reported BUILDING & GROUNDS 2/9/2022 0.17
607121 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 2/9/2022 2/9/2022 2/16/2022   80 Completion Reported BUILDING & GROUNDS 2/9/2022 0.17
607451 8D201 COLD WATER VALVE 1 Maint. Corrective Action 3 Normal 142324 8D CELL 201 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/9/2022 0.5
607455 8D 101 NEW VALVES LEAKING THRO 1 Maint. Corrective Action 3 Normal 142315 8D CELL 101 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/9/2022 1
607466 6B 207 HOT WATER VALVE 1 Maint. Corrective Action 3 Normal 142071 6B CELL 207 2/9/2022 2/9/2022 2/9/2022   80 Completion Reported BUILDING & GROUNDS 2/9/2022 0.5
607808 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141601 ROOFTOP UNIT 3 2/10/2022 2/10/2022 2/15/2022   80 Completion Reported HVAC 2/10/2022 0.5
607809 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141601 ROOFTOP UNIT 3 2/10/2022 2/10/2022 2/15/2022   80 Completion Reported HVAC 2/10/2022 0.5
607810 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141601 ROOFTOP UNIT 3 2/10/2022 2/10/2022 2/15/2022   80 Completion Reported HVAC 2/10/2022 0.5
607811 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141602 ROOFTOP UNIT 3 2/10/2022 2/10/2022 2/15/2022   80 Completion Reported HVAC 2/10/2022 0.5
607812 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141602 ROOFTOP UNIT 3 2/10/2022 2/10/2022 2/15/2022   80 Completion Reported HVAC 2/10/2022 0.5
607813 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141602 ROOFTOP UNIT 3 2/10/2022 2/10/2022 2/15/2022   80 Completion Reported HVAC 2/10/2022 0.5
607814 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141612 EXHAUST FAN 4 2/10/2022 2/10/2022 3/15/2022   80 Completion Reported HVAC 2/10/2022 0.25
607815 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141613 EXHAUST FAN 4 2/10/2022 2/10/2022 4/11/2022   80 Completion Reported HVAC 2/10/2022 1.2
607816 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141618 EXHAUST FAN KITCHEN HOOD 2A 2/10/2022 2/10/2022 4/8/2022   80 Completion Reported HVAC 2/10/2022 1.15
607817 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141619 EXHAUST FAN KITCHEN HOOD 2B 2/10/2022 2/10/2022 4/8/2022   80 Completion Reported HVAC 2/10/2022 1.2
607818 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141839 ROOFTOP UNIT 2A 2/10/2022 2/10/2022 5/26/2022   80 Completion Reported HVAC 2/10/2022 1.5
607819 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141839 ROOFTOP UNIT 2A 2/10/2022 2/10/2022 5/26/2022   80 Completion Reported HVAC 2/10/2022 1.5
607820 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141839 ROOFTOP UNIT 2A 2/10/2022 2/10/2022 5/26/2022   80 Completion Reported HVAC 2/10/2022 1.5
607821 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141845 ROOFTOP UNIT 2B 2/10/2022 2/10/2022 5/26/2022   80 Completion Reported HVAC 2/10/2022 1.5
607822 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141845 ROOFTOP UNIT 2B 2/10/2022 2/10/2022 5/26/2022   80 Completion Reported HVAC 2/10/2022 1.5
607823 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141845 ROOFTOP UNIT 2B 2/10/2022 2/10/2022 5/26/2022   80 Completion Reported HVAC 2/10/2022 1.5
608301 8A101 no hot water 1 Maint. Corrective Action 3 Normal 142244 8A CELL 101 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 2/10/2022 0.75
608319 Intake STATION 7 DRAWER BROKEN 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 2/12/2022 2/12/2022 2/12/2022   80 Completion Reported BUILDING & GROUNDS 2/10/2022 1.75
608498 8A102 toilet is off wall 1 Maint. Corrective Action 3 Normal 142245 8A CELL 102 4/15/2022   80 Completion Reported BUILDING & GROUNDS 2/10/2022
608499 8A104 TOILET AND SINK CLOG 1 Maint. Corrective Action 3 Normal 142247 8A CELL 104 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 2/10/2022 0.45
608500 8A105 TOILET HAS WATER LEAK 1 Maint. Corrective Action 3 Normal 142248 8A CELL 105 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 2/10/2022 0.5
608501 8A104 TOILET WATER LEAK 1 Maint. Corrective Action 3 Normal 142247 8A CELL 104 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 2/10/2022 0.5
609609 Admin Mens Toilet/ Urinals 1 Maint. Corrective Action 3 Normal 141449 SUPPORT UNIT 2/18/2022 2/18/2022 2/18/2022 New wo to replace 564349 80 Completion Reported BUILDING & GROUNDS 2/11/2022 0.5
609630 7C201 Hole in Floor or Roof ? 1 Maint. Corrective Action 3 Normal 142205 7C CELL 201 2/11/2022 2/11/2022 2/11/2022   80 Completion Reported BUILDING & GROUNDS 2/11/2022 1
609673 7A109 Window Mesh for outside 1 Maint. Corrective Action 3 Normal 142156 7A CELL 109 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported BUILDING & GROUNDS 2/11/2022 1.5
609698 5C101 Toilet issue 1 Maint. Corrective Action 3 Normal 141972 5C CELL 101 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/11/2022 0.5
609700 HEATER IN ARMORY 1 Maint. Corrective Action 3 Normal 141444 FACILITY GROUNDS 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 2/11/2022 1
609708 5C101 Toilet issue 1 Maint. Corrective Action 3 Normal 141972 5C CELL 101 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/11/2022 0.5
609720 5C201 toilet issue 1 Maint. Corrective Action 3 Normal 141982 5C CELL 201 2/11/2022   80 Completion Reported BUILDING & GROUNDS 2/11/2022 0.75
609740 5B203 SINK is Broken 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 2/10/2022 2/10/2022 2/10/2022   80 Completion Reported BUILDING & GROUNDS 2/11/2022 1.5
609856 5B207 SINK 1 Maint. Corrective Action 3 Normal 141964 5B CELL 207 2/11/2022 2/11/2022 2/21/2022   80 Completion Reported BUILDING & GROUNDS 2/11/2022 0.7
609857 5D208 SINK BROKEN 1 Maint. Corrective Action 3 Normal 142012 5D CELL 208 pending 50 Work in Progress BUILDING & GROUNDS 2/11/2022
610471 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 2
610472 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 1.25
610473 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 2/14/2022 2/14/2022 2/15/2022   80 Completion Reported LAUNDRY 2/14/2022 0.4
610474 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 2/14/2022 2/14/2022 2/15/2022   80 Completion Reported LAUNDRY 2/14/2022 0.3
610475 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 2/14/2022 2/14/2022 2/15/2022   80 Completion Reported LAUNDRY 2/14/2022 0.2
610476 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 0.3
610477 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 0.9
610478 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported KITCHEN 2/14/2022 0.25
610479 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 0.3
610480 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 0.3
610481 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 0.3
610482 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 0.3
610483 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 0.3
610484 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported KITCHEN 2/14/2022 0.08
610485 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 0.3
611334 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 2
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611335 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 0.5
611336 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 0.5
611337 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported UTILITY 2/14/2022 0.75
611338 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 2/14/2022 2/14/2022 2/21/2022   80 Completion Reported UTILITY 2/14/2022 0.75
611339 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported FIRE 2/14/2022 0.75
611484 Caulk window / wall English 1 Maint. Corrective Action 3 Normal 141449 SUPPORT UNIT 2/14/2022 2/14/2022 2/14/2022   80 Completion Reported BUILDING & GROUNDS 2/14/2022 2
611505 DRYER 1 not heating 1 Maint. Corrective Action 3 Normal 141857 DRYER 1 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported LAUNDRY 2/14/2022 0.5
611519 Dryer 2 not heating 1 Maint. Corrective Action 3 Normal 141509 DRYER 2 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported LAUNDRY 2/14/2022 0.5
611524 DRYER 4 Nocked out overtemp 1 Maint. Corrective Action 3 Normal 141860 DRYER 4 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported LAUNDRY 2/14/2022 0.25
612600 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 2/15/2022 2/15/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 2/15/2022 2
612601 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 2/15/2022 2/15/2022 2/17/2022   80 Completion Reported BUILDING & GROUNDS 2/15/2022 2
612602 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 2/15/2022 2/15/2022 2/18/2022   80 Completion Reported BUILDING & GROUNDS 2/15/2022 1.5
612603 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 2/15/2022 2/15/2022 2/18/2022   80 Completion Reported BUILDING & GROUNDS 2/15/2022 2
612604 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 2/15/2022 2/15/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 2/15/2022 3
612605 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 2/15/2022 2/15/2022 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/15/2022 3.5
612606 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 2/15/2022 2/15/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/15/2022 2
612607 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 2/15/2022 2/15/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/15/2022 2.5
612608 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141465 WALL UNIT GUARDSHACK 2/15/2022 2/15/2022 2/28/2022   80 Completion Reported HVAC 2/15/2022 0.75
612609 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141466 WALL UNIT ARMORY 2/15/2022 2/15/2022 2/28/2022   80 Completion Reported HVAC 2/15/2022 0.75
612610 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141467 WALL UNIT SORT 2/15/2022 2/15/2022 2/28/2022   80 Completion Reported HVAC 2/15/2022 0.75
612611 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612612 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612613 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 2/15/2022 2/15/2022 2/17/2022   80 Completion Reported FIRE 2/15/2022 0.25
612614 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141507 WASHER 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported LAUNDRY 2/15/2022 0.2
612615 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported LAUNDRY 2/15/2022 0.2
612616 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported LAUNDRY 2/15/2022 0.25
612617 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612618 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141524 XRAY INTAKE 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported SECURITY 2/15/2022 0.5
612619 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612620 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612621 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612622 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612623 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 2/15/2022 2/15/2022 2/21/2022   80 Completion Reported KITCHEN 2/15/2022 0.08
612624 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 2/15/2022 2/15/2022 2/21/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612625 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 2/15/2022 2/15/2022 2/17/2022   80 Completion Reported KITCHEN 2/15/2022 0.25
612626 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612627 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141716 FIRE EXTINGUISHER 2/15/2022 2/15/2022 4/8/2022   80 Completion Reported FIRE 2/15/2022 0.15
612628 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141717 FIRE EXTINGUISHER 2/15/2022 2/15/2022 4/8/2022   80 Completion Reported FIRE 2/15/2022 0.15
612629 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612630 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 2/15/2022 2/15/2022 2/24/2022   80 Completion Reported KITCHEN 2/15/2022 3
612631 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612632 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141765 SLIDER C12 DOOR 2/15/2022 2/15/2022 5/25/2022   80 Completion Reported SECURITY 2/15/2022 1
612633 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141766 SLIDER C12 2/15/2022 2/15/2022 5/25/2022   80 Completion Reported SECURITY 2/15/2022 1
612634 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612635 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612636 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612637 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141835 SLIDER C10 HALLWAY 37 2/15/2022 2/15/2022 5/25/2022   80 Completion Reported SECURITY 2/15/2022 1
612638 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612639 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612640 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141854 WASHER 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported LAUNDRY 2/15/2022 0.25
612641 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141855 WASHER 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported LAUNDRY 2/15/2022 0.25
612642 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141856 WASHER 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported LAUNDRY 2/15/2022 0.25
612643 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612644 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612645 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612646 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141922 IDF 5/6 FLOOR 2/15/2022 2/15/2022 3/9/2022   80 Completion Reported SECURITY 2/15/2022 0.5
612647 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612648 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612649 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612650 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 2/15/2022 2/15/2022 2/16/2022   80 Completion Reported SECURITY 2/15/2022 0.08
612651 SEWAGE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142348 GRINDER 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported UTILITY 2/15/2022 0.75
613391 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164783 IDF 1/2 FLOOR 2/15/2022 2/15/2022 3/9/2022   80 Completion Reported SECURITY 2/15/2022 0.5
613392 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164784 IDF CENTRAL CONTROL 2/15/2022 2/15/2022 3/9/2022   80 Completion Reported SECURITY 2/15/2022 1.5
613393 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164785 IDF 7/8 FLOOR 2/15/2022 2/15/2022 3/9/2022   80 Completion Reported SECURITY 2/15/2022 1
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613394 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164786 MDF / MILESTONE ROOM 2/15/2022 2/15/2022 3/9/2022   80 Completion Reported SECURITY 2/15/2022 2
613544 LAUNDRY RM LT DRYER NOT WORKIN 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported BUILDING & GROUNDS 2/15/2022 0.45
613552 install Shoe Brush Front Entry 1 Maint. Corrective Action 3 Normal 141449 SUPPORT UNIT 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported BUILDING & GROUNDS 2/15/2022 1
613657 HM 103 SINK SPRAYING WATER 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 2/15/2022 2/15/2022 2/15/2022   80 Completion Reported BUILDING & GROUNDS 2/15/2022 0.5
613976 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 2/16/2022 2/16/2022 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/16/2022 0.17
613977 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 2/16/2022 2/16/2022 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/16/2022 0.17
613978 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 2/16/2022 2/16/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/16/2022 0.17
613979 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 2/16/2022 2/16/2022 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/16/2022 0.17
613980 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 2/16/2022 2/16/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/16/2022 0.17
613981 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 2/16/2022 2/16/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/16/2022 0.17
613982 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 2/16/2022 2/16/2022 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/16/2022 0.17
613983 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 2/16/2022 2/16/2022 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/16/2022 0.17
614472 5B104 ELECTRICAL COVER 1 Maint. Corrective Action 3 Normal 141950 5B CELL 103 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported BUILDING & GROUNDS 2/16/2022 0.45
614773 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141603 ROOFTOP UNIT 4 2/17/2022 2/17/2022 5/21/2022   80 Completion Reported HVAC 2/17/2022 0.25
614774 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141603 ROOFTOP UNIT 4 2/17/2022 2/17/2022 5/21/2022   80 Completion Reported HVAC 2/17/2022 0.25
614775 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141603 ROOFTOP UNIT 4 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.17
614776 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141604 ROOFTOP UNIT 4 2/17/2022 2/17/2022 5/21/2022   80 Completion Reported HVAC 2/17/2022 0.25
614777 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141604 ROOFTOP UNIT 4 2/17/2022 2/17/2022 5/21/2022   80 Completion Reported HVAC 2/17/2022 0.25
614778 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141604 ROOFTOP UNIT 4 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.17
614779 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141614 EXHAUST FAN 5 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.25
614780 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141615 EXHAUST FAN 6 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.25
614781 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141724 EXHAUST FAN KITCHEN HOOD 1A 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.25
614782 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141725 EXHAUST FAN KITCHEN HOOD 1B 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.25
614783 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 2/17/2022 2/17/2022 3/4/2022   80 Completion Reported HVAC 2/17/2022 0.75
614784 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 2/17/2022 2/17/2022 3/4/2022   80 Completion Reported HVAC 2/17/2022 0.75
614785 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141840 EXHAUST FAN 1 2A 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.25
614786 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141841 EXHAUST FAN 2 2A 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.25
614787 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141863 ROOFTOP UNIT 4 HALL 2/17/2022 2/17/2022 5/13/2022   80 Completion Reported HVAC 2/17/2022 0.45
614788 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141863 ROOFTOP UNIT 4 HALL 2/17/2022 2/17/2022 5/13/2022   80 Completion Reported HVAC 2/17/2022 0.35
614789 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141863 ROOFTOP UNIT 4 HALL 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.17
614790 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141864 ROOFTOP UNIT 4A 2/17/2022 2/17/2022 5/13/2022   80 Completion Reported HVAC 2/17/2022 0.45
614791 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141864 ROOFTOP UNIT 4A 2/17/2022 2/17/2022 5/13/2022   80 Completion Reported HVAC 2/17/2022 0.35
614792 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141864 ROOFTOP UNIT 4A 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.17
614793 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141887 ROOFTOP UNIT 5 HALL 2/17/2022 2/17/2022 5/21/2022   80 Completion Reported HVAC 2/17/2022 0.25
614794 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141887 ROOFTOP UNIT 5 HALL 2/17/2022 2/17/2022 5/21/2022   80 Completion Reported HVAC 2/17/2022 0.25
614795 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141887 ROOFTOP UNIT 5 HALL 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.17
614796 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141888 ROOFTOP UNIT 5 HALL 2 2/17/2022 2/17/2022 5/21/2022   80 Completion Reported HVAC 2/17/2022 0.25
614797 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141888 ROOFTOP UNIT 5 HALL 2 2/17/2022 2/17/2022 2/21/2022   80 Completion Reported HVAC 2/17/2022 0.25
614798 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141888 ROOFTOP UNIT 5 HALL 2 2/17/2022 2/17/2022 3/15/2022   80 Completion Reported HVAC 2/17/2022 0.17
614799 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 2/17/2022 2/17/2022 2/21/2022   80 Completion Reported HVAC 2/17/2022 0.3
614800 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 2/17/2022 2/17/2022 2/21/2022   80 Completion Reported HVAC 2/17/2022 0.45
614801 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 2/17/2022 2/17/2022 3/4/2022   80 Completion Reported HVAC 2/17/2022 0.45
614802 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 2/17/2022 2/17/2022 3/4/2022   80 Completion Reported HVAC 2/17/2022 0.45
614803 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 2/17/2022 2/17/2022 2/21/2022   80 Completion Reported HVAC 2/17/2022 0.45
614804 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 2/17/2022 2/17/2022 2/21/2022   80 Completion Reported HVAC 2/17/2022 0.3
614805 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 2/17/2022 2/17/2022 2/21/2022   80 Completion Reported HVAC 2/17/2022 0.45
614806 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 2/17/2022 2/17/2022 2/21/2022   80 Completion Reported HVAC 2/17/2022 0.3
614807 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 2/17/2022 2/17/2022 2/21/2022   80 Completion Reported HVAC 2/17/2022 0.45
614808 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 2/17/2022 2/17/2022 2/21/2022   80 Completion Reported HVAC 2/17/2022 0.3
616408 Lower far left oven 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING) 4/22/2022 4/22/2022 5/3/2022 Hobart Service Call 80 Completion Reported BUILDING & GROUNDS 2/18/2022
616455 3 compartment sink 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 2/24/2022 2/24/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/18/2022 2.5
616479 5A104 toilet LEAK 1 Maint. Corrective Action 3 Normal 141928 5A CELL 104 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported BUILDING & GROUNDS 2/18/2022 0.75
616496 1 B dayroom TV 1 Maint. Corrective Action 3 Normal 141813 UNIT 1 ‐ 1B 2/19/2022 2/19/2022 2/19/2022   80 Completion Reported BUILDING & GROUNDS 2/18/2022 1
617288 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 2
617289 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 1.5
617290 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported LAUNDRY 2/21/2022 0.3
617291 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported LAUNDRY 2/21/2022 0.3
617292 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported LAUNDRY 2/21/2022 0.3
617293 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 0.25
617294 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 0.25
617295 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported KITCHEN 2/21/2022 0.2
617296 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 0.25
617297 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 0.25
617298 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 0.25
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617299 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 0.25
617300 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 2.25
617301 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported KITCHEN 2/21/2022 0.08
617302 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 0.25
618266 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 2
618267 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 0.5
618268 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 0.5
618269 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 0.75
618270 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported UTILITY 2/21/2022 0.25
618271 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported FIRE 2/21/2022 0.75
618280 8A EMERGENCY EXIT 1 Maint. Corrective Action 3 Normal 142263 UNIT 8 ‐ 8A 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022 1
618497 Ex Fan 8A  not running 1 Maint. Corrective Action 3 Normal 142243 EXHAUST FAN 8A 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported HVAC 2/21/2022 2
618501 EX Fan 8B not running all new 1 Maint. Corrective Action 3 Normal 142266 EXHAUST FAN 8B 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported HVAC 2/21/2022 1
618504 EX Fan 8C bad motor 1 Maint. Corrective Action 3 Normal 142290 EXHAUST FAN 8C 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported HVAC 2/21/2022 2
618509 EX Fan 6B not running 1 Maint. Corrective Action 3 Normal 142054 EXHAUST FAN 6B 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported HVAC 2/21/2022 2.5
618511 EX Fan 6C needs new switch 1 Maint. Corrective Action 3 Normal 142078 EXHAUST FAN 6C 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported HVAC 2/21/2022 3
618512 EX Fan 7C bad motor 1 Maint. Corrective Action 3 Normal 142194 EXHAUST FAN 7C 4/21/2022 4/21/2022 4/22/2022 TDY reassesed new wo created 80 Completion Reported HVAC 2/21/2022 0.33
618513 Ex Fan 7B bad motor 1 Maint. Corrective Action 3 Normal 142170 EXHAUST FAN 7B 4/21/2022 4/21/2022 4/21/2022 TDY reassesed new wo created 80 Completion Reported HVAC 2/21/2022 0.33
618514 EX Fan 6A not running 1 Maint. Corrective Action 3 Normal 142031 EXHAUST FAN 6A 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported HVAC 2/21/2022 3
618536 Air Temp 8A low increase 3 deg 1 Maint. Corrective Action 3 Normal 141457 UNIT 8 2/21/2022 2/21/2022 2/21/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022 0.35
618553 1D 204 bad toulet 1 Maint. Corrective Action 3 Normal 164452 1D CELL 204 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022 0.75
618555 8A Shower #5 temp high 1 Maint. Corrective Action 3 Normal 142263 UNIT 8 ‐ 8A 2/23/2022 2/23/2022 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022 0.75
618556 1D 205 bad toilet 1 Maint. Corrective Action 3 Normal 164453 1D CELL 205 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022 0.5
618558 1D 206 NO WATER 1 Maint. Corrective Action 3 Normal 164454 1D CELL 206 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022 0.5
618559 1D 207 SINK CONSTANTLY RUNNUNG 1 Maint. Corrective Action 3 Normal 164455 1D CELL 207 2/2/2022 2/2/2022 2/2/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022 0.5
618561 1D 208 NO WATER 1 Maint. Corrective Action 3 Normal 164456 1D CELL 208 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022 0.25
618563 1D 210 NO WATER 1 Maint. Corrective Action 3 Normal 164457 1D CELL 210 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022 0.5
618576 1A 210 SINK CONSTANTLY RUNNING 1 Maint. Corrective Action 3 Normal 141789 1A CELL 210 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022 1
618587 5C202SINK 1 Maint. Corrective Action 3 Normal 141983 5C CELL 202 2/23/2022 2/23/2022 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022
618589 5C107SINK 1 Maint. Corrective Action 3 Normal 141978 5C CELL 107 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/21/2022 0.7
618742 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618743 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618744 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618745 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141537 GAS WATER HEATER 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported UTILITY 2/22/2022 0.45
618746 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618747 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618748 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141572 WATER HEATER AB3 2/22/2022 2/22/2022 2/28/2022   80 Completion Reported UTILITY 2/22/2022 0.5
618749 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618750 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618751 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618752 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141702 SLIDER A17 2/22/2022 2/22/2022 5/25/2022   80 Completion Reported SECURITY 2/22/2022 1
618753 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141703 SLIDER A21 2/22/2022 2/22/2022 5/25/2022   80 Completion Reported SECURITY 2/22/2022 1
618754 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141704 SLIDER C20 2/22/2022 2/22/2022 5/26/2022   80 Completion Reported SECURITY 2/22/2022 1
618755 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618756 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618757 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618758 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618759 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618760 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618761 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618762 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618763 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618764 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618765 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618766 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618767 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618768 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
618769 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported SECURITY 2/22/2022 0.08
619063 4A Skylight leak 1 Maint. Corrective Action 3 Normal 141453 UNIT 4 SEG 3/3/2022 3/3/2022 3/3/2022 caulked close 80 Completion Reported BUILDING & GROUNDS 2/22/2022 0.45
619065 WASHER DRAIN OVERFLOWING 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/22/2022 0.45
619066 HR103 RT SINK WATER STOPPED RU 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 2/22/2022 2/22/2022 2/22/2022   80 Completion Reported BUILDING & GROUNDS 2/22/2022 0.5
619553 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 2/23/2022 2/23/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.17
619554 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 2/23/2022 2/23/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.17
619555 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 2/23/2022 2/23/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.17
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619556 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 2/23/2022 2/23/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.17
619557 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 2/23/2022 2/23/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.17
619558 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 2/23/2022 2/23/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.17
619559 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 2/23/2022 2/23/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.17
619560 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 2/23/2022 2/23/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.17
619978 7Control Glass Broken Temp fix 1 Maint. Corrective Action 2 Urgent 141456 UNIT 7 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
619984 7 Control Replace Glass 1 Maint. Corrective Action 4 Low Priority 141456 UNIT 7 4/13/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
619986 Front lobby shoe horn 1 Maint. Corrective Action 3 Normal 141449 SUPPORT UNIT 2/24/2022 2/24/2022 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620046 6A 105 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142036 6A CELL 105 2/23/2022 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.25
620049 6A 204 SINK RUNS 1 Maint. Corrective Action 3 Normal 142044 6A CELL 204 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620052 6B 101 NIGHT LIGHT BROKEN 1 Maint. Corrective Action 4 Low Priority 142055 6B CELL 101 3/29/2022 3/29/2022 3/29/2022 need re‐wireing Electricians 80 Completion Reported BUILDING & GROUNDS 2/23/2022 1
620057 6B 110 UNKNOWN LEAK 1 Maint. Corrective Action 3 Normal 142064 6B CELL 110 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.75
620058 6B 109 UNKNOWN LEAK 1 Maint. Corrective Action 3 Normal 142063 6B CELL 109 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.75
620063 6B 201 TOILET BROKEN 1 Maint. Corrective Action 3 Normal 142065 6B CELL 201 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620066 6B 209 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142073 6B CELL 209 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.75
620071 6B 210 SINK RUNNING flooding 1 Maint. Corrective Action 3 Normal 142074 6B CELL 210 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.75
620079 6C 202 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142090 6C CELL 202 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620085 6C 209 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142097 6C CELL 209 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620094 6C 104 TOILET LEAKS 1 Maint. Corrective Action 3 Normal 142082 6C CELL 104 2/25/2022 2/25/2022 2/25/2022 could not find part 2‐23‐22 80 Completion Reported BUILDING & GROUNDS 2/23/2022 2
620099 6D 102 UNKNOWN LEAK 1 Maint. Corrective Action 3 Normal 142104 6D CELL 102 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.3
620100 6D 103 SINK RUNNING (LEAK) 1 Maint. Corrective Action 3 Normal 142105 6D CELL 103 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.3
620101 6D 108 UNKNOWN LEAK 1 Maint. Corrective Action 3 Normal 142110 6D CELL 108 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.3
620102 6D 109 SINK CONTANTLY RUNS 1 Maint. Corrective Action 3 Normal 142111 6D CELL 109 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.75
620104 6D 206 TOILET DOESN'T FLUSH 1 Maint. Corrective Action 3 Normal 142117 6D CELL 206 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.45
620106 6D 203 SINK RUNS 1 Maint. Corrective Action 3 Normal 142114 6D CELL 203 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.45
620107 7A 108 FLOODED 1 Maint. Corrective Action 3 Normal 142155 7A CELL 108 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 1.75
620108 7A 109 FLOODED 1 Maint. Corrective Action 3 Normal 142156 7A CELL 109 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 1.75
620111 7A 202 FLOODED 1 Maint. Corrective Action 3 Normal 142158 7A CELL 202 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 1.5
620114 7A 208 SINK LEAKS 1 Maint. Corrective Action 3 Normal 142164 7A CELL 208 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 1.5
620115 7A 210 COLD WATER DOESN'T WORK 1 Maint. Corrective Action 3 Normal 142166 7A CELL 210 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.75
620121 7C 205 HOT WATER BUTTON 1 Maint. Corrective Action 3 Normal 142209 7C CELL 205 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.3
620122 7D 101 LIGHT ABOVE SINK 1 Maint. Corrective Action 4 Low Priority 142219 7D CELL 101 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.25
620124 7D 108 HOT WATER SINK 1 Maint. Corrective Action 3 Normal 142226 7D CELL 108 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620127 7D 109 COLD WATER NOT WORKING 1 Maint. Corrective Action 3 Normal 142227 7D CELL 109 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620130 7D 209 COLD WATER IN SINK 1 Maint. Corrective Action 3 Normal 142236 7D CELL 209 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620132 7D 208 HOT WATER IN SINK 1 Maint. Corrective Action 3 Normal 142235 7D CELL 208 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 1
620136 8A 105 SINK IS RUNNING 1 Maint. Corrective Action 3 Normal 142248 8A CELL 105 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620138 8A 202 SINK IS CLOGGED 1 Maint. Corrective Action 3 Normal 142254 8A CELL 202 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.25
620139 8A 204 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142256 8A CELL 204 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.25
620143 8A 206 SINK RUNS 1 Maint. Corrective Action 3 Normal 142258 8A CELL 206 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.75
620145 8A SHOWERS 1 Maint. Corrective Action 4 Low Priority 142263 UNIT 8 ‐ 8A 3/10/2022 3/10/2022 3/11/2022  on hold for Supervisor assist 80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620149 8A DAYROOM WATER ON FLOOR 1 Maint. Corrective Action 3 Normal 142263 UNIT 8 ‐ 8A 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.45
620150 8B 103 SINK RUNS 1 Maint. Corrective Action 3 Normal 142269 8B CELL 103 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.45
620161 8A 206 SINK LOOSE FROM WALL 1 Maint. Corrective Action 3 Normal 142260 8A CELL 208 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.25
620165 8B 208 SINK RUNS 1 Maint. Corrective Action 3 Normal 142284 8B CELL 208 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620167 8B 209 HOLE IN WALL BY DOOR/MI 1 Maint. Corrective Action 3 Normal 142285 8B CELL 209 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620174 8B 210 SINK RUNS/ LIGHT BROKEN 1 Maint. Corrective Action 3 Normal 142286 8B CELL 210 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.75
620176 8B SHOWERS 2 & 4 1 Maint. Corrective Action 4 Low Priority 142287 UNIT 8 ‐ 8B 3/9/2022 3/9/2022 3/9/2022  on hold for Supervisor assist 80 Completion Reported BUILDING & GROUNDS 2/23/2022 3.5
620180 8B DAYROOM WATER IS COMING OUT 1 Maint. Corrective Action 4 Low Priority 142287 UNIT 8 ‐ 8B 3/9/2022 3/9/2022 3/9/2022  on hold for Supervisor assist 80 Completion Reported BUILDING & GROUNDS 2/23/2022 1
620182 8C 103 SINK RUNS & DOOR 1 Maint. Corrective Action 3 Normal 142293 8C CELL 103 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 1
620184 8C 106 NO HOT WATER 1 Maint. Corrective Action 3 Normal 142296 8C CELL 106 2/23/2022 2/23/2022 2/23/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.3
620185 8C 108 SINK RUNS 1 Maint. Corrective Action 3 Normal 142298 8C CELL 108 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620187 8C 207 SINK BUTTON 1 Maint. Corrective Action 3 Normal 142307 8C CELL 207 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620190 8C 208 SINK BUTTON JAMMED 1 Maint. Corrective Action 3 Normal 142308 8C CELL 208 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620191 8C SHOWER #3 LEAKS 1 Maint. Corrective Action 4 Low Priority 142311 UNIT 8 ‐ 8C 3/9/2022 3/9/2022 3/9/2022 on hold for Supervisor assist 80 Completion Reported BUILDING & GROUNDS 2/23/2022 3
620193 8C DAYROOM WATER IS COMING OUT 1 Maint. Corrective Action 4 Low Priority 142311 UNIT 8 ‐ 8C 3/9/2022 3/9/2022 3/9/2022  on hold for Supervisor assist 80 Completion Reported BUILDING & GROUNDS 2/23/2022 2.5
620195 8D 208 SINK RUNS 1 Maint. Corrective Action 3 Normal 142331 8D CELL 208 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 0.5
620196 8D 209 SINK RUNS 1 Maint. Corrective Action 3 Normal 142332 8D CELL 209 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/23/2022 2
620421 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141866 EXHAUST FAN AAEFSOUTH 2/24/2022 2/24/2022 4/21/2022 TDY 80 Completion Reported HVAC 2/24/2022 0.25
620422 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141889 EXHAUST FAN 5 E1 2/24/2022 2/24/2022 4/21/2022 TDY 80 Completion Reported HVAC 2/24/2022 0.25
620423 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141924 EXHAUST FAN 5A 2/24/2022 2/24/2022 4/21/2022 TDY 80 Completion Reported HVAC 2/24/2022 0.25
620424 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141946 EXHAUST FAN 5B 2/24/2022 2/24/2022 4/21/2022 TDY 80 Completion Reported HVAC 2/24/2022 0.25
620425 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141947 EXHAUST FAN 5B 2/24/2022 2/24/2022 4/21/2022 TDY 80 Completion Reported HVAC 2/24/2022 0.25
620426 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142124 ROOFTOP UNIT 7 HALL 1 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
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620427 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142124 ROOFTOP UNIT 7 HALL 1 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620428 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142124 ROOFTOP UNIT 7 HALL 1 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620429 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142125 ROOFTOP UNIT 7 HALL 2 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620430 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142125 ROOFTOP UNIT 7 HALL 2 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620431 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142125 ROOFTOP UNIT 7 HALL 2 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620432 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142146 ROOFTOP UNIT 7A 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620433 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142146 ROOFTOP UNIT 7A 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620434 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142146 ROOFTOP UNIT 7A 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620435 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142169 ROOFTOP UNIT 7B 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620436 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142169 ROOFTOP UNIT 7B 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620437 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142169 ROOFTOP UNIT 7B 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620438 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142193 ROOFTOP UNIT 7C 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620439 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142193 ROOFTOP UNIT 7C 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620440 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142193 ROOFTOP UNIT 7C 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620441 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142217 ROOFTOP UNIT 7D 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620442 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142217 ROOFTOP UNIT 7D 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620443 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142217 ROOFTOP UNIT 7D 2/24/2022 2/24/2022 5/21/2022   80 Completion Reported HVAC 2/24/2022 0.25
620781 5A 103 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141927 5A CELL 103 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.3
620783 5A 109 toilet 1 Maint. Corrective Action 3 Normal 141933 5A CELL 109 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.3
620784 5A 109 water in sink 1 Maint. Corrective Action 3 Normal 141933 5A CELL 109 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 1
620785 5A 109 water in sink 1 Maint. Corrective Action 3 Normal 141933 5A CELL 109 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.75
620787 5A 108 toilet 1 Maint. Corrective Action 3 Normal 141932 5A CELL 108 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.45
620790 5A 206 toilet 1 Maint. Corrective Action 3 Normal 141939 5A CELL 206 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.7
620793 5A 208 hot water 1 Maint. Corrective Action 3 Normal 141941 5A CELL 208 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 1
620796 5B 102 toilet 1 Maint. Corrective Action 3 Normal 141949 5B CELL 102 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.45
620797 5B 103 electrical cover 1 Maint. Corrective Action 3 Normal 141950 5B CELL 103 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.3
620801 5B 202 sink 1 Maint. Corrective Action 3 Normal 141959 5B CELL 202 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.3
620804 5B 205 sink 1 Maint. Corrective Action 3 Normal 141962 5B CELL 205 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.3
620812 5C 203 light switch loose 1 Maint. Corrective Action 3 Normal 141984 5C CELL 203 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.2
620818 5D 107 toilet 1 Maint. Corrective Action 3 Normal 142002 5D CELL 107 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 1
620826 5D 207 mirror 1 Maint. Corrective Action 3 Normal 142011 5D CELL 207 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 1
620922 5A Shower #5 needs tile patch 1 Maint. Corrective Action 3 Normal 141944 UNIT 5 ‐ 5A 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.3
620924 5C201 Hole in wall by door 1 Maint. Corrective Action 3 Normal 141982 5C CELL 201 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.25
620931 5C208 hole in wall by door 1 Maint. Corrective Action 3 Normal 141989 5C CELL 208 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.25
620936 5D105 Hot Water Stuck 1 Maint. Corrective Action 3 Normal 142000 5D CELL 105 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 1
620937 5D107 Hole in wall 1 Maint. Corrective Action 3 Normal 142002 5D CELL 107 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.3
620939 5D109 no working water in cell 1 Maint. Corrective Action 3 Normal 142004 5D CELL 109 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 5.5
620941 5D201 Hole in wall by door 1 Maint. Corrective Action 3 Normal 142005 5D CELL 201 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.2
620967 sink by office leaks underneat 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 2/24/2022 2/24/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.75
620968 HR102 SINK  HOT WATER NOT RUNN 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.3
621151 8C103 door lock not securing 1 Maint. Corrective Action 3 Normal 142293 8C CELL 103 3/2/2022 3/2/2022 3/8/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.95
621152 8A201 sink leak 1 Maint. Corrective Action 3 Normal 142253 8A CELL 201 2/24/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 0.75
621155 8A104 Chase copper line leak. 1 Maint. Corrective Action 3 Normal 142247 8A CELL 104 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/24/2022 1
621691 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141500 COMPACTOR OPERATOR 2/25/2022 2/25/2022 3/7/2022   80 Completion Reported GENERAL 2/25/2022 0.75
621692 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141501 TRASH COMPACTOR 1 2/25/2022 2/25/2022 3/16/2022   80 Completion Reported GENERAL 2/25/2022 0.75
621693 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 2/25/2022 2/25/2022 3/31/2022   80 Completion Reported UTILITY 2/25/2022 0.17
621694 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 2/25/2022 2/25/2022 3/31/2022   80 Completion Reported UTILITY 2/25/2022 0.17
622155 East KitchenInmate toilet leak 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 3/31/2022 3/31/2022 3/31/2022 Parts on order 80 Completion Reported BUILDING & GROUNDS 2/25/2022 1
622443 Dishwasher chemical issue 1 Maint. Corrective Action 1 Emergency 141624 DISHWASHER EASTSIDE 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported KITCHEN 2/26/2022 3.5
622478 1A104 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 141774 1A CELL 104 3/2/2022 verified complete 3‐4‐22 80 Completion Reported BUILDING & GROUNDS 2/26/2022 2
622479 1A206 toilet clogged 1 Maint. Corrective Action 3 Normal 141786 1A CELL 206 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.5
622481 1B101 TOILET CLOGGED AND SINK 1 Maint. Corrective Action 3 Normal 141794 1B CELL 101 3/3/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.45
622482 1C107 TOILET CLOGGED AND SINK 1 Maint. Corrective Action 3 Normal 141820 1C CELL 107 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.75
622483 1C106 TOILET CLOGGED AND SINK 1 Maint. Corrective Action 3 Normal 141819 1C CELL 106 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.75
622484 1C103 TOILET CLOGGED AND SINK 1 Maint. Corrective Action 3 Normal 141816 1C CELL 103 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.5
622485 1C206 TOILET CLOGGED AND SINK 1 Maint. Corrective Action 3 Normal 141828 1C CELL 206 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 1
622486 1C207 TOILET CLOGGED AND SINK 1 Maint. Corrective Action 3 Normal 141829 1C CELL 207 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 1
622487 1C210 Light button 1 Maint. Corrective Action 3 Normal 141832 1C CELL 210 4/12/2022 4/12/2022 4/12/2022 Electricians assigned 80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.5
622488 1D110 light button 1 Maint. Corrective Action 3 Normal 164448 1D CELL 110 3/31/2022 3/31/2022 3/31/2022 Electricians assigned 80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.5
622490 1D108 light button 1 Maint. Corrective Action 3 Normal 164446 1D CELL 108 3/31/2022 3/31/2022 3/31/2022 Electricians assigned 80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.5
622491 1D208 toilet issue 1 Maint. Corrective Action 3 Normal 164456 1D CELL 208 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.25
622492 5B108 sink running 1 Maint. Corrective Action 3 Normal 141955 5B CELL 108 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.5
622494 5C210 sink runs 1 Maint. Corrective Action 3 Normal 141991 5C CELL 210 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 1
622495 5C209 sink clogged 1 Maint. Corrective Action 3 Normal 141990 5C CELL 209 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.25
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622496 5C203 light dont work 1 Maint. Corrective Action 3 Normal 141984 5C CELL 203 3/21/2022 3/21/2022 3/21/2022 Electricians assigned 80 Completion Reported BUILDING & GROUNDS 2/26/2022 2
622498 5C110 sink issue 1 Maint. Corrective Action 3 Normal 141981 5C CELL 110 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 1
622499 5D109 Toilet wont flush 1 Maint. Corrective Action 3 Normal 142004 5D CELL 109 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 5
622500 6B106 light dont work 1 Maint. Corrective Action 3 Normal 142060 6B CELL 106 3/28/2021 3/28/2021 3/28/2021 Electricians assigned 80 Completion Reported BUILDING & GROUNDS 2/26/2022
622501 7A209 toilet clogged 1 Maint. Corrective Action 3 Normal 142165 7A CELL 209 3/2/2022 3/2/2022 3/2/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.75
622502 7A210 hot water stuck 1 Maint. Corrective Action 3 Normal 142166 7A CELL 210 3/2/2022 3/2/2022 3/2/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.45
622503 7B103 no water 1 Maint. Corrective Action 3 Normal 142173 7B CELL 103 3/2/2022 3/2/2022 3/2/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.25
622504 7B104 no water 1 Maint. Corrective Action 3 Normal 142174 7B CELL 104 3/2/2022 3/2/2022 3/2/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.35
622508 8A105 sink leak 1 Maint. Corrective Action 3 Normal 142248 8A CELL 105 3/2/2022 3/2/2022 3/2/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 1
622510 8B107 cold water stuck 1 Maint. Corrective Action 3 Normal 142273 8B CELL 107 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.75
622511 8A206 Hot water stuck 1 Maint. Corrective Action 3 Normal 142258 8A CELL 206 3/2/2022 3/2/2022 3/2/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.45
622512 8A205 Cold water stuck 1 Maint. Corrective Action 3 Normal 142257 8A CELL 205 3/2/2022 3/2/2022 3/2/2022   80 Completion Reported BUILDING & GROUNDS 2/26/2022 0.35
622520 Dishwasher Drain gasket needed 1 Maint. Corrective Action 3 Normal 141624 DISHWASHER EASTSIDE 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported KITCHEN 2/27/2022 0.5
623013 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 2/28/2022 2/28/2022 3/1/2022   80 Completion Reported UTILITY 2/28/2022 2
623014 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 1.25
623015 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported LAUNDRY 2/28/2022 0.25
623016 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported LAUNDRY 2/28/2022 0.2
623017 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported LAUNDRY 2/28/2022 0.75
623018 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.2
623019 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.25
623020 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported KITCHEN 2/28/2022 0.25
623021 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.2
623022 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.2
623023 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.2
623024 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.2
623025 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.2
623026 TIME CLOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141721 TIME CLOCK 2/28/2022 2/28/2022 3/8/2022   80 Completion Reported GENERAL 2/28/2022 0.25
623027 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported KITCHEN 2/28/2022 0.08
623028 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.2
624013 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 2/28/2022 2/28/2022 3/31/2022   80 Completion Reported UTILITY 2/28/2022 4.5
624014 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.5
624015 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.5
624016 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.75
624017 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported UTILITY 2/28/2022 0.25
624018 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported FIRE 2/28/2022 0.75
624054 Asylum toilet leaking floor 1 Maint. Corrective Action 4 Low Priority 141550 ASYLUM 2/28/2022 2/28/2022 2/28/2022 Ordering parts to replace unit 80 Completion Reported BUILDING & GROUNDS 2/28/2022 0.3
624148 East Kitchen 3 comp sink caulk 1 Maint. Corrective Action 3 Normal 141618 EXHAUST FAN KITCHEN HOOD 2A 2/28/2022 2/28/2022 2/28/2022   80 Completion Reported HVAC 2/28/2022 0.25
629063 NOISE SURVEY ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141444 FACILITY GROUNDS 3/1/2022 3/1/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 1
629064 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 3/1/2022 3/1/2022 3/12/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 1.05
629065 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 3/1/2022 3/1/2022 3/5/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629066 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 3/1/2022 3/1/2022 3/12/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629067 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 3/1/2022 3/1/2022 3/5/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629068 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 3/1/2022 3/1/2022 3/5/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629069 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 3/1/2022 3/1/2022 3/12/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629070 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 3/1/2022 3/1/2022 3/5/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629071 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 3/1/2022 3/1/2022 3/12/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629072 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 3/1/2022 3/1/2022 3/12/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629073 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 3/1/2022 3/1/2022 3/5/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629074 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 3/1/2022 3/1/2022 3/12/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629075 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 3/1/2022 3/1/2022 3/5/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629076 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 3/1/2022 3/1/2022 3/5/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629077 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 3/1/2022 3/1/2022 3/12/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629078 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 3/1/2022 3/1/2022 3/12/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629079 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 3/1/2022 3/1/2022 3/5/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 0.05
629080 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141463 HEATER UNIT TRANSCOR 3/1/2022 3/1/2022 3/3/2022   80 Completion Reported HVAC 3/1/2022 1
629081 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141464 HEATER UNIT SORT 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported HVAC 3/1/2022 0.75
629082 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629083 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141471 HEATER 3/1/2022 3/1/2022 3/3/2022   80 Completion Reported HVAC 3/1/2022 1
629084 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported UTILITY 3/1/2022 2
629085 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 3/1/2022 3/1/2022 4/1/2022   80 Completion Reported KITCHEN 3/1/2022 0.17
629086 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 3/1/2022 3/1/2022 4/1/2022   80 Completion Reported KITCHEN 3/1/2022 0.17
629087 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629088 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629089 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
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629090 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 3/1/2022 3/1/2022 3/14/2022   80 Completion Reported SECURITY 3/1/2022 2
629091 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629092 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141554 HEATER AB1 3/1/2022 3/1/2022 3/3/2022   80 Completion Reported HVAC 3/1/2022 0.5
629093 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141574 ELECTRIC HEATER 3/1/2022 3/1/2022 3/3/2022   80 Completion Reported HVAC 3/1/2022 0.5
629094 ELECT. WATER HEATER‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141581 ELECTRIC WATER HEATER 3/1/2022 3/1/2022 3/3/2022   80 Completion Reported UTILITY 3/1/2022
629095 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629096 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022
629097 DRAINS ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 3/1/2022 3/1/2022 3/4/2022   80 Completion Reported BUILDING & GROUNDS 3/1/2022 1.5
629098 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629099 UPS ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141669 SMART UPS 2200 3/1/2022 3/1/2022 3/9/2022   80 Completion Reported UTILITY 3/1/2022 0.5
629100 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 3/1/2022 3/1/2022 3/31/2022   80 Completion Reported UTILITY 3/1/2022 1
629101 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 3/1/2022 3/1/2022 3/31/2022   80 Completion Reported UTILITY 3/1/2022 1
629102 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 3/1/2022 3/1/2022 3/31/2022   80 Completion Reported UTILITY 3/1/2022 0.25
629103 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 3/1/2022 3/1/2022 3/2/2022   80 Completion Reported UTILITY 3/1/2022 0.25
629104 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported UTILITY 3/1/2022 1
629105 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported UTILITY 3/1/2022 1
629106 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported UTILITY 3/1/2022 1
629107 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629108 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 3/1/2022 3/1/2022 4/4/2022   80 Completion Reported FIRE 3/1/2022
629109 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 3/1/2022 3/1/2022 4/4/2022   80 Completion Reported FIRE 3/1/2022
629110 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 3/1/2022 3/1/2022 4/4/2022   80 Completion Reported FIRE 3/1/2022
629111 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629112 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629113 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629114 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629115 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629116 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629117 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629118 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629119 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629120 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629121 ELECT. WATER HEATER‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142018 WATER HEATER 3/1/2022 3/1/2022 3/9/2022   80 Completion Reported UTILITY 3/1/2022 0.25
629122 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported UTILITY 3/1/2022 1.5
629123 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629124 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629125 UPS ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142139 UPS 3/1/2022 3/1/2022 3/9/2022   80 Completion Reported UTILITY 3/1/2022 0.5
629126 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629127 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported SECURITY 3/1/2022 0.08
629128 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142336 HEATER ELECTRIC 3/1/2022 3/1/2022 3/3/2022   80 Completion Reported HVAC 3/1/2022 1.5
630371 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported UTILITY 3/1/2022 4.5
630372 SEWAGE LIFT STATION ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported UTILITY 3/1/2022 0.5
630373 SEWAGE LIFT STATION ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported UTILITY 3/1/2022 0.5
630374 SEWAGE LIFT STATION ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 3/1/2022 3/1/2022 3/1/2022   80 Completion Reported UTILITY 3/1/2022 0.75
630375 SEWAGE LIFT STATION ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 3/1/2022 3/1/2022 3/31/2022   80 Completion Reported UTILITY 3/1/2022 0.75
631078 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 3/2/2022 3/2/2022 3/9/2022   80 Completion Reported BUILDING & GROUNDS 3/2/2022 0.17
631079 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 3/2/2022 3/2/2022 3/9/2022   80 Completion Reported BUILDING & GROUNDS 3/2/2022 0.17
631080 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 3/2/2022 3/2/2022 3/9/2022   80 Completion Reported BUILDING & GROUNDS 3/2/2022 0.17
631081 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 3/2/2022 3/2/2022 3/9/2022   80 Completion Reported BUILDING & GROUNDS 3/2/2022 0.17
631082 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 3/2/2022 3/2/2022 3/9/2022   80 Completion Reported BUILDING & GROUNDS 3/2/2022 0.17
631083 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 3/2/2022 3/2/2022 3/8/2022   80 Completion Reported BUILDING & GROUNDS 3/2/2022 0.17
631084 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 3/2/2022 3/2/2022 3/9/2022   80 Completion Reported BUILDING & GROUNDS 3/2/2022 0.17
631085 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 3/2/2022 3/2/2022 3/9/2022   80 Completion Reported BUILDING & GROUNDS 3/2/2022 0.17
631449 WEST COMMISSARY HEAT 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 3/2/2022 0.45
631669 7A102 PIPE CHASE LEAK 1 Maint. Corrective Action 3 Normal 141456 UNIT 7 3/11/2022 3/11/2022 3/11/2022   80 Completion Reported BUILDING & GROUNDS 3/2/2022 12
631909 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141970 EXHAUST FAN 5C 3/3/2022 3/3/2022 3/15/2022   80 Completion Reported HVAC 3/3/2022 0.25
631910 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141971 EXHAUST FAN 5C 3/3/2022 3/3/2022 3/15/2022   80 Completion Reported HVAC 3/3/2022 0.25
631911 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141994 EXHAUST FAN 5D 3/3/2022 3/3/2022 3/15/2022   80 Completion Reported HVAC 3/3/2022 0.25
631912 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141995 EXHAUST FAN 5D 3/3/2022 3/3/2022 3/15/2022   80 Completion Reported HVAC 3/3/2022 0.25
631913 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142242 ROOFTOP UNIT 8A 3/3/2022 3/3/2022 5/21/2022   80 Completion Reported HVAC 3/3/2022 0.25
631914 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142242 ROOFTOP UNIT 8A 3/3/2022 3/3/2022 5/21/2022   80 Completion Reported HVAC 3/3/2022 0.25
631915 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142242 ROOFTOP UNIT 8A 3/3/2022 3/3/2022 5/21/2022   80 Completion Reported HVAC 3/3/2022 0.25
631916 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142265 ROOFTOP UNIT 8B 3/3/2022 3/3/2022 5/21/2022   80 Completion Reported HVAC 3/3/2022 0.25
631917 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142265 ROOFTOP UNIT 8B 3/3/2022 3/3/2022 5/21/2022   80 Completion Reported HVAC 3/3/2022 0.25
631918 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142265 ROOFTOP UNIT 8B 3/3/2022 3/3/2022 5/21/2022   80 Completion Reported HVAC 3/3/2022 0.25
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631919 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142289 ROOFTOP UNIT 8C 3/3/2022 3/3/2022 5/24/2022   80 Completion Reported HVAC 3/3/2022 0.25
631920 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142289 ROOFTOP UNIT 8C 3/3/2022 3/3/2022 5/24/2022   80 Completion Reported HVAC 3/3/2022 0.25
631921 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142289 ROOFTOP UNIT 8C 3/3/2022 3/3/2022 5/24/2022   80 Completion Reported HVAC 3/3/2022 0.25
631922 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142313 ROOFTOP UNIT 8D 3/3/2022 3/3/2022 5/21/2022   80 Completion Reported HVAC 3/3/2022 0.25
631923 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142313 ROOFTOP UNIT 8D 3/3/2022 3/3/2022 5/21/2022   80 Completion Reported HVAC 3/3/2022 0.25
631924 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142313 ROOFTOP UNIT 8D 3/3/2022 3/3/2022 5/21/2022   80 Completion Reported HVAC 3/3/2022 0.25
632192 7A108 Sink issues 1 Maint. Corrective Action 3 Normal 142155 7A CELL 108 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 3/3/2022 3
632195 7B204 Issues found MW 1 Maint. Corrective Action 3 Normal 142184 7B CELL 204 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 3/3/2022 3
632204 5B204 sink clog 1 Maint. Corrective Action 3 Normal 141961 5B CELL 204 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 3/3/2022 0.25
632205 5A208 Hot Water issue 1 Maint. Corrective Action 3 Normal 141941 5A CELL 208 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 3/3/2022 0.5
632206 5A207 Sink Clog 1 Maint. Corrective Action 3 Normal 141940 5A CELL 207 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 3/3/2022 0.25
632254 5B207SINK 1 Maint. Corrective Action 3 Normal 141964 5B CELL 207 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 3/3/2022 0.25
632418 Innet Ped Gate jummping 1 Maint. Corrective Action 3 Normal 164430 PEDESTRIAN ENTRANCE SLIDER SOU 3/3/2022   80 Completion Reported SECURITY 3/3/2022 3.5
633628 Mental Health Door Lock 1 Maint. Corrective Action 2 Urgent 141449 SUPPORT UNIT 3/1/2022 3/1/2022 3/4/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 6
633889 7A 201  DUCT  BROKEN 1 Maint. Corrective Action 3 Normal 142157 7A CELL 201 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633890 7A 202 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142158 7A CELL 202 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633891 7A204 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142160 7A CELL 204 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633892 7A 206 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142162 7A CELL 206 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633893 7A 208 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142164 7A CELL 208 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633894 7B 204 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142184 7B CELL 204 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633895 7B 205 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142185 7B CELL 205 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633896 7B 209 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142189 7B CELL 209 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633897 7C 205 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142209 7C CELL 205 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633898 7C 202 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142206 7C CELL 202 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633899 7D 201 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142228 7D CELL 201 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633900 7D 202 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142229 7D CELL 202 3/4/2022 3/4/2022 3/4/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.55
633902 7D 206 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142233 7D CELL 206 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633903 7D 208 DUCT BROKEN 1 Maint. Corrective Action 3 Normal 142235 7D CELL 208 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/4/2022 0.25
633959 Handle is falling off 1 Maint. Corrective Action 3 Normal 141731 FREEZER #2 WESTSIDE 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported KITCHEN 3/6/2022 1
633960 Kettle not tuning on. 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 3/7/2022 3/7/2022 3/8/2022   80 Completion Reported BUILDING & GROUNDS 3/6/2022 3
634634 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 2.5
634635 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 1.25
634636 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported LAUNDRY 3/7/2022 0.25
634637 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported LAUNDRY 3/7/2022 0.25
634638 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 3/7/2022 3/7/2022 4/4/2022 NDNS 80 Completion Reported LAUNDRY 3/7/2022 0.17
634639 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 0.3
634640 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 0.3
634641 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 3/7/2022 3/7/2022 3/31/2022   80 Completion Reported KITCHEN 3/7/2022 0.2
634642 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported KITCHEN 3/7/2022 0.2
634643 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported KITCHEN 3/7/2022 0.25
634644 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 0.25
634645 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 0.25
634646 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 3
634647 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 0.25
634648 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 0.25
634649 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported KITCHEN 3/7/2022 0.5
634650 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 3/7/2022 3/7/2022 3/8/2022   80 Completion Reported KITCHEN 3/7/2022 0.5
634651 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 3/7/2022 3/7/2022 3/8/2022   80 Completion Reported KITCHEN 3/7/2022 0.17
634652 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 0.3
635775 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 3.75
635776 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022
635777 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 0.75
635778 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported UTILITY 3/7/2022 0.5
635779 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 3/7/2022 3/7/2022 3/8/2022   80 Completion Reported UTILITY 3/7/2022 0.75
635780 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported FIRE 3/7/2022 0.75
635959 Windsock Unit 6 corner 1 Maint. Corrective Action 3 Normal 141444 FACILITY GROUNDS 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/7/2022 0.75
636047 5A Heat 1 Maint. Corrective Action 3 Normal 141944 UNIT 5 ‐ 5A 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/7/2022 0.5
636049 5B heat 1 Maint. Corrective Action 3 Normal 141968 UNIT 5 ‐ 5B 3/7/2022 3/7/2022 3/7/2022   80 Completion Reported BUILDING & GROUNDS 3/7/2022 0.5
636051 5C heat 1 Maint. Corrective Action 3 Normal 141992 UNIT 5 ‐ 5C 3/17/2022 3/17/2022 3/17/2022   80 Completion Reported BUILDING & GROUNDS 3/7/2022 0.5
636542 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636543 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636544 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636545 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141522 METAL DETECTOR 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.5
636546 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
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636547 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636548 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141552 METAL DETECTOR HANDHELD 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.5
636549 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636550 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636551 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141595 METAL DETECTOR HANDHELD 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.75
636552 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141596 METAL DETECTOR GROUND 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.5
636553 DISHWASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.75
636554 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.5
636555 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.5
636556 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.25
636557 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636558 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636559 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141713 METAL DETECTOR HANDHELD FRONT 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.75
636560 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141714 METAL DETECTOR FRONT ADMIN 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.75
636561 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141715 METAL DETECTOR XRAY FRONT DESK 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.75
636562 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636563 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141729 COLDBOX WESTSIDE 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.25
636564 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141730 COLDBOX WESTSIDE 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.25
636565 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141733 HOT BOX WESTSIDE 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.25
636566 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141734 HOT BOX WESTSIDE 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.25
636567 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141735 STEAM TABLE 5 SLOT DIET LINE 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.25
636568 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 3/8/2022 3/8/2022 4/6/2022   80 Completion Reported KITCHEN 3/8/2022 0.25
636569 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141737 OVEN 3/8/2022 3/8/2022 3/11/2022   80 Completion Reported KITCHEN 3/8/2022 0.25
636570 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141738 OVEN 3/8/2022 3/8/2022 3/11/2022   80 Completion Reported KITCHEN 3/8/2022 0.25
636571 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141739 OVEN 3/8/2022 3/8/2022 3/11/2022   80 Completion Reported KITCHEN 3/8/2022 0.5
636572 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141740 OVEN 3/8/2022 3/8/2022 3/11/2022   80 Completion Reported KITCHEN 3/8/2022 0.5
636573 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141741 OVEN 3/8/2022 3/8/2022 3/11/2022   80 Completion Reported KITCHEN 3/8/2022 0.5
636574 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141742 OVEN ROLL IN 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.17
636575 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141743 OVEN TOP 3/8/2022 3/8/2022 3/11/2022   80 Completion Reported KITCHEN 3/8/2022 0.5
636576 GRIDDLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141744 GRIDDLE 72" GAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.25
636577 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.5
636578 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported KITCHEN 3/8/2022 0.17
636579 FOOD MIXER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141747 FLOOR MIXER WESTSIDE 3/8/2022 3/8/2022 3/11/2022   80 Completion Reported KITCHEN 3/8/2022 0.5
636580 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141748 SLICER 3/8/2022 3/8/2022 3/9/2022   80 Completion Reported KITCHEN 3/8/2022 0.25
636581 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141749 BUFFALO SLICER WESTSIDE 3/8/2022 3/8/2022 3/11/2022   80 Completion Reported KITCHEN 3/8/2022 0.5
636582 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636583 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636584 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141769 METAL DETECTOR HANDHELD 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.5
636585 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141770 METAL DETECTOR 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.5
636586 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636587 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636588 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636589 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636590 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 3/8/2022 3/8/2022 3/10/2022   80 Completion Reported LAUNDRY 3/8/2022 0.3
636591 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 3/8/2022 3/8/2022 3/10/2022   80 Completion Reported LAUNDRY 3/8/2022 0.45
636592 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 3/8/2022 3/8/2022 3/10/2022   80 Completion Reported LAUNDRY 3/8/2022 0.3
636593 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 3/8/2022 3/8/2022 3/10/2022   80 Completion Reported LAUNDRY 3/8/2022 0.3
636594 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636595 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636596 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636597 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141920 METAL DETECTOR HANDHELD 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.5
636598 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141921 METAL DETECTOR 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.5
636599 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636600 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636601 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142029 METAL DETECTOR 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 1
636602 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636603 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142145 METAL DETECTOR HANDHELD 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported SECURITY 3/8/2022 0.75
636604 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 3/8/2022 3/8/2022 3/9/2022   80 Completion Reported SECURITY 3/8/2022 0.08
636943 HR 102 HOT WATER NOT FLOWING 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported BUILDING & GROUNDS 3/8/2022 0.3
637041 Unit 5 Shower Curtain hooks 1 Maint. Corrective Action 3 Normal 141454 UNIT 5 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported BUILDING & GROUNDS 3/8/2022 0.5
637234 3A109 no cold water 1 Maint. Corrective Action 3 Normal 164466 3A CELL 109 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported BUILDING & GROUNDS 3/8/2022 6
637488 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 3/9/2022 3/9/2022 3/15/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.17
637489 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 3/9/2022 3/9/2022 3/15/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.17
637490 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 3/9/2022 3/9/2022 3/15/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.17
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637491 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 3/9/2022 3/9/2022 3/15/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.17
637492 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 3/9/2022 3/9/2022 3/15/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.17
637493 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 3/9/2022 3/9/2022 3/15/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.17
637494 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 3/9/2022 3/9/2022 3/15/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.17
637495 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 3/9/2022 3/9/2022 3/15/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.17
637689 5C104 hot water running 1 Maint. Corrective Action 3 Normal 141975 5C CELL 104 3/8/2022 3/8/2022 3/8/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.75
637821 1C 103 SINK‐PIPECHASE 1 Maint. Corrective Action 3 Normal 141816 1C CELL 103 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.5
637822 1C 104 SINK‐PIPECHASE 1 Maint. Corrective Action 3 Normal 141817 1C CELL 104 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.5
637824 1C 105 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141818 1C CELL 105 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.5
637826 1C 105 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141818 1C CELL 105 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.5
637848 1C 106 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141819 1C CELL 106 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
637966 1C 109 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141822 1C CELL 109 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
637968 1C 204 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141826 1C CELL 204 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
637970 1C 206 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141828 1C CELL 206 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
637973 1C 108 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141821 1C CELL 108 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.75
637976 1D 106 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 164444 1D CELL 106 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
637977 1D 107 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 164445 1D CELL 107 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.5
637979 1D 108 SINK‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 164446 1D CELL 108 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.5
637981 1D 201 TOILET‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 164449 1D CELL 201 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 1
637982 1D 205 SINK ‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 164453 1D CELL 205 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
637984 1D 205 TOILET‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 164453 1D CELL 205 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
637985 1D 204 SINK‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 164452 1D CELL 204 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
637988 1D 207 TOILET‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 164455 1D CELL 207 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
637991 1D 208 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 164456 1D CELL 208 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
637994 1D 209 SINK‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 164470 1D CELL 209 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
637997 1D 209 SINK 1 Maint. Corrective Action 3 Normal 164470 1D CELL 209 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.75
638008 5A 101 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141925 5A CELL 101 3/11/2022 3/11/2022 3/11/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.5
638010 5A 103 SINK‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141927 5A CELL 103 3/11/2022 3/11/2022 3/11/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.5
638011 5A 104 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141928 5A CELL 104 3/11/2022 3/11/2022 3/11/2022   80 Completion Reported BUILDING & GROUNDS 3/9/2022 0.25
638305 4A Outer window tinted wrong 1 Maint. Corrective Action 3 Normal 141453 UNIT 4 SEG 3/10/2022 3/10/2022 3/10/2022   80 Completion Reported BUILDING & GROUNDS 3/10/2022 2
639243 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141842 EXHAUST FAN 3 2A 3/11/2022 3/11/2022 3/15/2022   80 Completion Reported HVAC 3/11/2022 0.25
639244 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141923 ROOFTOP UNIT 5A 3/11/2022 3/11/2022 5/21/2022   80 Completion Reported HVAC 3/11/2022 0.25
639245 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141923 ROOFTOP UNIT 5A 3/11/2022 3/11/2022 5/21/2022   80 Completion Reported HVAC 3/11/2022 0.25
639246 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141923 ROOFTOP UNIT 5A 3/11/2022 3/11/2022 5/21/2022   80 Completion Reported HVAC 3/11/2022 0.25
639247 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142126 EXHAUST FAN 7 HALL 3/11/2022 3/11/2022 3/15/2022   80 Completion Reported HVAC 3/11/2022 0.25
639248 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142147 EXHAUST FAN 7A 3/11/2022 3/11/2022 3/15/2022   80 Completion Reported HVAC 3/11/2022 0.25
639249 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142170 EXHAUST FAN 7B 3/11/2022 3/11/2022 3/15/2022   80 Completion Reported HVAC 3/11/2022 0.5
639250 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142194 EXHAUST FAN 7C 3/11/2022 3/11/2022 3/15/2022   80 Completion Reported HVAC 3/11/2022 0.25
639251 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142218 EXHAUST FAN 7D 3/11/2022 3/11/2022 3/15/2022   80 Completion Reported HVAC 3/11/2022 0.25
639942 Tilt by kettle not working 1 Maint. Corrective Action 4 Low Priority 141625 TILT SKILLET BRAZING PAN EAST 3/12/2022 3/12/2022 3/12/2022 Pan cracked welding required 80 Completion Reported KITCHEN 3/11/2022 0.5
639944 Stove needs hooked up 1 Maint. Corrective Action 4 Low Priority 141727 WEST CULINARY (DINING) 4/22/2022 4/22/2022 4/22/2022 completed 80 Completion Reported BUILDING & GROUNDS 3/11/2022 5.5
639945 PREA mirror in dry storage 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING) 3/29/2022 3/29/2022 3/29/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 2
639963 5D101Hot Water leak pipe chase 1 Maint. Corrective Action 3 Normal 141996 5D CELL 101 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
639975 5D203 Water leaking into room 1 Maint. Corrective Action 3 Normal 142007 5D CELL 203 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 2
639976 5D201 HOT WATER BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142005 5D CELL 201 3/17/2022 3/17/2022 3/17/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 1.5
639980 5 CONTROL HAND RAIL 1 Maint. Corrective Action 3 Normal 141454 UNIT 5 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.6
640044 6ACOLD 1 Maint. Corrective Action 2 Urgent 142051 UNIT 6 ‐ 6A 3/11/2022 3/11/2022 3/11/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640064 Temp Check in 6A 1 Maint. Corrective Action 2 Urgent 141455 UNIT 6 3/11/2022 3/11/2022 3/11/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640111 5A 107 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141931 5A CELL 107 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640113 5A 108 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141932 5A CELL 108 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 1
640116 5A 108 TOILET‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141932 5A CELL 108 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 1
640118 5A 109 SINK‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141933 5A CELL 109 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640121 5A 109 TOILET‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141933 5A CELL 109 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.75
640123 5A 109 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141933 5A CELL 109 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.75
640124 5A 201 DUCT 1 Maint. Corrective Action 3 Normal 141934 5A CELL 201 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640125 5A 205 DUCT 1 Maint. Corrective Action 3 Normal 141938 5A CELL 205 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640126 5A 205 SINK‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141938 5A CELL 205 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640128 5A 206 DUCT 1 Maint. Corrective Action 3 Normal 141939 5A CELL 206 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640130 5A 208 DUCT 1 Maint. Corrective Action 3 Normal 141941 5A CELL 208 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640132 5A 208 SINK‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141941 5A CELL 208 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.75
640134 5B 203 SINK BUTTON 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640136 5B 103 SINK‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141950 5B CELL 103 3/17/2022 3/17/2022 3/17/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.45
640137 5B 207 DUCT 1 Maint. Corrective Action 3 Normal 141964 5B CELL 207 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640141 5B 205 SINK ‐PIPECHASE 1 Maint. Corrective Action 3 Normal 141962 5B CELL 205 3/17/2022 3/17/2022 3/17/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.3
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640142 5B 203 DUCT 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.55
640144 5D 101 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141996 5D CELL 101 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640147 5D 102 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141997 5D CELL 102 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.38
640148 5D 105 TOILET‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 142000 5D CELL 105 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640150 5D 202 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 142006 5D CELL 202 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.12
640152 5D 202 DUCT 1 Maint. Corrective Action 3 Normal 142006 5D CELL 202 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.12
640155 5D 203 HOT WATER BUTTON 1 Maint. Corrective Action 3 Normal 142007 5D CELL 203 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640156 5D 106 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 142001 5D CELL 106 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.75
640157 5D 108  TOILET‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 142003 5D CELL 108 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640158 5D 208 DUCT 1 Maint. Corrective Action 3 Normal 142012 5D CELL 208 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 1
640159 5D 201 TOILET‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 142005 5D CELL 201 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640160 1A 101 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141771 1A CELL 101   45 Pending BUILDING & GROUNDS 3/11/2022
640161 1A 101 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141771 1A CELL 101   45 Pending BUILDING & GROUNDS 3/11/2022
640163 1A 101 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141771 1A CELL 101 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640166 1A 102 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141772 1A CELL 102 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 1.5
640169 1A 102 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141772 1A CELL 102 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640170 1A 103 TOILET PIPE CHASE 1 Maint. Corrective Action 3 Normal 141773 1A CELL 103 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.3
640171 1A 104 SINK‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141774 1A CELL 104 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.3
640207 8A 103 SINK LEAK 1 Maint. Corrective Action 3 Normal 142246 8A CELL 103 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.4
640211 8A101 TOILET LIKE FROM PIPE 1 Maint. Corrective Action 3 Normal 142244 8A CELL 101 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.75
640237 8A109 THE COLD WATER LEAK 1 Maint. Corrective Action 3 Normal 142252 8A CELL 109 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.3
640241 3A DAY ROOM BOX 1 Maint. Corrective Action 3 Normal 164467 3A DAYROOM 3/29/2022 3/29/2022 3/29/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.45
640256 8A210 CELL WATER  LEAK 1 Maint. Corrective Action 3 Normal 142262 8A CELL 210 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.75
640264 1A 105 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141775 1A CELL 105 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.3
640267 1A 108 SINK‐PIPECHASE 1 Maint. Corrective Action 3 Normal 141778 1A CELL 108 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.3
640268 1A 109 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141779 1A CELL 109 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.3
640270 1A 109 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141779 1A CELL 109 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.3
640280 8A 208 TOILET LEAKS 1 Maint. Corrective Action 3 Normal 142260 8A CELL 208 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640282 1A 110 DUCT 1 Maint. Corrective Action 3 Normal 141780 1A CELL 110 4/4/2022 4/4/2022 4/4/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.75
640284 8A 209 TOILET LEAK 1 Maint. Corrective Action 3 Normal 142261 8A CELL 209 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640285 1A 210 TOILET‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141789 1A CELL 210 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640286 1A 207 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141787 1A CELL 207 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640287 1A 207 SINK‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141787 1A CELL 207 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640290 1A 206 SINK‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141786 1A CELL 206 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640292 1A 205 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141785 1A CELL 205 4/4/2022 4/4/2022 4/4/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 1
640295 1A 204 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141784 1A CELL 204 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640297 1A 203 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141783 1A CELL 203 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640298 1A 203 DUCT 1 Maint. Corrective Action 3 Normal 141783 1A CELL 203 4/4/2022 4/4/2022 4/4/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640300 8A 206 SINK LEAK 1 Maint. Corrective Action 3 Normal 142258 8A CELL 206 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.45
640302 1A 202 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141782 1A CELL 202 4/28/2022 4/28/2022 4/25/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640303 1A 108 HOT WATER BUTTON 1 Maint. Corrective Action 3 Normal 141778 1A CELL 108 2/25/2022 2/25/2022 2/25/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.8
640307 1A 202 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141782 1A CELL 202 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640308 8A 201  SINK LEAKS 1 Maint. Corrective Action 3 Normal 142253 8A CELL 201 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.3
640309 1A 107 SINK 1 Maint. Corrective Action 3 Normal 141777 1A CELL 107 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.3
640311 1A 109 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141779 1A CELL 109 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.3
640312 1A 202 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141782 1A CELL 202   45 Pending BUILDING & GROUNDS 3/11/2022
640313 2A TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141844 UNIT 2 ‐ 2A (DORM 1) 3/11/2022 3/11/2022 3/11/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 1
640315 2B SHOWER #7 1 Maint. Corrective Action 4 Low Priority 141850 UNIT 2 ‐ 2B (DORM 2) Unit down for renovation 45 Pending BUILDING & GROUNDS 3/11/2022
640316 2B SHOWERS 1 Maint. Corrective Action 4 Low Priority 141850 UNIT 2 ‐ 2B (DORM 2) down for renovation 45 Pending BUILDING & GROUNDS 3/11/2022
640317 8A 202 TOILET LEAK 1 Maint. Corrective Action 3 Normal 142254 8A CELL 202 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640318 1B 209 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141811 1B CELL 209 4/13/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.75
640321 1B 209 TOILET‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141811 1B CELL 209 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640323 8B 101 TOILET LEAKS 1 Maint. Corrective Action 3 Normal 142267 8B CELL 101 4/14/2022 4/14/2022 4/14/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.68
640324 8B 103 TOILET LEAKS 1 Maint. Corrective Action 3 Normal 142269 8B CELL 103 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640325 8B 106 THE TOILET LEAK 1 Maint. Corrective Action 3 Normal 142272 8B CELL 106 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.5
640326 8B 106 SINK LEAK 1 Maint. Corrective Action 3 Normal 142272 8B CELL 106 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.33
640328 8B 107 SINK LEAKS 1 Maint. Corrective Action 3 Normal 142273 8B CELL 107 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640329 8B 110 TOILET LEAKS 1 Maint. Corrective Action 3 Normal 142276 8B CELL 110 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/11/2022 0.25
640374 MIXER Handle broken 1 Maint. Corrective Action 4 Low Priority 141747 FLOOR MIXER WESTSIDE 4/22/2022 4/22/2022 4/22/2022 HS lVM 4‐18 80 Completion Reported KITCHEN 3/13/2022 3
641084 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 1
641085 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 1.25
641086 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 3/14/2022 3/14/2022 3/15/2022   80 Completion Reported LAUNDRY 3/14/2022 0.5
641087 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 3/14/2022 3/14/2022 3/15/2022   80 Completion Reported LAUNDRY 3/14/2022 0.5
641088 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 3/14/2022 3/14/2022 3/15/2022   80 Completion Reported LAUNDRY 3/14/2022 0.5
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641089 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.25
641090 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.25
641091 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported KITCHEN 3/14/2022 0.25
641092 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.25
641093 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.25
641094 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.25
641095 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.25
641096 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.25
641097 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported KITCHEN 3/14/2022 0.25
641098 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.25
641994 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 2
641995 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.5
641996 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.5
641997 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.75
641998 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported UTILITY 3/14/2022 0.75
641999 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported FIRE 3/14/2022 0.75
642062 LAUNDRY NEEDS PENCIL SHARPENER 1 Maint. Corrective Action 4 Low Priority 141853 LAUNDRY Delay shapener cage build 45 Pending BUILDING & GROUNDS 3/14/2022
642119 5CCOLD 1 Maint. Corrective Action 3 Normal 141992 UNIT 5 ‐ 5C 3/21/2022 3/21/2022 3/21/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 1.5
642214 ONLY 1 OVEN WORKING 1 Maint. Corrective Action 2 Urgent 141737 OVEN 3/14/2022 3/14/2022 3/14/2022   80 Completion Reported KITCHEN 3/14/2022 1.1
642372 1B 206 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141808 1B CELL 206 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 1
642373 1B207 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 141809 1B CELL 207 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 1
642374 1B 208 SINK 1 Maint. Corrective Action 3 Normal 141810 1B CELL 208 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.25
642375 1B 101 SINK 1 Maint. Corrective Action 3 Normal 141794 1B CELL 101 4/28/2022 4/28/2022 4/28/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.5
642377 1B 208 SINK‐PIPECHASE 1 Maint. Corrective Action 3 Normal 141810 1B CELL 208 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.25
642378 1B 208 TOILET‐ PIPE CHASE 1 Maint. Corrective Action 3 Normal 141810 1B CELL 208 4/13/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.25
642379 1B 202 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141804 1B CELL 202 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.25
642380 1B 101 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141794 1B CELL 101 5/26/2022 5/26/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 1.5
642381 1B 203 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141805 1B CELL 203 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.25
642382 1B 206 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141808 1B CELL 206 4/14/2022 4/14/2022 4/14/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.33
642384 1A 108 HOT WATER 1 Maint. Corrective Action 3 Normal 141778 1A CELL 108 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.5
642385 1B 205 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141807 1B CELL 205 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.25
642386 1B 205 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141807 1B CELL 205 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.25
642387 1B 106 TOILET 1 Maint. Corrective Action 3 Normal 141799 1B CELL 106 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.25
642388 1B 108 SINK 1 Maint. Corrective Action 3 Normal 141801 1B CELL 108 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.5
642389 1B 207 TOILET 1 Maint. Corrective Action 3 Normal 141809 1B CELL 207 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 1.33
642390 3A 109 TOILET 1 Maint. Corrective Action 3 Normal 164466 3A CELL 109 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.75
642391 3A 109 SINK 1 Maint. Corrective Action 3 Normal 164466 3A CELL 109 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.5
642392 3A 106 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 164463 3A CELL 106 4/20/2022 4/20/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.75
642394 3A 103 TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 164460 3A CELL 103 4/20/2022 4/20/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.5
642395 3A 102 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 164459 3A CELL 102 4/20/2022 4/20/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 1.5
642396 5C 104 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141975 5C CELL 104 3/21/2022 3/21/2022 6/21/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.75
642397 5C 104 SINK 1 Maint. Corrective Action 3 Normal 141975 5C CELL 104 3/21/2022 3/21/2022 3/21/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.5
642398 5C 203 DUCT 1 Maint. Corrective Action 3 Normal 141984 5C CELL 203 3/21/2022 3/21/2022 3/21/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.25
642399 5C 209 DUCT 1 Maint. Corrective Action 3 Normal 141990 5C CELL 209 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.25
642400 5C 210 SINK 1 Maint. Corrective Action 3 Normal 141991 5C CELL 210 3/21/2022 3/21/2022 3/21/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.5
642401 5C 210 SINK‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141991 5C CELL 210 5/26/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.33
642402 5C 201 DUCT 1 Maint. Corrective Action 3 Normal 141982 5C CELL 201 3/21/2022 3/21/2022 3/21/2022   80 Completion Reported BUILDING & GROUNDS 3/14/2022 0.25
643297 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 3/15/2022 3/15/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643298 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 3/15/2022 3/15/2022 3/16/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643299 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 3/15/2022 3/15/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643300 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 3/15/2022 3/15/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 3
643301 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 3/15/2022 3/15/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 3
643302 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 3/15/2022 3/15/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 3
643303 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 3/15/2022 3/15/2022 3/21/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643304 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 3/15/2022 3/15/2022 3/21/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643305 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022
643306 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 3/15/2022 3/15/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643307 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 3/15/2022 3/15/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643308 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 3/15/2022 3/15/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643309 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 3/15/2022 3/15/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 3
643310 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 3/15/2022 3/15/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 3
643311 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 3/15/2022 3/15/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 3
643312 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 3/15/2022 3/15/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643313 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 3/15/2022 3/15/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
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643314 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 3/15/2022 3/15/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643315 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 3/15/2022 3/15/2022 3/21/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643316 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 3/15/2022 3/15/2022 3/21/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643317 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 3/15/2022 3/15/2022 3/21/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2
643318 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 3/15/2022 3/15/2022 3/26/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2.5
643319 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 3/15/2022 3/15/2022 3/26/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2.5
643320 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 3/15/2022 3/15/2022 3/26/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 2.5
643321 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643322 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643323 GREASE TRAP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported FIRE 3/15/2022 2
643324 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported FIRE 3/15/2022 2
643325 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141502 HEATER INTAKE 1 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported HVAC 3/15/2022 0.17
643326 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141503 HEATER INTAKE 2 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported HVAC 3/15/2022 0.17
643327 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141507 WASHER 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported LAUNDRY 3/15/2022 0.5
643328 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported LAUNDRY 3/15/2022 0.5
643329 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported LAUNDRY 3/15/2022 0.5
643330 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643331 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141524 XRAY INTAKE 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.5
643332 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643333 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643334 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141575 HEATER WG H1 SOUTHWEST 3/15/2022 3/15/2022 3/31/2022   80 Completion Reported HVAC 3/15/2022 0.5
643335 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141576 HEATER WG H2 SOUTHEAST 3/15/2022 3/15/2022 3/31/2022   80 Completion Reported HVAC 3/15/2022 0.5
643336 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141577 HEATER WG H3 NORTHWEST 3/15/2022 3/15/2022 3/31/2022   80 Completion Reported HVAC 3/15/2022 0.5
643337 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141578 HEATER WG H4 NORTHEAST 3/15/2022 3/15/2022 3/31/2022   80 Completion Reported HVAC 3/15/2022 0.5
643338 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643339 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643340 ICE MACHINE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported KITCHEN 3/15/2022 0.17
643341 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 3/15/2022 3/15/2022 3/31/2022   80 Completion Reported KITCHEN 3/15/2022 0.17
643342 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643343 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141670 GAS UNIT HEATER 3/15/2022 3/15/2022 3/30/2022   80 Completion Reported HVAC 3/15/2022 2
643344 GREASE TRAP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported KITCHEN 3/15/2022 2
643345 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 3/15/2022 3/15/2022 3/31/2022   80 Completion Reported KITCHEN 3/15/2022 2
643346 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643347 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141716 FIRE EXTINGUISHER 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported FIRE 3/15/2022 0.17
643348 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141717 FIRE EXTINGUISHER 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported FIRE 3/15/2022 0.17
643349 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643350 ICE MACHINE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 3/15/2022 3/15/2022 3/8/2022   80 Completion Reported KITCHEN 3/15/2022 0.45
643351 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 3/15/2022 3/15/2022 5/6/2022   80 Completion Reported KITCHEN 3/15/2022 0.45
643352 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643353 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643354 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643355 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643356 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643357 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643358 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141854 WASHER 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported LAUNDRY 3/15/2022 0.25
643359 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141855 WASHER 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported LAUNDRY 3/15/2022 0.25
643360 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141856 WASHER 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported LAUNDRY 3/15/2022 0.25
643361 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643362 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643363 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643364 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141922 IDF 5/6 FLOOR 3/15/2022 3/15/2022 3/16/2022   80 Completion Reported SECURITY 3/15/2022 0.25
643365 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643366 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643367 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643368 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 3/15/2022 3/15/2022 3/15/2022   80 Completion Reported SECURITY 3/15/2022 0.08
643369 SEWAGE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142348 GRINDER 3/15/2022 3/15/2022 3/14/2022   80 Completion Reported UTILITY 3/15/2022 0.5
644572 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164783 IDF 1/2 FLOOR 3/15/2022 3/15/2022 3/16/2022   80 Completion Reported SECURITY 3/15/2022 1.5
644573 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164784 IDF CENTRAL CONTROL 3/15/2022 3/15/2022 5/18/2022   80 Completion Reported SECURITY 3/15/2022 0.5
644574 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164785 IDF 7/8 FLOOR 3/15/2022 3/15/2022 3/16/2022   80 Completion Reported SECURITY 3/15/2022 0.75
644575 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164786 MDF / MILESTONE ROOM 3/15/2022 3/15/2022 3/16/2022   80 Completion Reported SECURITY 3/15/2022 0.25
644718 7A203 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142159 7A CELL 203 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644720 7A208 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142164 7A CELL 208 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644730 7A210 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142166 7A CELL 210 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.25
644737 7B105 ELECTRIC OUTLET CLICKS 1 Maint. Corrective Action 3 Normal 142175 7B CELL 105 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 1
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644749 7B202 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142182 7B CELL 202 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.75
644758 6A104‐105 flooding 1 Maint. Corrective Action 2 Urgent 142035 6A CELL 104 3/20/2022 3/20/2022 3/20/2022 assigned to mccluster 80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644766 7C206  SINK RUNNING 1 Maint. Corrective Action 3 Normal 142210 7C CELL 206 5/26/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.33
644769 7D102 NIGHTLIGHT 1 Maint. Corrective Action 3 Normal 142220 7D CELL 102 3/18/2022 3/18/2022 3/18/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644771 6A104 Flood 1 Maint. Corrective Action 3 Normal 142035 6A CELL 104 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644773 7C105 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142199 7C CELL 105 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.25
644774 6A105 Flood 1 Maint. Corrective Action 3 Normal 142036 6A CELL 105 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644775 7D206 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142233 7D CELL 206 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644776 7D210 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142237 7D CELL 210 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644777 7A104 TOILET BUTTON LEAK 1 Maint. Corrective Action 3 Normal 142151 7A CELL 104 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644778 6B Shower 2 clogged 1 Maint. Corrective Action 3 Normal 142075 UNIT 6 ‐ 6B 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.25
644784 7 Control DRAWER BROKEN 1 Maint. Corrective Action 4 Low Priority 142127 SPLIT 7 CONTROL 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported HVAC 3/15/2022
644785 8 Control DRAWER BROKEN 1 Maint. Corrective Action 4 Low Priority 142240 SPLIT 8 CONTROL 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported HVAC 3/15/2022
644786 7B205 SINK LEAKS FROM WALL 1 Maint. Corrective Action 3 Normal 142185 7B CELL 205   45 Pending BUILDING & GROUNDS 3/15/2022
644791 7A102 PIPE CHASE SINK LEAKS 1 Maint. Corrective Action 3 Normal 142149 7A CELL 102 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.25
644792 7A103 PIPE CHASE SINK LEAKS 1 Maint. Corrective Action 3 Normal 142150 7A CELL 103 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644794 7A106 PIPE CHASE SINK LEAK 1 Maint. Corrective Action 3 Normal 142153 7A CELL 106 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.12
644795 7A107 PC Leak toilet sink 1 Maint. Corrective Action 3 Normal 142154 7A CELL 107 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644797 7A108 PIPE CHASE LEAKS 1 Maint. Corrective Action 3 Normal 142155 7A CELL 108 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
644809 7A 208 PIPE CHASE 1 Maint. Corrective Action 3 Normal 142164 7A CELL 208 3/20/2022 3/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 3/15/2022 0.5
645171 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 3/16/2022 3/16/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.17
645172 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 3/16/2022 3/16/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.17
645173 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 3/16/2022 3/16/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.17
645174 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 3/16/2022 3/16/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.17
645175 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 3/16/2022 3/16/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.17
645176 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 3/16/2022 3/16/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.17
645177 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 3/16/2022 3/16/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.17
645178 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 3/16/2022 3/16/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.17
645558 Intake 105b SHWRPORT unSECURE 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) armory sgt quit 45 Pending BUILDING & GROUNDS 3/16/2022
645560 WESTCOMMISSARYCOLD 1 Maint. Corrective Action 3 Normal 141528 ROOFTOP UNIT MWR 3/16/2022 3/16/2022 3/16/2022   80 Completion Reported HVAC 3/16/2022 0.45
645802 6A 101 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142055 6B CELL 101 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 4
645806 7A 208 PIPECHASE SINK LEAK 1 Maint. Corrective Action 3 Normal 142164 7A CELL 208 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.35
645807 7A 209 PIPECHASE SINK LEAKS 1 Maint. Corrective Action 3 Normal 142165 7A CELL 209 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.35
645808 7A 204 PIPECHASE SINK LEAKS 1 Maint. Corrective Action 3 Normal 142160 7A CELL 204 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.45
645809 7A 202 PIPECHASE LEAK 1 Maint. Corrective Action 3 Normal 142158 7A CELL 202 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.4
645817 PREA Mirror needed  West Side 1 Maint. Corrective Action 2 Urgent 141727 WEST CULINARY (DINING) 3/29/2022 3/29/2022 3/29/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.75
645823 6B 210 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142074 6B CELL 210 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.6
645824 7B 110 PIPECHASE LEAKS 1 Maint. Corrective Action 3 Normal 142180 7B CELL 110 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.45
645825 7B 109 PIPECHASE TOILET LEAK 1 Maint. Corrective Action 3 Normal 142179 7B CELL 109 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.4
645837 7B 107 PIPECHASE SINK 1 Maint. Corrective Action 3 Normal 142177 7B CELL 107 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.4
645838 7B 105 PIPECHASE SINK LEAK 1 Maint. Corrective Action 3 Normal 142175 7B CELL 105 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.35
645840 7B 103 PIPECHASE TOILET 1 Maint. Corrective Action 3 Normal 142173 7B CELL 103 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.35
645841 7B 101 PIPECHASE TOILET LEAK 1 Maint. Corrective Action 3 Normal 142172 7B CELL 102 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.35
645844 7B 201 PIPECHASE LEAKS 1 Maint. Corrective Action 3 Normal 142181 7B CELL 201 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.45
645845 7B 203 PIPECHASE LEAKS 1 Maint. Corrective Action 3 Normal 142183 7B CELL 203 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.35
645846 7B 205 PIPE CHASE 1 Maint. Corrective Action 3 Normal 142185 7B CELL 205 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.45
645847 7B 207 PIPECHASE 1 Maint. Corrective Action 3 Normal 142187 7B CELL 207 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 1
645848 7B 209 PIPECHASE 1 Maint. Corrective Action 4 Low Priority 142189 7B CELL 209 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.33
645849 7C 109 PIPECHASE 1 Maint. Corrective Action 3 Normal 142203 7C CELL 109 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.5
645850 7C 107 PIPECHASE 1 Maint. Corrective Action 3 Normal 142201 7C CELL 107 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.5
645851 7C 105 PIPECHASE 1 Maint. Corrective Action 3 Normal 142199 7C CELL 105 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.5
645853 7C 103 PIPECHASE 1 Maint. Corrective Action 3 Normal 142197 7C CELL 103 4/15/2022 4/15/2022 4/15/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022
645854 7C 101 PIPECHASE TOILET 1 Maint. Corrective Action 3 Normal 142195 7C CELL 101 3/16/2022 3/16/2022 3/16/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.75
645855 7C 202 PIPECHASE 1 Maint. Corrective Action 3 Normal 142206 7C CELL 202 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.25
645856 7C 204 PIPECHASE 1 Maint. Corrective Action 3 Normal 142208 7C CELL 204 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.5
645857 7C 206 PIPECHASE 1 Maint. Corrective Action 3 Normal 142210 7C CELL 206 5/26/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.33
645858 7C 208 PIPECHASE 1 Maint. Corrective Action 3 Normal 142212 7C CELL 208 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.33
645859 7C 209 PIPECHASE 1 Maint. Corrective Action 3 Normal 142213 7C CELL 209 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.5
645860 7D 101 PIPECHASE 1 Maint. Corrective Action 3 Normal 142219 7D CELL 101 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.25
645861 7D 102 PIPECHASE 1 Maint. Corrective Action 3 Normal 142220 7D CELL 102 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.5
645862 7D 104 PIPECHASE 1 Maint. Corrective Action 3 Normal 142222 7D CELL 104 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.25
645863 7D 106 PIPECHASE 1 Maint. Corrective Action 3 Normal 142224 7D CELL 106 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.3
645864 7D 108 PIPECHASE 1 Maint. Corrective Action 3 Normal 142226 7D CELL 108 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.3
645865 7D 209 PIPECHASE 1 Maint. Corrective Action 3 Normal 142236 7D CELL 209 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.5
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645866 7D 207 PIPECHASE 1 Maint. Corrective Action 3 Normal 142234 7D CELL 207 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 1.5
645867 7D 204 PIPECHASE 1 Maint. Corrective Action 3 Normal 142231 7D CELL 204 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.45
645868 7D 203 PIPECHASE 1 Maint. Corrective Action 3 Normal 142230 7D CELL 203 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.25
645869 7D 201 PIPECHASE 1 Maint. Corrective Action 3 Normal 142228 7D CELL 201 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/16/2022 0.75
646232 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141605 ROOFTOP UNIT 5 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646233 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141605 ROOFTOP UNIT 5 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646234 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141605 ROOFTOP UNIT 5 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646235 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141606 ROOFTOP UNIT 6 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646236 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141606 ROOFTOP UNIT 6 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646237 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141606 ROOFTOP UNIT 6 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646238 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141616 EXHAUST FAN 7 3/17/2022 3/17/2022 4/21/2022 TDY 80 Completion Reported HVAC 3/17/2022 0.5
646239 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141617 EXHAUST FAN 8 3/17/2022 3/17/2022 4/21/2022 TDY 80 Completion Reported HVAC 3/17/2022 0.5
646240 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 3/17/2022 3/17/2022 4/13/2022   80 Completion Reported HVAC 3/17/2022 0.17
646241 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141846 EXHAUST FAN 1 2B 3/17/2022 3/17/2022 4/10/2022 TDY 80 Completion Reported HVAC 3/17/2022 0.5
646242 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141847 EXHAUST FAN 2 2B 3/17/2022 3/17/2022 4/10/2022 tdy 80 Completion Reported HVAC 3/17/2022 0.5
646243 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141848 EXHAUST FAN 3 2B 3/17/2022 3/17/2022 4/10/2022 TDY 80 Completion Reported HVAC 3/17/2022 0.25
646244 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141865 EXHAUST FAN 4A NORTH 3/17/2022 3/17/2022 4/21/2022 TDY 80 Completion Reported HVAC 3/17/2022 0.25
646245 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 3/17/2022 3/17/2022 4/8/2022   80 Completion Reported HVAC 3/17/2022 2
646246 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 3/17/2022 3/17/2022 4/13/2022   80 Completion Reported HVAC 3/17/2022 0.5
646247 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 3/17/2022 3/17/2022 4/19/2022   80 Completion Reported HVAC 3/17/2022 0.17
646248 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142030 ROOFTOP UNIT 6A 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022
646249 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142030 ROOFTOP UNIT 6A 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.5
646250 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142030 ROOFTOP UNIT 6A 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022
646251 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142031 EXHAUST FAN 6A 3/17/2022 3/17/2022 4/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646252 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142053 ROOFTOP UNIT 6B 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646253 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142053 ROOFTOP UNIT 6B 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646254 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142053 ROOFTOP UNIT 6B 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.5
646255 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142054 EXHAUST FAN 6B 3/17/2022 3/17/2022 4/21/2022 TDY 80 Completion Reported HVAC 3/17/2022 0.25
646256 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142077 ROOFTOP UNIT 6C 3/17/2022 3/17/2022 5/21/2022 TDY 80 Completion Reported HVAC 3/17/2022 0.25
646257 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142077 ROOFTOP UNIT 6C 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646258 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142077 ROOFTOP UNIT 6C 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646259 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142078 EXHAUST FAN 6C 3/17/2022 3/17/2022 4/21/2022 TDY 80 Completion Reported HVAC 3/17/2022 0.25
646260 ROOFTOP UNIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142101 ROOFTOP UNIT 6D 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646261 ROOFTOP UNIT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142101 ROOFTOP UNIT 6D 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646262 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142101 ROOFTOP UNIT 6D 3/17/2022 3/17/2022 5/21/2022   80 Completion Reported HVAC 3/17/2022 0.25
646263 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142102 EXHAUST FAN 6D 3/17/2022 3/17/2022 4/11/2022   80 Completion Reported HVAC 3/17/2022 1.2
646264 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 3/17/2022 3/17/2022 4/13/2022   80 Completion Reported HVAC 3/17/2022 0.17
646265 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 3/17/2022 3/17/2022 4/13/2022   80 Completion Reported HVAC 3/17/2022 0.17
646584 5D Five rec cages expanded met 1 Maint. Corrective Action 1 Emergency 142015 UNIT 5 ‐ 5D 3/17/2022 3/17/2022 3/17/2022   80 Completion Reported BUILDING & GROUNDS 3/17/2022 24
646594 5A101 NEEDS 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141925 5A CELL 101 3/29/2022 3/29/2022 3/29/2022 TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.45
646596 5A102 NEED 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141926 5A CELL 102 3/29/2022 3/29/2022 3/29/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.3
646598 5A103 NEED 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141927 5A CELL 103 3/29/2022 3/29/2022 3/29/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.3
646601 5A102 NEEDS 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141928 5A CELL 104 3/29/2022 3/29/2022 3/29/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.3
646606 5A105 NEEDS 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141929 5A CELL 105 3/29/2022 3/29/2022 3/29/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.3
646609 5A106 1 LADDER/1 RAIL INSTALLE 1 Maint. Corrective Action 3 Normal 141930 5A CELL 106 3/29/2022 3/29/2022 3/29/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.3
646612 5A107 1LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141931 5A CELL 107 3/29/2022 3/29/2022 3/29/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.3
646622 5A109 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141933 5A CELL 109 3/29/2022 3/29/2022 3/29/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.4
646625 5A201 1 LADDER & 1RAIL 1 Maint. Corrective Action 3 Normal 141934 5A CELL 201 3/28/2022 3/28/2022 3/28/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.4
646634 5A202 1LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141935 5A CELL 202 3/28/2022 3/28/2022 3/28/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.4
646637 5A203 1LADDER & 1RAIL 1 Maint. Corrective Action 3 Normal 141936 5A CELL 203 3/28/2022 3/28/2022 3/28/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.4
646639 5A204 1 LADDER & 1RAIL 1 Maint. Corrective Action 3 Normal 141937 5A CELL 204 3/28/2022 3/28/2022 3/28/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.4
646643 5A205 1LADDER & 1RAIL 1 Maint. Corrective Action 3 Normal 141938 5A CELL 205 3/28/2022 3/28/2022 3/28/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.4
646653 5A206 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141939 5A CELL 206 3/28/2022 3/28/2022 3/28/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.4
646658 5A207 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141940 5A CELL 207 3/28/2022 3/28/2022 3/28/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.4
646662 5A208 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141941 5A CELL 208 3/28/2022 3/28/2022 3/28/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.4
646666 5A209 1LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141942 5A CELL 209 3/28/2022 3/28/2022 3/28/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.4
646668 5A210 1LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141943 5A CELL 210 3/29/2022 3/29/2022 3/29/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.3
646669 5B101 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141948 5B CELL 101 3/30/2022 3/30/2022 3/30/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.58
646670 5B102 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141949 5B CELL 102 3/30/2022 3/30/2022 3/30/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.5
646672 5B103 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141950 5B CELL 103 3/30/2022 3/30/2022 3/30/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.5
646676 5B104 NEEDS 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141951 5B CELL 104 3/30/2022 3/30/2022 3/30/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.5
646687 5B105 NEED 1LADDER & 1RAIL 1 Maint. Corrective Action 3 Normal 141952 5B CELL 105 3/30/2022 3/30/2022 3/30/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.5
646690 5B106 NEEDS 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141953 5B CELL 106 3/30/2022 3/30/2022 3/30/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.5
646694 5B107 NEEDS  1 LADDER & 1RAIL 1 Maint. Corrective Action 3 Normal 141954 5B CELL 107 3/31/2022 3/31/2022 3/31/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.35
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646697 5B108 NEEDS  1 LADDER & 1RAIL 1 Maint. Corrective Action 3 Normal 141955 5B CELL 108 4/1/2022 4/1/2022 4/1/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.35
646699 5B109 NEEDS 1LADDER & 1RAIL 1 Maint. Corrective Action 3 Normal 141956 5B CELL 109 3/31/2022 3/31/2022 3/31/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.35
646702 5B110 NEEDS 1LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141957 5B CELL 110 3/31/2022 3/31/2022 3/31/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.35
646704 5B201 NEEDS 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141958 5B CELL 201 4/1/2022 4/1/2022 4/1/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022
646710 7B205 Sink Flooded 1 Maint. Corrective Action 3 Normal 142185 7B CELL 205 4/15/2022 4/15/2022 4/15/2022   80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.2
646713 7C209 Sink Problem 1 Maint. Corrective Action 4 Low Priority 142213 7C CELL 209 4/14/2022 4/14/2022 4/14/2022   80 Completion Reported BUILDING & GROUNDS 3/17/2022
646717 7D205 Toilet Problem 1 Maint. Corrective Action 3 Normal 142232 7D CELL 205 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.45
646723 5B202 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141959 5B CELL 202 4/1/2022 4/1/2022 4/1/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022
646724 5B203 1LADDER & 1RAIL 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 4/1/2022 4/1/2022 4/1/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022
646727 5B204 NEEDS 1LADDER & 1RAIL 1 Maint. Corrective Action 3 Normal 141961 5B CELL 204 4/1/2022 4/1/2022 4/1/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022
646738 5B205 NEEDS 1LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141962 5B CELL 205 4/1/2022 4/1/2022 4/1/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022
646744 5B205 NEED 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141963 5B CELL 206 4/1/2022 4/1/2022 4/1/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022
646758 5b207 NEEDS 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141964 5B CELL 207 4/1/2022 4/1/2022 4/1/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022
646762 5B208 NEEDS 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141965 5B CELL 208 4/1/2022 4/1/2022 4/1/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022
646778 5B209 NEEDS 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141966 5B CELL 209 4/1/2022 4/1/2022 4/1/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022
646806 5B210  NEED 1 LADDER & 1 RAIL 1 Maint. Corrective Action 3 Normal 141967 5B CELL 210 4/1/2022 4/1/2022 4/1/2022  TDY 3‐28 80 Completion Reported BUILDING & GROUNDS 3/17/2022
647089 6D is very cold 1 Maint. Corrective Action 3 Normal 142122 UNIT 6 ‐ 6D 3/23/2022 3/23/2022 3/23/2022   80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.3
647091 8B107 toilet 1 Maint. Corrective Action 3 Normal 142273 8B CELL 107 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.5
647108 6B205 toilet flush 1 Maint. Corrective Action 3 Normal 142069 6B CELL 205 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.3
647110 6B204 no hot water 1 Maint. Corrective Action 3 Normal 142068 6B CELL 204 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.15
647115 5/6  floor bathroom clog 1 Maint. Corrective Action 3 Normal 141454 UNIT 5 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/17/2022 0.25
649950 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 2
649951 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 3/21/2022 3/21/2022 3/23/2022   80 Completion Reported UTILITY 3/21/2022 0.75
649952 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 3/21/2022 3/21/2022 3/23/2022   80 Completion Reported LAUNDRY 3/21/2022 0.2
649953 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 3/21/2022 3/21/2022 3/23/2022   80 Completion Reported LAUNDRY 3/21/2022 0.2
649954 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 3/21/2022 3/21/2022 3/23/2022   80 Completion Reported LAUNDRY 3/21/2022 0.2
649955 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.25
649956 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.25
649957 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported KITCHEN 3/21/2022 0.25
649958 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.2
649959 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.2
649960 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.2
649961 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.2
649962 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.25
649963 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported KITCHEN 3/21/2022 0.08
649964 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.25
651063 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 2
651064 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.5
651065 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.5
651066 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.75
651067 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported UTILITY 3/21/2022 0.75
651068 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 3/21/2022 3/21/2022 3/22/2022   80 Completion Reported FIRE 3/21/2022 0.75
651594 HR 101 1ST SINK NO HOT WTR PRE 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 3/26/2022 3/26/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.5
651599 HR 101&102 NEED CURTAIN HOOKS 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.3
651826 ICE OFFICE'S REPLACE TILES 1 Maint. Corrective Action 4 Low Priority 141445 INTAKE (GYM) 4/28/2022 4/28/2022 4/28/2022 need staff 80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.25
651919 5B DAYROOM SINK 1 Maint. Corrective Action 2 Urgent 141968 UNIT 5 ‐ 5B 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 2
651920 5A SHOWER 3 LEAKS 1 Maint. Corrective Action 2 Urgent 141944 UNIT 5 ‐ 5A 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.5
651923 5A DAYROOM SINK NO HOT WATER 1 Maint. Corrective Action 2 Urgent 141944 UNIT 5 ‐ 5A 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 2
651929 5C DAYROOM SINK NO HOT WATER 1 Maint. Corrective Action 2 Urgent 141992 UNIT 5 ‐ 5C 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.75
651930 5 CONTROL INTERCOMS 1 Maint. Corrective Action 2 Urgent 141454 UNIT 5 4/14/2022 4/14/2022 4/14/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 2.5
651938 8C103 SINK RUNNING 1 Maint. Corrective Action 3 Normal 142293 8C CELL 103 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 1
651941 8C 202 TOILET SPLASH UP 1 Maint. Corrective Action 3 Normal 142302 8C CELL 202 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.75
651942 8B107 TOILET DOESN'T WORK 1 Maint. Corrective Action 3 Normal 142273 8B CELL 107 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.2
651943 8B107 SINK COLD WATER 1 Maint. Corrective Action 3 Normal 142273 8B CELL 107 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.2
651948 5A101 SINK LEAKS IN PIPE CHASE 1 Maint. Corrective Action 3 Normal 141925 5A CELL 101 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 1
651949 4A205 SINK PROBLEMS 1 Maint. Corrective Action 3 Normal 141880 4A CELL 205 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.25
651950 5A103 SINK LEAKS IN PIPE CHASE 1 Maint. Corrective Action 3 Normal 141927 5A CELL 103 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.17
651952 5A104 SINK LEAKS IN PIPE CHASE 1 Maint. Corrective Action 3 Normal 141928 5A CELL 104 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.17
651953 4A206 LOW PRESSURE 1 Maint. Corrective Action 3 Normal 141881 4A CELL 206 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 1.5
651954 5B MOP SINK 1 Maint. Corrective Action 3 Normal 141968 UNIT 5 ‐ 5B 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 0.5
651956 4A208 THE WATER  LEAKS 1 Maint. Corrective Action 3 Normal 141883 4A CELL 208 3/3/2022 3/3/2022 3/3/2022   80 Completion Reported BUILDING & GROUNDS 3/21/2022 3
651959 7/8 BARBERSHOP LEAK roof leak 1 Maint. Corrective Action L Low 141457 UNIT 8 Firestone warranty delay 45 Pending BUILDING & GROUNDS 3/21/2022
652016 1A201 TOILET BUTTON LEAK 1 Maint. Corrective Action 3 Normal 141823 1C CELL 201   45 Pending BUILDING & GROUNDS 3/21/2022
652017 1C204 Sink clogged. 1 Maint. Corrective Action 3 Normal 141826 1C CELL 204 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.2
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652018 1C205 Electrical Outlet plate 1 Maint. Corrective Action 3 Normal 141827 1C CELL 205 3/23/2022 3/23/2022 3/23/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.5
652019 1C207 Toilet Button Leaks 1 Maint. Corrective Action 3 Normal 141829 1C CELL 207 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.75
652020 1C209 Sink Clogged 1 Maint. Corrective Action 3 Normal 141831 1C CELL 209 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.25
652021 1C Fire Escape Closet light co 1 Maint. Corrective Action 3 Normal 141833 UNIT 1 ‐ 1C 3/23/2022 3/23/2022 3/23/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.25
652022 1C106 Cold water will not stop 1 Maint. Corrective Action 3 Normal 141819 1C CELL 106 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.25
652050 1B207 Toilet flushes and flood 1 Maint. Corrective Action 3 Normal 141809 1B CELL 207 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 1.5
652063 1B109 sink will not stop run 1 Maint. Corrective Action 3 Normal 141802 1B CELL 109 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.5
652073 1B101 water ill not stop run 1 Maint. Corrective Action 3 Normal 141794 1B CELL 101 5/26/2022 5/26/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 1.5
652133 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 3/22/2022 3/22/2022 3/24/2022   80 Completion Reported SECURITY 3/22/2022 2.75
652134 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported SECURITY 3/22/2022 6.5
652135 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 3/22/2022 3/22/2022 3/24/2022   80 Completion Reported SECURITY 3/22/2022 1.5
652136 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141537 GAS WATER HEATER 3/22/2022 3/22/2022 6/23/2022   80 Completion Reported UTILITY 3/22/2022 0.15
652137 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652138 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652139 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141572 WATER HEATER AB3 3/22/2022 3/22/2022 3/24/2022   80 Completion Reported UTILITY 3/22/2022 0.2
652140 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652141 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652142 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652143 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652144 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652145 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652146 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652147 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652148 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652149 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652150 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652151 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652152 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652153 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652154 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652155 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652156 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652157 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 3/22/2022 3/22/2022 3/23/2022   80 Completion Reported SECURITY 3/22/2022 0.08
652160 1B206 Toilet does not flush 1 Maint. Corrective Action 3 Normal 141808 1B CELL 206 4/14/2022 4/14/2022 4/14/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.25
652165 1B CELL No Hot Water 1 Maint. Corrective Action 3 Normal 141801 1B CELL 108 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.75
652183 1B103 sink draining issue 1 Maint. Corrective Action 3 Normal 141796 1B CELL 103 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.25
652194 1B204 Toilet Clogged 1 Maint. Corrective Action 3 Normal 141806 1B CELL 204 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.25
652352 1B207 no hot water 1 Maint. Corrective Action 3 Normal 141809 1B CELL 207 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.25
652357 1B208 sink clogged 1 Maint. Corrective Action 3 Normal 141810 1B CELL 208 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.25
652358 1D Pod Door Lock 1 Maint. Corrective Action 4 Low Priority 141834 UNIT 1 ‐ 1D 4/1/2022 Opening new WO for tracking 80 Completion Reported BUILDING & GROUNDS 3/22/2022
652359 1A209 light switch 1 Maint. Corrective Action 3 Normal 164469 1A CELL 209 3/23/2022 3/23/2022 3/23/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.5
652360 1A109 toilet 1 Maint. Corrective Action 3 Normal 141779 1A CELL 109   45 Pending BUILDING & GROUNDS 3/22/2022
652361 1A208 toilet will not stop flu 1 Maint. Corrective Action 3 Normal 141788 1A CELL 208 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.25
652362 1A102 light switch cover neede 1 Maint. Corrective Action 3 Normal 141772 1A CELL 102 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022
652363 1A205 Sink clogged. 1 Maint. Corrective Action 3 Normal 141785 1A CELL 205 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.5
652364 1A108 Hot water stuck 1 Maint. Corrective Action 3 Normal 141778 1A CELL 108 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.5
652365 1A101 night light not working 1 Maint. Corrective Action 3 Normal 141771 1A CELL 101 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 1
652366 1A Outlet by shelf not working 1 Maint. Corrective Action 3 Normal 141791 UNIT 1 ‐ 1A 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 1.25
652499 6B106 PIPECHASE toilet leak 1 Maint. Corrective Action 3 Normal 142060 6B CELL 106 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 1
652508 6B shower 2 clogged 1 Maint. Corrective Action 3 Normal 142075 UNIT 6 ‐ 6B 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.45
652513 6B 106 LIGHTS DONT WORK 1 Maint. Corrective Action 3 Normal 142060 6B CELL 106 3/29/2022 3/29/2022 3/29/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 1
652532 6B107 NO HOT WATER 1 Maint. Corrective Action 3 Normal 142061 6B CELL 107 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.4
652534 6B108 NO HOT WATER 1 Maint. Corrective Action 3 Normal 142062 6B CELL 108 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.2
652538 6B209 Cold water leak pipechas 1 Maint. Corrective Action 3 Normal 142073 6B CELL 209 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.4
652539 6B209 duct off 1 Maint. Corrective Action 3 Normal 142073 6B CELL 209 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.3
652540 6B207 no water 1 Maint. Corrective Action 3 Normal 142071 6B CELL 207 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.15
652560 5C DAYROOM NEEDS PREA MIRROR 1 Maint. Corrective Action 3 Normal 141992 UNIT 5 ‐ 5C 3/29/2022 3/29/2022 3/29/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 1
652563 5D DAYROOM NEEDS PREA MIRROR 1 Maint. Corrective Action 3 Normal 142015 UNIT 5 ‐ 5D 3/29/2022 3/29/2022 3/29/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 1.25
652565 6A DAYROOM NEEDS PREA MIRROR 1 Maint. Corrective Action 3 Normal 142051 UNIT 6 ‐ 6A 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.41
652574 6B DAYROOM NEED PREA MIRROR 1 Maint. Corrective Action 3 Normal 142075 UNIT 6 ‐ 6B 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.41
652575 6C DAYROOM NEED PREA MIRROR 1 Maint. Corrective Action 3 Normal 142099 UNIT 6 ‐ 6C 3/29/2022 3/29/2022 3/29/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.41
652576 7D DAYROOM NEEDS PREA MIRROR 1 Maint. Corrective Action 3 Normal 142238 UNIT 7 ‐ 7D 3/29/2022 3/29/2022 3/29/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 1.5
652577 7A DAYROOM PREA MIRROR 1 Maint. Corrective Action 3 Normal 142167 UNIT 7 ‐ 7A 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.41
652579 7B DAYROOM PREA MIRROR 1 Maint. Corrective Action 3 Normal 142191 UNIT 7 ‐ 7B 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.41
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652581 7C DAYROOM PREA MIRROR 1 Maint. Corrective Action 3 Normal 142215 UNIT 7 ‐ 7C 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.41
652584 6D DAYROOM PREA MIRROR 1 Maint. Corrective Action 3 Normal 142122 UNIT 6 ‐ 6D 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.41
652589 8A DAYROOM PREA MIRROR 1 Maint. Corrective Action 3 Normal 142263 UNIT 8 ‐ 8A 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.45
652592 8B DAYROOM PREA MIRROR 1 Maint. Corrective Action 3 Normal 142287 UNIT 8 ‐ 8B 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.45
652595 8C DAYROOM PREA MIRROR 1 Maint. Corrective Action 3 Normal 142311 UNIT 8 ‐ 8C 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.5
652597 8D DAYROOM PREA MIRROR 1 Maint. Corrective Action 3 Normal 142334 UNIT 8 ‐ 8D 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.5
652598 5A DAYROOM PREA MIRROR 1 Maint. Corrective Action 3 Normal 141944 UNIT 5 ‐ 5A 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.41
652599 5B DAYROOM PREA MIRROR 1 Maint. Corrective Action 3 Normal 141968 UNIT 5 ‐ 5B 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 1
652609 LAUNDRY CART NEEDS WHEEL FIXED 1 Maint. Corrective Action 3 Normal 141853 LAUNDRY 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.25
652610 LAUNDRY OUTLET ACROSS FROM DRY 1 Maint. Corrective Action 3 Normal 141853 LAUNDRY 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 1
652612 5B Showerhead service 1 Maint. Corrective Action 3 Normal 141968 UNIT 5 ‐ 5B 3/22/2022 3/22/2022 3/22/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.45
652625 6B206 hot water stuck 1 Maint. Corrective Action 3 Normal 142070 6B CELL 206 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.25
652629 6B203 no hot water 1 Maint. Corrective Action 3 Normal 142067 6B CELL 203 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/22/2022 0.3
652671 Kitchen Toilet leaking 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022
652826 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 3/23/2022 3/23/2022 4/6/2022 NDNS 80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.17
652827 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 3/23/2022 3/23/2022 4/6/2022 NDNS 80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.17
652828 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 3/23/2022 3/23/2022 4/6/2022 NDNS 80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.34
652829 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 3/23/2022 3/23/2022 4/6/2022 NDNS 80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.17
652830 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 3/23/2022 3/23/2022 4/6/2022 NDNS 80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.17
652831 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 3/23/2022 3/23/2022 4/6/2022 NDNS 80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.17
652832 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 3/23/2022 3/23/2022 4/6/2022 NDNS 80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.17
652833 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 3/23/2022 3/23/2022 4/7/2022 ndns 80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.17
653199 6A203 sink clogged 1 Maint. Corrective Action 3 Normal 142043 6A CELL 203 3/24/2022 3/24/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.3
653200 6C109 Broken light 1 Maint. Corrective Action 3 Normal 142087 6C CELL 109 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 1
653283 5C103 NIGHT LIGHT 1 Maint. Corrective Action 3 Normal 141974 5C CELL 103 3/23/2022 3/23/2022 3/23/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 2
653284 5B101 NIGHT LIGHT 1 Maint. Corrective Action 3 Normal 141948 5B CELL 101 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.75
653318 INTAKE  WHT BOARD 1 Maint. Corrective Action 4 Low Priority 141445 INTAKE (GYM) 6/29/2022 6/29/2022 6/29/2022 pending 80 Completion Reported BUILDING & GROUNDS 3/23/2022 2
653402 8A 104 FLOODING 1 Maint. Corrective Action 3 Normal 142247 8A CELL 104 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 1.5
653404 8A104 PIPECHASE DRIPS 1 Maint. Corrective Action 3 Normal 142247 8A CELL 104 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 1.5
653407 8A105 FLOODING 1 Maint. Corrective Action 3 Normal 142248 8A CELL 105 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 1.5
653500 FLOOR BUFFER Repair 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.5
653542 8A POD DOOR 1 Maint. Corrective Action 3 Normal 142263 UNIT 8 ‐ 8A 3/25/2022 3/25/2022 3/25/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.25
653561 6C shower #1 leak 1 Maint. Corrective Action 3 Normal 142099 UNIT 6 ‐ 6C 3/23/2022 3/23/2022 3/23/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.2
653563 6C106 toilet hard flush 1 Maint. Corrective Action 3 Normal 142084 6C CELL 106 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.25
653572 6C 209 sink constatly running 1 Maint. Corrective Action 3 Normal 142097 6C CELL 209 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022 0.75
653584 8A106 cell flooded wall 1 Maint. Corrective Action 3 Normal 142249 8A CELL 106 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/23/2022
653739 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142243 EXHAUST FAN 8A 3/24/2022 3/24/2022 4/11/2022   80 Completion Reported HVAC 3/24/2022 1.2
653740 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142266 EXHAUST FAN 8B 3/24/2022 3/24/2022 4/12/2022   80 Completion Reported HVAC 3/24/2022 1.2
653741 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142290 EXHAUST FAN 8C 3/24/2022 3/24/2022 4/4/2022   80 Completion Reported HVAC 3/24/2022 1.15
653742 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142314 EXHAUST FAN 8D 3/24/2022 3/24/2022 4/1/2022   80 Completion Reported HVAC 3/24/2022 1
654923 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141500 COMPACTOR OPERATOR 3/25/2022 3/25/2022 4/13/2022   80 Completion Reported GENERAL 3/25/2022 1
654924 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141501 TRASH COMPACTOR 1 3/25/2022 3/25/2022 4/6/2022   80 Completion Reported GENERAL 3/25/2022 1
654925 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 3/25/2022 3/25/2022 4/25/2022   80 Completion Reported UTILITY 3/25/2022 8
654926 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 3/25/2022 3/25/2022 4/25/2022   80 Completion Reported UTILITY 3/25/2022 5
655358 5D Hot water unreasonably hot 1 Maint. Corrective Action 3 Normal 141996 5D CELL 101 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/25/2022 3
655459 HR 102/103 SINK HOT WTR NOT WO 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 4/28/2022 4/28/2022 4/28/2022   80 Completion Reported BUILDING & GROUNDS 3/25/2022 0.25
655550 6B SHOWER LEAKING 1 Maint. Corrective Action 3 Normal 142075 UNIT 6 ‐ 6B 6/23/2022 6/23/2022 3/24/2022   80 Completion Reported BUILDING & GROUNDS 3/25/2022 0.45
655551 6D204 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142115 6D CELL 204 3/23/2022 3/23/2022 3/23/2022   80 Completion Reported BUILDING & GROUNDS 3/25/2022 0.45
655552 6D210 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142121 6D CELL 210 3/23/2022 3/23/2022 3/23/2022   80 Completion Reported BUILDING & GROUNDS 3/25/2022 0.35
655583 MEN'S RESTROOM TOILER NOT FLUS 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 5/13/2022 5/13/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 3/25/2022 0.75
655621 6A105 toilet flush 1 Maint. Corrective Action 3 Normal 142036 6A CELL 105 4/26/2022 4/26/2022 4/26/2022   80 Completion Reported BUILDING & GROUNDS 3/26/2022 0.75
655622 6B209 toilet flush 1 Maint. Corrective Action 3 Normal 142073 6B CELL 209 4/26/2022 4/26/2022 4/26/2022   80 Completion Reported BUILDING & GROUNDS 3/26/2022 0.45
655623 6B 105 SINK BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142059 6B CELL 105 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported BUILDING & GROUNDS 3/26/2022 0.5
655624 6B205 HW STUCK 1 Maint. Corrective Action 3 Normal 142069 6B CELL 205 5/26/2022   80 Completion Reported BUILDING & GROUNDS 3/26/2022
655626 6C206 SINK CW BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142094 6C CELL 206 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/26/2022 0.75
655630 6D205 SINK H BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142116 6D CELL 205 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 3/26/2022 0.25
655631 6D105 SINK HW BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142107 6D CELL 105 5/12/2022 5/12/2022 5/12/2022   80 Completion Reported BUILDING & GROUNDS 3/26/2022
655640 5 100 door key does not work 1 Maint. Corrective Action 3 Normal 141454 UNIT 5 4/1/2022 Niteto Completed 80 Completion Reported BUILDING & GROUNDS 3/26/2022
655641 6‐200 Door Lock key issue 1 Maint. Corrective Action 3 Normal 141455 UNIT 6 4/4/2022   80 Completion Reported BUILDING & GROUNDS 3/26/2022
655642 2A toilet and chase issue 1 Maint. Corrective Action 3 Normal 141844 UNIT 2 ‐ 2A (DORM 1) 3/24/2022 3/24/2022 3/25/2022 work completed as requested 80 Completion Reported BUILDING & GROUNDS 3/26/2022 6.5
655643 2A Pod door plate issue 1 Maint. Corrective Action 3 Normal 141844 UNIT 2 ‐ 2A (DORM 1) 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/26/2022
655644 Zone 7 loose wire 1 Maint. Corrective Action 1 Emergency 141546 NLEF 3/26/2022   80 Completion Reported SECURITY 3/26/2022 0.75
656147 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 1
656148 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.5
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656149 TRACTOR ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141497 JD TRACTOR 3/28/2022 3/28/2022 3/30/2022   80 Completion Reported VEHICLE 3/28/2022 0.75
656150 MOWER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141499 JD MOWER 3/28/2022 3/28/2022 3/30/2022   80 Completion Reported VEHICLE 3/28/2022 0.75
656151 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 3/28/2022 3/28/2022 3/31/2022   80 Completion Reported LAUNDRY 3/28/2022 0.25
656152 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 3/28/2022 3/28/2022 3/30/2022   80 Completion Reported LAUNDRY 3/28/2022 0.25
656153 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 3/28/2022 3/28/2022 3/30/2022   80 Completion Reported LAUNDRY 3/28/2022 0.25
656154 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.25
656155 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.25
656156 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 3/28/2022 3/28/2022 3/30/2022   80 Completion Reported KITCHEN 3/28/2022 0.25
656157 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.4
656158 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.2
656159 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.25
656160 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.2
656161 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.25
656162 TIME CLOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141721 TIME CLOCK 3/28/2022 3/28/2022 3/30/2022   80 Completion Reported GENERAL 3/28/2022 0.25
656163 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported KITCHEN 3/28/2022 0.08
656164 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.2
657168 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 1.75
657169 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.5
657170 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.5
657171 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.75
657172 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported UTILITY 3/28/2022 0.75
657173 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 3/28/2022 3/28/2022 3/28/2022   80 Completion Reported FIRE 3/28/2022 0.75
657623 8C 102 HOT WATER LEAK PC 1 Maint. Corrective Action 3 Normal 142292 8C CELL 102 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.25
657624 8C 104 HOT COLD LEAK PC 1 Maint. Corrective Action 3 Normal 142294 8C CELL 104 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.25
657625 6B106 toilet splashes 1 Maint. Corrective Action 3 Normal 142060 6B CELL 106 4/26/2022 4/26/2022 4/26/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.25
657626 8C 108 HW LEAK PIPECHASE 1 Maint. Corrective Action 3 Normal 142298 8C CELL 108 5/26/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.33
657627 6B107 water leak pipe chase 1 Maint. Corrective Action 3 Normal 142061 6B CELL 107 4/26/2022 4/26/2022 4/26/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.3
657628 8C 109 TOILET LEAK PIPECHASE 1 Maint. Corrective Action 3 Normal 142299 8C CELL 109 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.25
657629 6B110 pipe chase cracked 1 Maint. Corrective Action 3 Normal 142064 6B CELL 110 4/26/2022 4/26/2022 4/26/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.25
657630 8C 109 SINK CW LEAK PIPECHASE 1 Maint. Corrective Action 3 Normal 142299 8C CELL 109 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022
657632 8C 210 PIPECHASE UNKNOWN LEAK 1 Maint. Corrective Action 3 Normal 142310 8C CELL 210 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022
657634 8C 207 PIPECHASE DUCT TORN 1 Maint. Corrective Action 3 Normal 142307 8C CELL 207 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.25
657635 6B207 pipe chase duct torn 1 Maint. Corrective Action 3 Normal 142071 6B CELL 207 4/26/2022 4/26/2022 4/26/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.2
657638 8C 206 PIPECHASE HW LEAK 1 Maint. Corrective Action 3 Normal 142306 8C CELL 206 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022
657640 8C 203 PIPECHASE HW LEAK 1 Maint. Corrective Action 3 Normal 142303 8C CELL 203 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022
657642 8A DAYROOM TV BROKEN 1 Maint. Corrective Action 3 Normal 142263 UNIT 8 ‐ 8A 3/28/2022 3/28/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 9
657643 8B110   pipe chase leak 1 Maint. Corrective Action 3 Normal 142276 8B CELL 110 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.25
657644 8C 201 PIPECHASE HW LEAK 1 Maint. Corrective Action 3 Normal 142301 8C CELL 201 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022
657645 8B210 C/H water pipe leak 1 Maint. Corrective Action 3 Normal 142286 8B CELL 210 5/25/2022 5/25/2022 5/25/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 1.5
657646 8C 201 PIPECHASE DUCT TORN 1 Maint. Corrective Action 3 Normal 142301 8C CELL 201 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.25
657647 8B209 pipe chase leak C/H 1 Maint. Corrective Action 3 Normal 142285 8B CELL 209 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022
657648 8B207 pipe chase cold w/ leak 1 Maint. Corrective Action 3 Normal 142283 8B CELL 207 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.25
657649 8B208  duct torn in half 1 Maint. Corrective Action 3 Normal 142284 8B CELL 208 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.25
657650 8B204 cw drip pipe chase 1 Maint. Corrective Action 3 Normal 142280 8B CELL 204 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.5
657651 8B202 duct mess up 1 Maint. Corrective Action 3 Normal 142278 8B CELL 202 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.5
657653 8D101 C w leak pipe chase 1 Maint. Corrective Action 3 Normal 142315 8D CELL 101 5/18/2022 5/18/2022 5/18/2022   80 Completion Reported BUILDING & GROUNDS 3/28/2022 0.45
657747 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 3/29/2022 3/29/2022 3/30/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657748 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657749 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657750 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657751 NLEF VOLTAGE TEST ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 3/29/2022 3/29/2022 4/1/2022   80 Completion Reported SECURITY 3/29/2022 1.5
657752 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657753 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657754 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657755 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657756 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657757 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657758 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657759 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657760 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657761 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657762 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657763 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657764 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
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657765 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657766 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657767 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657768 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657769 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657770 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 3/29/2022 3/29/2022 3/31/2022   80 Completion Reported SECURITY 3/29/2022 0.08
657885 6B BOTTOM TIER NIGHT LIGHT REW 1 Maint. Corrective Action 3 Normal 142075 UNIT 6 ‐ 6B 3/28/2022 3/28/2022 3/29/2022   80 Completion Reported BUILDING & GROUNDS 3/29/2022 8
657916 7D Dayroom ICE Box 1 Maint. Corrective Action 3 Normal 142238 UNIT 7 ‐ 7D 3/29/2022 3/29/2022 3/29/2022   80 Completion Reported BUILDING & GROUNDS 3/29/2022 0.45
657962 Central Control AC Unit 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported BUILDING & GROUNDS 3/29/2022 2
657989 1D Shower missing hooks 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/29/2022 0.25
657998 1C SHOWERS LEAK FROM HANDLE 1 Maint. Corrective Action 3 Normal 141833 UNIT 1 ‐ 1C pending 45 Pending BUILDING & GROUNDS 3/29/2022
658000 1A 203 TOILET 1 Maint. Corrective Action 3 Normal 141783 1A CELL 203   45 Pending BUILDING & GROUNDS 3/29/2022
658001 5D HEAT 1 Maint. Corrective Action 3 Normal 142015 UNIT 5 ‐ 5D 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 3/29/2022 0.5
658432 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 3/30/2022 3/30/2022 4/6/2022 NDNS 80 Completion Reported BUILDING & GROUNDS 3/30/2022 0.17
658433 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 3/30/2022 3/30/2022 4/6/2022 NDNS 80 Completion Reported BUILDING & GROUNDS 3/30/2022 0.17
658434 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 3/30/2022 3/30/2022 4/6/2022 NDNS 80 Completion Reported BUILDING & GROUNDS 3/30/2022 0.17
658435 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 3/30/2022 3/30/2022 4/6/2022   80 Completion Reported BUILDING & GROUNDS 3/30/2022 0.17
658436 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 3/30/2022 3/30/2022 4/6/2022   80 Completion Reported BUILDING & GROUNDS 3/30/2022 0.17
658437 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 3/30/2022 3/30/2022 4/6/2022   80 Completion Reported BUILDING & GROUNDS 3/30/2022 0.17
658438 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 3/30/2022 3/30/2022 4/6/2022   80 Completion Reported BUILDING & GROUNDS 3/30/2022 0.17
658439 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 3/30/2022 3/30/2022 4/6/2022   80 Completion Reported BUILDING & GROUNDS 3/30/2022 0.17
658612 Breakroom sink drian leak 1 Maint. Corrective Action 3 Normal 141449 SUPPORT UNIT 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/30/2022 0.5
658616 Pump Clogged 1 Maint. Corrective Action 3 Normal 164434 SEWER LIFT PUMP WEST 1 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported UTILITY 3/30/2022 1
658621 Pump damaged / clogged 1 Maint. Corrective Action 4 Low Priority 164435 SEWER LIFT PUMP WEST 2 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported UTILITY 3/30/2022 3
658624 WEST Pumphouse trash cleanup 1 Maint. Corrective Action 3 Normal 141458 WEST PUMPHOUSE 3/30/2022 3/30/2022 3/30/2022   80 Completion Reported BUILDING & GROUNDS 3/30/2022 1
659173 MEDICAL CELL 106 NOT FLUSH 1 Maint. Corrective Action 2 Urgent 141446 MEDICAL 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/31/2022
659176 5B104 NIGHT LIGHT NOT WORKING 1 Maint. Corrective Action 3 Normal 141951 5B CELL 104 3/31/2022 3/31/2022 3/31/2022   80 Completion Reported BUILDING & GROUNDS 3/31/2022 1.25
659302 `` 1 Maint. Corrective Action 3 Normal 141777 1A CELL 107 3/31/2022 3/31/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 3/31/2022 0.75
663256 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 2
663257 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 1
663258 ELECTRIC LOCK ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 4/1/2022 4/1/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 0.17
663259 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 2
663260 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 1
663261 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 1
663262 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 2
663263 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 1
663264 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 4/1/2022 4/1/2022 4/26/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 2
663265 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 2
663266 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 4/1/2022 4/1/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 1
663267 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 2
663268 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 1
663269 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 1
663270 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 2
663271 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 2
663272 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 1
663273 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 4/1/2022 4/1/2022 4/6/2022   80 Completion Reported UTILITY 4/1/2022 3
663274 GENERATOR SERVICE ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 4/1/2022 4/1/2022 6/28/2022   80 Completion Reported UTILITY 4/1/2022 6
663275 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported KITCHEN 4/1/2022 1
663276 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 4/1/2022 4/1/2022 4/23/2022   80 Completion Reported KITCHEN 4/1/2022 1.25
663277 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 4/1/2022 4/1/2022 4/1/2022   80 Completion Reported SECURITY 4/1/2022 1.5
663278 DRAINS ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 4/1/2022 4/1/2022 4/22/2022   80 Completion Reported BUILDING & GROUNDS 4/1/2022 0.2
663279 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 4/1/2022 4/1/2022 4/25/2022   80 Completion Reported UTILITY 4/1/2022 5
663280 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 4/1/2022 4/1/2022 4/25/2022   80 Completion Reported UTILITY 4/1/2022 8
663281 FIRE PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 4/1/2022 4/1/2022 4/6/2022   80 Completion Reported FIRE 4/1/2022 1
663282 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 4/1/2022 4/1/2022 5/23/2022   80 Completion Reported FIRE 4/1/2022 0.08
663283 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 4/1/2022 4/1/2022 5/23/2022   80 Completion Reported FIRE 4/1/2022 0.08
663284 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 4/1/2022 4/1/2022 5/23/2022   80 Completion Reported FIRE 4/1/2022 0.08
664884 GENERATOR SERVICE ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 4/1/2022 4/1/2022 6/20/2022   80 Completion Reported UTILITY 4/1/2022 6
664885 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 4/1/2022 4/1/2022 4/6/2022   80 Completion Reported UTILITY 4/1/2022 3
665256 8B EXHAUST FAN NEED MOTOR 1 Maint. Corrective Action 3 Normal 142266 EXHAUST FAN 8B 4/21/2022 4/21/2022 4/21/2022   80 Completion Reported HVAC 4/1/2022 3
665999 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 4/4/2022 4/4/2022 4/6/2021   80 Completion Reported UTILITY 4/4/2022 3
666000 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 4/4/2022 4/4/2022 4/6/2022   80 Completion Reported UTILITY 4/4/2022 1.25
666001 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 4/4/2022 4/4/2022 4/7/2022   80 Completion Reported LAUNDRY 4/4/2022 0.3
666002 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 4/4/2022 4/4/2022 4/7/2022   80 Completion Reported LAUNDRY 4/4/2022 0.3
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666003 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 4/4/2022 4/4/2022 4/7/2022   80 Completion Reported LAUNDRY 4/4/2022 0.3
666004 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 4/4/2022 4/4/2022 4/4/2022   80 Completion Reported UTILITY 4/4/2022 0.25
666005 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 4/4/2022 4/4/2022 4/4/2022   80 Completion Reported UTILITY 4/4/2022 0.25
666006 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 4/4/2022 4/4/2022 4/7/2022 TDY 7571287 80 Completion Reported KITCHEN 4/4/2022 1
666007 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 4/4/2022 4/4/2022 4/8/2022   80 Completion Reported UTILITY 4/4/2022 0.35
666008 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 4/4/2022 4/4/2022 4/8/2022   80 Completion Reported UTILITY 4/4/2022 0.35
666009 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 4/4/2022 4/4/2022 4/8/2022   80 Completion Reported UTILITY 4/4/2022 0.35
666010 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 4/4/2022 4/4/2022 4/8/2022   80 Completion Reported UTILITY 4/4/2022 0.35
666011 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 4/4/2022 4/4/2022 4/8/2022   80 Completion Reported UTILITY 4/4/2022 0.3
666012 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141746 KETTLE LARGE JACKETED 4/4/2022 4/4/2022 4/4/2022   80 Completion Reported KITCHEN 4/4/2022 0.08
666013 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 4/4/2022 4/4/2022 4/8/2022   80 Completion Reported UTILITY 4/4/2022 0.3
666971 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 4/4/2022 4/4/2022 4/6/2022   80 Completion Reported UTILITY 4/4/2022 3
666972 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 4/4/2022 4/4/2022 4/6/2022   80 Completion Reported UTILITY 4/4/2022 0.5
666973 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 4/4/2022 4/4/2022 4/6/2022   80 Completion Reported UTILITY 4/4/2022 0.5
666974 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 4/4/2022 4/4/2022 4/6/2022   80 Completion Reported UTILITY 4/4/2022 0.75
666975 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 4/4/2022 4/4/2022 4/6/2022   80 Completion Reported UTILITY 4/4/2022 0.75
666976 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 4/4/2022 4/4/2022 4/6/2022   80 Completion Reported FIRE 4/4/2022 1
667085 1D Pod door lock Replace 1 Maint. Corrective Action 3 Normal 141834 UNIT 1 ‐ 1D Pending Labor 45 Pending BUILDING & GROUNDS 4/4/2022
667262 5A 204 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 141937 5A CELL 204 4/4/2022 4/4/2022 4/4/2022   80 Completion Reported BUILDING & GROUNDS 4/4/2022 0.25
667583 ROOF INSPECT ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 4/5/2022 4/5/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 4/5/2022 3
667584 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667585 BOOSTER PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141481 WATER PRESSURE BOOSTER SKID 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported UTILITY 4/5/2022 0.08
667586 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.25
667587 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667588 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141538 CARTRIDGE CIRCULATOR 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported UTILITY 4/5/2022 0.25
667589 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667590 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667591 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141573 RECIRCULATORY PUMP AB2 4/5/2022 4/5/2022 5/12/2022   80 Completion Reported UTILITY 4/5/2022 1.5
667592 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667593 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667594 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 4/5/2022 4/5/2022 4/26/2022   80 Completion Reported KITCHEN 4/5/2022 0.25
667595 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 4/5/2022 4/5/2022 4/26/2022   80 Completion Reported KITCHEN 4/5/2022 0.25
667596 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667597 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141691 HYDRO EXPANSION PUMP 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported UTILITY 4/5/2022 0.25
667598 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667599 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667600 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 4/5/2022 4/5/2022 4/26/2022   80 Completion Reported KITCHEN 4/5/2022 0.2
667601 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 4/5/2022 4/5/2022 4/26/2022   80 Completion Reported KITCHEN 4/5/2022 0.25
667602 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667603 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667604 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667605 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667606 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667607 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667608 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667609 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667610 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667611 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667612 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667613 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667614 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 4/5/2022 4/5/2022 4/5/2022   80 Completion Reported SECURITY 4/5/2022 0.08
667615 BOOSTER PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142349 BOOSTER PUMP CANGRLLS 4/5/2022 4/5/2022 4/6/2022   80 Completion Reported UTILITY 4/5/2022 1
667797 3 comp. sink 1 Maint. Corrective Action 4 Low Priority 141620 EAST CULINARY (KITCHEN) 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported BUILDING & GROUNDS 4/5/2022 4
667904 Dryer # 4 overtemp issue 1 Maint. Corrective Action 4 Low Priority 141860 DRYER 4 6/1/2022 6/1/2022 6/1/2022 complete 80 Completion Reported LAUNDRY 4/5/2022 1.5
668273 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 4/6/2022 4/6/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/6/2022 0.17
668274 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 4/6/2022 4/6/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/6/2022 0.17
668275 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 4/6/2022 4/6/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/6/2022 0.17
668276 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 4/6/2022 4/6/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/6/2022 0.17
668277 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 4/6/2022 4/6/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/6/2022 0.17
668278 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 4/6/2022 4/6/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/6/2022 0.17
668279 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 4/6/2022 4/6/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/6/2022 0.17
668280 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 4/6/2022 4/6/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/6/2022 0.17
668560 8C SHOWER WALL PIPECHASE 1 Maint. Corrective Action 4 Low Priority 142311 UNIT 8 ‐ 8C 4/20/2022 4/20/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 4/6/2022 7
669722 DISHWASHER Remove curtains 1 Maint. Corrective Action 3 Normal 141624 DISHWASHER EASTSIDE 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported KITCHEN 4/7/2022 1.5
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670867 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141522 METAL DETECTOR 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 1
670868 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141552 METAL DETECTOR HANDHELD 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 0.5
670869 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141595 METAL DETECTOR HANDHELD 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 0.75
670870 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141596 METAL DETECTOR GROUND 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 1
670871 DISHWASHER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 4/8/2022 4/8/2022 5/13/2022   80 Completion Reported KITCHEN 4/8/2022 1
670872 DISHWASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 4/8/2022 4/8/2022 5/13/2022   80 Completion Reported KITCHEN 4/8/2022 1
670873 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 0.25
670874 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 0.25
670875 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 0.5
670876 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141713 METAL DETECTOR HANDHELD FRONT 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 0.75
670877 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141714 METAL DETECTOR FRONT ADMIN 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 0.75
670878 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141715 METAL DETECTOR XRAY FRONT DESK 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 0.75
670879 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141729 COLDBOX WESTSIDE 4/8/2022 4/8/2022 4/26/2022   80 Completion Reported KITCHEN 4/8/2022 0.25
670880 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141730 COLDBOX WESTSIDE 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported KITCHEN 4/8/2022 0.25
670881 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141733 HOT BOX WESTSIDE 4/8/2022 4/8/2022 4/26/2022   80 Completion Reported KITCHEN 4/8/2022 0.25
670882 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141734 HOT BOX WESTSIDE 4/8/2022 4/8/2022 4/26/2022   80 Completion Reported KITCHEN 4/8/2022 0.25
670883 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141735 STEAM TABLE 5 SLOT DIET LINE 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 0.2
670884 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 0.2
670885 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141737 OVEN 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 0.5
670886 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141738 OVEN 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 0.75
670887 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141739 OVEN 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 0.75
670888 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141740 OVEN 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 0.75
670889 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141741 OVEN 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 0.75
670890 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141742 OVEN ROLL IN 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported KITCHEN 4/8/2022 0.08
670891 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141743 OVEN TOP 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 1
670892 GRIDDLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141744 GRIDDLE 72" GAS 4/8/2022 4/8/2022 4/26/2022   80 Completion Reported KITCHEN 4/8/2022 0.25
670893 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 4/8/2022 4/8/2022 5/23/2022   80 Completion Reported KITCHEN 4/8/2022 0.08
670894 FOOD MIXER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141747 FLOOR MIXER WESTSIDE 4/8/2022 4/8/2022 4/22/2022   80 Completion Reported KITCHEN 4/8/2022 0.08
670895 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141748 SLICER 4/8/2022 4/8/2022 4/26/2022   80 Completion Reported KITCHEN 4/8/2022 0.25
670896 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141749 BUFFALO SLICER WESTSIDE 4/8/2022 4/8/2022 4/26/2022   80 Completion Reported KITCHEN 4/8/2022 0.25
670897 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141769 METAL DETECTOR HANDHELD 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 0.75
670898 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141770 METAL DETECTOR 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 0.75
670899 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 4/8/2022 4/8/2022 5/9/2022   80 Completion Reported LAUNDRY 4/8/2022 0.17
670900 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 4/8/2022 4/8/2022 5/9/2022   80 Completion Reported LAUNDRY 4/8/2022 0.17
670901 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 4/8/2022 4/8/2022 9/20/2022   80 Completion Reported LAUNDRY 4/8/2022 0.17
670902 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 4/8/2022 4/8/2022 4/9/2022   80 Completion Reported LAUNDRY 4/8/2022 0.17
670903 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141920 METAL DETECTOR HANDHELD 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 0.75
670904 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141921 METAL DETECTOR 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 0.75
670905 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142029 METAL DETECTOR 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 0.75
670906 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142145 METAL DETECTOR HANDHELD 4/8/2022 4/8/2022 4/8/2022   80 Completion Reported SECURITY 4/8/2022 0.75
671305 6A201 DUCTTING IN THE CHASE 1 Maint. Corrective Action 3 Normal 142041 6A CELL 201 4/14/2022 4/14/2022 4/14/2022   80 Completion Reported BUILDING & GROUNDS 4/8/2022 0.35
672298 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 1
672299 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.5
672300 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 4/11/2022 4/11/2022 4/13/2022   80 Completion Reported LAUNDRY 4/11/2022 0.25
672301 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 4/11/2022 4/11/2022 4/13/2022   80 Completion Reported LAUNDRY 4/11/2022 0.2
672302 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 4/11/2022 4/11/2022 4/13/2022   80 Completion Reported LAUNDRY 4/11/2022
672303 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.25
672304 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.25
672305 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 4/11/2022 4/11/2022 4/12/2022   80 Completion Reported KITCHEN 4/11/2022 0.3
672306 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.35
672307 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.35
672308 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.35
672309 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.35
672310 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.35
672311 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.25
673164 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 2.5
673165 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.5
673166 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.5
673167 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.08
673168 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported UTILITY 4/11/2022 0.75
673169 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 4/11/2022 4/11/2022 4/11/2022   80 Completion Reported FIRE 4/11/2022 1
673248 1C204 SINK WILL NOT DRAIN 1 Maint. Corrective Action 3 Normal 141826 1C CELL 204 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/11/2022 1
673266 1C203 TOILET BLOCKAGE 1 Maint. Corrective Action 3 Normal 141825 1C CELL 203 5/13/2022 5/13/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 4/11/2022 0.75
673282 6A 202‐210 REWIRE NIGHT LIGHT 1 Maint. Corrective Action 3 Normal 142051 UNIT 6 ‐ 6A 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 4/11/2022 9
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673372 WESTGYM(URINALS) 1 Maint. Corrective Action 3 Normal 141580 WEST GYM 5/13/2022 5/13/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 4/11/2022 0.55
673676 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673677 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673678 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673679 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673680 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673681 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673682 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673683 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673684 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673685 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673686 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673687 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673688 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673689 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673690 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673691 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673692 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673693 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673694 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673695 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141945 EXHAUST FAN 5A SE 4/12/2022 4/12/2022 4/21/2022 TDY 80 Completion Reported FIRE 4/12/2022 0.25
673696 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141969 SEF 5B SE 4/12/2022 4/12/2022 4/21/2022 TDY 80 Completion Reported FIRE 4/12/2022 0.25
673697 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141993 SEF 5C SE 4/12/2022 4/12/2022 4/21/2022   80 Completion Reported FIRE 4/12/2022 0.25
673698 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142016 SEF 5D SE 4/12/2022 4/12/2022 4/21/2022   80 Completion Reported FIRE 4/12/2022 0.25
673699 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673700 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673701 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673702 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 4/12/2022 4/12/2022 4/13/2022   80 Completion Reported SECURITY 4/12/2022 0.08
673879 7A102 FIXED SINK TRAP LEAKING 1 Maint. Corrective Action 3 Normal 142149 7A CELL 102 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 4/12/2022 0.3
673881 7A207 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142163 7A CELL 207 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 4/12/2022 0.25
673883 7A203 COLD WATER LEAKING 1 Maint. Corrective Action 3 Normal 142159 7A CELL 203 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 4/12/2022
673884 7A 207 NOT FLUSHING PROPERLY 1 Maint. Corrective Action 3 Normal 142163 7A CELL 207 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 4/12/2022 0.9
673886 7A204 TOILET PUSH BUTTON LEAKI 1 Maint. Corrective Action 3 Normal 142151 7A CELL 104 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 4/12/2022 0.7
674130 5/6 Counsolors office AIR 1 Maint. Corrective Action 4 Low Priority 141887 ROOFTOP UNIT 5 HALL 4/18/2022 4/18/2022 4/18/2022 TDY 80 Completion Reported HVAC 4/12/2022 1
674329 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 4/13/2022 4/13/2022 4/22/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.17
674330 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 4/13/2022 4/13/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.17
674331 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 4/13/2022 4/13/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.17
674332 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 4/13/2022 4/13/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.17
674333 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.17
674334 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 4/13/2022 4/13/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.17
674335 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 4/13/2022 4/13/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.17
674336 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 4/13/2022 4/13/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.17
674539 6A 101‐109 REWIRE NIGHT LIGHT 1 Maint. Corrective Action 3 Normal 142051 UNIT 6 ‐ 6A 4/15/2022 4/15/2022 4/15/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 8
674540 screw  back wall serving line 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING) 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.2
674544 Kitchen connex roof leak 1 Maint. Corrective Action 2 Urgent 141620 EAST CULINARY (KITCHEN) 4/13/2022 4/13/2022 4/13/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 1
674737 7A102 HOLE IN WALL NEEDS FIXED 1 Maint. Corrective Action 3 Normal 142149 7A CELL 102 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.3
674738 7A103 HOLE IN WALL NEEDS FIXED 1 Maint. Corrective Action 3 Normal 142150 7A CELL 103 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.3
674739 7A108 HOLE IN WALL NEEDS FIXED 1 Maint. Corrective Action 3 Normal 142155 7A CELL 108 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.3
674740 7A205 HOLE IN WALL NEEDS FIXED 1 Maint. Corrective Action 3 Normal 142161 7A CELL 205 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.3
674741 7A210 HOLE IN WALL NEEDS FIXED 1 Maint. Corrective Action 3 Normal 142166 7A CELL 210 4/12/2022 4/12/2022 4/12/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.3
674783 8B103 water on floor 1 Maint. Corrective Action 3 Normal 142269 8B CELL 103 4/14/2022 4/14/2022 4/14/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.45
674786 8B 104 flooded cell 1 Maint. Corrective Action 3 Normal 142270 8B CELL 104 4/14/2022 4/14/2022 4/14/2022   80 Completion Reported BUILDING & GROUNDS 4/13/2022 0.45
677074 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 4/15/2022 4/15/2022 5/23/2022   80 Completion Reported BUILDING & GROUNDS 4/15/2022
677075 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 4/15/2022 4/15/2022 5/23/2022   80 Completion Reported BUILDING & GROUNDS 4/15/2022
677076 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 4/15/2022 4/15/2022 5/23/2022   80 Completion Reported BUILDING & GROUNDS 4/15/2022
677077 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 4/15/2022 4/15/2022 5/23/2022   80 Completion Reported BUILDING & GROUNDS 4/15/2022
677078 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 4/15/2022 4/15/2022 5/23/2022   80 Completion Reported BUILDING & GROUNDS 4/15/2022
677079 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 4/15/2022 4/15/2022 5/23/2022   80 Completion Reported BUILDING & GROUNDS 4/15/2022
677080 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 4/15/2022 4/15/2022 5/23/2022   80 Completion Reported BUILDING & GROUNDS 4/15/2022
677081 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 4/15/2022 4/15/2022 5/23/2022   80 Completion Reported BUILDING & GROUNDS 4/15/2022
677082 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 4/15/2022 4/15/2022 5/12/2022   80 Completion Reported FIRE 4/15/2022 1.5
677083 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141507 WASHER 4/15/2022 4/15/2022 5/18/2022   80 Completion Reported LAUNDRY 4/15/2022
677084 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 4/15/2022 4/15/2022 5/18/2022   80 Completion Reported LAUNDRY 4/15/2022
677085 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 4/15/2022 4/15/2022 5/18/2022   80 Completion Reported LAUNDRY 4/15/2022
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677086 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141524 XRAY INTAKE 4/15/2022 4/15/2022 6/7/2022   80 Completion Reported SECURITY 4/15/2022 0.5
677087 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 4/15/2022 4/15/2022 4/18/2022   80 Completion Reported KITCHEN 4/15/2022 0.45
677088 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 4/15/2022 4/15/2022 5/12/2022   80 Completion Reported KITCHEN 4/15/2022 2.5
677089 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141716 FIRE EXTINGUISHER 4/15/2022 4/15/2022 6/7/2022   80 Completion Reported FIRE 4/15/2022 0.08
677090 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141717 FIRE EXTINGUISHER 4/15/2022 4/15/2022 6/7/2022   80 Completion Reported FIRE 4/15/2022 0.08
677091 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 4/15/2022 4/15/2022 4/18/2022   80 Completion Reported KITCHEN 4/15/2022 0.45
677092 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141854 WASHER 4/15/2022 4/15/2022 4/15/2022   80 Completion Reported LAUNDRY 4/15/2022 0.45
677093 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141855 WASHER 4/15/2022 4/15/2022 4/18/2022   80 Completion Reported LAUNDRY 4/15/2022 0.5
677094 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141856 WASHER 4/15/2022 4/15/2022 4/15/2022   80 Completion Reported LAUNDRY 4/15/2022 0.4
677095 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141922 IDF 5/6 FLOOR 4/15/2022 4/15/2022 6/6/2022   80 Completion Reported SECURITY 4/15/2022 0.5
677096 SEWAGE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142348 GRINDER 4/15/2022 4/15/2022 4/25/2022   80 Completion Reported UTILITY 4/15/2022 0.75
678360 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164783 IDF 1/2 FLOOR 4/15/2022 4/15/2022 6/7/2022   80 Completion Reported SECURITY 4/15/2022 0.5
678361 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164784 IDF CENTRAL CONTROL 4/15/2022 4/15/2022 6/7/2022   80 Completion Reported SECURITY 4/15/2022 0.5
678362 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164785 IDF 7/8 FLOOR 4/15/2022 4/15/2022 6/7/2022   80 Completion Reported SECURITY 4/15/2022 0.5
678363 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164786 MDF / MILESTONE ROOM 4/15/2022 4/15/2022 6/7/2022   80 Completion Reported SECURITY 4/15/2022 0.08
679399 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 1
679400 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 1.25
679401 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 4/18/2022 4/18/2022 4/19/2022   80 Completion Reported LAUNDRY 4/18/2022 0.25
679402 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 4/18/2022 4/18/2022 4/19/2022   80 Completion Reported LAUNDRY 4/18/2022 0.25
679403 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 4/18/2022 4/18/2022 4/19/2022   80 Completion Reported LAUNDRY 4/18/2022 0.25
679404 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 0.25
679405 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 0.25
679406 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported KITCHEN 4/18/2022 0.25
679407 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 0.25
679408 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 0.25
679409 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 0.25
679410 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 0.25
679411 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 0.25
679412 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 4/18/2022 4/18/2022 5/23/2022   80 Completion Reported HVAC 4/18/2022
679413 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 4/18/2022 4/18/2022 5/23/2022   80 Completion Reported HVAC 4/18/2022
679414 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 4/18/2022 4/18/2022 5/23/2022   80 Completion Reported HVAC 4/18/2022
679415 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 0.25
679416 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 4/18/2022 4/18/2022 5/23/2022   80 Completion Reported HVAC 4/18/2022 0.17
679417 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 4/18/2022 4/18/2022 5/23/2022   80 Completion Reported HVAC 4/18/2022 0.17
679418 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 4/18/2022 4/18/2022 5/23/2022   80 Completion Reported HVAC 4/18/2022 0.17
680205 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 2.25
680206 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 0.5
680207 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 0.5
680208 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 0.75
680209 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported UTILITY 4/18/2022 1
680210 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported FIRE 4/18/2022 1
680317 8A102 needs new toilet valve 1 Maint. Corrective Action 4 Low Priority 142245 8A CELL 102 Parts ordered delay part 45 Pending BUILDING & GROUNDS 4/18/2022
680573 AIR CONDITIONER TOO COLD 1 Maint. Corrective Action 4 Low Priority 142191 UNIT 7 ‐ 7B 4/22/2022 4/22/2022 4/22/2022   80 Completion Reported BUILDING & GROUNDS 4/18/2022 0.5
680666 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680667 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680668 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680669 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680670 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680671 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680672 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680673 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680674 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680675 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680676 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680677 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680678 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680679 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680680 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680681 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680682 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680683 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680684 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 6
680685 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680686 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
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680687 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680688 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported SECURITY 4/19/2022 0.08
680872 8A EXHAUST FANS NOT OPERATING 1 Maint. Corrective Action 3 Normal 142243 EXHAUST FAN 8A 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported HVAC 4/19/2022 2.5
680873 8B EXHAUST FANS NOT OPERATING 1 Maint. Corrective Action 3 Normal 142266 EXHAUST FAN 8B 4/18/2022 4/18/2022 4/18/2022   80 Completion Reported HVAC 4/19/2022 2.5
680875 8C REPAIRED/ REPLACED PANEL 1 Maint. Corrective Action 3 Normal 142289 ROOFTOP UNIT 8C 4/20/2022 4/20/2022 4/20/2022 TDY 80 Completion Reported HVAC 4/19/2022 1
680876 ADMIN URINAL NOT FLUSHING 1 Maint. Corrective Action 3 Normal 141449 SUPPORT UNIT 4/21/2022 4/21/2022 4/21/2022 TDY 80 Completion Reported BUILDING & GROUNDS 4/19/2022 0.5
680884 Kettle cord and plug 1 Maint. Corrective Action 4 Low Priority 141620 EAST CULINARY (KITCHEN) 4/22/2022 4/22/2022 4/22/2022 TDY 80 Completion Reported BUILDING & GROUNDS 4/19/2022 1
680995 8A 209  toilet dont flush 1 Maint. Corrective Action 3 Normal 142261 8A CELL 209 4/20/2022 4/20/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 4/19/2022 0.75
680996 8D109 water leak 1 Maint. Corrective Action 3 Normal 142323 8D CELL 109 4/20/2022 4/20/2022 4/20/2022   80 Completion Reported BUILDING & GROUNDS 4/19/2022 0.25
681012 5B203 SINK RUNS 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 4/22/2022   80 Completion Reported BUILDING & GROUNDS 4/19/2022 0.3
681015 5A 204 SINK CLOGGED HOT WATER 1 Maint. Corrective Action 3 Normal 141937 5A CELL 204 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 4/19/2022 0.25
681104 5C202OUTLET 1 Maint. Corrective Action 3 Normal 141983 5C CELL 202 5/10/2022 5/10/2022 5/10/2022   80 Completion Reported BUILDING & GROUNDS 4/19/2022 0.5
681408 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 4/20/2022 4/20/2022 4/27/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.17
681409 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 4/20/2022 4/20/2022 4/27/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.17
681410 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 4/20/2022 4/20/2022 4/27/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.17
681411 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 4/20/2022 4/20/2022 4/27/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.17
681412 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 4/20/2022 4/20/2022 4/27/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.17
681413 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 4/20/2022 4/20/2022 4/27/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.17
681414 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 4/20/2022 4/20/2022 4/27/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.17
681415 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 4/20/2022 4/20/2022 4/27/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.17
681702 5B 203 sink 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 4/22/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.75
681706 5B 103 Sink leaks 1 Maint. Corrective Action 3 Normal 141950 5B CELL 103 4/22/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.3
681932 6A104 COLD WATER TURNED OFF 1 Maint. Corrective Action 3 Normal 142035 6A CELL 104 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.2
681933 6A105 COLDWATER LEAKING 1 Maint. Corrective Action 3 Normal 142036 6A CELL 105 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.2
681934 6A205 COLD WATER LEAKING 1 Maint. Corrective Action 3 Normal 142045 6A CELL 205 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.45
681936 6A108 WATER TURNED OFF 1 Maint. Corrective Action 3 Normal 142039 6A CELL 108 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.2
681937 6A204 WATER TURNED OFF 1 Maint. Corrective Action 3 Normal 142044 6A CELL 204 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.2
681938 6A109 WATER TURNED OFF 1 Maint. Corrective Action 3 Normal 142040 6A CELL 109 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.45
681939 6A208 WATER TURNED OFF 1 Maint. Corrective Action 3 Normal 142048 6A CELL 208 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.2
681940 6A209 WATER TURNED OFF 1 Maint. Corrective Action 3 Normal 142049 6A CELL 209 4/19/2022 4/19/2022 4/19/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.2
681941 7A utility sink broke handle 1 Maint. Corrective Action 4 Low Priority 142167 UNIT 7 ‐ 7A 5/12/2022 5/12/2022 5/12/2022 delay parts on order 80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.35
681942 6A106 TOILET BUTTON NEEDS REPL 1 Maint. Corrective Action 3 Normal 142037 6A CELL 106 4/26/2022 4/26/2022 4/26/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 0.35
681973 7A TV DOES NOT WORK 1 Maint. Corrective Action 3 Normal 142167 UNIT 7 ‐ 7A 4/20/2022 4/20/2022 6/1/2022   80 Completion Reported BUILDING & GROUNDS 4/20/2022 1.5
681975 7D 210 SINK RUNS 1 Maint. Corrective Action 3 Normal 142237 7D CELL 210 6/17/2022 6/17/2022 6/17/2022 parts delay needs new valve 80 Completion Reported BUILDING & GROUNDS 4/20/2022 1
682552 6D UPPER & LOWER NIGHT LIGHTS 1 Maint. Corrective Action 3 Normal 142122 UNIT 6 ‐ 6D 4/21/2022 4/21/2022 4/21/2022 TDY 80 Completion Reported BUILDING & GROUNDS 4/21/2022 1.5
682557 6D LOWER NIGHT LIGHT 1 Maint. Corrective Action 3 Normal 142122 UNIT 6 ‐ 6D 4/21/2022 4/21/2022 4/21/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.5
682567 6A UPPER 201‐210 1 Maint. Corrective Action 3 Normal 142051 UNIT 6 ‐ 6A 4/21/2022 4/21/2022 4/21/2022 TDY 80 Completion Reported BUILDING & GROUNDS 4/21/2022 3
682622 6D EXHAUST FAN NOT RUNNIND 1 Maint. Corrective Action 3 Normal 142122 UNIT 6 ‐ 6D parts delay need new motor 45 Pending BUILDING & GROUNDS 4/21/2022
682625 5D EXHAUST FAN HAS NO POWER 1 Maint. Corrective Action 3 Normal 142015 UNIT 5 ‐ 5D No power to unit issue 45 Pending BUILDING & GROUNDS 4/21/2022
682635 8C 109 3 holes in wall 1 Maint. Corrective Action 2 Urgent 142299 8C CELL 109 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.2
682656 8C205 cell no water 1 Maint. Corrective Action 2 Urgent 142305 8C CELL 205 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.25
682664 8C101 GFI 1 Maint. Corrective Action 3 Normal 142291 8C CELL 101 4/22/2022 4/22/2022 4/22/2022 TDY 80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.5
682735 6B EXHAUST FAN 1 Maint. Corrective Action 3 Normal 142075 UNIT 6 ‐ 6B Busshing needed part delay 45 Pending BUILDING & GROUNDS 4/21/2022
682736 6C EXHAUST FAN NOT RUNNING 1 Maint. Corrective Action 3 Normal 142078 EXHAUST FAN 6C part delay new motor needed 45 Pending HVAC 4/21/2022
682738 4A EXHAUST FAN 1 Maint. Corrective Action 3 Normal 141865 EXHAUST FAN 4A NORTH 4/22/2022 4/22/2022 4/22/2022 part delay needs new motor 80 Completion Reported HVAC 4/21/2022 2
682740 7B EXHAUST FAN NOT RUNNING 1 Maint. Corrective Action 3 Normal 142170 EXHAUST FAN 7B parts delay need motor 45 Pending HVAC 4/21/2022
682741 7C EXHAUST FAN OFF 1 Maint. Corrective Action 3 Normal 142194 EXHAUST FAN 7C 4/22/2022 4/22/2022 4/22/2022 parts delay need new motor 80 Completion Reported HVAC 4/21/2022 2
682800 8C CELL 101 1 Maint. Corrective Action 3 Normal 142291 8C CELL 101 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.45
682803 8C 102 HOT WATER PIPE CHASE 1 Maint. Corrective Action 3 Normal 142292 8C CELL 102 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.25
682804 8C 106 NO WATER 1 Maint. Corrective Action 3 Normal 142295 8C CELL 105 6/7/2022 6/7/2022 6/8/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.35
682805 8C 109 DRAIN PIPE LEAKS 1 Maint. Corrective Action 3 Normal 142299 8C CELL 109 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.25
682806 8C PIPE CHASE BETWEEN 207‐208 1 Maint. Corrective Action 3 Normal 142307 8C CELL 207 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.75
682810 8C 208 PIPE CHASE SINK LEAK 1 Maint. Corrective Action 3 Normal 142308 8C CELL 208 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.25
682811 8C 206 NO WATER 1 Maint. Corrective Action 3 Normal 142306 8C CELL 206 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.25
682813 8C HOT BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142302 8C CELL 202 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.25
682815 8D108 PC WATER LEAK under wall 1 Maint. Corrective Action 3 Normal 142322 8D CELL 108 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.25
682818 8D 106 PIPE CHASE FLOODED 1 Maint. Corrective Action 3 Normal 142320 8D CELL 106 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.33
682819 8D 105 NO WATER 1 Maint. Corrective Action 3 Normal 142319 8D CELL 105 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.5
682820 8D 104 NO WATER 1 Maint. Corrective Action                                . 142318 8D CELL 104 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.5
682821 8D 103 CLD WTR BUTTON  STUCK 1 Maint. Corrective Action 3 Normal 142317 8D CELL 103 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.33
682822  8D 201 PIPE CHASE DUCT TORN 1 Maint. Corrective Action 3 Normal 142324 8D CELL 201 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.25
682823 8D 201 TOILET DONT FLUSH 1 Maint. Corrective Action 3 Normal 142324 8D CELL 201 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.25
682824 8D 205‐204 DUCT TORN IN PIPECH 1 Maint. Corrective Action 3 Normal 142328 8D CELL 205 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.25
682825 8D 205 NO WATER 1 Maint. Corrective Action 3 Normal 142328 8D CELL 205 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.5

TCDF-050422-RESP_000513



Order Number Or Ty Description W.O. Type W.O. Type Description Priority Priority Description Equipment Number Asset Number Description Planned Start Date Planned Finish Date Actual Finish Date Status Comment WO St WO St Description Phase Description Order Date Actual Hours
682826 8D 204 NO WATER 1 Maint. Corrective Action 3 Normal 142327 8D CELL 204 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.5
682827 8D 206 SPRAYS WATER PIPE CHASE 1 Maint. Corrective Action 3 Normal 142329 8D CELL 206 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.75
682828 8D 208 SINK RUNS/PIPE CHASE 1 Maint. Corrective Action 3 Normal 142331 8D CELL 208 5/18/2022 5/18/2022 5/18/2022 parts delay on BO 80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.75
682833 8A 210 NO WATER 1 Maint. Corrective Action 3 Normal 142262 8A CELL 210 5/19/2022 5/19/2022 5/19/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.5
682841 8A 205 SINK RUNS 1 Maint. Corrective Action 3 Normal 142257 8A CELL 205 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.6
682844 8B 210 HAS NO LIGHT 1 Maint. Corrective Action 3 Normal 142286 8B CELL 210 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported BUILDING & GROUNDS 4/21/2022 0.9
683585 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141537 GAS WATER HEATER 4/22/2022 4/22/2022 5/18/2022   80 Completion Reported UTILITY 4/22/2022 0.5
683586 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141572 WATER HEATER AB3 4/22/2022 4/22/2022 5/18/2022   80 Completion Reported UTILITY 4/22/2022 0.5
684085 7A 102 SINK RUNS 1 Maint. Corrective Action 3 Normal 142149 7A CELL 102 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.33
684086 7A 108 SINK RUNS 1 Maint. Corrective Action 3 Normal 142155 7A CELL 108 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684088 7A 208 SINK RUNS 1 Maint. Corrective Action 3 Normal 142164 7A CELL 208 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684089 7A 209 SINK RUNS 1 Maint. Corrective Action 3 Normal 142165 7A CELL 209 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684090 7A ENTRY SHOWER HOOK MISSING 1 Maint. Corrective Action 3 Normal 142167 UNIT 7 ‐ 7A 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684094 7B 202 SINK CONSTANTLY RUNS 1 Maint. Corrective Action 3 Normal 142182 7B CELL 202 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.33
684097 7B 204 SINK RUNS 1 Maint. Corrective Action 3 Normal 142184 7B CELL 204 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684102 7C 105 SINK RUNS CONSTANTLY 1 Maint. Corrective Action 3 Normal 142199 7C CELL 105 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684124 7C 109 WATER COMING OUT OF WAL 1 Maint. Corrective Action 3 Normal 142203 7C CELL 109 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684157 5B103 flooding from 5B203 1 Maint. Corrective Action 2 Urgent 141950 5B CELL 103 4/22/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.45
684193 5B203 HW valve Replacement 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 6/17/2022 6/17/2022 6/17/2022 Delay parts on order 80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.33
684197 Admin break room sink leaking 1 Maint. Corrective Action 3 Normal 141449 SUPPORT UNIT 6/29/2022 6/29/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684214 8C 202 sink 1 Maint. Corrective Action 3 Normal 142302 8C CELL 202 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.5
684215 5C 109 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141980 5C CELL 109 5/10/2022 5/10/2022 5/10/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.9
684249 6D102 sink button stuck 1 Maint. Corrective Action 3 Normal 142104 6D CELL 102 5/12/2022 5/12/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.33
684251 6D 103 sink‐pipe chase 1 Maint. Corrective Action 3 Normal 142105 6D CELL 103 5/12/2022 5/12/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.6
684252 6D 105 sink‐ pipe chase 1 Maint. Corrective Action 3 Normal 142107 6D CELL 105 5/12/2022 5/12/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684253 6D 106 has no toilet 1 Maint. Corrective Action 3 Normal 142108 6D CELL 106 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684255 6D 109 toilet butoon leak 1 Maint. Corrective Action 3 Normal 142111 6D CELL 109 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 2
684256 6D 210 light dont work 1 Maint. Corrective Action 3 Normal 142121 6D CELL 210 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.75
684257 6D 208 sink‐pipe chase 1 Maint. Corrective Action 3 Normal 142119 6D CELL 208 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 2.25
684258 6D 207 light dont work 1 Maint. Corrective Action 3 Normal 142118 6D CELL 207 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.75
684259 6D204 big light doesn't work 1 Maint. Corrective Action 3 Normal 142115 6D CELL 204 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.75
684260 6A 106 TOILET LEAK 1 Maint. Corrective Action 3 Normal 142037 6A CELL 106 4/26/2022 4/26/2022 4/26/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.5
684261 6D 203 sink constantly running 1 Maint. Corrective Action 3 Normal 142114 6D CELL 203 5/12/2022 5/12/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.33
684262 6D202 sink is cloged 1 Maint. Corrective Action 3 Normal 142113 6D CELL 202 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.5
684263 5C 102 TOILET 1 Maint. Corrective Action                                . 141973 5C CELL 102 5/10/2022 5/10/2022 5/10/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.75
684264 5C 103 HOT WATER 1 Maint. Corrective Action 3 Normal 141974 5C CELL 103 5/10/2022 5/10/2022 5/10/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.85
684265 6D 201 sink is cloged 1 Maint. Corrective Action 3 Normal 142112 6D CELL 201 5/12/2022 5/12/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684266 6D106 water don't go off 1 Maint. Corrective Action 3 Normal 142108 6D CELL 106 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.33
684267 5B 203 SINK 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 5/10/2022 5/10/2022 5/10/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.4
684268 5A 109 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141933 5A CELL 109 5/10/2022 5/10/2022 5/10/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.9
684269 5A 109 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141933 5A CELL 109 5/10/2022 5/10/2022 5/10/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022
684270 6A 108 SINK LEAK 1 Maint. Corrective Action 3 Normal 142039 6A CELL 108 4/26/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684272 5A 105 TOILET 1 Maint. Corrective Action 3 Normal 141929 5A CELL 105 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 1.25
684273 1A 203 HOT WATER 1 Maint. Corrective Action 3 Normal 141783 1A CELL 203 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 1.5
684275 6A 203 SINK BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142043 6A CELL 203 4/26/2022 4/26/2022 4/26/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684276 6C 209 sink constantly running 1 Maint. Corrective Action 3 Normal 142097 6C CELL 209 6/7/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.5
684277 6C 205 sink leak 1 Maint. Corrective Action 3 Normal 142093 6C CELL 205 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.33
684279 6B 105 SINK RUNS 1 Maint. Corrective Action 3 Normal 142059 6B CELL 105 5/12/2022 5/12/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.45
684280 6C 201 sink has a  leak 1 Maint. Corrective Action 3 Normal 142089 6C CELL 201 6/7/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.33
684281 6C 108 sink leak to ground 1 Maint. Corrective Action 3 Normal 142086 6C CELL 108 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 4/22/2022 0.25
684778 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 4/25/2022 4/25/2022 4/26/2022   80 Completion Reported UTILITY 4/25/2022 1
684779 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 4/25/2022 4/25/2022 4/26/2022   80 Completion Reported UTILITY 4/25/2022 1.25
684780 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141500 COMPACTOR OPERATOR 4/25/2022 4/25/2022 5/10/2022   80 Completion Reported GENERAL 4/25/2022 1
684781 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141501 TRASH COMPACTOR 1 4/25/2022 4/25/2022 5/12/2022   80 Completion Reported GENERAL 4/25/2022 1
684782 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 4/25/2022 4/25/2022 4/26/2022   80 Completion Reported LAUNDRY 4/25/2022 0.2
684783 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 4/25/2022 4/25/2022 4/26/2022   80 Completion Reported LAUNDRY 4/25/2022 0.2
684784 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 4/25/2022 4/25/2022 4/26/2022   80 Completion Reported LAUNDRY 4/25/2022 0.15
684785 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.25
684786 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.25
684787 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 4/25/2022 4/25/2022 4/26/2022   80 Completion Reported KITCHEN 4/25/2022 0.25
684788 BOILERS ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.75
684789 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.5
684790 BOILERS ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.75
684791 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.5
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684792 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.25
684793 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.25
684794 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.25
684795 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.25
684796 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.25
684797 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 4/25/2022 4/25/2022 4/25/2022   80 Completion Reported UTILITY 4/25/2022 0.25
685595 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 4/25/2022 4/25/2022 4/26/2022   80 Completion Reported UTILITY 4/25/2022 2.25
685596 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 4/25/2022 4/25/2022 4/26/2022   80 Completion Reported UTILITY 4/25/2022 0.5
685597 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 4/25/2022 4/25/2022 4/26/2022   80 Completion Reported UTILITY 4/25/2022 0.5
685598 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 4/25/2022 4/25/2022 4/26/2022   80 Completion Reported UTILITY 4/25/2022 0.75
685599 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 4/25/2022 4/25/2022 4/26/2022   80 Completion Reported UTILITY 4/25/2022 0.75
685600 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 4/25/2022 4/25/2022 4/27/2022   80 Completion Reported FIRE 4/25/2022 1
686099 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686100 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686101 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686102 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686103 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686104 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686105 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686106 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686107 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686108 TIME CLOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141721 TIME CLOCK 4/26/2022 4/26/2022 5/31/2022   80 Completion Reported GENERAL 4/26/2022 0.25
686109 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686110 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686111 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686112 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686113 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686114 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686115 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686116 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686117 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686118 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686119 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686120 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686121 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686122 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 4/26/2022 4/26/2022 4/27/2022   80 Completion Reported SECURITY 4/26/2022 0.08
686288 REMOVE MIRROR FROM 3A 104& 105 1 Maint. Corrective Action 1 Emergency 164461 3A CELL 104 4/22/2022 4/22/2022 4/22/2022   80 Completion Reported BUILDING & GROUNDS 4/26/2022 0.5
686290 MEDICAL RM 104 REPLACE WINDOW 1 Maint. Corrective Action 2 Urgent 141446 MEDICAL 4/18/2022 4/18/2022 4/26/2022   80 Completion Reported BUILDING & GROUNDS 4/26/2022 8
686431 1A 202 WATER 1 Maint. Corrective Action 3 Normal 141782 1A CELL 202 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 4/26/2022 0.25
686434 1A 102 SINK‐ WATER 1 Maint. Corrective Action 3 Normal 141772 1A CELL 102 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 4/26/2022 0.25
686436 1A 103 SINK‐WATER 1 Maint. Corrective Action 3 Normal 141773 1A CELL 103 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 4/26/2022 0.25
686437 2A TOILET #2 1 Maint. Corrective Action 3 Normal 141844 UNIT 2 ‐ 2A (DORM 1)   45 Pending BUILDING & GROUNDS 4/26/2022
686438 2A TOILET #3 1 Maint. Corrective Action 3 Normal 141844 UNIT 2 ‐ 2A (DORM 1)   45 Pending BUILDING & GROUNDS 4/26/2022
686439 2A TOILET #4 1 Maint. Corrective Action 3 Normal 141844 UNIT 2 ‐ 2A (DORM 1)   45 Pending BUILDING & GROUNDS 4/26/2022
686442 2B SINK #7 1 Maint. Corrective Action 3 Normal 141850 UNIT 2 ‐ 2B (DORM 2)   45 Pending BUILDING & GROUNDS 4/26/2022
686447 2B SHOWER #3 1 Maint. Corrective Action 3 Normal 141850 UNIT 2 ‐ 2B (DORM 2)   45 Pending BUILDING & GROUNDS 4/26/2022
686449 2B TOILET #3 1 Maint. Corrective Action 3 Normal 141850 UNIT 2 ‐ 2B (DORM 2)   45 Pending BUILDING & GROUNDS 4/26/2022
686450 2B TOILET #2 1 Maint. Corrective Action 3 Normal 141850 UNIT 2 ‐ 2B (DORM 2)   45 Pending BUILDING & GROUNDS 4/26/2022
686452 2B TOILET #4 1 Maint. Corrective Action 3 Normal 141850 UNIT 2 ‐ 2B (DORM 2)   45 Pending BUILDING & GROUNDS 4/26/2022
686453 2B TOILET #5 1 Maint. Corrective Action 3 Normal 141850 UNIT 2 ‐ 2B (DORM 2)   45 Pending BUILDING & GROUNDS 4/26/2022
686456 2B WINDOW NEXT TO SINK 1 Maint. Corrective Action 3 Normal 141850 UNIT 2 ‐ 2B (DORM 2) 6/29/2022 6/29/2022 6/29/2022 checked for size 80 Completion Reported BUILDING & GROUNDS 4/26/2022 0.25
686464 2A TOILET #3 1 Maint. Corrective Action 3 Normal 141844 UNIT 2 ‐ 2A (DORM 1)   45 Pending BUILDING & GROUNDS 4/26/2022
686693 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 4/27/2022 4/27/2022 5/5/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.17
686694 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 4/27/2022 4/27/2022 5/5/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.17
686695 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 4/27/2022 4/27/2022 5/5/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.17
686696 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 4/27/2022 4/27/2022 5/5/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.17
686697 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 4/27/2022 4/27/2022 5/5/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.17
686698 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 4/27/2022 4/27/2022 5/5/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.17
686699 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 4/27/2022 4/27/2022 5/5/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.17
686700 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 4/27/2022 4/27/2022 5/5/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.17
686701 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141459 EXHAUST FAN TRANSCOR 4/27/2022 4/27/2022 4/4/2022   80 Completion Reported HVAC 4/27/2022 1.45
686702 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141470 EXHAUST FAN S PUMPHOUSE 4/27/2022 4/27/2022 4/4/2022   80 Completion Reported HVAC 4/27/2022 1.5
686703 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141527 ROOFTOP UNIT MPHARM 4/27/2022 4/27/2022 5/12/2022   80 Completion Reported HVAC 4/27/2022 0.75
686704 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141528 ROOFTOP UNIT MWR 4/27/2022 4/27/2022 5/12/2022   80 Completion Reported HVAC 4/27/2022 0.75
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686705 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141529 EXHAUST FAN MEFNORTH 4/27/2022 4/27/2022 4/11/2022   80 Completion Reported HVAC 4/27/2022 1.2
686706 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141530 EXHAUST FAN MEFSOUTH 4/27/2022 4/27/2022 4/11/2022   80 Completion Reported HVAC 4/27/2022 1.2
686707 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141547 ROOFTOP UNIT AAC1 ASYLUM 4/27/2022 4/27/2022 5/12/2022   80 Completion Reported HVAC 4/27/2022 0.45
686708 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141548 ROOFTOP UNIT AAC2 ASYLUM 4/27/2022 4/27/2022 5/12/2022   80 Completion Reported HVAC 4/27/2022 0.45
686709 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141553 ROOFTOP UNIT AAC3 ASYLUM 4/27/2022 4/27/2022 5/12/2022   80 Completion Reported HVAC 4/27/2022 0.45
686710 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141607 EXHAUST FAN 1 4/27/2022 4/27/2022 4/11/2022   80 Completion Reported HVAC 4/27/2022
686972 7C 110 WATER COMING OUT OF WAL 1 Maint. Corrective Action 3 Normal 142204 7C CELL 110 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.5
686975 7A 104 WATER ON FLOOR 1 Maint. Corrective Action 4 Low Priority 142151 7A CELL 104 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.25
686978 7C 103‐104 NO WATER 1 Maint. Corrective Action 3 Normal 142197 7C CELL 103 4/29/2022 4/29/2022 4/29/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.25
686981 7D SHOWER 2 CONSTANT RUN 1 Maint. Corrective Action 3 Normal 142238 UNIT 7 ‐ 7D 6/17/2022 6/17/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022
687073 1A206TOILET 1 Maint. Corrective Action 2 Urgent 141786 1A CELL 206 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/27/2022 0.45
687640 Tilt Skilet west gas valve 1 Maint. Corrective Action 4 Low Priority 141745 TILT SKILLET BRAZING PAN WEST 5/12/2022 5/12/2022 5/12/2022 HS came 5‐12‐22 80 Completion Reported KITCHEN 4/28/2022 3.5
687641 Flat top 1/2 not working 1 Maint. Corrective Action 2 Urgent 141727 WEST CULINARY (DINING) 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported BUILDING & GROUNDS 4/28/2022 3
687776 5B 203 sink leak 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 4/28/2022 0.33
687781 5B104 sink install pending 1 Maint. Corrective Action 4 Low Priority 141951 5B CELL 104 pending install TLC pipes 50 Work in Progress BUILDING & GROUNDS 4/28/2022
687928 6C 107 sink c/w button stuck 1 Maint. Corrective Action 3 Normal 142085 6C CELL 107 6/7/2022   80 Completion Reported BUILDING & GROUNDS 4/28/2022 0.33
688981 ICE Machine not working kitche 1 Maint. Corrective Action 2 Urgent 141621 ICE MACHINE EAST SIDE 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported KITCHEN 4/29/2022 0.9
689061 1A207 Overflowing Toilet 1 Maint. Corrective Action 2 Urgent 141787 1A CELL 207 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 4/29/2022 0.45
689152 Mixer bowl won't rise 1 Maint. Corrective Action 2 Urgent 141747 FLOOR MIXER WESTSIDE 5/26/2022   80 Completion Reported KITCHEN 4/30/2022 2.5
689153 Will not stay on 1 Maint. Corrective Action 4 Low Priority 141728 ICE MACHINE WEST SIDE 5/6/2022 5/6/2022 5/6/2022   80 Completion Reported KITCHEN 4/30/2022 4
689154 Stove burners not lighting 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING) 5/2/2022 completed 80 Completion Reported BUILDING & GROUNDS 4/30/2022 0.25
692867 GROUNDS & BUILDINGS ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 5/2/2022 5/2/2022   50 Work in Progress BUILDING & GROUNDS 5/2/2022
692868 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.42
692869 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.33
692870 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.42
692871 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.42
692872 ELECTRIC LOCK ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 5/2/2022 5/2/2022   50 Work in Progress BUILDING & GROUNDS 5/2/2022
692873 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.42
692874 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.42
692875 ELECTRIC LOCK ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 5/2/2022 5/2/2022   50 Work in Progress BUILDING & GROUNDS 5/2/2022
692876 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.58
692877 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.42
692878 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.67
692879 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.42
692880 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.67
692881 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.42
692882 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 5/2/2022 5/2/2022 5/21/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.42
692883 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.75
692884 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.75
692885 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 5/2/2022 5/2/2022 5/27/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.42
692886 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 1.5
692887 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 5/2/2022 5/2/2022 5/9/2022   80 Completion Reported UTILITY 5/2/2022 2
692888 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 1.25
692889 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 5/2/2022 5/2/2022 5/31/2022   80 Completion Reported KITCHEN 5/2/2022 0.17
692890 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 5/2/2022 5/2/2022 5/31/2022   80 Completion Reported KITCHEN 5/2/2022 0.17
692891 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 5/2/2022 5/2/2022 5/18/2022   80 Completion Reported LAUNDRY 5/2/2022 0.17
692892 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 5/2/2022 5/2/2022 5/17/2022   80 Completion Reported LAUNDRY 5/2/2022 0.17
692893 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 5/2/2022 5/2/2022 5/18/2022   80 Completion Reported LAUNDRY 5/2/2022 0.17
692894 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.25
692895 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.25
692896 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 5/2/2022 5/2/2022 5/28/2022   80 Completion Reported SECURITY 5/2/2022 3
692897 HOLDING TANK (WATER) ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141588 EXPANSION TANK 5/2/2022 5/2/2022 6/5/2022   80 Completion Reported UTILITY 5/2/2022 0.5
692898 DRAINS ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 5/2/2022 5/2/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 0.17
692899 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 5/2/2022 5/2/2022 5/3/2022   80 Completion Reported KITCHEN 5/2/2022 1.25
692900 HOLDING TANK (WATER) ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141671 HYDRO EXPANSION TANK 5/2/2022 5/2/2022 6/6/2022   80 Completion Reported UTILITY 5/2/2022 0.5
692901 HOLDING TANK (WATER) ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141672 HYDRO EXPANSION TANK 5/2/2022 5/2/2022 6/6/2022   80 Completion Reported UTILITY 5/2/2022 0.5
692902 HOLDING TANK (WATER) ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141673 WATER TANK 5/2/2022 5/2/2022 6/6/2022   80 Completion Reported UTILITY 5/2/2022 0.5
692903 HOLDING TANK (WATER) ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141674 WATER TANK 5/2/2022 5/2/2022 6/6/2022   80 Completion Reported UTILITY 5/2/2022 0.75
692904 HOLDING TANK (WATER) ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141675 WATER TANK 5/2/2022 5/2/2022 5/10/2022   80 Completion Reported UTILITY 5/2/2022 1.5
692905 HOLDING TANK (WATER) ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141676 WATER TANK 5/2/2022 5/2/2022 6/6/2022   80 Completion Reported UTILITY 5/2/2022 1.5
692906 HOLDING TANK (WATER) ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141677 WATER TANK 5/2/2022 5/2/2022 6/6/2022   80 Completion Reported UTILITY 5/2/2022 1.5
692907 HOLDING TANK (WATER) ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141678 WATER TANK 5/2/2022 5/2/2022 6/6/2022   80 Completion Reported UTILITY 5/2/2022 3
692908 HOLDING TANK (WATER) ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 141679 WATER TANK 5/2/2022 5/2/2022 6/6/2022   80 Completion Reported UTILITY 5/2/2022 1.5
692909 BOILERS ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 5/2/2022 5/2/2022   50 Work in Progress UTILITY 5/2/2022
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692910 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.5
692911 BOILERS ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 5/2/2022 5/2/2022   50 Work in Progress UTILITY 5/2/2022
692912 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.25
692913 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.2
692914 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.2
692915 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.08
692916 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.08
692917 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.08
692918 CRASH GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141705 CRASH GATE KITCHEN EAST 5/2/2022 5/2/2022 5/25/2022   80 Completion Reported SECURITY 5/2/2022 1
692919 CRASH GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141706 CRASH GATE KITCHEN WEST 5/2/2022 5/2/2022 5/23/2022   80 Completion Reported SECURITY 5/2/2022 1
692920 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 5/2/2022 5/2/2022 6/15/2022   80 Completion Reported FIRE 5/2/2022 0.25
692921 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 5/2/2022 5/2/2022 6/15/2022   80 Completion Reported FIRE 5/2/2022 0.25
692922 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 5/2/2022 5/2/2022 6/15/2022   80 Completion Reported FIRE 5/2/2022 0.25
692923 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.25
692924 MANLIFT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142026 MAN LIFT 5/2/2022 5/2/2022 5/5/2022   80 Completion Reported GENERAL 5/2/2022 1.5
692925 HOLDING TANK (WATER) ‐ ANNUAL 6 Preventive Maintenance Order 3 Normal 142339 PRESSURE TANK 274759 5/2/2022 5/2/2022 6/6/2022   80 Completion Reported UTILITY 5/2/2022 0.5
692926 FIRE SUPPRESSION ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142350 FIRE PUMP CONTROLLER FTA 5/2/2022 5/2/2022 6/24/2022   80 Completion Reported FIRE 5/2/2022 4.5
694425 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 5/2/2022 5/2/2022 5/10/2022 05092022 80 Completion Reported UTILITY 5/2/2022 2
694426 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 1.5
694427 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.5
694428 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.5
694429 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.75
694430 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported UTILITY 5/2/2022 0.75
694431 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported FIRE 5/2/2022 1
694764 7C 110 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142204 7C CELL 110 5/2/2022 5/2/2022 5/2/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 1
694992 Dishwasher Sanitizer 1 Maint. Corrective Action 2 Urgent 141624 DISHWASHER EASTSIDE 5/6/2022 5/6/2022 5/6/2022   80 Completion Reported KITCHEN 5/2/2022 7.5
694997 Deep clean sink no hot water 1 Maint. Corrective Action 2 Urgent 141620 EAST CULINARY (KITCHEN) 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported BUILDING & GROUNDS 5/2/2022 2.5
695004 hand washing sink 1 Maint. Corrective Action 2 Urgent 141620 EAST CULINARY (KITCHEN) 5/5/2022 5/5/2022 5/5/2022 Water was off Rechecking 80 Completion Reported BUILDING & GROUNDS 5/2/2022
695208 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695209 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695210 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695211 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695212 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695213 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695214 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695215 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141597 ROOFTOP UNIT 1 5/3/2022 5/3/2022 5/21/2022   80 Completion Reported HVAC 5/3/2022 0.25
695216 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141598 ROOFTOP UNIT 1 5/3/2022 5/3/2022 5/21/2022   80 Completion Reported HVAC 5/3/2022 0.25
695217 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141599 ROOFTOP UNIT 2 5/3/2022 5/3/2022 5/21/2022   80 Completion Reported HVAC 5/3/2022 0.25
695218 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141600 ROOFTOP UNIT 2 5/3/2022 5/3/2022 5/21/2022   80 Completion Reported HVAC 5/3/2022 0.25
695219 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141608 EXHAUST FAN 1 5/3/2022 5/3/2022   50 Work in Progress HVAC 5/3/2022
695220 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141609 EXHAUST FAN 2 5/3/2022 5/3/2022   50 Work in Progress HVAC 5/3/2022
695221 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141610 EXHAUST FAN 2 5/3/2022 5/3/2022   50 Work in Progress HVAC 5/3/2022
695222 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141611 EXHAUST FAN 3 5/3/2022 5/3/2022   50 Work in Progress HVAC 5/3/2022
695223 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695224 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695225 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695226 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695227 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695228 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695229 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695230 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695231 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695232 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695233 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695234 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695235 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695236 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695237 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695238 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 5/3/2022 5/3/2022 5/3/2022   80 Completion Reported SECURITY 5/3/2022 0.08
695355 UNIT 7 INTERCOM NOT WORKING 1 Maint. Corrective Action 3 Normal 142128 INTERCOM 5/2/2022 5/2/2022 5/9/2022 Delay due to facility EM need 80 Completion Reported UTILITY 5/3/2022 8
695985 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 5/4/2022 5/4/2022 5/10/2022   80 Completion Reported BUILDING & GROUNDS 5/4/2022 0.17
695986 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 5/4/2022 5/4/2022 5/10/2022   80 Completion Reported BUILDING & GROUNDS 5/4/2022 0.17
695987 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 5/4/2022 5/4/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 5/4/2022 0.17
695988 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 5/4/2022 5/4/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 5/4/2022 0.17
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695989 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 5/4/2022 5/4/2022 5/10/2022   80 Completion Reported BUILDING & GROUNDS 5/4/2022 0.17
695990 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 5/4/2022 5/4/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 5/4/2022 0.17
695991 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 5/4/2022 5/4/2022 5/10/2022   80 Completion Reported BUILDING & GROUNDS 5/4/2022 0.17
695992 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 5/4/2022 5/4/2022 5/11/2022   80 Completion Reported BUILDING & GROUNDS 5/4/2022 0.17
696305 DENTAL SWITCH NEEDS REPLACED 1 Maint. Corrective Action 3 Normal 141541 DENTAL VACUUM SYSTEM 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/4/2022 0.25
696650 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 5/5/2022 5/5/2022 6/7/2022   80 Completion Reported KITCHEN 5/5/2022 0.17
696651 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 5/5/2022 5/5/2022 6/7/2022   80 Completion Reported KITCHEN 5/5/2022 0.17
696652 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 5/5/2022 5/5/2022 6/7/2022   80 Completion Reported KITCHEN 5/5/2022 0.17
696653 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 5/5/2022 5/5/2022 6/7/2022   80 Completion Reported KITCHEN 5/5/2022 0.17
697158 6C 101 SINK C/W LEAK 1 Maint. Corrective Action 3 Normal 142079 6C CELL 101 6/6/2022 6/6/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 1
697164 6C103 PIPECHASE LEAK 103‐104 1 Maint. Corrective Action 3 Normal 142081 6C CELL 103 6/6/2022 6/6/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.66
697166 6C105 NO TOILET 1 Maint. Corrective Action 3 Normal 142083 6C CELL 105 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022
697168 6C106 C/W LEAK IN PIPECHASE 1 Maint. Corrective Action 3 Normal 142084 6C CELL 106 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697169 6A 103 pipechase sink leak 1 Maint. Corrective Action 3 Normal 142034 6A CELL 103 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.45
697173 6C SHOWER #1 SHOWERHEAD LEAK 1 Maint. Corrective Action 3 Normal 142099 UNIT 6 ‐ 6C 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697176 6C109 SINK HOT WATER LEAK 1 Maint. Corrective Action 3 Normal 142087 6C CELL 109 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697178 6A 207 PIPECHASE LEAK 1 Maint. Corrective Action 3 Normal 142047 6A CELL 207 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.45
697179 6C209 SINK CW CONSTANT RUNS 1 Maint. Corrective Action 3 Normal 142097 6C CELL 209 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.33
697180 6C209 TORN DUCT IN PIPE CHASE 1 Maint. Corrective Action 3 Normal 142097 6C CELL 209 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697182 6C208 H/W LEAK SLOW SINK DRAIN 1 Maint. Corrective Action 3 Normal 142096 6C CELL 208 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697183 6A 206 PIPECHASE LEAKS 1 Maint. Corrective Action 3 Normal 142046 6A CELL 206 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.35
697184 6C207 SINK DRAINS SLOW 1 Maint. Corrective Action 3 Normal 142095 6C CELL 207 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697185 6A 204 PIPECHASE DUCT TORN 1 Maint. Corrective Action 3 Normal 142044 6A CELL 204 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697186 6C206 CW BUTTONSTUCK/PIPE LEAK 1 Maint. Corrective Action 3 Normal 142094 6C CELL 206 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697188 6C203 C W LEAK IN PIPECHASE 1 Maint. Corrective Action 3 Normal 142091 6C CELL 203 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697189 6A 204 PIPECHASE H/W LEAK 1 Maint. Corrective Action 3 Normal 142044 6A CELL 204 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.45
697190 6C202 H/W DRIP IN PIPECHASE 1 Maint. Corrective Action 3 Normal 142090 6C CELL 202 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.33
697192 6C 201HOT WATER LEAK PIPECHASE 1 Maint. Corrective Action 3 Normal 142089 6C CELL 201 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.33
697193 6C 201 SINK SLOW DRAINING 1 Maint. Corrective Action 3 Normal 142089 6C CELL 201 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697196 6C201 DUCT TORN IN PIPECHASE 1 Maint. Corrective Action 3 Normal 142089 6C CELL 201 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.33
697197 6A 204 SINK WATER RUNS N/S 1 Maint. Corrective Action 3 Normal 142044 6A CELL 204 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.45
697198 6D109 TOILET BUTTON LEAKS 1 Maint. Corrective Action 3 Normal 142111 6D CELL 109 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 2
697203 6D 107 C/W LEAK ON SINK 1 Maint. Corrective Action 3 Normal 142109 6D CELL 107 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022
697205 6D202 HW LEAK IN PIPCHASE 1 Maint. Corrective Action 3 Normal 142113 6D CELL 202 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.45
697206 6A203 CW button stuck 1 Maint. Corrective Action 3 Normal 142043 6A CELL 203 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.3
697208 6D205 H/W BUTN SINK FLOOD 1 Maint. Corrective Action 3 Normal 142116 6D CELL 205 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697210 6D205 COLD WATER LEAK 1 Maint. Corrective Action 3 Normal 142116 6D CELL 205 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.33
697212 6A203 slow draining sink 1 Maint. Corrective Action 3 Normal 142043 6A CELL 203 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697213 6D206 DUCT TORN IN HALF 1 Maint. Corrective Action 3 Normal 142117 6D CELL 206 5/17/2022 5/17/2022 5/24/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697214 7A101 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142148 7A CELL 101 5/13/2022 5/13/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697216 7A102 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 142149 7A CELL 102 5/13/2022 5/13/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.4
697221 7A102 SINK RUNS NO BUTTON 1 Maint. Corrective Action 3 Normal 142149 7A CELL 102 5/13/2022 5/13/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697222 6B 104 PIPECHASE C/W LEAK 1 Maint. Corrective Action 3 Normal 142058 6B CELL 104 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.45
697223 7A105 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142152 7A CELL 105 5/13/2022 5/13/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697224 7A208 SINK RUNS 1 Maint. Corrective Action 3 Normal 142164 7A CELL 208   50 Work in Progress BUILDING & GROUNDS 5/5/2022
697226 7A NO DAYROOM SINK HANDLE 1 Maint. Corrective Action 3 Normal 142167 UNIT 7 ‐ 7A 5/12/2022 5/12/2022 5/12/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.4
697228 7B SHOWER #1 BROKEN 1 Maint. Corrective Action 3 Normal 142191 UNIT 7 ‐ 7B   45 Pending BUILDING & GROUNDS 5/5/2022
697230 7B204 SINK RUNS 1 Maint. Corrective Action 3 Normal 142184 7B CELL 204 6/23/2022 6/23/2022 6/23/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.35
697231 6B 104 PIPECHASE C/W LEAK 1 Maint. Corrective Action 3 Normal 142058 6B CELL 104 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.45
697232 7C110 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142204 7C CELL 110 5/13/2022 5/13/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.5
697235 6B 109 PIPECHASE C/W LEAK 1 Maint. Corrective Action 3 Normal 142063 6B CELL 109 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022
697236 7D206 SINK RUNS 1 Maint. Corrective Action 3 Normal 142233 7D CELL 206 6/24/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 1
697237 7D210 SINK RUNS 1 Maint. Corrective Action 3 Normal 142237 7D CELL 210 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 1
697238 6B 210 TOILET HARD TO FLUSH 1 Maint. Corrective Action 3 Normal 142074 6B CELL 210 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022
697240 6B 208 PIPECHASE DUCT TORN 1 Maint. Corrective Action 3 Normal 142072 6B CELL 208 Needs replacement duct 45 Pending BUILDING & GROUNDS 5/5/2022
697241 6B 202 PIPECHASE DUCT TORN 1 Maint. Corrective Action 3 Normal 142066 6B CELL 202 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697243 6B 201 PIPECHASE LEAK 1 Maint. Corrective Action 3 Normal 142065 6B CELL 201 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.66
697244 8A 106 sink button get stuck 1 Maint. Corrective Action 3 Normal 142249 8A CELL 106 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.45
697245 6D 201 LIGHT DOESNT WORK 1 Maint. Corrective Action 3 Normal 142112 6D CELL 201 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697247 6D 202 LIGHT DOESNT WORK 1 Maint. Corrective Action 3 Normal 142113 6D CELL 202 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697248 6D 203 BIG LIGHT DOESNT WORK 1 Maint. Corrective Action 3 Normal 142114 6D CELL 203 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697249 4A TOILET‐PIPE CHASE 1 Maint. Corrective Action 3 Normal 141869 4A CELL 103 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697251 6D 204 BIG LIGHT DOESNT WORK 1 Maint. Corrective Action 3 Normal 142115 6D CELL 204 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697252 4A 106 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141872 4A CELL 106 6/22/2022 6/22/2022 6/22/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.35
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697256 4A 206 WATER PRESSURE 1 Maint. Corrective Action 3 Normal 141881 4A CELL 206 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697257 6D 204 BIG LIGHT DOESNT WORK 1 Maint. Corrective Action 3 Normal 142115 6D CELL 204 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697258 8A 109 toilet is hard to flush 1 Maint. Corrective Action 3 Normal 142252 8A CELL 109 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.5
697260 4A 208 TOILET‐PIPECHASE 1 Maint. Corrective Action 3 Normal 141883 4A CELL 208 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697261 1B 109 SINK 1 Maint. Corrective Action 3 Normal 141802 1B CELL 109   45 Pending BUILDING & GROUNDS 5/5/2022
697262 6D 205 BIG LIGHT DOESNT WORK 1 Maint. Corrective Action 3 Normal 142116 6D CELL 205 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697263 1B 106 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141799 1B CELL 106 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 1.5
697264 1B 101 TOILET 1 Maint. Corrective Action 3 Normal 141794 1B CELL 101 5/26/2022 5/26/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 1.5
697265 1B 101 SINK 1 Maint. Corrective Action 3 Normal 141794 1B CELL 101 5/26/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 1.5
697266 8A 204 light switch stuck 1 Maint. Corrective Action 3 Normal 142256 8A CELL 204 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.6
697268 6D 206 BIG LIGHT DOESNT WORK 1 Maint. Corrective Action 3 Normal 142117 6D CELL 206 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697269 1B 210 TOILET 1 Maint. Corrective Action 3 Normal 141812 1B CELL 210 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.5
697270 1C SHOWER #3 DRAIN 1 Maint. Corrective Action 3 Normal 141833 UNIT 1 ‐ 1C   45 Pending BUILDING & GROUNDS 5/5/2022
697271 6D 208 BIG LIGHT DOESNT WORK 1 Maint. Corrective Action 3 Normal 142119 6D CELL 208 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697274 1C 101 TOILET 1 Maint. Corrective Action 3 Normal 141814 1C CELL 101 5/25/2022 5/25/2022 5/25/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.35
697277 1C 102 SINK 1 Maint. Corrective Action 3 Normal 141815 1C CELL 102 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697278 6D 209 BIG LIGHT DOESNT WORK 1 Maint. Corrective Action 3 Normal 142120 6D CELL 209 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697280 1C 104 TOILET 1 Maint. Corrective Action 3 Normal 141817 1C CELL 104 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697281 8B 103 sink splashes up 1 Maint. Corrective Action 3 Normal 142269 8B CELL 103 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.5
697283 1C 105 ELECTRICAL SOCKET 1 Maint. Corrective Action 3 Normal 141818 1C CELL 105 5/13/2022 5/13/2022 5/13/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.75
697284 1C 105 TOILET 1 Maint. Corrective Action 3 Normal 141818 1C CELL 105 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697285 1C 106 SINK 1 Maint. Corrective Action 3 Normal 141819 1C CELL 106 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.33
697287 1C 107 TOILET 1 Maint. Corrective Action 3 Normal 141820 1C CELL 107 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697288 1C 210 SINK 1 Maint. Corrective Action 3 Normal 141832 1C CELL 210 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.33
697290 1C 206 SINK 1 Maint. Corrective Action 3 Normal 141828 1C CELL 206 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.83
697291 1C 203 TOILET 1 Maint. Corrective Action 3 Normal 141825 1C CELL 203 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697293 8B 107 toilet button leak 1 Maint. Corrective Action 3 Normal 142273 8B CELL 107 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.5
697295 8C 204 water  running 1 Maint. Corrective Action 3 Normal 142304 8C CELL 204 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.35
697296 8D 105 cell is flooded 1 Maint. Corrective Action 3 Normal 142319 8D CELL 105 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697297 5A104 NO COLD WATER 1 Maint. Corrective Action 3 Normal 141928 5A CELL 104 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697300 8D 107 has no water 1 Maint. Corrective Action 3 Normal 142321 8D CELL 107 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697301 8D 108 has no water 1 Maint. Corrective Action 3 Normal 142322 8D CELL 108 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697305 5A108 TOILET DONT FLUSH 1 Maint. Corrective Action 3 Normal 141932 5A CELL 108 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.33
697307 5A209 DUCT TORN 1 Maint. Corrective Action 3 Normal 141942 5A CELL 209 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697309 5A202 HOT WATER STUCK 1 Maint. Corrective Action 3 Normal 141935 5A CELL 202 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.33
697311 8D 109  has no water 1 Maint. Corrective Action 3 Normal 142323 8D CELL 109 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 0.25
697313 8D 209 no sink 1 Maint. Corrective Action 3 Normal 142332 8D CELL 209 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/5/2022 2.5
697314 8D 203 sink is cracked 1 Maint. Corrective Action 3 Normal 142326 8D CELL 203   01 Work Requested BUILDING & GROUNDS 5/5/2022
699388 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 5/9/2022 5/9/2022 5/13/2022   80 Completion Reported UTILITY 5/9/2022 2
699389 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 1.58
699390 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported LAUNDRY 5/9/2022 0.2
699391 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported LAUNDRY 5/9/2022 0.2
699392 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported LAUNDRY 5/9/2022 0.25
699393 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141522 METAL DETECTOR 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.75
699394 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.25
699395 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.2
699396 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141552 METAL DETECTOR HANDHELD 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
699397 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141595 METAL DETECTOR HANDHELD 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
699398 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141596 METAL DETECTOR GROUND 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
699399 DISHWASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 5/9/2022 5/9/2022 5/12/2022   80 Completion Reported KITCHEN 5/9/2022 1.5
699400 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 5/9/2022 5/9/2022 5/12/2022   80 Completion Reported KITCHEN 5/9/2022 0.5
699401 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 5/9/2022 5/9/2022 5/12/2022   80 Completion Reported KITCHEN 5/9/2022 0.5
699402 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.25
699403 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.25
699404 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.25
699405 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.25
699406 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.25
699407 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.25
699408 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.75
699409 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141713 METAL DETECTOR HANDHELD FRONT 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
699410 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141714 METAL DETECTOR FRONT ADMIN 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
699411 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141715 METAL DETECTOR XRAY FRONT DESK 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
699412 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141729 COLDBOX WESTSIDE 5/9/2022 5/9/2022 6/1/2022   80 Completion Reported KITCHEN 5/9/2022 0.5
699413 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141730 COLDBOX WESTSIDE 5/9/2022 5/9/2022 6/1/2022   80 Completion Reported KITCHEN 5/9/2022 0.5
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699414 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141733 HOT BOX WESTSIDE 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022
699415 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141734 HOT BOX WESTSIDE 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.25
699416 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141735 STEAM TABLE 5 SLOT DIET LINE 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.25
699417 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 5/9/2022 5/9/2022 6/1/2022   80 Completion Reported KITCHEN 5/9/2022 2.5
699418 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141737 OVEN 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.25
699419 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141738 OVEN 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.25
699420 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141739 OVEN 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.25
699421 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141740 OVEN 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.25
699422 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141741 OVEN 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.25
699423 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141742 OVEN ROLL IN 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.17
699424 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141743 OVEN TOP 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.5
699425 GRIDDLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141744 GRIDDLE 72" GAS 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.25
699426 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 5/9/2022 5/9/2022 6/1/2022   80 Completion Reported KITCHEN 5/9/2022 1
699427 FOOD MIXER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141747 FLOOR MIXER WESTSIDE 5/9/2022 5/9/2022 6/1/2022   80 Completion Reported KITCHEN 5/9/2022 0.5
699428 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141748 SLICER 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022
699429 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141749 BUFFALO SLICER WESTSIDE 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported KITCHEN 5/9/2022 0.5
699430 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141769 METAL DETECTOR HANDHELD 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
699431 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141770 METAL DETECTOR 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
699432 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported LAUNDRY 5/9/2022 0.25
699433 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported LAUNDRY 5/9/2022 0.25
699434 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported LAUNDRY 5/9/2022 0.25
699435 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported LAUNDRY 5/9/2022 0.2
699436 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported LAUNDRY 5/9/2022 0.3
699437 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported LAUNDRY 5/9/2022 0.2
699438 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported LAUNDRY 5/9/2022 0.3
699439 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported LAUNDRY 5/9/2022 0.2
699440 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141917 SLIDER C30 5/9/2022 5/9/2022 5/25/2022   80 Completion Reported SECURITY 5/9/2022 1
699441 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141917 SLIDER C30 5/9/2022 5/9/2022 5/25/2022   80 Completion Reported SECURITY 5/9/2022 1
699442 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141920 METAL DETECTOR HANDHELD 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
699443 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141921 METAL DETECTOR 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
699444 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.25
699445 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142029 METAL DETECTOR 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
699446 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 142142 SLIDER C40 5/9/2022 5/9/2022 5/25/2022   80 Completion Reported SECURITY 5/9/2022 1
699447 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142142 SLIDER C40 5/9/2022 5/9/2022 5/25/2022   80 Completion Reported SECURITY 5/9/2022 1
699448 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142145 METAL DETECTOR HANDHELD 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported SECURITY 5/9/2022 0.5
700258 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 2
700259 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.66
700260 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.66
700261 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.92
700262 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported UTILITY 5/9/2022 0.92
700263 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 5/9/2022 5/9/2022 5/9/2022   80 Completion Reported FIRE 5/9/2022 1
700374 MAILROOM Outlet 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 5/12/2022 5/12/2022 5/12/2022 canceled 80 Completion Reported BUILDING & GROUNDS 5/9/2022 0.5
700853 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700854 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700855 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700856 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700857 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 1.08
700858 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700859 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700860 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141601 ROOFTOP UNIT 3 5/10/2022 5/10/2022 5/21/2022   80 Completion Reported HVAC 5/10/2022 0.25
700861 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141602 ROOFTOP UNIT 3 5/10/2022 5/10/2022 5/21/2022   80 Completion Reported HVAC 5/10/2022 0.25
700862 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141612 EXHAUST FAN 4 5/10/2022 5/10/2022   50 Work in Progress HVAC 5/10/2022
700863 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141613 EXHAUST FAN 4 5/10/2022 5/10/2022   50 Work in Progress HVAC 5/10/2022
700864 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141618 EXHAUST FAN KITCHEN HOOD 2A 5/10/2022 5/10/2022 5/21/2022   80 Completion Reported HVAC 5/10/2022
700865 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141619 EXHAUST FAN KITCHEN HOOD 2B 5/10/2022 5/10/2022   50 Work in Progress HVAC 5/10/2022
700866 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700867 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700868 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700869 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700870 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700871 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700872 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700873 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700874 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141839 ROOFTOP UNIT 2A 5/10/2022 5/10/2022 5/21/2022   80 Completion Reported HVAC 5/10/2022 0.25
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700875 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141845 ROOFTOP UNIT 2B 5/10/2022 5/10/2022 5/21/2022   80 Completion Reported HVAC 5/10/2022 0.25
700876 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700877 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700878 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700879 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700880 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700881 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700882 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142052 SEF 6A SE 5/10/2022 5/10/2022   50 Work in Progress FIRE 5/10/2022
700883 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142076 SEF 6B SE 5/10/2022 5/10/2022   50 Work in Progress FIRE 5/10/2022
700884 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142100 SEF 6C SE 5/10/2022 5/10/2022   50 Work in Progress FIRE 5/10/2022
700885 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142123 SEF 6D SE 5/10/2022 5/10/2022   50 Work in Progress FIRE 5/10/2022
700886 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
700887 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 5/10/2022 5/10/2022 5/18/2022   80 Completion Reported SECURITY 5/10/2022 0.08
701083 ICE machine stopped working 1 Maint. Corrective Action 3 Normal 141728 ICE MACHINE WEST SIDE 5/10/2022 5/10/2022 5/10/2022   80 Completion Reported KITCHEN 5/10/2022 3
701115 Dishwasher 3 Compartment sink 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported BUILDING & GROUNDS 5/10/2022 0.25
701131 HR 101 RIGHT TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 5/11/2022 5/11/2022 5/11/2022   80 Completion Reported BUILDING & GROUNDS 5/10/2022 1
701272 5C103 SINK LEAKING AT BOTTOM 1 Maint. Corrective Action 3 Normal 141974 5C CELL 103 5/11/2022 5/11/2022 5/11/2022   80 Completion Reported BUILDING & GROUNDS 5/10/2022 4
701311 Security/Safety issue KITCHEN 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 5/11/2022 5/11/2022 5/11/2022   80 Completion Reported BUILDING & GROUNDS 5/10/2022 0.75
701538 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 5/11/2022 5/11/2022 5/18/2022   80 Completion Reported BUILDING & GROUNDS 5/11/2022 0.17
701539 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 5/11/2022 5/11/2022 5/18/2022   80 Completion Reported BUILDING & GROUNDS 5/11/2022 0.17
701540 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 5/11/2022 5/11/2022 5/18/2022   80 Completion Reported BUILDING & GROUNDS 5/11/2022 0.17
701541 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 5/11/2022 5/11/2022 6/18/2022   80 Completion Reported BUILDING & GROUNDS 5/11/2022 0.17
701542 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 5/11/2022 5/11/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/11/2022 0.17
701543 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 5/11/2022 5/11/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/11/2022 0.5
701544 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 5/11/2022 5/11/2022 5/18/2022   80 Completion Reported BUILDING & GROUNDS 5/11/2022 0.17
701545 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 5/11/2022 5/11/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/11/2022 0.5
701899 6A 102 SINK CRACKED 1 Maint. Corrective Action 3 Normal 142033 6A CELL 102   01 Work Requested BUILDING & GROUNDS 5/11/2022
701903 6A 103 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142034 6A CELL 103 6/2/2022 6/2/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/11/2022 0.45
701906 6A 104 SINK RUNS 1 Maint. Corrective Action 3 Normal 142035 6A CELL 104 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/11/2022 0.3
701908 6A 105 SINK CRACKED 1 Maint. Corrective Action 3 Normal 142036 6A CELL 105   01 Work Requested BUILDING & GROUNDS 5/11/2022
701914 6A 106 SINK CRACKED 1 Maint. Corrective Action 3 Normal 142037 6A CELL 106   01 Work Requested BUILDING & GROUNDS 5/11/2022
701918 6A 107 SINK CRACKED 1 Maint. Corrective Action 3 Normal 142038 6A CELL 107   01 Work Requested BUILDING & GROUNDS 5/11/2022
701938 6A 108 SINK CRACKED 1 Maint. Corrective Action 3 Normal 142039 6A CELL 108   01 Work Requested BUILDING & GROUNDS 5/11/2022
702738 3A 106 sink 1 Maint. Corrective Action 3 Normal 164463 3A CELL 106 5/12/2022 5/12/2022 5/12/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 3
702774 CENTRAL CONTROL 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR 5/12/2022 5/12/2022 5/12/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.45
703127 5A101 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141925 5A CELL 101 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703133 5A103 SINK PIPE LEAK SINK RUNS 1 Maint. Corrective Action 3 Normal 141927 5A CELL 103 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.5
703142 6A109 SINK CRACKED, 1 Maint. Corrective Action L Low 142040 6A CELL 109   01 Work Requested BUILDING & GROUNDS 5/12/2022
703147 6A 109 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142040 6A CELL 109 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.2
703148 5A104 SINK BUTTON STUCK TOILET 1 Maint. Corrective Action 3 Normal 141928 5A CELL 104 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.33
703152 6A 201 SINK CRACKED 1 Maint. Corrective Action L Low 142041 6A CELL 201   01 Work Requested BUILDING & GROUNDS 5/12/2022
703177 5A105 TOILET PIPE LEAK SINK RU 1 Maint. Corrective Action 3 Normal 141929 5A CELL 105 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703178 6A 201 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142041 6A CELL 201 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.5
703179 5A108 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141932 5A CELL 108 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703180 5A109 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 141933 5A CELL 109 6/2/2022 6/2/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.5
703181 5A203 SINK BUTTON STUCK 1 Maint. Corrective Action 3 Normal 141936 5A CELL 203 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703183 5A204 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141937 5A CELL 204 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703184 5A205 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141938 5A CELL 205 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703185 6A 202 SINK CRACKED 1 Maint. Corrective Action L Low 142042 6A CELL 202   01 Work Requested BUILDING & GROUNDS 5/12/2022
703186 5A206 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141939 5A CELL 206 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703187 6A 202 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142042 6A CELL 202 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.2
703188 5A207 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141940 5A CELL 207 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703189 6A 203 SINK CRACKED 1 Maint. Corrective Action L Low 142043 6A CELL 203   01 Work Requested BUILDING & GROUNDS 5/12/2022
703190 6A 204 SINK CRACKED 1 Maint. Corrective Action L Low 142044 6A CELL 204   01 Work Requested BUILDING & GROUNDS 5/12/2022
703191 5B102 TOILET BUTTON AND PIPE 1 Maint. Corrective Action 3 Normal 141949 5B CELL 102 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 1.25
703192 6A 204 SINK RUNS 1 Maint. Corrective Action 3 Normal 142044 6A CELL 204 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.45
703193 5B103 SINK   TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141950 5B CELL 103 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703194 6A 204 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142044 6A CELL 204 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703195 5B105 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141952 5B CELL 105 6/5/2022 6/5/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703196 6A 204 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142044 6A CELL 204 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.2
703197 5B106 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141953 5B CELL 106 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.75
703198 6A 205 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142045 6A CELL 205 6/6/2022 6/6/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.35
703199 5B107 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 141954 5B CELL 107 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.45
703200 5B108 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141955 5B CELL 108 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
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703201 6A 205 SINK BUTTONS 1 Maint. Corrective Action 3 Normal 142045 6A CELL 205 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.35
703202 6A 205 DUCT TORN 1 Maint. Corrective Action 3 Normal 142045 6A CELL 205 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703203 5B109 SINK PIPE LEAK  SINK BUT 1 Maint. Corrective Action 3 Normal 141956 5B CELL 109 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703204 6A 206 SINK CRACKED 1 Maint. Corrective Action L Low 142046 6A CELL 206   01 Work Requested BUILDING & GROUNDS 5/12/2022
703205 5B110 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141957 5B CELL 110 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.33
703206 5B201 SINK PIPE LEAK SINK BUTT 1 Maint. Corrective Action 3 Normal 141958 5B CELL 201 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703207 5B202 DUCT TORN SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 141959 5B CELL 202 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.33
703209 5B203 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141960 5B CELL 203 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.33
703211 6A 207 SINK CRACKED 1 Maint. Corrective Action L Low 142047 6A CELL 207   01 Work Requested BUILDING & GROUNDS 5/12/2022
703213 5B204 TOLET PIPE AND BUTTON 1 Maint. Corrective Action 3 Normal 141961 5B CELL 204 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.5
703214 6A 207 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142047 6A CELL 207 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.35
703216 5B205 TOILET NOT FLUSH DUCT TO 1 Maint. Corrective Action 3 Normal 141962 5B CELL 205 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.45
703217 6A 207 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142047 6A CELL 207 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.45
703218 6A 208 SINK CRACKED 1 Maint. Corrective Action L Low 142048 6A CELL 208   01 Work Requested BUILDING & GROUNDS 5/12/2022
703219 5B208 TOILET PIPE LEAK DUCT TO 1 Maint. Corrective Action 3 Normal 141965 5B CELL 208 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.5
703220 5B209 DUCT TORN 1 Maint. Corrective Action 3 Normal 141966 5B CELL 209 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703222 5C101 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141972 5C CELL 101 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703224 5C102 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141973 5C CELL 102 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703225 5C103 HOT WATER NOT WORK 1 Maint. Corrective Action 3 Normal 141974 5C CELL 103 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703226 5C108 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141979 5C CELL 108 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703228 6A 208 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142048 6A CELL 208 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.4
703229 5C110 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141981 5C CELL 110 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.25
703230 6A 208 BUTTON GETS STUCK 1 Maint. Corrective Action 3 Normal 142048 6A CELL 208 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.35
703231 5C201 SINK PIPE LEAK DUCT TORN 1 Maint. Corrective Action 3 Normal 141982 5C CELL 201 6/9/2022 6/9/2022 6/10/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.33
703232 6A 209 SINK CRACKED 1 Maint. Corrective Action L Low 142049 6A CELL 209   01 Work Requested BUILDING & GROUNDS 5/12/2022
703233 6A 210 SINK CRACKED 1 Maint. Corrective Action 4 Low Priority 142050 6A CELL 210   01 Work Requested BUILDING & GROUNDS 5/12/2022
703235 5C201 SINK PIPE LEAK DUCT TORN 1 Maint. Corrective Action 3 Normal 141982 5C CELL 201 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/12/2022 0.33
704298 5C202 SINK PIPE LEAK SINK BUTT 1 Maint. Corrective Action 3 Normal 141983 5C CELL 202 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704301 5C204 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 141985 5C CELL 204 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704306 5C205 TOILET DOES NOT FLUSH 1 Maint. Corrective Action 3 Normal 141986 5C CELL 205 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704307 5C206 SINK  RUNNING 1 Maint. Corrective Action 3 Normal 141987 5C CELL 206 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704308 5C209 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 141990 5C CELL 209 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704312 5C210 SINK RUNS SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 141991 5C CELL 210 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704314 7A102 NO BUTTONS, SINK RUNS 1 Maint. Corrective Action 3 Normal 142149 7A CELL 102   45 Pending BUILDING & GROUNDS 5/13/2022
704317 7A104 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142151 7A CELL 104 6/20/2022 6/20/2022 6/24/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704322 7A107 SINK PIPE TOILET PIPE LE 1 Maint. Corrective Action 3 Normal 142154 7A CELL 107 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704325 7A201 SINK BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142157 7A CELL 201 6/20/2022 6/22/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704330 7A101 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142148 7A CELL 101 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704331 7A102 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142149 7A CELL 102 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704334 7A103 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142150 7A CELL 103 6/20/2022 6/22/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704336 7A104 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142151 7A CELL 104 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704338 6B 101 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142055 6B CELL 101 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704339 6B 101 SINK SINK WIDENED 1 Maint. Corrective Action 3 Normal 142055 6B CELL 101   01 Work Requested BUILDING & GROUNDS 5/13/2022
704340 6B 102 TOILET 1 Maint. Corrective Action 3 Normal 142056 6B CELL 102 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704343 6B 102 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142056 6B CELL 102 6/3/2022 6/3/2022 6/3/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704344 6B 103 SINK WIDENED 1 Maint. Corrective Action 3 Normal 142057 6B CELL 103   01 Work Requested BUILDING & GROUNDS 5/13/2022
704345 6B 104 SINK/TOILET 1 Maint. Corrective Action 3 Normal 142058 6B CELL 104 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.6
704347 6B 104 SINK WIDENED 1 Maint. Corrective Action 3 Normal 142058 6B CELL 104   01 Work Requested BUILDING & GROUNDS 5/13/2022
704348 6B 105 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142059 6B CELL 105 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704349 6B 105 SINK WIDENED 1 Maint. Corrective Action 3 Normal 142059 6B CELL 105   01 Work Requested BUILDING & GROUNDS 5/13/2022
704350 6B 106 SINK WIDENED 1 Maint. Corrective Action 3 Normal 142060 6B CELL 106   01 Work Requested BUILDING & GROUNDS 5/13/2022
704351 6B 107 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142061 6B CELL 107 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704352 6B 107 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142061 6B CELL 107   01 Work Requested BUILDING & GROUNDS 5/13/2022
704353 6B 109 TOILET 1 Maint. Corrective Action 3 Normal 142063 6B CELL 109 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704354 8A 102 WATER OFF 1 Maint. Corrective Action 4 Low Priority 142245 8A CELL 102   50 Work in Progress BUILDING & GROUNDS 5/13/2022
704357 8A 107 DOESNT FLUSH 1 Maint. Corrective Action 4 Low Priority 142250 8A CELL 107 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.9
704360 6B 110 TOILET 1 Maint. Corrective Action 2 Urgent 142064 6B CELL 110 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704362 6B 110 SINK WIDENED 1 Maint. Corrective Action 3 Normal 142064 6B CELL 110   01 Work Requested BUILDING & GROUNDS 5/13/2022
704363 8A 210 SINK WATER RUNS 1 Maint. Corrective Action 3 Normal 142262 8A CELL 210 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704365 8B 104 TOILET BUTTON 1 Maint. Corrective Action 4 Low Priority 142270 8B CELL 104 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704368 8B 207 SINK RUNS 1 Maint. Corrective Action 3 Normal 142283 8B CELL 207 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.6
704369 6B 201 DUCT/SINK/TOILET 1 Maint. Corrective Action 3 Normal 142065 6B CELL 201 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704370 6B 201 SINK WIDENED 1 Maint. Corrective Action 3 Normal 142065 6B CELL 201   01 Work Requested BUILDING & GROUNDS 5/13/2022
704371 8B 210 LIGHT BROKEN 1 Maint. Corrective Action 3 Normal 142286 8B CELL 210 5/18/2022 5/18/2022 5/18/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.6

TCDF-050422-RESP_000522



Order Number Or Ty Description W.O. Type W.O. Type Description Priority Priority Description Equipment Number Asset Number Description Planned Start Date Planned Finish Date Actual Finish Date Status Comment WO St WO St Description Phase Description Order Date Actual Hours
704372 6B 202 SINK/TOILET 1 Maint. Corrective Action 3 Normal 142066 6B CELL 202 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1.5
704373 8C 105 BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142295 8C CELL 105 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.35
704374 6B 202 SINK WIDENED 1 Maint. Corrective Action 3 Normal 142066 6B CELL 202   01 Work Requested BUILDING & GROUNDS 5/13/2022
704376 6B 203 SINK CONSTANTLY RUNS 1 Maint. Corrective Action 3 Normal 142067 6B CELL 203 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704379 7A106 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142153 7A CELL 106 6/24/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704380 6B 203 SINK WIDENED 1 Maint. Corrective Action 3 Normal 142067 6B CELL 203   01 Work Requested BUILDING & GROUNDS 5/13/2022
704383 8C 106 SINK BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142296 8C CELL 106 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.35
704384 7A108 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142155 7A CELL 108 6/20/2022 6/20/2022 3/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704385 6B 204 TOILET/SINK 1 Maint. Corrective Action 3 Normal 142068 6B CELL 204 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.66
704386 7A109 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142156 7A CELL 109 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704387 6B 204 SINK WIDENED 1 Maint. Corrective Action 3 Normal 142068 6B CELL 204   01 Work Requested BUILDING & GROUNDS 5/13/2022
704388 6B 205 DUCT/ TOILET 1 Maint. Corrective Action 3 Normal 142069 6B CELL 205 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.66
704389 8C 109 WATER OFF 1 Maint. Corrective Action 3 Normal 142299 8C CELL 109 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.35
704390 6B 205 SINK WIDENED 1 Maint. Corrective Action 3 Normal 142069 6B CELL 205   01 Work Requested BUILDING & GROUNDS 5/13/2022
704392 7A202 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142158 7A CELL 202 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704394 7A202 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 142158 7A CELL 202 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704395 7A203 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142159 7A CELL 203 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704396 7A 203 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142159 7A CELL 203 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704397 8D 107 WATER OFF 1 Maint. Corrective Action 3 Normal 142321 8D CELL 107 5/18/2022 5/18/2022 5/18/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704398 7A204 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142160 7A CELL 204 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704399 7A204 TOILET AND SINK PIPE LEA 1 Maint. Corrective Action 3 Normal 142160 7A CELL 204 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704400 8D 105 WATER OFF 1 Maint. Corrective Action 3 Normal 142319 8D CELL 105 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704401 7A205 SINK AND TOILET PIPE LEA 1 Maint. Corrective Action 3 Normal 142161 7A CELL 205   45 Pending BUILDING & GROUNDS 5/13/2022
704402 8D 203 COLD WATER BUTTON 1 Maint. Corrective Action 3 Normal 142326 8D CELL 203 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704403 7A206 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142162 7A CELL 206 6/20/2022 6/22/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704404 7A206 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142162 7A CELL 206   45 Pending BUILDING & GROUNDS 5/13/2022
704405 7A208 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142164 7A CELL 208 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704406 8D 208 SINK RUNS WATER 1 Maint. Corrective Action 3 Normal 142331 8D CELL 208 5/18/2022 5/18/2022 5/18/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704407 7A208 SINK RUNS 1 Maint. Corrective Action 3 Normal 142164 7A CELL 208   45 Pending BUILDING & GROUNDS 5/13/2022
704408 8D 209 NO SINK 1 Maint. Corrective Action 3 Normal 142332 8D CELL 209   01 Work Requested BUILDING & GROUNDS 5/13/2022
704410 7A209 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142165 7A CELL 209 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704413 7A209 DUCT TORN 1 Maint. Corrective Action 3 Normal 142165 7A CELL 209 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704419 7A210 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142166 7A CELL 210 6/22/2022 6/22/2022 6/22/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704423 7B101 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142171 7B CELL 101 6/22/2022 6/22/2022 6/22/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704424 7B102 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142172 7B CELL 102 6/20/2022 6/22/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704426 7B102 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142172 7B CELL 102 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704427 7B103 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142173 7B CELL 103 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704428 6B 206 TIOLET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142070 6B CELL 206 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704430 7B104 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142174 7B CELL 104 6/20/2022 6/22/2022 6/22/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704431 6B 207 SINK/ DUCT 1 Maint. Corrective Action 3 Normal 142071 6B CELL 207 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704432 6B 208 SINK CONSTANTLY RUNS 1 Maint. Corrective Action 3 Normal 142072 6B CELL 208   45 Pending BUILDING & GROUNDS 5/13/2022
704433 6B 209 SINK/TOILET 1 Maint. Corrective Action 3 Normal 142073 6B CELL 209 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704434 7B105  SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142175 7B CELL 105 6/20/2022 6/22/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704435 6B 210 TOILET 1 Maint. Corrective Action 3 Normal 142074 6B CELL 210 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704436 7B106 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142176 7B CELL 106 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704437 7B108 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142178 7B CELL 108 6/22/2022 6/22/2022 6/19/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704438 6C 206 SINK HOLE BROKE 1 Maint. Corrective Action 3 Normal 142094 6C CELL 206   01 Work Requested BUILDING & GROUNDS 5/13/2022
704440 7B109 SINK DRIAN WIDENED 1 Maint. Corrective Action 3 Normal 142179 7B CELL 109 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704441 6B 207 SINK HOLE WIDENED 1 Maint. Corrective Action 3 Normal 142071 6B CELL 207   01 Work Requested BUILDING & GROUNDS 5/13/2022
704442 6B 208 SINK HOLE WIDENED 1 Maint. Corrective Action 3 Normal 142072 6B CELL 208   01 Work Requested BUILDING & GROUNDS 5/13/2022
704443 7B109 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142179 7B CELL 109 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704445 6B 209 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142073 6B CELL 209   01 Work Requested BUILDING & GROUNDS 5/13/2022
704446 7B110 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142180 7B CELL 110 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704447 7B201 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142181 7B CELL 201 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704448 7B201 SINK RUNS 1 Maint. Corrective Action 3 Normal 142181 7B CELL 201 6/22/2022 6/22/2022 6/22/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704450 7B202 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142182 7B CELL 202 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704451 7B202 SINK RUNS TOILET PIPE LE 1 Maint. Corrective Action 3 Normal 142182 7B CELL 202 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704452 7B203 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142183 7B CELL 203 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704453 6C 101 SINK/TOILET 1 Maint. Corrective Action 3 Normal 142079 6C CELL 101 6/6/2022 6/6/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704454 7B203 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142183 7B CELL 203 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704456 7B204 DUCT TORN TOILET PIPE LE 1 Maint. Corrective Action 3 Normal 142184 7B CELL 204 6/23/2022 6/23/2022 6/23/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704458 7B205 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142185 7B CELL 205 6/20/2022 6/20/2022 6/22/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704460 7B205 TOILET/SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142185 7B CELL 205 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704461 7B206 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142186 7B CELL 206 6/20/2022 6/20/2022 6/22/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
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704462 7B206 TOILET SINK DUCT 1 Maint. Corrective Action 3 Normal 142186 7B CELL 206 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704463 7B207 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142187 7B CELL 207 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704464 7B207 TOILET PIPE LEAK SINK CL 1 Maint. Corrective Action 3 Normal 142187 7B CELL 207 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704465 7B208 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142188 7B CELL 208 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704466 7B209 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142189 7B CELL 209 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704467 7B209 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142189 7B CELL 209 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704468 6C 102 SINK/ TOILET PIPE 1 Maint. Corrective Action 3 Normal 142080 6C CELL 102 6/8/2022 6/8/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704470 6C 103 SINK/TOILET 1 Maint. Corrective Action 3 Normal 142081 6C CELL 103 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704472 6C 104 TOILET 1 Maint. Corrective Action 3 Normal 142082 6C CELL 104 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704474 7B210 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142190 7B CELL 210 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704477 6C105 TOILET NOT ATTACHED/LEAK 1 Maint. Corrective Action 3 Normal 142083 6C CELL 105 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704479 6C 106 TOILET/SINK 1 Maint. Corrective Action 3 Normal 142084 6C CELL 106 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704480 6C 107 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142085 6C CELL 107 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704482 6C 108 SINK LEAK 1 Maint. Corrective Action 3 Normal 142086 6C CELL 108 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704483 6C 109 SINK CLOGGED 1 Maint. Corrective Action 2 Urgent 142087 6C CELL 109 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704484 6C 110 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142088 6C CELL 110 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704487 6C  201 SINK/ DUCT 1 Maint. Corrective Action 3 Normal 142089 6C CELL 201 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704490 6C 202 SINK/ TOILET 1 Maint. Corrective Action 3 Normal 142090 6C CELL 202 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.75
704491 6C 203 SINK/ TOILET 1 Maint. Corrective Action 3 Normal 142091 6C CELL 203 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704492 6C 204 SINK/ TOILET 1 Maint. Corrective Action 3 Normal 142092 6C CELL 204 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.35
704493 6C 205 SINK/ TOILET 1 Maint. Corrective Action 3 Normal 142093 6C CELL 205 6/9/2022 6/9/2022 6/9/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704494 6C 206 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142094 6C CELL 206 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704496 6C 208 SINK PIPES CORRODED 1 Maint. Corrective Action 3 Normal 142096 6C CELL 208 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704497 6C 209 SINK RUNS/ DUCT TORN 1 Maint. Corrective Action 3 Normal 142097 6C CELL 209 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704498 6A 102 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142033 6A CELL 102   01 Work Requested BUILDING & GROUNDS 5/13/2022
704500 6D 102 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142104 6D CELL 102 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704501 6A 103 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142034 6A CELL 103   01 Work Requested BUILDING & GROUNDS 5/13/2022
704502 6D 103 SINK RUNS 1 Maint. Corrective Action 3 Normal 142105 6D CELL 103 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704503 6A 104 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142035 6A CELL 104   01 Work Requested BUILDING & GROUNDS 5/13/2022
704505 6D 104 SINK 1 Maint. Corrective Action 3 Normal 142106 6D CELL 104 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704506 6A 105 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142036 6A CELL 105   01 Work Requested BUILDING & GROUNDS 5/13/2022
704507 6D 106 SINK 1 Maint. Corrective Action 3 Normal 142108 6D CELL 106 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704509 6D 107 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142109 6D CELL 107 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704510 6A 107 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142038 6A CELL 107   01 Work Requested BUILDING & GROUNDS 5/13/2022
704511 6D 108 WATER ON FLOOR 1 Maint. Corrective Action 2 Urgent 142110 6D CELL 108 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704513 6A 108 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142039 6A CELL 108   01 Work Requested BUILDING & GROUNDS 5/13/2022
704514 6A 109 SINK CRACKED 1 Maint. Corrective Action 4 Low Priority 142040 6A CELL 109   01 Work Requested BUILDING & GROUNDS 5/13/2022
704515 6D 109 SINK/ TOILET 1 Maint. Corrective Action 2 Urgent 142111 6D CELL 109 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1.5
704516 6D 201 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142112 6D CELL 201 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704517 6D 203 DUCT TORN 1 Maint. Corrective Action 3 Normal 142114 6D CELL 203 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704518 6A 210 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142050 6A CELL 210   01 Work Requested BUILDING & GROUNDS 5/13/2022
704519 6D 204 TOILET/ SINK 1 Maint. Corrective Action 3 Normal 142115 6D CELL 204 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.75
704520 6A 209 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142049 6A CELL 209   01 Work Requested BUILDING & GROUNDS 5/13/2022
704521 6D 207 DUCT/SINK/ TOILET 1 Maint. Corrective Action 3 Normal 142118 6D CELL 207 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704522 6D 208 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142119 6D CELL 208 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704523 6D 209 DUCT TORN 1 Maint. Corrective Action 3 Normal 142120 6D CELL 209 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704524 8A 208 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142260 8A CELL 208   01 Work Requested BUILDING & GROUNDS 5/13/2022
704526 8A 210 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142262 8A CELL 210   01 Work Requested BUILDING & GROUNDS 5/13/2022
704527 8A  109 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142252 8A CELL 109   01 Work Requested BUILDING & GROUNDS 5/13/2022
704528 8A 108 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142251 8A CELL 108   01 Work Requested BUILDING & GROUNDS 5/13/2022
704529 8A CELL 107 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142250 8A CELL 107   01 Work Requested BUILDING & GROUNDS 5/13/2022
704530 8A 105 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142248 8A CELL 105   01 Work Requested BUILDING & GROUNDS 5/13/2022
704531 8A 104 SINK DRAIN CRAKCED 1 Maint. Corrective Action 4 Low Priority 142247 8A CELL 104   01 Work Requested BUILDING & GROUNDS 5/13/2022
704534 8A 104 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142247 8A CELL 104   01 Work Requested BUILDING & GROUNDS 5/13/2022
704536 8A 103 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142246 8A CELL 103   01 Work Requested BUILDING & GROUNDS 5/13/2022
704538 8A 102 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142245 8A CELL 102   01 Work Requested BUILDING & GROUNDS 5/13/2022
704540 8A 209 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142261 8A CELL 209   01 Work Requested BUILDING & GROUNDS 5/13/2022
704542 8A 208 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142260 8A CELL 208   01 Work Requested BUILDING & GROUNDS 5/13/2022
704543 8A 207 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142259 8A CELL 207   01 Work Requested BUILDING & GROUNDS 5/13/2022
704544 8A 206 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142258 8A CELL 206   01 Work Requested BUILDING & GROUNDS 5/13/2022
704546 8A 205 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142257 8A CELL 205   01 Work Requested BUILDING & GROUNDS 5/13/2022
704548 8A 205 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142257 8A CELL 205   01 Work Requested BUILDING & GROUNDS 5/13/2022
704552 8A 204 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142256 8A CELL 204   01 Work Requested BUILDING & GROUNDS 5/13/2022
704556 8A 203 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142255 8A CELL 203   01 Work Requested BUILDING & GROUNDS 5/13/2022
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704557 8A 202 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142254 8A CELL 202   01 Work Requested BUILDING & GROUNDS 5/13/2022
704559 8A 201 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142253 8A CELL 201   01 Work Requested BUILDING & GROUNDS 5/13/2022
704560 8B 108 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142274 8B CELL 108   01 Work Requested BUILDING & GROUNDS 5/13/2022
704563 8B 107 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142273 8B CELL 107   01 Work Requested BUILDING & GROUNDS 5/13/2022
704565 8B 106 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142272 8B CELL 106   01 Work Requested BUILDING & GROUNDS 5/13/2022
704566 8B 105 SINK SHOOTS WATER 1 Maint. Corrective Action 4 Low Priority 142271 8B CELL 105 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704568 8B 103 SINK SHOOTS WATER 1 Maint. Corrective Action 4 Low Priority 142269 8B CELL 103 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704570 8B 102 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142268 8B CELL 102   01 Work Requested BUILDING & GROUNDS 5/13/2022
704571 8B 202 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142278 8B CELL 202   01 Work Requested BUILDING & GROUNDS 5/13/2022
704572 8B 203 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142279 8B CELL 203   01 Work Requested BUILDING & GROUNDS 5/13/2022
704573 8B 204 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142280 8B CELL 204   01 Work Requested BUILDING & GROUNDS 5/13/2022
704574 8B 206 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142282 8B CELL 206   01 Work Requested BUILDING & GROUNDS 5/13/2022
704581 8b 207 sink drain cracked 1 Maint. Corrective Action 4 Low Priority 142283 8B CELL 207   01 Work Requested BUILDING & GROUNDS 5/13/2022
704582 8B 208 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142284 8B CELL 208   01 Work Requested BUILDING & GROUNDS 5/13/2022
704584 8B 209 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142285 8B CELL 209   01 Work Requested BUILDING & GROUNDS 5/13/2022
704585 8B 210 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142286 8B CELL 210   01 Work Requested BUILDING & GROUNDS 5/13/2022
704586 8C 101 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142291 8C CELL 101   01 Work Requested BUILDING & GROUNDS 5/13/2022
704587 8C 102 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142292 8C CELL 102   01 Work Requested BUILDING & GROUNDS 5/13/2022
704589 8C 103 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142293 8C CELL 103   01 Work Requested BUILDING & GROUNDS 5/13/2022
704591 8C 104 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142294 8C CELL 104   01 Work Requested BUILDING & GROUNDS 5/13/2022
704592 8C 105 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142295 8C CELL 105   01 Work Requested BUILDING & GROUNDS 5/13/2022
704593 8C 106 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142296 8C CELL 106   01 Work Requested BUILDING & GROUNDS 5/13/2022
704594 8C 107 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142297 8C CELL 107   01 Work Requested BUILDING & GROUNDS 5/13/2022
704595 8C 108 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142298 8C CELL 108   01 Work Requested BUILDING & GROUNDS 5/13/2022
704597 8C 110 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142300 8C CELL 110   01 Work Requested BUILDING & GROUNDS 5/13/2022
704598 8C 210 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142310 8C CELL 210   01 Work Requested BUILDING & GROUNDS 5/13/2022
704600 *8C 208 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142308 8C CELL 208   01 Work Requested BUILDING & GROUNDS 5/13/2022
704601 8C 207 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142307 8C CELL 207   01 Work Requested BUILDING & GROUNDS 5/13/2022
704602 8C 206 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142306 8C CELL 206   01 Work Requested BUILDING & GROUNDS 5/13/2022
704603 8C  205 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142305 8C CELL 205   01 Work Requested BUILDING & GROUNDS 5/13/2022
704604 8C 204 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142304 8C CELL 204   01 Work Requested BUILDING & GROUNDS 5/13/2022
704605 8C 203 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142303 8C CELL 203   01 Work Requested BUILDING & GROUNDS 5/13/2022
704606 7C101  SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142195 7C CELL 101 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704607 7C101 SINK CLOGGED 1 Maint. Corrective Action 3 Normal 142195 7C CELL 101 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704608 8C 202 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142302 8C CELL 202   01 Work Requested BUILDING & GROUNDS 5/13/2022
704609 7C102 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142196 7C CELL 102 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1.25
704610 8C 201 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142301 8C CELL 201   01 Work Requested BUILDING & GROUNDS 5/13/2022
704611 7C103 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142197 7C CELL 103 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1.25
704612 7C104 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142198 7C CELL 104 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704613 8D 109 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142323 8D CELL 109   01 Work Requested BUILDING & GROUNDS 5/13/2022
704614 7C104 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142198 7C CELL 104 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704615 8D 108 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142322 8D CELL 108   01 Work Requested BUILDING & GROUNDS 5/13/2022
704616 7C105 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142199 7C CELL 105 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704617 7C105 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142199 7C CELL 105 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1.25
704618 8D 107 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142321 8D CELL 107   01 Work Requested BUILDING & GROUNDS 5/13/2022
704619 7C106 SINK DRAIN WIDENED 1 Maint. Corrective Action 4 Low Priority 142200 7C CELL 106 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704620 8D 106 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142320 8D CELL 106   01 Work Requested BUILDING & GROUNDS 5/13/2022
704621 8D 105 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142319 8D CELL 105 5/18/2022 5/18/2022 5/18/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704622 *8D 104 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142318 8D CELL 104   01 Work Requested BUILDING & GROUNDS 5/13/2022
704623 7C106 SINK RUNS/ CLOGGED 1 Maint. Corrective Action 3 Normal 142200 7C CELL 106 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704624 8D 103 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142317 8D CELL 103   01 Work Requested BUILDING & GROUNDS 5/13/2022
704625 7C107 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142201 7C CELL 107 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704626 8D 101 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142315 8D CELL 101   01 Work Requested BUILDING & GROUNDS 5/13/2022
704627 7C108 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142202 7C CELL 108 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1.25
704628 7C109 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142203 7C CELL 109 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1.25
704629 8D 201 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142324 8D CELL 201   01 Work Requested BUILDING & GROUNDS 5/13/2022
704630 7C110 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142204 7C CELL 110 6/24/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704631 7C110 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142204 7C CELL 110 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704632 8D 202 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142325 8D CELL 202   01 Work Requested BUILDING & GROUNDS 5/13/2022
704633 7C202 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142206 7C CELL 202 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704634 8D 203 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142326 8D CELL 203   01 Work Requested BUILDING & GROUNDS 5/13/2022
704635 7C203 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142207 7C CELL 203 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704636 8D 204 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142327 8D CELL 204   01 Work Requested BUILDING & GROUNDS 5/13/2022
704637 7C204 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142208 7C CELL 204 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
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704638 7C204 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142208 7C CELL 204 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704639  8D 205 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142328 8D CELL 205   01 Work Requested BUILDING & GROUNDS 5/13/2022
704640 8D 206 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142329 8D CELL 206   01 Work Requested BUILDING & GROUNDS 5/13/2022
704641 7C205 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142209 7C CELL 205 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.3
704642 8D 207 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142330 8D CELL 207   01 Work Requested BUILDING & GROUNDS 5/13/2022
704643 7C205 DUCT TORN 1 Maint. Corrective Action 3 Normal 142209 7C CELL 205 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704644 8D 208 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142331 8D CELL 208   01 Work Requested BUILDING & GROUNDS 5/13/2022
704645 7C206 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142210 7C CELL 206 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704646 8D 210 SINK DRAIN CRACKED 1 Maint. Corrective Action 4 Low Priority 142333 8D CELL 210   01 Work Requested BUILDING & GROUNDS 5/13/2022
704647 7C207 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142211 7C CELL 207 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.6
704649 7C208 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142212 7C CELL 208 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704652 7C209 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142213 7C CELL 209 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704653 7C209 BUTTON STUCK 1 Maint. Corrective Action 3 Normal 142213 7C CELL 209 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704655 7C210 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142214 7C CELL 210 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704657 7C210 DUCT TOILET SINK 1 Maint. Corrective Action 3 Normal 142214 7C CELL 210 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704658 7D101 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142219 7D CELL 101 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704659 7D102 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142220 7D CELL 102 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704660 7D102 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142220 7D CELL 102 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704665 7D103 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142221 7D CELL 103 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704666 7C103 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142221 7D CELL 103 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704667 7D DAYROOM NO CLOCK 1 Maint. Corrective Action 4 Low Priority 142238 UNIT 7 ‐ 7D 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704668 7D104 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142222 7D CELL 104 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704669 7D105 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142223 7D CELL 105 6/17/2022 6/17/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704671 7D105 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142223 7D CELL 105 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704672 7D106 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142224 7D CELL 106 6/24/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704674 7D106 SINK PIPE LEAK 1 Maint. Corrective Action 3 Normal 142224 7D CELL 106 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 1
704675 7D108 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142226 7D CELL 108 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704676 7D109 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142227 7D CELL 109 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704677 7D201 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142228 7D CELL 201 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022
704678 7D202 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142229 7D CELL 202 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704679 7D203 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142230 7D CELL 203 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704680 7D203 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142230 7D CELL 203 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.33
704681 7D204 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142231 7D CELL 204 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704682 7D204 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142231 7D CELL 204 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704683 7D205 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142232 7D CELL 205 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704684 7D206 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142233 7D CELL 206 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.6
704685 7D207 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142234 7D CELL 207 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704686 7D207 DUCT TORN 1 Maint. Corrective Action 3 Normal 142234 7D CELL 207 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704687 7D208 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142235 7D CELL 208 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704688 7D209 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142236 7D CELL 209 6/24/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.45
704689 7D209 TOILET PIPE LEAK 1 Maint. Corrective Action 3 Normal 142236 7D CELL 209 6/17/2022 6/17/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.25
704691 7D210 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 142237 7D CELL 210 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported BUILDING & GROUNDS 5/13/2022 0.5
704692 5A102 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141926 5A CELL 102   01 Work Requested BUILDING & GROUNDS 5/13/2022
704693 5A103 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141927 5A CELL 103   01 Work Requested BUILDING & GROUNDS 5/13/2022
706159 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 5/16/2022 5/16/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 5/16/2022 0.17
706160 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 5/16/2022 5/16/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 5/16/2022 0.17
706161 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 5/16/2022 5/16/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 5/16/2022 0.17
706162 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 5/16/2022 5/16/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 5/16/2022 0.17
706163 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 5/16/2022 5/16/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 5/16/2022 0.17
706164 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 5/16/2022 5/16/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 5/16/2022 0.17
706165 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 5/16/2022 5/16/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 5/16/2022 0.17
706166 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 5/16/2022 5/16/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 5/16/2022 0.17
706167 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141465 WALL UNIT GUARDSHACK 5/16/2022 5/16/2022   50 Work in Progress HVAC 5/16/2022
706168 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141466 WALL UNIT ARMORY 5/16/2022 5/16/2022   50 Work in Progress HVAC 5/16/2022
706169 WALL AC UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141467 WALL UNIT SORT 5/16/2022 5/16/2022   50 Work in Progress HVAC 5/16/2022
706170 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 1
706171 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 1.75
706172 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported FIRE 5/16/2022 2.5
706173 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141507 WASHER 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported LAUNDRY 5/16/2022 0.5
706174 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported LAUNDRY 5/16/2022 0.5
706175 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported LAUNDRY 5/16/2022 0.5
706176 DRYER ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported LAUNDRY 5/16/2022 0.45
706177 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported LAUNDRY 5/16/2022 0.5
706178 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported LAUNDRY 5/16/2022 0.3
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706179 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported LAUNDRY 5/16/2022 0.3
706180 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported LAUNDRY 5/16/2022 0.3
706181 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141524 XRAY INTAKE 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported SECURITY 5/16/2022 1
706182 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 5/16/2022 5/16/2022 5/17/2022   80 Completion Reported UTILITY 5/16/2022 0.3
706183 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 0.3
706184 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported KITCHEN 5/16/2022 0.4
706185 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported KITCHEN 5/16/2022 0.45
706186 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 0.45
706187 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 0.9
706188 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 0.3
706189 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 0.3
706190 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 0.3
706191 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported KITCHEN 5/16/2022 2.5
706192 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141716 FIRE EXTINGUISHER 5/16/2022 5/16/2022 6/15/2022   80 Completion Reported FIRE 5/16/2022 0.25
706193 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141717 FIRE EXTINGUISHER 5/16/2022 5/16/2022 6/15/2022   80 Completion Reported FIRE 5/16/2022 0.25
706194 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported KITCHEN 5/16/2022 0.45
706195 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141765 SLIDER C12 DOOR 5/16/2022 5/16/2022 5/25/2022   80 Completion Reported SECURITY 5/16/2022 1
706196 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141765 SLIDER C12 DOOR 5/16/2022 5/16/2022 5/25/2022   80 Completion Reported SECURITY 5/16/2022 1
706197 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141766 SLIDER C12 5/16/2022 5/16/2022 5/25/2022   80 Completion Reported SECURITY 5/16/2022 1
706198 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141766 SLIDER C12 5/16/2022 5/16/2022 5/25/2022   80 Completion Reported SECURITY 5/16/2022 1
706199 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141835 SLIDER C10 HALLWAY 37 5/16/2022 5/16/2022 5/25/2022   80 Completion Reported SECURITY 5/16/2022 1
706200 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141835 SLIDER C10 HALLWAY 37 5/16/2022 5/16/2022 5/25/2022   80 Completion Reported SECURITY 5/16/2022 1
706201 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141854 WASHER 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported LAUNDRY 5/16/2022 0.5
706202 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141855 WASHER 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported LAUNDRY 5/16/2022 0.5
706203 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141856 WASHER 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported LAUNDRY 5/16/2022 0.5
706204 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141922 IDF 5/6 FLOOR 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported SECURITY 5/16/2022 0.5
706205 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 0.45
706206 SEWAGE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142348 GRINDER 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 0.75
707951 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 5/16/2022 5/16/2022 5/17/2022   80 Completion Reported UTILITY 5/16/2022 1
707952 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 5/16/2022 5/16/2022 5/17/2022   80 Completion Reported UTILITY 5/16/2022 0.5
707953 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 0.5
707954 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 0.75
707955 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported UTILITY 5/16/2022 0.75
707956 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported FIRE 5/16/2022 0.75
707962 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164783 IDF 1/2 FLOOR 5/16/2022 5/16/2022 5/19/2022   80 Completion Reported SECURITY 5/16/2022 0.5
707963 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164784 IDF CENTRAL CONTROL 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported SECURITY 5/16/2022 1
707964 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164785 IDF 7/8 FLOOR 5/16/2022 5/16/2022 5/18/2022   80 Completion Reported SECURITY 5/16/2022 0.5
707965 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164786 MDF / MILESTONE ROOM 5/16/2022 5/16/2022 5/19/2022   80 Completion Reported SECURITY 5/16/2022 3.25
708059 Kettle leaking 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 5/16/2022 5/16/2022 5/16/2022   80 Completion Reported BUILDING & GROUNDS 5/16/2022 0.3
708064 Ice Scoop 1 Maint. Corrective Action 3 Normal 141728 ICE MACHINE WEST SIDE 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported KITCHEN 5/16/2022 0.35
708425 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708426 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708427 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708428 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708429 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708430 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708431 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708432 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141603 ROOFTOP UNIT 4 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708433 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141604 ROOFTOP UNIT 4 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708434 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141614 EXHAUST FAN 5 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708435 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141615 EXHAUST FAN 6 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708436 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708437 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708438 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708439 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141724 EXHAUST FAN KITCHEN HOOD 1A 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708440 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141725 EXHAUST FAN KITCHEN HOOD 1B 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708441 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708442 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708443 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.16
708444 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708445 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708446 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708447 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708448 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141840 EXHAUST FAN 1 2A 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
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708449 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141841 EXHAUST FAN 2 2A 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708450 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708451 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708452 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141863 ROOFTOP UNIT 4 HALL 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708453 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141864 ROOFTOP UNIT 4A 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708454 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708455 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141887 ROOFTOP UNIT 5 HALL 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708456 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141888 ROOFTOP UNIT 5 HALL 2 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708457 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708458 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708459 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708460 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708461 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708462 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708463 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708464 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708465 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708466 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708467 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708468 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708469 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708470 DUCTLESS SPLIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 5/17/2022 5/17/2022   50 Work in Progress HVAC 5/17/2022
708471 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 5/17/2022 5/17/2022 5/20/2022   80 Completion Reported SECURITY 5/17/2022 0.08
708802 1B208 TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 141810 1B CELL 208 5/17/2022 5/17/2022 5/17/2022   80 Completion Reported BUILDING & GROUNDS 5/17/2022 0.3
708853 5A104 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141928 5A CELL 104   01 Work Requested BUILDING & GROUNDS 5/17/2022
708855 5A105 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141929 5A CELL 105   01 Work Requested BUILDING & GROUNDS 5/17/2022
708856 5A106 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141930 5A CELL 106   01 Work Requested BUILDING & GROUNDS 5/17/2022
708858 5A107 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141931 5A CELL 107   01 Work Requested BUILDING & GROUNDS 5/17/2022
708860 5A109 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141933 5A CELL 109   01 Work Requested BUILDING & GROUNDS 5/17/2022
708862 5A201 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141934 5A CELL 201   01 Work Requested BUILDING & GROUNDS 5/17/2022
708863 5A202 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141935 5A CELL 202   01 Work Requested BUILDING & GROUNDS 5/17/2022
708864 5A203 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141936 5A CELL 203   01 Work Requested BUILDING & GROUNDS 5/17/2022
708865 5A204 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141937 5A CELL 204   01 Work Requested BUILDING & GROUNDS 5/17/2022
708870 5A205 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141938 5A CELL 205   01 Work Requested BUILDING & GROUNDS 5/17/2022
708872 5A206 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141939 5A CELL 206   01 Work Requested BUILDING & GROUNDS 5/17/2022
708873 5A207 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141940 5A CELL 207   01 Work Requested BUILDING & GROUNDS 5/17/2022
708874 5A208 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141941 5A CELL 208   01 Work Requested BUILDING & GROUNDS 5/17/2022
708875 5A209 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141942 5A CELL 209   01 Work Requested BUILDING & GROUNDS 5/17/2022
708876 5A210 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141943 5A CELL 210   01 Work Requested BUILDING & GROUNDS 5/17/2022
708902 5B105 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141952 5B CELL 105   01 Work Requested BUILDING & GROUNDS 5/17/2022
708907 5B107 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141954 5B CELL 107   01 Work Requested BUILDING & GROUNDS 5/17/2022
708911 5B110 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141957 5B CELL 110   01 Work Requested BUILDING & GROUNDS 5/17/2022
708914 5B201 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141958 5B CELL 201   01 Work Requested BUILDING & GROUNDS 5/17/2022
708915 5B202 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141959 5B CELL 202   01 Work Requested BUILDING & GROUNDS 5/17/2022
708916 5B204 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141961 5B CELL 204   01 Work Requested BUILDING & GROUNDS 5/17/2022
708918 5B205 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141962 5B CELL 205   01 Work Requested BUILDING & GROUNDS 5/17/2022
708919 5B206 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141963 5B CELL 206   01 Work Requested BUILDING & GROUNDS 5/17/2022
708920 5B207 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141964 5B CELL 207   01 Work Requested BUILDING & GROUNDS 5/17/2022
708921 5B208 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141965 5B CELL 208   01 Work Requested BUILDING & GROUNDS 5/17/2022
708922 5C103 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141974 5C CELL 103   01 Work Requested BUILDING & GROUNDS 5/17/2022
708923 5C104 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141975 5C CELL 104   01 Work Requested BUILDING & GROUNDS 5/17/2022
708924 5C105 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141976 5C CELL 105   01 Work Requested BUILDING & GROUNDS 5/17/2022
708925 5C106 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141977 5C CELL 106   01 Work Requested BUILDING & GROUNDS 5/17/2022
708926 5C107 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141978 5C CELL 107   01 Work Requested BUILDING & GROUNDS 5/17/2022
708928 5C202 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141983 5C CELL 202   01 Work Requested BUILDING & GROUNDS 5/17/2022
708929 5C203 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141984 5C CELL 203   01 Work Requested BUILDING & GROUNDS 5/17/2022
708931 5C206 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141987 5C CELL 206   01 Work Requested BUILDING & GROUNDS 5/17/2022
708947 5C207 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141988 5C CELL 207   01 Work Requested BUILDING & GROUNDS 5/17/2022
708948 5C208 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141989 5C CELL 208   01 Work Requested BUILDING & GROUNDS 5/17/2022
708949 5C209 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141990 5C CELL 209   01 Work Requested BUILDING & GROUNDS 5/17/2022
708950 5C210 SINK DRAIN WIDENED 1 Maint. Corrective Action 3 Normal 141991 5C CELL 210   01 Work Requested BUILDING & GROUNDS 5/17/2022
708951 8C108 FLOOR NEEDS CAULKING 1 Maint. Corrective Action 3 Normal 142298 8C CELL 108 5/18/2022 5/18/2022 5/18/2022   80 Completion Reported BUILDING & GROUNDS 5/17/2022 0.4
708952 8C109 FLOOR NEEDS CAULKING 1 Maint. Corrective Action 3 Normal 142299 8C CELL 109 5/24/2022   80 Completion Reported BUILDING & GROUNDS 5/17/2022 0.4
708953 8C110 FLOOR NEEDS CAULKING 1 Maint. Corrective Action 3 Normal 142300 8C CELL 110 5/18/2022 5/18/2022 5/18/2022   80 Completion Reported BUILDING & GROUNDS 5/17/2022 0.4
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709099 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 5/18/2022 5/18/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.17
709100 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 5/18/2022 5/18/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.17
709101 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 5/18/2022 5/18/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.17
709102 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 5/18/2022 5/18/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.17
709103 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 5/18/2022 5/18/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.17
709104 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 5/18/2022 5/18/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.17
709105 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 5/18/2022 5/18/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.17
709106 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 5/18/2022 5/18/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.17
709532 6D 102 SINK runs 1 Maint. Corrective Action 3 Normal 142104 6D CELL 102 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.33
709546 6A 106 SINK stuck button 1 Maint. Corrective Action 3 Normal 142037 6A CELL 106 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.45
709550 6A 205 SINK button stuck 1 Maint. Corrective Action 3 Normal 142045 6A CELL 205 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.45
709577 8A 101 toilet  water off 1 Maint. Corrective Action 3 Normal 142245 8A CELL 102 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022
709602 8A 207 sink running 1 Maint. Corrective Action 3 Normal 142259 8A CELL 207 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.45
709605 8B 108 out of service 1 Maint. Corrective Action 3 Normal 142274 8B CELL 108 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.45
709609 8B 104 toilet button leaks 1 Maint. Corrective Action 3 Normal 142270 8B CELL 104 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.5
709612 8B 202 toilet hard to flush 1 Maint. Corrective Action 3 Normal 142278 8B CELL 202 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.5
709614 8B 206 the sink is clogged 1 Maint. Corrective Action 3 Normal 142282 8B CELL 206 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.35
709615 8B 210 ligth problem 1 Maint. Corrective Action 3 Normal 142286 8B CELL 210 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.3
709616 8B 203 toilet hard to flush 1 Maint. Corrective Action 3 Normal 142303 8C CELL 203 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 5/18/2022 0.45
709812 DUCTLESS SPLIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 5/19/2022 5/19/2022   50 Work in Progress HVAC 5/19/2022
709813 DUCTLESS SPLIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 5/19/2022 5/19/2022   50 Work in Progress HVAC 5/19/2022
709814 DUCTLESS SPLIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 5/19/2022 5/19/2022   50 Work in Progress HVAC 5/19/2022
709815 DUCTLESS SPLIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 5/19/2022 5/19/2022   50 Work in Progress HVAC 5/19/2022
709816 DUCTLESS SPLIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 5/19/2022 5/19/2022   50 Work in Progress HVAC 5/19/2022
709817 DUCTLESS SPLIT ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 5/19/2022 5/19/2022   50 Work in Progress HVAC 5/19/2022
710296 5C103HOTWATER 1 Maint. Corrective Action 3 Normal 141974 5C CELL 103 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/19/2022 0.25
710300 5B AC adjustment 1 Maint. Corrective Action 3 Normal 141968 UNIT 5 ‐ 5B 5/19/2022 5/19/2022 5/19/2022   80 Completion Reported BUILDING & GROUNDS 5/19/2022 0.45
711757 INTERCOM INSPECT PER WARDEN 1 Maint. Corrective Action 3 Normal 141444 FACILITY GROUNDS 5/20/2022 5/20/2022 5/20/2022   80 Completion Reported BUILDING & GROUNDS 5/20/2022 5
711761 INTERCOM REPAIRS 1 Maint. Corrective Action 3 Normal 141444 FACILITY GROUNDS 5/20/2022 5/20/2022 5/20/2022   80 Completion Reported BUILDING & GROUNDS 5/20/2022
711939 1A 103 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141773 1A CELL 103 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/22/2022 0.25
711940 1A 104 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141774 1A CELL 104 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/22/2022 0.25
711941 1A 107 SINK 1 Maint. Corrective Action 3 Normal 141777 1A CELL 107 5/26/2022 5/26/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/22/2022 0.45
711942 1A 109 TOILET BUTTON 1 Maint. Corrective Action 3 Normal 141779 1A CELL 109 5/26/2022 5/26/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/22/2022 0.6
711943 1A 210 SINK 1 Maint. Corrective Action 3 Normal 141789 1A CELL 210   45 Pending BUILDING & GROUNDS 5/22/2022
712731 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 5/23/2022 5/23/2022 5/26/2022   80 Completion Reported UTILITY 5/23/2022 1.5
712732 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported UTILITY 5/23/2022 1.75
712733 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported LAUNDRY 5/23/2022 0.3
712734 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported LAUNDRY 5/23/2022 0.3
712735 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported LAUNDRY 5/23/2022 0.3
712736 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141537 GAS WATER HEATER 5/23/2022 5/23/2022 6/1/2022   80 Completion Reported UTILITY 5/23/2022 0.75
712737 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported UTILITY 5/23/2022 0.4
712738 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported UTILITY 5/23/2022 0.3
712739 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141572 WATER HEATER AB3 5/23/2022 5/23/2022 6/1/2022   80 Completion Reported UTILITY 5/23/2022 0.75
712740 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported KITCHEN 5/23/2022 0.3
712741 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported UTILITY 5/23/2022 0.3
712742 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported UTILITY 5/23/2022 0.3
712743 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported UTILITY 5/23/2022 0.2
712744 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported UTILITY 5/23/2022 0.2
712745 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 5/23/2022 5/23/2022 6/1/2022   80 Completion Reported UTILITY 5/23/2022 0.45
712746 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141702 SLIDER A17 5/23/2022 5/23/2022 5/25/2022   80 Completion Reported SECURITY 5/23/2022 1
712747 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141702 SLIDER A17 5/23/2022 5/23/2022 5/25/2022   80 Completion Reported SECURITY 5/23/2022 1
712748 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141703 SLIDER A21 5/23/2022 5/23/2022 5/25/2022   80 Completion Reported SECURITY 5/23/2022 1
712749 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141703 SLIDER A21 5/23/2022 5/23/2022 5/25/2022   80 Completion Reported SECURITY 5/23/2022 1
712750 SLIDER GATE ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141704 SLIDER C20 5/23/2022 5/23/2022 5/25/2022   80 Completion Reported SECURITY 5/23/2022 1
712751 SLIDER GATE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141704 SLIDER C20 5/23/2022 5/23/2022 5/25/2022   80 Completion Reported SECURITY 5/23/2022 1
712752 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported UTILITY 5/23/2022 0.3
713692 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 5/23/2022 5/23/2022 5/24/2022   80 Completion Reported UTILITY 5/23/2022 1
713693 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported UTILITY 5/23/2022 0.5
713694 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 5/23/2022 5/23/2022 5/23/2022   80 Completion Reported UTILITY 5/23/2022 0.5
713695 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 5/23/2022 5/23/2022 5/25/2022   80 Completion Reported UTILITY 5/23/2022 1
713696 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 5/23/2022 5/23/2022 5/26/2022   80 Completion Reported UTILITY 5/23/2022 1
713697 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 5/23/2022 5/23/2022 5/24/2022   80 Completion Reported FIRE 5/23/2022 1
714146 7B DAYROOM PHONES 1 Maint. Corrective Action 3 Normal 142191 UNIT 7 ‐ 7B 6/1/2022   80 Completion Reported BUILDING & GROUNDS 5/23/2022 0.08
714235 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
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714236 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714237 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714238 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714239 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714240 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714241 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714242 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714243 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714244 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714245 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714246 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714247 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714248 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714249 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714250 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714251 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714252 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141866 EXHAUST FAN AAEFSOUTH 5/24/2022 5/24/2022   50 Work in Progress HVAC 5/24/2022
714253 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714254 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141889 EXHAUST FAN 5 E1 5/24/2022 5/24/2022   50 Work in Progress HVAC 5/24/2022
714255 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714256 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141924 EXHAUST FAN 5A 5/24/2022 5/24/2022   50 Work in Progress HVAC 5/24/2022
714257 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141946 EXHAUST FAN 5B 5/24/2022 5/24/2022   50 Work in Progress HVAC 5/24/2022
714258 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141947 EXHAUST FAN 5B 5/24/2022 5/24/2022   50 Work in Progress HVAC 5/24/2022
714259 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714260 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714261 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142124 ROOFTOP UNIT 7 HALL 1 5/24/2022 5/24/2022   50 Work in Progress HVAC 5/24/2022
714262 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142125 ROOFTOP UNIT 7 HALL 2 5/24/2022 5/24/2022   50 Work in Progress HVAC 5/24/2022
714263 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714264 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142146 ROOFTOP UNIT 7A 5/24/2022 5/24/2022   50 Work in Progress HVAC 5/24/2022
714265 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142169 ROOFTOP UNIT 7B 5/24/2022 5/24/2022   50 Work in Progress HVAC 5/24/2022
714266 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142193 ROOFTOP UNIT 7C 5/24/2022 5/24/2022   50 Work in Progress HVAC 5/24/2022
714267 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142217 ROOFTOP UNIT 7D 5/24/2022 5/24/2022   50 Work in Progress HVAC 5/24/2022
714268 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 5/24/2022 5/24/2022 5/24/2022   80 Completion Reported SECURITY 5/24/2022 0.08
714659 8D105 Seat anchor off wall 1 Maint. Corrective Action 3 Normal 142319 8D CELL 105   50 Work in Progress BUILDING & GROUNDS 5/24/2022
714901 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 5/25/2022 5/25/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/25/2022 0.17
714902 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 5/25/2022 5/25/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/25/2022 0.17
714903 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 5/25/2022 5/25/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/25/2022 0.17
714904 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 5/25/2022 5/25/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/25/2022 0.17
714905 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 5/25/2022 5/25/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/25/2022 0.17
714906 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 5/25/2022 5/25/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/25/2022 0.17
714907 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 5/25/2022 5/25/2022 6/1/2022   80 Completion Reported BUILDING & GROUNDS 5/25/2022 6
714908 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 5/25/2022 5/25/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/25/2022 1.5
714909 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141500 COMPACTOR OPERATOR 5/25/2022 5/25/2022 6/15/2022   80 Completion Reported GENERAL 5/25/2022 1
714910 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141501 TRASH COMPACTOR 1 5/25/2022 5/25/2022 6/15/2022   80 Completion Reported GENERAL 5/25/2022 1
714911 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 5/25/2022 5/25/2022   50 Work in Progress UTILITY 5/25/2022
714912 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 5/25/2022 5/25/2022   50 Work in Progress UTILITY 5/25/2022
715478 TIME CLOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141721 TIME CLOCK 5/26/2022 5/26/2022 6/24/2022   80 Completion Reported GENERAL 5/26/2022 0.25
715875 1A101SINK 1 Maint. Corrective Action 3 Normal 141771 1A CELL 101 5/26/2022 5/26/2022 5/26/2022   80 Completion Reported BUILDING & GROUNDS 5/26/2022 0.8
715910 HR 101 CLOGGED TOILET 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported BUILDING & GROUNDS 5/26/2022 3
715911 HR 102/103 HOT WTR NOT WORKING 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/26/2022 0.25
715913 ANCHOR LIDS TO TRASH CANS (4) 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/26/2022 1
716958 Soap dispenser in bathroom 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN)   45 Pending BUILDING & GROUNDS 5/27/2022
716959 Deep cleaning station 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported BUILDING & GROUNDS 5/27/2022 0.5
716960 Deep cleaning station 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported BUILDING & GROUNDS 5/27/2022 0.5
716961 Deep cleaning station 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 5/27/2022 0.25
716962 Steam Table 1 Maint. Corrective Action 2 Urgent 141736 STEAM TABLE WESTSIDE 6 SLOT 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported KITCHEN 5/27/2022 4
717824 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 5/30/2022 5/30/2022 6/1/2022   80 Completion Reported UTILITY 5/30/2022 2
717825 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 5/30/2022 5/30/2022 6/1/2022   80 Completion Reported UTILITY 5/30/2022 1.25
717826 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 5/30/2022 5/30/2022 5/31/2022   80 Completion Reported LAUNDRY 5/30/2022 0.35
717827 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 5/30/2022 5/30/2022 5/31/2022   80 Completion Reported LAUNDRY 5/30/2022 0.35
717828 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 5/30/2022 5/30/2022 6/1/2022   80 Completion Reported LAUNDRY 5/30/2022 0.35
717829 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 5/30/2022 5/30/2022 5/31/2022   80 Completion Reported UTILITY 5/30/2022 0.35
717830 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 5/30/2022 5/30/2022 5/31/2022   80 Completion Reported UTILITY 5/30/2022 0.35
717831 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 5/30/2022 5/30/2022 5/31/2022   80 Completion Reported KITCHEN 5/30/2022 0.3
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717832 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 5/30/2022 5/30/2022 6/2/2022   80 Completion Reported UTILITY 5/30/2022 0.3
717833 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 5/30/2022 5/30/2022 5/31/2022   80 Completion Reported UTILITY 5/30/2022 0.3
717834 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 5/30/2022 5/30/2022 5/31/2022   80 Completion Reported UTILITY 5/30/2022 0.25
717835 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 5/30/2022 5/30/2022 5/31/2022   80 Completion Reported UTILITY 5/30/2022 0.2
717836 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 5/30/2022 5/30/2022 5/31/2022   80 Completion Reported UTILITY 5/30/2022 0.25
717837 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 5/30/2022 5/30/2022 5/31/2022   80 Completion Reported UTILITY 5/30/2022 0.25
718673 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 5/30/2022 5/30/2022 6/1/2022   80 Completion Reported UTILITY 5/30/2022 2.5
718674 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 5/30/2022 5/30/2022 6/1/2022   80 Completion Reported UTILITY 5/30/2022 0.5
718675 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 5/30/2022 5/30/2022 6/1/2022   80 Completion Reported UTILITY 5/30/2022 0.5
718676 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 5/30/2022 5/30/2022 6/1/2022   80 Completion Reported UTILITY 5/30/2022 0.75
718677 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 5/30/2022 5/30/2022 6/1/2022   80 Completion Reported UTILITY 5/30/2022 0.75
718678 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 5/30/2022 5/30/2022 6/1/2022   80 Completion Reported FIRE 5/30/2022 0.75
718926 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 5/31/2022 5/31/2022 6/2/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718927 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 5/31/2022 5/31/2022 6/2/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718928 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718929 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718930 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718931 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718932 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718933 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718934 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718935 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718936 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718937 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718938 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718939 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718940 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718941 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718942 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718943 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718944 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718945 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718946 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718947 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
718948 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported SECURITY 5/31/2022 0.08
719140 5B AC issue 1 Maint. Corrective Action 2 Urgent 141968 UNIT 5 ‐ 5B 5/31/2022 5/31/2022 5/31/2022   80 Completion Reported BUILDING & GROUNDS 5/31/2022 0.9
723339 ROAD & LOT MAINT. ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141444 FACILITY GROUNDS 6/1/2022 6/1/2022   50 Work in Progress BUILDING & GROUNDS 6/1/2022
723340 NOISE SURVEY ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141444 FACILITY GROUNDS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 1.5
723341 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 6/1/2022 6/1/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.17
723342 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 6/1/2022 6/1/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.5
723343 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.25
723344 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 6/1/2022 6/1/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.17
723345 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 6/1/2022 6/1/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.25
723346 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.25
723347 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.33
723348 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.25
723349 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 6/1/2022 6/1/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.17
723350 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.33
723351 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.25
723352 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/1/2022 6/1/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.17
723353 ELECTRIC LOCK ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/1/2022 6/1/2022   50 Work in Progress BUILDING & GROUNDS 6/1/2022
723354 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 6/1/2022 6/1/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.25
723355 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.25
723356 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 6/1/2022 6/1/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.17
723357 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.33
723358 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.25
723359 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 6/1/2022 6/1/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.17
723360 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.25
723361 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.33
723362 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 6/1/2022 6/1/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.17
723363 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 6/1/2022 6/1/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.25
723364 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 6/8/2022 6/8/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.25
723365 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 6/1/2022 6/1/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.17
723366 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141463 HEATER UNIT TRANSCOR 6/1/2022 6/1/2022   50 Work in Progress HVAC 6/1/2022
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723367 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141464 HEATER UNIT SORT 6/1/2022 6/1/2022   50 Work in Progress HVAC 6/1/2022
723368 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141471 HEATER 6/1/2022 6/1/2022   50 Work in Progress HVAC 6/1/2022
723369 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141475 PANEL EHW ON LEFT 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723370 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141476 PANEL ELW ON RIGHT 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723371 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported UTILITY 6/1/2022 2
723372 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 6/1/2022 6/1/2022 6/7/2022   80 Completion Reported KITCHEN 6/1/2022 1
723373 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 6/1/2022 6/1/2022 6/7/2022   80 Completion Reported KITCHEN 6/1/2022 1
723374 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141494 ROLLUP A23 SALLYPORT 6/1/2022 6/1/2022   50 Work in Progress SECURITY 6/1/2022
723375 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141495 ROLLUP P6 WHSE 6/1/2022 6/1/2022   50 Work in Progress SECURITY 6/1/2022
723376 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141517 PANEL GE VOLTAGE 277/480 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723377 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141518 PANEL GL VOLTAGE 120/208 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723378 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141519 PANEL GL VOLTAGE 277/480 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723379 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141520 PNL 4EMG 277/480V 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723380 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141536 PNL M‐1 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723381 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141543 ROLLUP WINDOW M2 A WAITING RM 6/1/2022 6/1/2022 6/23/2022   80 Completion Reported SECURITY 6/1/2022 2.5
723382 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141544 ROLLUP WINDOW M2 B WAITING RM 6/1/2022 6/1/2022 6/23/2022   80 Completion Reported SECURITY 6/1/2022 2.5
723383 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141545 ROLLUP WINDOW M21 PHARMACY 6/1/2022 6/1/2022 6/23/2022   80 Completion Reported SECURITY 6/1/2022 2.5
723384 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 6/1/2022 6/1/2022 6/29/2022   80 Completion Reported SECURITY 6/1/2022 2
723385 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141554 HEATER AB1 6/1/2022 6/1/2022   50 Work in Progress HVAC 6/1/2022
723386 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141555 A10 PNL‐LC‐S2 120/208 3PH #2 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723387 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141556 A11 480 TRANSFORMER #T2 NORTH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723388 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141557 A12 PNL‐HC 277‐480 3PH #1 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723389 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141558 A5 PNL CP 120‐208‐3PH #10 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723390 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141559 A6 PNL‐LC‐S2 #6 FIRE ALARM 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723391 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141560 A7 PNL‐LC‐S2 PLC #5 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723392 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141561 A8 TX‐CP‐4800/120‐205V #T3 WES 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723393 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141562 A9 PNL‐LC‐S1‐120/200 3PH #3 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723394 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141563 AE2 NO MARKINGS 6 OUTLET PANEL 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723395 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141565 AE3 PNL‐ELC‐120/208V 3PH #8 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723396 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141566 AE3 PNL‐ELC‐120/208V 3PH SPD 7 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723397 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141567 AE4 PNLEHC 277‐480 3PH #9 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723398 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141574 ELECTRIC HEATER 6/1/2022 6/1/2022   50 Work in Progress HVAC 6/1/2022
723399 ELECT. WATER HEATER‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141581 ELECTRIC WATER HEATER 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723400 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141582 PNL EHG 277/480V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723401 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141583 PNL HG 277/480V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723402 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141584 PNL LG 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723403 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141585 PNLELG 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723404 DRAINS ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 6/1/2022 6/1/2022 6/5/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.75
723405 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141634 250C 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723406 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141635 PANEL 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723407 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141636 PANEL EH‐1 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723408 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141637 PANEL EHDP 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723409 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141638 PANEL EL‐1 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723410 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141639 PANEL HC‐1 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723411 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141640 PANEL HI 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723412 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141641 PANEL L1‐SECTION 1 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723413 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141642 PANEL L1‐SECTION 2 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723414 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141643 PANEL LDP 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723415 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141644 SWITCHBOARD 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723416 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141645 SWITCHBOARD 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723417 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141646 SWITCHBOARD 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723418 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141647 SWITCHBOARD 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723419 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141648 TRANSFER SYSTEM 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723420 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141649 TRANSFER SYSTEM 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723421 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141650 TRANSFORMER 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723422 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141651 TRANSFORMER 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723423 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141652 UPS DISCONNECT 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723424 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141653 1 OF 2 MAIN POWER SHUTOFFS 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723425 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141654 1 OF 3 MAIN POWER SHUTOFFS 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723426 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141655 2 OF 3 MAIN POWER SHUTOFFS 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723427 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141656 3 OF 3 MAIN POWER SHUTOFFS 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723428 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141657 CCTV SURGE PROTECTION BOX 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723429 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141658 ELECTRICAL 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723430 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141659 ELECTRICAL PANEL EL‐3‐51 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
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723431 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141660 INTERCOM NEXT TO WHSE OFFICE 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723432 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141661 LOCK CONTROL 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723433 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141662 PANEL PNL‐ELK‐51 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723434 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141663 PANEL PNL‐ELK‐52 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723435 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141664 PANEL PNL‐H3 277/480V 3PH‐4W 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723436 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141665 PANEL PNL‐L3 120/208V 3PH‐4W 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723437 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141666 PANEL SECURITY PRL‐7 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723438 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141667 TRANSFER SWITCHES 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723439 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141668 TRANSFORMER 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723440 UPS ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141669 SMART UPS 2200 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723441 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723442 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723443 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported UTILITY 6/1/2022 0.4
723444 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported UTILITY 6/1/2022 0.4
723445 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported UTILITY 6/1/2022 0.2
723446 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported UTILITY 6/1/2022 0.25
723447 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported UTILITY 6/1/2022 0.25
723448 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 6/1/2022 6/1/2022   50 Work in Progress FIRE 6/1/2022
723449 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 6/1/2022 6/1/2022 6/18/2022   80 Completion Reported FIRE 6/1/2022 2
723450 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 6/1/2022 6/1/2022 6/18/2022   80 Completion Reported FIRE 6/1/2022 2
723451 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141755 LOCKING CONTROL INTERCOM 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723452 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141756 PANEL EH2 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723453 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141757 PANEL EL2 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723454 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141758 PANEL ESL2 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723455 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141759 PANEL H2 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723456 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141760 PANEL HDC2 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723457 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141761 PANEL L2 SECTION 1 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723458 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141762 PANEL L2 SECTION 2 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723459 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141763 TRANSFORMER 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723460 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141764 TRANSFORMER 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723461 OVERHEAD DOOR ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141838 ROLLUP WINDOW HALLWAY 32A 6/1/2022 6/1/2022   50 Work in Progress SECURITY 6/1/2022
723462 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141892 INTERCOM 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723463 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141893 INTERCOM 5 FLOOR 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723464 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141894 LOCK CONTROL 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723465 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141895 LOCK CONTROL 5 FLOOR 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723466 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141896 PANEL CP 120/280V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723467 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141897 PANEL EH4‐SECT‐1 277/480V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723468 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141898 PANEL PNL EHC 277/480V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723469 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141899 PANEL PNL ELC 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723470 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141900 PANEL PNL‐EH4‐S2 277/408V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723471 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141901 PANEL PNL‐EL4‐S2 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723472 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141902 PANEL PNL‐ELA‐S1 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723473 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141903 PANEL PNL‐H4‐51 277/480V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723474 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141904 PANEL PNL‐L4‐52 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723475 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141905 PANEL PNL‐L5‐S1 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723476 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141906 PANEL H4‐52 277/480 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723477 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141907 PNL HC 277/480 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723478 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141908 PNL LC S1 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723479 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141909 PNL LC S2 #3 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723480 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141910 PNL LC S2 120/208V 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723481 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141911 UPS BREAKER BOX 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723482 ELECT. WATER HEATER‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142018 WATER HEATER 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723483 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142019 PNL H1 277/480V 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723484 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142020 PNL L1 277/480V 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723485 WATER SOFTENER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported UTILITY 6/1/2022 0.4
723486 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142128 INTERCOM 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723487 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142129 LOCK CONTROL 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723488 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142130 PANEL PNL‐EH5‐S1 277/480V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723489 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142131 PANEL PNL‐EH5‐S2 277/480V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723490 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142132 PANEL PNL‐EL4‐S1 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723491 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142133 PANEL PNL‐EL4‐S2 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723492 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142134 PANEL PNL‐H5‐S1 277/480V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723493 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142135 PANEL PNL‐H5‐S2 277/480 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723494 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142136 PANEL PNL‐L4S1 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
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723495 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142137 PANEL PNL‐L4S2 120/208V 3PH 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723496 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142138 UPS PANEL 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723497 UPS ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142139 UPS 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723498 ELECT. UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142336 HEATER ELECTRIC 6/1/2022 6/1/2022   50 Work in Progress HVAC 6/1/2022
723499 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142337 PNL EHP 277/480V 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
723500 ELECTRIC PANELBOARD ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142338 PNL ELP 120/280V 6/1/2022 6/1/2022   50 Work in Progress UTILITY 6/1/2022
724898 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported UTILITY 6/1/2022 2.5
725163 5A AIR CONDITIONER 1 Maint. Corrective Action 3 Normal 141923 ROOFTOP UNIT 5A 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported HVAC 6/1/2022 0.6
725178 7C106 Repair intercom 1 Maint. Corrective Action 3 Normal 142200 7C CELL 106 7/20/2022 7/20/2022 5/31/2022 Parts arrived 5/27/22 80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.35
725180 7C206 InterCom repair 1 Maint. Corrective Action 3 Normal 142210 7C CELL 206 5/20/2022 5/20/2022 6/1/2022 parts arrive 5‐27‐22 80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.35
725183 7A208 Intercom Repair 1 Maint. Corrective Action 3 Normal 142164 7A CELL 208 5/20/2022 5/20/2022 5/31/2022 parts arrived 5/27/22 80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.35
725189 6A101 intercom issue 1 Maint. Corrective Action 3 Normal 142032 6A CELL 101 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.45
725296 5B107TOILET 1 Maint. Corrective Action 2 Urgent 141954 5B CELL 107 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.35
725315 5B205 Toilet 1 Maint. Corrective Action 2 Urgent 141962 5B CELL 205 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 6/1/2022 0.35
726053 5C105 Toilet push button leaks 1 Maint. Corrective Action 3 Normal 141976 5C CELL 105 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported BUILDING & GROUNDS 6/2/2022 0.95
726054 5C107 hot water constantly run 1 Maint. Corrective Action 3 Normal 141978 5C CELL 107 6/1/2022 6/1/2022 6/1/2022   80 Completion Reported BUILDING & GROUNDS 6/2/2022 0.45
726932 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141970 EXHAUST FAN 5C 6/3/2022 6/3/2022   50 Work in Progress HVAC 6/3/2022
726933 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141971 EXHAUST FAN 5C 6/3/2022 6/3/2022   50 Work in Progress HVAC 6/3/2022
726934 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141994 EXHAUST FAN 5D 6/3/2022 6/3/2022   50 Work in Progress HVAC 6/3/2022
726935 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141995 EXHAUST FAN 5D 6/3/2022 6/3/2022   50 Work in Progress HVAC 6/3/2022
726936 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142242 ROOFTOP UNIT 8A 6/3/2022 6/3/2022   50 Work in Progress HVAC 6/3/2022
726937 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142265 ROOFTOP UNIT 8B 6/3/2022 6/3/2022   50 Work in Progress HVAC 6/3/2022
726938 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142289 ROOFTOP UNIT 8C 6/3/2022 6/3/2022   50 Work in Progress HVAC 6/3/2022
726939 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142313 ROOFTOP UNIT 8D 6/3/2022 6/3/2022   50 Work in Progress HVAC 6/3/2022
727398 6a104 Toilet will not flush 1 Maint. Corrective Action 3 Normal 142035 6A CELL 104 6/2/2022 6/2/2022 6/2/2022   80 Completion Reported BUILDING & GROUNDS 6/3/2022 0.45
727492 1C104 HOT WATER VALVE REPLACED 1 Maint. Corrective Action 3 Normal 141817 1C CELL 104 6/1/2022 6/1/2022   45 Pending BUILDING & GROUNDS 6/3/2022
728621 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 1.25
728622 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 1.25
728623 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported LAUNDRY 6/6/2022 0.35
728624 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported LAUNDRY 6/6/2022 0.35
728625 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported LAUNDRY 6/6/2022 0.35
728626 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.35
728627 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.35
728628 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 6/6/2022 6/6/2022 6/29/2022   80 Completion Reported KITCHEN 6/6/2022 0.3
728629 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 6/6/2022 6/6/2022 6/28/2022   80 Completion Reported KITCHEN 6/6/2022 0.45
728630 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 6/6/2022 6/6/2022 6/16/2022   80 Completion Reported KITCHEN 6/6/2022 0.17
728631 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.25
728632 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.25
728633 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.25
728634 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.25
728635 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.25
728636 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 6/6/2022 6/6/2022 6/29/2022   80 Completion Reported KITCHEN 6/6/2022 0.25
728637 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 6/6/2022 6/6/2022 6/29/2022   80 Completion Reported KITCHEN 6/6/2022 0.25
728638 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.25
729521 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 1.25
729522 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.5
729523 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.5
729524 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.75
729525 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported UTILITY 6/6/2022 0.75
729526 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 6/6/2022 6/6/2022 6/6/2022   80 Completion Reported FIRE 6/6/2022 0.75
729790 1C AC check 1 Maint. Corrective Action 2 Urgent 141833 UNIT 1 ‐ 1C 6/6/2022 6/6/2022 6/23/2022   80 Completion Reported BUILDING & GROUNDS 6/6/2022 10.5
729794 1C Toilets Sink POD check 1 Maint. Corrective Action 2 Urgent 141833 UNIT 1 ‐ 1C 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/6/2022
729795 5B205HOTWATER 1 Maint. Corrective Action 3 Normal 141962 5B CELL 205 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/6/2022
730151 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730152 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730153 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730154 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730155 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730156 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730157 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730158 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730159 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730160 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730161 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
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730162 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730163 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730164 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730165 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730166 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730167 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730168 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730169 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730170 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730171 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730172 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730173 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported SECURITY 6/7/2022 0.08
730804 5B105 HOT WATER CONSTANTLY RUN 1 Maint. Corrective Action 3 Normal 141952 5B CELL 105 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/7/2022 0.35
730807 5B108 HOT WATER OFF 1 Maint. Corrective Action 3 Normal 141955 5B CELL 108 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/7/2022 0.45
730808 5B201 HW CONSTANTLY RUNNING 1 Maint. Corrective Action 3 Normal 141958 5B CELL 201 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/7/2022 0.45
730810 5B208 WATER OFF 1 Maint. Corrective Action 3 Normal 141965 5B CELL 208 6/7/2022 6/7/2022 6/7/2022   80 Completion Reported BUILDING & GROUNDS 6/7/2022 0.5
731335 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 6/8/2022 6/8/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/8/2022 0.17
731336 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 6/8/2022 6/8/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/8/2022 0.17
731337 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 6/8/2022 6/8/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/8/2022 0.17
731338 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/8/2022 6/8/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/8/2022 0.17
731339 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 6/8/2022 6/8/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 6/8/2022 0.17
731340 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 6/8/2022 6/8/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/8/2022 0.17
731341 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 6/8/2022 6/8/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/8/2022 0.17
731342 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 6/8/2022 6/8/2022 6/15/2022   80 Completion Reported BUILDING & GROUNDS 6/8/2022 0.17
731343 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141522 METAL DETECTOR 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022 1
731344 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141552 METAL DETECTOR HANDHELD 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022 0.5
731345 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141595 METAL DETECTOR HANDHELD 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022 0.75
731346 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141596 METAL DETECTOR GROUND 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022 0.75
731347 DISHWASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141624 DISHWASHER EASTSIDE 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.35
731348 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141625 TILT SKILLET BRAZING PAN EAST 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.25
731349 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141626 TILT SKILLET BRAZING PAN EAST 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.2
731350 STEAM KETTLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.35
731351 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141713 METAL DETECTOR HANDHELD FRONT 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022 0.75
731352 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141714 METAL DETECTOR FRONT ADMIN 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022
731353 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141715 METAL DETECTOR XRAY FRONT DESK 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022 0.75
731354 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141729 COLDBOX WESTSIDE 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.35
731355 REACH‐IN COOLER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141730 COLDBOX WESTSIDE 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.3
731356 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141733 HOT BOX WESTSIDE 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.25
731357 REACH‐IN WARMER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141734 HOT BOX WESTSIDE 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.3
731358 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141735 STEAM TABLE 5 SLOT DIET LINE 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.3
731359 STEAM TABLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141736 STEAM TABLE WESTSIDE 6 SLOT 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.25
731360 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141737 OVEN 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.25
731361 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141738 OVEN 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.3
731362 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141739 OVEN 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.25
731363 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141740 OVEN 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.25
731364 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141741 OVEN 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.25
731365 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141742 OVEN ROLL IN 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.25
731366 CONVECTION OVEN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141743 OVEN TOP 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.25
731367 GRIDDLE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141744 GRIDDLE 72" GAS 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.2
731368 COMBO TILT SKILLET ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141745 TILT SKILLET BRAZING PAN WEST 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.2
731369 FOOD MIXER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141747 FLOOR MIXER WESTSIDE 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.2
731370 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141748 SLICER 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.2
731371 FOOD SLICER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141749 BUFFALO SLICER WESTSIDE 6/8/2022 6/8/2022 6/29/2022   80 Completion Reported KITCHEN 6/8/2022 0.2
731372 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141769 METAL DETECTOR HANDHELD 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022 0.5
731373 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141770 METAL DETECTOR 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022 1
731374 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141857 DRYER 1 6/8/2022 6/8/2022 6/6/2022   80 Completion Reported LAUNDRY 6/8/2022 0.3
731375 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141858 DRYER 2 6/8/2022 6/8/2022 6/6/2022   80 Completion Reported LAUNDRY 6/8/2022 0.7
731376 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141859 DRYER 3 6/8/2022 6/8/2022 6/6/2022   80 Completion Reported LAUNDRY 6/8/2022 0.35
731377 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141860 DRYER 4 6/8/2022 6/8/2022 6/6/2022   80 Completion Reported LAUNDRY 6/8/2022 0.35
731378 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141920 METAL DETECTOR HANDHELD 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022 1
731379 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141921 METAL DETECTOR 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022 0.75
731380 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142029 METAL DETECTOR 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022
731381 METAL DETECTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142145 METAL DETECTOR HANDHELD 6/8/2022 6/8/2022 6/13/2022   80 Completion Reported SECURITY 6/8/2022 2.5
733442 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141842 EXHAUST FAN 3 2A 6/10/2022 6/10/2022   50 Work in Progress HVAC 6/10/2022
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733443 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141923 ROOFTOP UNIT 5A 6/10/2022 6/10/2022   50 Work in Progress HVAC 6/10/2022
733444 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142126 EXHAUST FAN 7 HALL 6/10/2022 6/10/2022   50 Work in Progress HVAC 6/10/2022
733445 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142147 EXHAUST FAN 7A 6/10/2022 6/10/2022   50 Work in Progress HVAC 6/10/2022
733446 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142170 EXHAUST FAN 7B 6/10/2022 6/10/2022   50 Work in Progress HVAC 6/10/2022
733447 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142194 EXHAUST FAN 7C 6/10/2022 6/10/2022   50 Work in Progress HVAC 6/10/2022
733448 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142218 EXHAUST FAN 7D 6/10/2022 6/10/2022   50 Work in Progress HVAC 6/10/2022
734284 6B TV issue 1 Maint. Corrective Action 3 Normal 142075 UNIT 6 ‐ 6B 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 6/11/2022 0.5
734319 TVS NOT WORKING  ALL RM 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 6/12/2022
734320 ANCHOR LID TO SM TRASH CAN 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 6/12/2022
734826 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 6/13/2022 6/13/2022 6/14/2022   80 Completion Reported UTILITY 6/13/2022 2
734827 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 1.25
734828 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported LAUNDRY 6/13/2022 0.7
734829 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported LAUNDRY 6/13/2022 0.35
734830 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported LAUNDRY 6/13/2022 0.35
734831 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 0.35
734832 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 0.35
734833 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported KITCHEN 6/13/2022 0.45
734834 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 0.35
734835 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 0.35
734836 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 0.25
734837 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 6/13/2022 6/13/2022 6/15/2022   80 Completion Reported UTILITY 6/13/2022 0.25
734838 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 0.25
734839 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 0.25
735718 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 6/13/2022 6/13/2022 6/14/2022   80 Completion Reported UTILITY 6/13/2022 1.5
735719 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 0.5
735720 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 0.5
735721 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 0.75
735722 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported UTILITY 6/13/2022 0.75
735723 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported FIRE 6/13/2022 1
735973 TRASH COMPACTOR 1 Maint. Corrective Action 2 Urgent 141441 TORRANCE COUNTY DETENTION CTR 6/13/2022 6/13/2022 6/13/2022   80 Completion Reported BUILDING & GROUNDS 6/13/2022 0.5
736421 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736422 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736423 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736424 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736425 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736426 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736427 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736428 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736429 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736430 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736431 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736432 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736433 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736434 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736435 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736436 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736437 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736438 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736439 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736440 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736441 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736442 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736443 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142168 SEF 7A SE 6/14/2022 6/14/2022   50 Work in Progress FIRE 6/14/2022
736444 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142192 SEF 7B SE 6/14/2022 6/14/2022   50 Work in Progress FIRE 6/14/2022
736445 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142216 SEF 7C SE 6/14/2022 6/14/2022   50 Work in Progress FIRE 6/14/2022
736446 SMOKE EXHAUST FAN ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 142239 SEF 7D SE 6/14/2022 6/14/2022   50 Work in Progress FIRE 6/14/2022
736447 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported SECURITY 6/14/2022 0.08
736560 6D AIR CONDITIONER TOO COLD 1 Maint. Corrective Action 4 Low Priority 142122 UNIT 6 ‐ 6D 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 6/14/2022 0.25
736746 6CCOLD 1 Maint. Corrective Action 2 Urgent 142099 UNIT 6 ‐ 6C 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 6/14/2022
736874 1C 107 TOILET 1 Maint. Corrective Action 3 Normal 141820 1C CELL 107   45 Pending BUILDING & GROUNDS 6/14/2022
736876 5ADR Sprinkler damaged inmates 1 Maint. Corrective Action 3 Normal 141944 UNIT 5 ‐ 5A 6/14/2022 6/14/2022 6/14/2022   80 Completion Reported BUILDING & GROUNDS 6/14/2022 4
738035 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738036 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738037 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
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738038 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738039 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 6/15/2022 6/15/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/15/2022 0.17
738040 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738041 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738042 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738043 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 6/15/2022 6/15/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/15/2022 0.17
738044 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738045 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738046 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738047 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 6/15/2022 6/15/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/15/2022 0.17
738048 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738049 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738050 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738051 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738052 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738053 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738054 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/15/2022 6/15/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/15/2022 0.17
738055 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738056 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738057 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738058 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738059 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 6/15/2022 6/15/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/15/2022 0.17
738060 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738061 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738062 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738063 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738064 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 6/15/2022 6/15/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/15/2022 0.17
738065 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738066 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738067 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738068 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738069 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 6/15/2022 6/15/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/15/2022 0.17
738070 ELECTRIC LOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738071 MECHANICAL LOCK ‐ SEMI‐ANNUAL 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738072 ELECTRIC LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738073 MECHANICAL LOCK ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 6/15/2022 6/15/2022   50 Work in Progress BUILDING & GROUNDS 6/15/2022
738074 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 6/15/2022 6/15/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/15/2022
738075 GREASE TRAP ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 6/15/2022 6/15/2022 6/30/2022   80 Completion Reported FIRE 6/15/2022 4
738076 GREASE TRAP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 6/15/2022 6/15/2022 6/30/2022   80 Completion Reported FIRE 6/15/2022 0.25
738077 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141496 GREASE TRAP WEST 6/15/2022 6/15/2022 6/30/2022   80 Completion Reported FIRE 6/15/2022 0.25
738078 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141502 HEATER INTAKE 1 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported HVAC 6/15/2022 0.5
738079 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141503 HEATER INTAKE 2 6/15/2022 6/15/2022 6/17/2022   80 Completion Reported HVAC 6/15/2022 0.5
738080 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141507 WASHER 6/15/2022 6/15/2022 7/6/2022   80 Completion Reported LAUNDRY 6/15/2022 0.25
738081 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141508 DRYER 1 6/15/2022 6/15/2022 7/6/2022   80 Completion Reported LAUNDRY 6/15/2022 0.25
738082 DRYER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141509 DRYER 2 6/15/2022 6/15/2022 7/6/2022   80 Completion Reported LAUNDRY 6/15/2022 0.25
738083 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141524 XRAY INTAKE 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported SECURITY 6/15/2022 1.25
738084 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141575 HEATER WG H1 SOUTHWEST 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported HVAC 6/15/2022 0.25
738085 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141576 HEATER WG H2 SOUTHEAST 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported HVAC 6/15/2022 0.25
738086 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141577 HEATER WG H3 NORTHWEST 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported HVAC 6/15/2022 0.25
738087 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141578 HEATER WG H4 NORTHEAST 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported HVAC 6/15/2022 0.25
738088 ICE MACHINE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 6/15/2022 6/15/2022 6/28/2022   80 Completion Reported KITCHEN 6/15/2022 0.25
738089 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141621 ICE MACHINE EAST SIDE 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported KITCHEN 6/15/2022 0.25
738090 GAS UNIT HEATER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141670 GAS UNIT HEATER 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported HVAC 6/15/2022 0.17
738091 GREASE TRAP ‐ SEMI‐ANNUALLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 6/15/2022 6/15/2022 6/30/2022   80 Completion Reported KITCHEN 6/15/2022 4
738092 GREASE TRAP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 6/15/2022 6/15/2022 6/30/2022   80 Completion Reported KITCHEN 6/15/2022 0.25
738093 GREASE TRAP ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141701 GREASE TRAP EAST 6/15/2022 6/15/2022 6/30/2022   80 Completion Reported KITCHEN 6/15/2022 0.25
738094 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141716 FIRE EXTINGUISHER 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported FIRE 6/15/2022 0.33
738095 FIRE EXTINGUISHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141717 FIRE EXTINGUISHER 6/15/2022 6/15/2022 6/15/2022   80 Completion Reported FIRE 6/15/2022 0.33
738096 ICE MACHINE ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 6/15/2022 6/15/2022 6/28/2022   80 Completion Reported KITCHEN 6/15/2022 0.5
738097 ICE MACHINE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141728 ICE MACHINE WEST SIDE 6/15/2022 6/15/2022 6/28/2022   80 Completion Reported KITCHEN 6/15/2022 0.75
738098 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141854 WASHER 6/15/2022 6/15/2022 7/6/2022   80 Completion Reported LAUNDRY 6/15/2022 0.25
738099 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141855 WASHER 6/15/2022 6/15/2022 7/6/2022   80 Completion Reported LAUNDRY 6/15/2022 0.25
738100 WASHER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141856 WASHER 6/15/2022 6/15/2022 7/6/2022   80 Completion Reported LAUNDRY 6/15/2022 0.25
738101 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141922 IDF 5/6 FLOOR 6/15/2022 6/15/2022 7/1/2022   80 Completion Reported SECURITY 6/15/2022 1
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738102 SEWAGE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142348 GRINDER 6/15/2022 6/15/2022 6/24/2022   80 Completion Reported UTILITY 6/15/2022 0.75
739404 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164783 IDF 1/2 FLOOR 6/15/2022 6/15/2022 7/1/2022   80 Completion Reported SECURITY 6/15/2022 1
739405 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164784 IDF CENTRAL CONTROL 6/15/2022 6/15/2022 7/1/2022   80 Completion Reported SECURITY 6/15/2022 1
739406 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164785 IDF 7/8 FLOOR 6/15/2022 6/15/2022 7/1/2022   80 Completion Reported SECURITY 6/15/2022 1
739407 SECURITY SYSTEM ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164786 MDF / MILESTONE ROOM 6/15/2022 6/15/2022   50 Work in Progress SECURITY 6/15/2022
739571 MOUNT SOAP DISPENSER MED113 RM 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 6/16/2022 6/16/2022 6/16/2022 Pending FSM review 80 Completion Reported BUILDING & GROUNDS 6/15/2022 0.25
739573 6C 101 Pipechase leak flooding 1 Maint. Corrective Action 3 Normal 142079 6C CELL 101 6/16/2022 6/16/2022 6/16/2022   80 Completion Reported BUILDING & GROUNDS 6/15/2022 0.33
739576 1C AIRCONDITIONING 1 Maint. Corrective Action 3 Normal 141833 UNIT 1 ‐ 1C 6/16/2022 6/16/2022 6/17/2022   80 Completion Reported BUILDING & GROUNDS 6/15/2022 4.5
741111 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141605 ROOFTOP UNIT 5 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741112 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141606 ROOFTOP UNIT 6 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741113 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141616 EXHAUST FAN 7 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741114 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141617 EXHAUST FAN 8 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741115 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141726 SPLIT DRY STORAGE ROOM 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741116 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141846 EXHAUST FAN 1 2B 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741117 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141847 EXHAUST FAN 2 2B 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741118 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141848 EXHAUST FAN 3 2B 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741119 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141865 EXHAUST FAN 4A NORTH 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741120 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141890 SPLIT 5 CONTROL 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741121 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141891 SPLIT 5 E1 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741122 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142027 SPLIT 6 CONTROL 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741123 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142030 ROOFTOP UNIT 6A 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741124 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142031 EXHAUST FAN 6A 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741125 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142053 ROOFTOP UNIT 6B 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741126 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142054 EXHAUST FAN 6B 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741127 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142077 ROOFTOP UNIT 6C 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741128 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142078 EXHAUST FAN 6C 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741129 ROOFTOP UNIT ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142101 ROOFTOP UNIT 6D 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741130 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142102 EXHAUST FAN 6D 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741131 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142127 SPLIT 7 CONTROL 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741132 DUCTLESS SPLIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 142240 SPLIT 8 CONTROL 6/17/2022 6/17/2022   50 Work in Progress HVAC 6/17/2022
741563 Dry Storage Air conditioning 1 Maint. Corrective Action 3 Normal 141620 EAST CULINARY (KITCHEN) 6/23/2022 6/23/2022 6/23/2022   80 Completion Reported BUILDING & GROUNDS 6/17/2022
742615 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 6/20/2022 6/20/2022 6/24/2022   80 Completion Reported UTILITY 6/20/2022 1.5
742616 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 6/20/2022 6/20/2022 6/24/2022   80 Completion Reported UTILITY 6/20/2022 0.5
742617 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported LAUNDRY 6/20/2022 0.35
742618 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported LAUNDRY 6/20/2022 0.35
742619 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported LAUNDRY 6/20/2022 0.35
742620 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported UTILITY 6/20/2022 0.35
742621 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported UTILITY 6/20/2022 0.35
742622 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported KITCHEN 6/20/2022 0.25
742623 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported UTILITY 6/20/2022 0.25
742624 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported UTILITY 6/20/2022 0.3
742625 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported UTILITY 6/20/2022 0.25
742626 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported UTILITY 6/20/2022 0.25
742627 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported UTILITY 6/20/2022 0.25
742628 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 6/20/2022 6/20/2022 6/20/2022   80 Completion Reported UTILITY 6/20/2022 0.25
743676 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 6/20/2022 6/20/2022 6/24/2022   80 Completion Reported UTILITY 6/20/2022 1.75
743677 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 6/20/2022 6/20/2022 6/24/2022   80 Completion Reported UTILITY 6/20/2022 0.5
743678 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 6/20/2022 6/20/2022 6/24/2022   80 Completion Reported UTILITY 6/20/2022 0.5
743679 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 6/20/2022 6/20/2022 6/24/2022   80 Completion Reported UTILITY 6/20/2022 0.75
743680 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 6/20/2022 6/20/2022 6/24/2022   80 Completion Reported UTILITY 6/20/2022 0.75
743681 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 6/20/2022 6/20/2022 6/24/2022   80 Completion Reported FIRE 6/20/2022 1
743874 LAWLIBRARYNAIL 1 Maint. Corrective Action 3 Normal 141454 UNIT 5 6/23/2022 6/23/2022 6/23/2022   80 Completion Reported BUILDING & GROUNDS 6/20/2022
744087 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744088 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744089 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744090 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744091 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744092 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744093 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744094 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744095 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744096 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744097 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744098 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
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744099 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744100 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744101 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744102 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744103 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744104 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744105 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744106 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744107 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744108 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744109 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 6/21/2022 6/21/2022 6/22/2022   80 Completion Reported SECURITY 6/21/2022 0.08
744835 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 6/22/2022 6/22/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/22/2022 0.17
744836 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 6/22/2022 6/22/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/22/2022 0.17
744837 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 6/22/2022 6/22/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/22/2022 0.17
744838 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/22/2022 6/22/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/22/2022 0.17
744839 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 6/22/2022 6/22/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/22/2022 0.34
744840 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 6/22/2022 6/22/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/22/2022 0.17
744841 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 6/22/2022 6/22/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/22/2022 0.17
744842 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 6/22/2022 6/22/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/22/2022 0.17
744843 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141537 GAS WATER HEATER 6/22/2022 6/22/2022 6/28/2022   80 Completion Reported UTILITY 6/22/2022 1
744844 GAS WATER HEATER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141572 WATER HEATER AB3 6/22/2022 6/22/2022 6/28/2022   80 Completion Reported UTILITY 6/22/2022 0.75
745227 8A 108 toilet 1 Maint. Corrective Action 3 Normal 142251 8A CELL 108 6/23/2022 6/23/2022 6/24/2022   80 Completion Reported BUILDING & GROUNDS 6/22/2022 0.45
745233 6BCOLD 1 Maint. Corrective Action 3 Normal 142075 UNIT 6 ‐ 6B 6/23/2022 6/23/2022 6/23/2022   80 Completion Reported BUILDING & GROUNDS 6/22/2022
746266 INTERCOM 3A STORAGE 1 Maint. Corrective Action 3 Normal 141892 INTERCOM   50 Work in Progress UTILITY 6/23/2022
746281 2A 101  INTERCOM NOT WORKING 1 Maint. Corrective Action 3 Normal 141844 UNIT 2 ‐ 2A (DORM 1) 6/25/2022 6/25/2022 6/25/2022   80 Completion Reported BUILDING & GROUNDS 6/23/2022 0.5
746284 2A DORM 102  INTERCOM ON RIGHT 1 Maint. Corrective Action 3 Normal 141844 UNIT 2 ‐ 2A (DORM 1)   50 Work in Progress BUILDING & GROUNDS 6/23/2022
746336 7A101 INTERCOM WORKS BUT SOUND 1 Maint. Corrective Action 3 Normal 142148 7A CELL 101 6/23/2022 6/23/2022 6/23/2022   80 Completion Reported BUILDING & GROUNDS 6/23/2022
746346 5D 105 WALL 1 Maint. Corrective Action 3 Normal 142000 5D CELL 105 6/24/2022 6/24/2022 6/24/2022   80 Completion Reported BUILDING & GROUNDS 6/23/2022 0.5
747016 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142243 EXHAUST FAN 8A 6/24/2022 6/24/2022   50 Work in Progress HVAC 6/24/2022
747017 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142266 EXHAUST FAN 8B 6/24/2022 6/24/2022   50 Work in Progress HVAC 6/24/2022
747018 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142290 EXHAUST FAN 8C 6/24/2022 6/24/2022   50 Work in Progress HVAC 6/24/2022
747019 EXHAUST FAN ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142314 EXHAUST FAN 8D 6/24/2022 6/24/2022   50 Work in Progress HVAC 6/24/2022
747491 OUTER PED GATE REPAIRED INTERC 1 Maint. Corrective Action 3 Normal 141892 INTERCOM 6/24/2022 6/24/2022 6/24/2022   80 Completion Reported UTILITY 6/24/2022
747527 6B T.V.'s 1 Maint. Corrective Action 3 Normal 142075 UNIT 6 ‐ 6B 6/24/2022 6/24/2022 6/24/2022   80 Completion Reported BUILDING & GROUNDS 6/24/2022 1.25
747539 5A207SINK 1 Maint. Corrective Action 2 Urgent 141940 5A CELL 207 6/24/2022 6/24/2022 6/24/2022   80 Completion Reported BUILDING & GROUNDS 6/24/2022 0.5
747753 Ice machine Mirror install 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING)   45 Pending BUILDING & GROUNDS 6/24/2022
747754 CHIEF KILLEBREWS OFFICE 1 Maint. Corrective Action 3 Normal 141441 TORRANCE COUNTY DETENTION CTR   50 Work in Progress BUILDING & GROUNDS 6/24/2022
747827 8C 103 ROOM FLOODING 1 Maint. Corrective Action 2 Urgent 142293 8C CELL 103 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/25/2022 1
747828 8C PIPE CHASE FLOODING ROOMS 1 Maint. Corrective Action 2 Urgent 142294 8C CELL 104 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/25/2022 1
747857 Ovens not operating 1 Maint. Corrective Action 2 Urgent 141727 WEST CULINARY (DINING) 6/27/2022 6/27/2022 6/27/2022   80 Completion Reported BUILDING & GROUNDS 6/26/2022 0.25
747877 6A 104 TOILET CONSTANTLY RUNNI 1 Maint. Corrective Action 3 Normal 142035 6A CELL 104   45 Pending BUILDING & GROUNDS 6/26/2022
747878 6A 203 CELL SINK IS CLOGGED 1 Maint. Corrective Action 3 Normal 142043 6A CELL 203   45 Pending BUILDING & GROUNDS 6/26/2022
747879 6A 103 SINK/LIGHTS UNOPERABLE 1 Maint. Corrective Action 3 Normal 142034 6A CELL 103 6/27/2022 6/27/2022 6/27/2022   80 Completion Reported BUILDING & GROUNDS 6/26/2022 0.75
748284 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 6/27/2022 6/27/2022 6/29/2022   80 Completion Reported UTILITY 6/27/2022 1
748285 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 6/27/2022 6/27/2022 6/27/2022   80 Completion Reported UTILITY 6/27/2022 1.25
748286 TRACTOR ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141497 JD TRACTOR 6/27/2022 6/27/2022   50 Work in Progress VEHICLE 6/27/2022
748287 MOWER ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141499 JD MOWER 6/27/2022 6/27/2022   50 Work in Progress VEHICLE 6/27/2022
748288 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141500 COMPACTOR OPERATOR 6/27/2022 6/27/2022 6/29/2022   80 Completion Reported GENERAL 6/27/2022 1
748289 TRASH COMPACTOR ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141501 TRASH COMPACTOR 1 6/27/2022 6/27/2022 6/29/2022   80 Completion Reported GENERAL 6/27/2022 1
748290 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported LAUNDRY 6/27/2022 0.3
748291 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported LAUNDRY 6/27/2022 0.3
748292 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported LAUNDRY 6/27/2022 0.25
748293 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported UTILITY 6/27/2022 0.35
748294 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported UTILITY 6/27/2022 0.35
748295 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported KITCHEN 6/27/2022 0.45
748296 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141680 BOILER 6/27/2022 6/27/2022   50 Work in Progress UTILITY 6/27/2022
748297 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141681 BOILER 6/27/2022 6/27/2022   50 Work in Progress UTILITY 6/27/2022
748298 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported UTILITY 6/27/2022 0.35
748299 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 6/27/2022 6/27/2022 6/27/2022   80 Completion Reported UTILITY 6/27/2022 0.35
748300 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported UTILITY 6/27/2022 0.3
748301 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported UTILITY 6/27/2022 0.25
748302 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported UTILITY 6/27/2022 0.25
748303 TIME CLOCK ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141721 TIME CLOCK 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported GENERAL 6/27/2022 0.25
748304 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 6/27/2022 6/27/2022 6/28/2022   80 Completion Reported UTILITY 6/27/2022 0.25
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749078 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 6/27/2022 6/27/2022 6/29/2022   80 Completion Reported UTILITY 6/27/2022 1
749079 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 6/27/2022 6/27/2022 6/27/2022   80 Completion Reported UTILITY 6/27/2022 0.5
749080 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 6/27/2022 6/27/2022 6/27/2022   80 Completion Reported UTILITY 6/27/2022 0.5
749081 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 6/27/2022 6/27/2022 6/27/2022   80 Completion Reported UTILITY 6/27/2022 0.75
749082 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 6/27/2022 6/27/2022 6/27/2022   80 Completion Reported UTILITY 6/27/2022 0.75
749083 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 6/27/2022 6/27/2022 6/27/2022   80 Completion Reported FIRE 6/27/2022 0.75
749201 7A SKYLIGHT LEAK DAYROOM 1 Maint. Corrective Action 3 Normal 142167 UNIT 7 ‐ 7A Requested quote from vendor 45 Pending BUILDING & GROUNDS 6/27/2022
749205 7B DAYROOM SYKLIGHT LEAKING 1 Maint. Corrective Action 3 Normal 142191 UNIT 7 ‐ 7B Requesteed Quote from vendor 45 Pending BUILDING & GROUNDS 6/27/2022
749212 7C DAYROOM SKYLIGHT LEAKING 1 Maint. Corrective Action 3 Normal 142215 UNIT 7 ‐ 7C Requested quote from vendor 45 Pending BUILDING & GROUNDS 6/27/2022
749214 7D SKYLIGHT LEAKING DAYROOM 1 Maint. Corrective Action 3 Normal 142217 ROOFTOP UNIT 7D Requested quote from vendor 45 Pending HVAC 6/27/2022
749316 8A 103 Toilet not working 1 Maint. Corrective Action 3 Normal 142246 8A CELL 103 6/27/2022 6/27/2022 6/27/2022   80 Completion Reported BUILDING & GROUNDS 6/27/2022 1
749342 5B DUCTS BTM CELLs NOT CONNECT 1 Maint. Corrective Action 3 Normal 141968 UNIT 5 ‐ 5B   50 Work in Progress BUILDING & GROUNDS 6/27/2022
749651 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022
749652 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 2.5
749653 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749654 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749655 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.25
749656 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749657 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749658 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749659 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749660 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749661 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749662 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749663 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749664 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749665 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749666 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749667 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749668 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749669 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749670 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749671 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749672 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749673 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported SECURITY 6/28/2022 0.08
749904 Food Delivery Cart Wheel 1 Maint. Corrective Action 3 Normal 141727 WEST CULINARY (DINING) 6/29/2022 6/29/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/28/2022 0.25
750004 8A 101 TOILET LEAKS AT BASE 1 Maint. Corrective Action 3 Normal 142244 8A CELL 101 6/29/2022 6/29/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/28/2022 1.5
750005 8A 107 TOILET LEAKS 1 Maint. Corrective Action 3 Normal 142250 8A CELL 107 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/28/2022 1.5
750012 8B 106 CELL WINDOW BROKEN 1 Maint. Corrective Action 2 Urgent 142272 8B CELL 106 6/29/2022 6/29/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/28/2022 6
750013 8B 207 DUCT TORN IN HALF 1 Maint. Corrective Action 3 Normal 142283 8B CELL 207 6/29/2022 6/29/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/28/2022 0.33
750014 8C 202 TOILET BUTN NOT WORKING 1 Maint. Corrective Action 3 Normal 142302 8C CELL 202 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/28/2022 0.5
750015 8C 203 TOILET NOT FLUSHING 1 Maint. Corrective Action 3 Normal 142303 8C CELL 203 6/28/2022 6/28/2022 6/28/2022   80 Completion Reported BUILDING & GROUNDS 6/28/2022 0.5
750120 HR 101 HANDICAP CLOGGED TOILET 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 6/29/2022 6/29/2022 6/29/2022   80 Completion Reported BUILDING & GROUNDS 6/28/2022 1.25
750339 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 6/29/2022 6/29/2022 7/6/2022   80 Completion Reported BUILDING & GROUNDS 6/29/2022
750340 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 6/29/2022 6/29/2022 7/6/2022   80 Completion Reported BUILDING & GROUNDS 6/29/2022
750341 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 6/29/2022 6/29/2022 7/6/2022   80 Completion Reported BUILDING & GROUNDS 6/29/2022
750342 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 6/29/2022 6/29/2022 7/6/2022   80 Completion Reported BUILDING & GROUNDS 6/29/2022
750343 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 6/29/2022 6/29/2022 7/6/2022   80 Completion Reported BUILDING & GROUNDS 6/29/2022
750344 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 6/29/2022 6/29/2022 7/6/2022   80 Completion Reported BUILDING & GROUNDS 6/29/2022
750345 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 6/29/2022 6/29/2022 7/6/2022   80 Completion Reported BUILDING & GROUNDS 6/29/2022
750346 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 6/29/2022 6/29/2022 7/6/2022   80 Completion Reported BUILDING & GROUNDS 6/29/2022
750347 NLEF VOLTAGE TEST ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 6/29/2022 6/29/2022   50 Work in Progress SECURITY 6/29/2022 2
750530 STATION 3  DRAWER OFF TRACK 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 6/30/2022 6/30/2022 6/30/2022   80 Completion Reported BUILDING & GROUNDS 6/29/2022 0.5
750813 HR 103 WATER PRESSURE RT SINK 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM) 6/30/2022 6/30/2022 6/30/2022   80 Completion Reported BUILDING & GROUNDS 6/29/2022 4
750814 FASTEN BOARD IN BACK PROPERTY 1 Maint. Corrective Action 3 Normal 141445 INTAKE (GYM)   45 Pending BUILDING & GROUNDS 6/29/2022
751421 5B 101 SINK AND TOILET CLOGGED 1 Maint. Corrective Action 3 Normal 141948 5B CELL 101 7/6/2022 7/6/2022 7/6/2022   80 Completion Reported BUILDING & GROUNDS 6/30/2022 0.45
755234 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755235 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755236 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755237 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755238 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755239 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755240 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755241 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
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755242 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755243 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755244 ELECTRIC LOCK ‐ ANNUALLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755245 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755246 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755247 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755248 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755249 SHOWER TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755250 AIR TEMPERATURE ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755251 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 7/1/2022 7/1/2022 7/5/2022   80 Completion Reported UTILITY 7/1/2022
755252 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141489 AIR CURTAIN A22A 7/1/2022 7/1/2022   50 Work in Progress KITCHEN 7/1/2022
755253 AIR CURTAIN ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141490 AIR CURTAIN A23A 7/1/2022 7/1/2022   50 Work in Progress KITCHEN 7/1/2022
755254 STUN FENCE (NLEF) ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141546 NLEF 7/1/2022 7/1/2022   50 Work in Progress SECURITY 7/1/2022
755255 DRAINS ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141620 EAST CULINARY (KITCHEN) 7/1/2022 7/1/2022   50 Work in Progress BUILDING & GROUNDS 7/1/2022
755256 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141682 BOILER 7/1/2022 7/1/2022   50 Work in Progress UTILITY 7/1/2022
755257 BOILER ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141683 BOILER 7/1/2022 7/1/2022   50 Work in Progress UTILITY 7/1/2022
755258 FIRE PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 7/1/2022 7/1/2022 7/5/2022   80 Completion Reported FIRE 7/1/2022
755259 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141718 CONTROL VALVE 7/1/2022 7/1/2022   50 Work in Progress FIRE 7/1/2022
755260 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141719 CONTROL VALVE S/N G‐TF 7/1/2022 7/1/2022   50 Work in Progress FIRE 7/1/2022
755261 WET PIPE/ EXTINGUISH ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141720 CONTROL VALVE S/N TSA 7/1/2022 7/1/2022   50 Work in Progress FIRE 7/1/2022
756777 GENERATOR LOAD ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 7/1/2022 7/1/2022 7/5/2022   80 Completion Reported UTILITY 7/1/2022
757858 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141477 GENERATOR SALLYPORT 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
757859 MECHANICAL ROOM ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141486 SOUTH PUMP HOUSE 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
757860 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141510 LINT SCREEN DRYER 1 7/4/2022 7/4/2022 7/6/2022   80 Completion Reported LAUNDRY 7/4/2022 0.25
757861 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141511 LINT SCREEN DRYER 2 7/4/2022 7/4/2022 7/6/2022   80 Completion Reported LAUNDRY 7/4/2022 0.25
757862 LINT TRAP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141512 LINT SCREEN WASHER DRAIN 7/4/2022 7/4/2022 7/6/2022   80 Completion Reported LAUNDRY 7/4/2022 0.25
757863 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141539 COMPRESSOR 7/4/2022 7/4/2022 7/6/2022   80 Completion Reported UTILITY 7/4/2022 0.35
757864 AIR COMPRESSOR ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141540 COMPRESSOR AIR DRYER 7/4/2022 7/4/2022 7/6/2022   80 Completion Reported UTILITY 7/4/2022 0.35
757865 KETTLE ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141627 KETTLE SMALL JACKETED 7/4/2022 7/4/2022 7/6/2022   80 Completion Reported KITCHEN 7/4/2022 0.25
757866 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141686 WATER SOFTENER 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
757867 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141687 WATER SOFTENER 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
757868 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141688 WATER SOFTENER UNIT 1 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
757869 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141689 WATER SOFTENER UNIT 2 7/4/2022 7/4/2022 7/6/2022   80 Completion Reported UTILITY 7/4/2022
757870 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141690 WATER SOFTENER UNIT 3 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
757871 WATER SOFTENER ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142024 WATER SOFTENER 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
759051 GENERATOR INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164424 GENERATOR 4 PARKING LOT 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
759052 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164432 SEWER LIFT PUMP EAST 1 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
759053 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164433 SEWER LIFT PUMP EAST 2 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
759054 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164434 SEWER LIFT PUMP WEST 1 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
759055 SEWAGE LIFT STATION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164435 SEWER LIFT PUMP WEST 2 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported UTILITY 7/4/2022
759056 FIRE PUMP ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 164438 FIRE PUMP 7/4/2022 7/4/2022 7/5/2022   80 Completion Reported FIRE 7/4/2022
759347 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141468 1 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759348 BOOSTER PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141481 WATER PRESSURE BOOSTER SKID 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported UTILITY 7/5/2022 0.17
759349 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141493 40 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759350 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141521 7 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759351 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141538 CARTRIDGE CIRCULATOR 7/5/2022 7/5/2022   50 Work in Progress UTILITY 7/5/2022
759352 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141542 5 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759353 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141551 8 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759354 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141573 RECIRCULATORY PUMP AB2 7/5/2022 7/5/2022   50 Work in Progress UTILITY 7/5/2022
759355 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141591 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759356 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141592 2 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759357 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141622 FREEZER #1 EASTSIDE 7/5/2022 7/5/2022   50 Work in Progress KITCHEN 7/5/2022
759358 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141623 COOLER #1 EASTSIDE 7/5/2022 7/5/2022   50 Work in Progress KITCHEN 7/5/2022
759359 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141628 1 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759360 CIRCULATION PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 141691 HYDRO EXPANSION PUMP 7/5/2022 7/5/2022   50 Work in Progress UTILITY 7/5/2022
759361 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141712 10 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759362 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141723 2 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759363 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141731 FREEZER #2 WESTSIDE 7/5/2022 7/5/2022   50 Work in Progress KITCHEN 7/5/2022
759364 WALK‐IN UNIT ‐ MONTHLY 6 Preventive Maintenance Order 3 Normal 141732 COOLER #2 WESTSIDE 7/5/2022 7/5/2022   50 Work in Progress KITCHEN 7/5/2022
759365 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141750 6 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759366 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141768 7 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759367 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141792 1A FRONT CAMERA 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759368 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141793 1A SIDE CAMERA 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759369 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141837 3 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
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759370 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141851 5 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759371 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141861 2 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759372 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141885 4 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759373 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141919 11 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759374 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142025 1 CAMERAS 7/5/2022 7/5/2022 7/8/2022   80 Completion Reported SECURITY 7/5/2022
759375 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142028 4 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759376 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142144 7 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759377 CAMERAS ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 142241 4 CAMERAS 7/5/2022 7/5/2022 7/6/2022   80 Completion Reported SECURITY 7/5/2022
759378 BOOSTER PUMP ‐ QUARTERLY 6 Preventive Maintenance Order 3 Normal 142349 BOOSTER PUMP CANGRLLS 7/5/2022 7/5/2022 7/5/2022   80 Completion Reported UTILITY 7/5/2022
760031 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141450 UNIT 1 7/6/2022 7/6/2022   50 Work in Progress BUILDING & GROUNDS 7/6/2022
760032 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141451 UNIT 2 7/6/2022 7/6/2022   50 Work in Progress BUILDING & GROUNDS 7/6/2022
760033 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141452 UNIT 3 7/6/2022 7/6/2022   50 Work in Progress BUILDING & GROUNDS 7/6/2022
760034 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141453 UNIT 4 SEG 7/6/2022 7/6/2022   50 Work in Progress BUILDING & GROUNDS 7/6/2022
760035 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141454 UNIT 5 7/6/2022 7/6/2022   50 Work in Progress BUILDING & GROUNDS 7/6/2022
760036 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141455 UNIT 6 7/6/2022 7/6/2022   50 Work in Progress BUILDING & GROUNDS 7/6/2022
760037 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141456 UNIT 7 7/6/2022 7/6/2022   50 Work in Progress BUILDING & GROUNDS 7/6/2022
760038 LIGHTING INSPECTION ‐ WEEKLY 6 Preventive Maintenance Order 3 Normal 141457 UNIT 8 7/6/2022 7/6/2022   50 Work in Progress BUILDING & GROUNDS 7/6/2022
761298 1A207SINK 1 Maint. Corrective Action 2 Urgent 141787 1A CELL 207   01 Work Requested BUILDING & GROUNDS 7/7/2022
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